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Underground Conduit Pathway - Ground Floor

REVISIONS

No. Description Date

GENERAL NOTES

1. COORDINATE WITH UNDERSLAB DRAINAGE, 

    PLUMBING, AND RADON SUPPRESSION SYSTEMS.

2. CONDUIT ROUTING IS SHOWN FOR REFERENCES ONLY. THE 

    ELECTRICAL TRADE CONTRACTOR MAY MODIFY ROUTING

    BASED ON FIELD CONDITIONS OR EASE OF INSTALLATION.

3. ALTHOUGH NOT ALL BRANCH AND FEEDER CONDUITS ARE 

    SHOWN IT IS THE INTENT OF THESE DRAWINGS THAT ALL

    CONDUITS SHALL BE INSTALLED BY THE ELECTRICAL TRADE 

    CONTRACTOR.
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Underground Conduit Pathway - First Floor Section A
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No. Description Date

GENERAL NOTES

1. COORDINATE WITH UNDERSLAB DRAINAGE, 

    PLUMBING, AND RADON SUPPRESSION SYSTEMS.

2. CONDUIT ROUTING IS SHOWN FOR REFERENCES ONLY. THE 

    ELECTRICAL TRADE CONTRACTOR MAY MODIFY ROUTING

    BASED ON FIELD CONDITIONS OR EASE OF INSTALLATION.

3. ALTHOUGH NOT ALL BRANCH AND FEEDER CONDUITS ARE 

    SHOWN IT IS THE INTENT OF THESE DRAWINGS THAT ALL

    CONDUITS SHALL BE INSTALLED BY THE ELECTRICAL TRADE 

    CONTRACTOR.
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1. COORDINATE WITH UNDERSLAB DRAINAGE, 

    PLUMBING, AND RADON SUPPRESSION SYSTEMS.

2. CONDUIT ROUTING IS SHOWN FOR REFERENCES ONLY. THE 

    ELECTRICAL TRADE CONTRACTOR MAY MODIFY ROUTING

    BASED ON FIELD CONDITIONS OR EASE OF INSTALLATION.

3. ALTHOUGH NOT ALL BRANCH AND FEEDER CONDUITS ARE 

    SHOWN IT IS THE INTENT OF THESE DRAWINGS THAT ALL

    CONDUITS SHALL BE INSTALLED BY THE ELECTRICAL TRADE 

    CONTRACTOR.
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SWITCH  SCHEDULE RECOMMENDATIONS (TO BE APPROVED BY OWNER)

SWITCH TYPE DESCRIPTION SERVICE

2-BUTTON SWITCH

BUTTON #1: ON

BUTTON #2: OFF

AS SHOWN ON PLANS, EXCEPT FOR HALLS AND 

VESTIBULES. COORDINATE PROGRAMMING OF 

SWITCHES IN HALLS AND VESTIBULES WITH 

THE OWNER.

2

DA

2-BUTTON SWITCH WITH RAISE/LOWER

BUTTON #1: GENERAL ON/OFF

BUTTON #2: 50%

RAISE/LOWER BUTTON: DIM FIXTURES IN THE ROOM

AS SHOWN ON PLANS.2D

DA

4-BUTTON SWITCH WITH RAISE/LOWER

BUTTON #1: ON/OFF

BUTTON #2: MEDIUM

BUTTON #3: LOW

BUTTON #4: PROJECTOR

RAISE/LOWER BUTTON: DIM FIXTURES IN THE ROOM

CLASSROOMS AND SIMILAR SPACES.4D

DA

GENERAL NOTES:

1. LIGHT SWITCHES SHALL BE PROGRAMMED AS NOTED ABOVE. UNLESS NOTED 

    OTHERWISE.

2. IN THE TOILETS AND BATHROOMS DURING NORMAL OPERATING HOURS WHEN NO 

    OCCUPANCY IS DETECTED LIGHTS TO DIM TO 10%. AFTER HOURS WHEN NO 

    OCCUPANCY IS DETECTED LIGHTS TO TURN OFF. SWITCH SHALL BE 

    PROGRAMMED TO OPERATE AFTER HOURS AS ON/OFF.

3. IN THE STAIRWELLS AFTER HOURS WHEN NO OCCUPANCY IS DETECTED LIGHTS TO   

    DIM TO 50%.

4. CORRIDOR LIGHTS SHALL DIM TO 15% AT 6:30 PM. CORRIDOR LIGHTS SHALL TURN OFF 

    AT 11:00 PM. CORRIDOR LIGHTS SHALL TURN ON AT 6:45 AM 

5. ALL EXTERIOR BUILDING MOUNTED LIGHT FIXTURES  SHALL BE PROGRAMMED TO BE 

    CONTROLLED VIA LIGHTING CONTROL PANEL'S PHOTOCELL AND TIMER. COORDINATE 

    WITH OWNER.

6. ALL EXTERIOR POLE MOUNTED LIGHT FIXTURES  (EXCEPT FOR SPORTS LIGHTING) SHALL 

    BE PROGRAMMED TO BE CONTROLLED VIA LUMAWATT LIGHTING CONTROL SYSTEM. 

7. LIGHTING CONTROL SYSTEM SHALL BE FACTORY COMMISSIONED. 

8. SWITCHES SHALL BE ENGRAVED AFTER OBTAINING APROVAL FROM THE OWNER.

4-BUTTON SWITCH WITH RAISE/LOWER

BUTTON #1: ON/OFF

BUTTON #2: COORDINATE WITH OWNER

BUTTON #3: COORDINATE WITH OWNER

BUTTON #4: COORDINATE WITH OWNER

RAISE/LOWER BUTTON: DIM FIXTURES IN THE ROOM

EXCEPT CLASSROOMS AND SIMILAR 

SPACES. COORDINATE WITH OWNER.

4D

DA
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KEYED NOTES FOR E1.9

1 LIGHT FIXTURE TYPE AP SHALL BE WIRED VIA REMOTELY 

LOCATED LED/DMX DRIVERS. LOCATE REMOTE DRIVERS ON 

THE BACKSIDE OF THE FAR CATWALK, SO THEY CAN BE 

CLOSE TO ALMOST ANY POINT IN THE AUDITORIUM. 

COORDINATE WITH THE ARCHITECT.

FURNISH AND INSTALL DMX WIRING FROM THE AP 

FIXTURES BACK TO THE LIGHTING CONTROL RACK IN THE 

HOUSE RIGHT ELECTRICAL ROOM. SEE THEATRICAL 

LIGHTING DRAWING TL3 FOR LIGHTING CONTROL RACK 

LOCATION.

FURNISH AND INSTALL WIRING FROM REMOTELY LOCATED 

LED/DMX DRIVER TO LIGHT FIXTURE TYPE AP.

GENERAL NOTES FOR E1.9

1. THE ELECTRICAL SUBCONTRACTOR SHALL COORDINATE 

THE EXACT LOCATION OF ALL ELECTRICAL DEVICES WITH 

THE ARCHITECT PRIOR TO ROUGH-IN.

2

3
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KEYED NOTES FOR E1.13

1 SEE SECTION PLANS ON THIS SHEET FOR LIGHT CIRCUIT 

INFORMATION FOR FIXTURE TYPE N3. INSTALL ALL 

ASSOCIATED DRIVERS, REPEATERS, AND DIMMERS IN THE 

COMPARTMENT AT THE BOTTOM OF EACH LIGHTING PANEL. 

FURNISH AND INSTALL DMX CABLING TO THEATRICAL 

LIGHTING CONTROL PANEL. COORDINATE WITH THE 

ARCHITECT.

FIXTURES TYPE N4 SHALL BE STAGGERED SUCH THAT THE 

GLOBES (BULBS) ARE 3" ON CENTER. COORDINATE WITH 

THE ARCHITECT. FURNISH AND INSTALL DMX CABLING FOR 

LIGHT FIXTURE TYPE N4 TO THEATRICAL LIGHTING 

CONTROL PANEL. 

LIGHT SWITCH MOUNTED ON 3x3 POST. COORDINATE 

LOCATION OF ALL LIGHT SWITCHES WITH THE ARCHITECT 

PRIOR TO INSTALLATION

SWITCH BETWEEN STAIR, COORDINATE EXACT LOCATION 

WITH THE ARCHITECT.

SWITCH AT PLATFORM. MH=786'-0". COORDINATE WITH 

THE ARCHITECT.

GENERAL NOTES FOR E1.13

1.

2.

3.

THEATRICAL LIGHTING CONTROL PANEL MCPB2 LOCATED 

IN AUDITORIUM ELEC. B160.2. SEE THEATRICAL LIGHTING 

PLANS (DRAWING TL1) FOR ADDITIONAL INFORMATION.

COORDINATE LOCATIONS OF ALL STAGE, AUDITORIUM 

AND CATWALK LIGHT FIXTURES, DRIVERS AND SWITCH 

LOCATIONS WITH THE ARCHITECT PRIOR TO 

INSTALLATION.

FURNISH AND INSTALL DMX CABLING (BELDEN 9729) FOR 

ALL LIGHT FIXTURES WITH DMX DRIVERS. TERMINATE 

CABLING AT THEATRICAL LIGHTING CONTROL PANEL.

Scale: 1/8" = 1'-0"E1.13
4 Wall Panel - Lighting

Scale: 1/8" = 1'-0"E1.13
5 Wall Panel - Lighting

Scale: 1/8" = 1'-0"E1.13
6 Wall Panel - Lighting

Scale: 1/8" = 1'-0"E1.13
7 Wall Panel - Lighting

Scale: 1/8" = 1'-0"E1.13
8 Wall Panel - Lighting

Scale: 1/8" = 1'-0"E1.13
9 Wall Panel - Lighting
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Lighting - Sections

Scale: 1/8" = 1'-0"E1.14
1 Stair #A3

Scale: 1/8" = 1'-0"E1.14
2 Stair #A2

Scale: 1/8" = 1'-0"E1.14
3 Stair #A1 Scale: 1/8" = 1'-0"E1.14

4 Stair #B1
Scale: 1/8" = 1'-0"E1.14

6 Stair #B4
Scale: 1/8" = 1'-0"E1.14

5 Stair #B3

GENERAL NOTES

1. COORDINATE EXACT LOCATION OF LIGHT FIXTURES WITH 

THE ARCHITECT PRIOR TO INSTALLATION.

Scale: 1/8" = 1'-0"E1.14
7 Catwalk 1
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8 Catwalk 2
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KEYED NOTES

20FT LONG CEILING BUSWAY. 100A-3P, 208/120V.

WIRED FROM BUSWAY. 

CORD REELS WIRED FROM BUSWAY. 3/4"C,2#12,#12G.

COORDINATE LOCATION OF OUTLETS WITH THE 

ARCHITECT PRIOR TO INSTALLATION.

WALL MOUNTED CONTROLS. COORDINATE EXACT 

LOCATION PRIOR TO INSTALLATION.

POWER FOR LAVATORY. COORDINATE EXACT LOCATION 

WITH APPROVED SUBMITTAL.

POWER FOR BUSWAY.

POWER FOR EPO.

PROVIDE 50A/2P BUS PLUG FOR ELECTRIC WELDER ON 

CART. FURNISH AND INSTALL 25 FT. SOOW CORD WITH 

6-50R OUTLET.
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GENERAL NOTES

1. SEE E9.02 FOR EQUIPMENT SCHEDULE.

2. COORDINATE ROUTING OF ALL CONDUITS WITH THE 

    ARCHITECT PRIOR TO INSTALLATION.

3. ALL OUTLETS IN AUTO/DIESEL SHALL BE INSTALLED AT             

    48" AFF.
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GENERAL NOTES

GFCI RECEPTACLES FOR SCIENCE LAB TABLES ARE TO BE

MOUNTED ON THE BACKSPLASH ABOVE THE COUNTERTOP.
1.

KEYED NOTES

POWER FOR MOTORIZED ACCORDION FIRE DOOR.

POWER FOR OVERHEAD DOOR.  

POWER FOR OVERHEAD COILING GRILLE.

SWITCH (FBO) FOR COILING OVERHEAD GRILLE.

POWER FOR DISPLAY UNIT.

SWITCH FOR MOTORIZED SHADE. COORDINATE 

LOCATION WITH THE ARCHITECT PRIOR TO 

INSTALLATION.

1

2

3

4

5

REVISIONS

No. Description Date
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KEYED NOTES

POWER FOR CO/GAS DETECTION PANEL AND EPO.  PANEL 

AND EPO TO BE FURNISHED BY OTHERS. WIRE EPO TO 

KITCHEN ELECTRICAL  PANEL'S KPSA AND KPSB AND 

SHUNT TRIP BREAKER FOR ITEMS 14 AND 39.

POWER FOR ANSUL SYSTEM.

KEYED SWITCH. COORDINATE EXACT LOCATION WITH 

THE ARCHITECT.

POWER FOR OVERHEAD COILING DOOR.

POWER FOR CO/GAS DETECTION PANEL AND EPO.  PANEL 

AND EPO TO BE FURNISHED BY OTHERS. WIRE EPO TO 

KITCHEN ELECTRICAL  PANEL CAP AND SHUNT TRIP 

CIRCUIT BREAKERS FOR ITEMS 175, 220C, 227, AND 229.

POWER FOR DIGITAL DISPLAY UNITS.

EQUIPMENT POWER IS TO BE MOUNTED IN SOFFIT 

ABOVE.

POWER FOR IRE/S SINGLE RELAY FOR SHUNT TRIP 

CIRCUIT BREAKER.

POWER FOR EPO.

1

REVISIONS

No. Description Date

2

3

4

5

6

7

GENERAL NOTES

EMERGENCY POWER OF SWITCHES IN THE KITCHEN TO 

BE FURNSHED BY THE PLUMBING CONTRACTOR. WIRED 

AND  INSTALLED BY THE ELECTRICAL SUBCONTRACTOR, 

SEE TYPICAL DETAIL. COORDINATE WITH THE PLUMBING 

CONTRACTOR PRIOR TO INSTALLATION.

1.

8
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KITCHEN EQUIPMENT SCHEDULE

TAG DESCRIPTION FLA MCA TRIP VOLTAGE POLES DISC./FUSE NEMA PANEL CKT # FEEDER TAG NOTES

ITEM 186B WORK TABLE W/ SINK 15.0 A 18.8 A 20 120 V 1 CAP 7 3/4"C,2#12,#12G ITEM 186B

ITEM 188A WORK TABLE W/ SINK 15.0 A 18.8 A 20 120 V 1 CAP 11 3/4"C,2#12,#12G ITEM 188A

ITEM 188B WORK TABLE W/ SINK 15.0 A 18.8 A 20 120 V 1 CAP 5 3/4"C,2#12,#12G ITEM 188B

ITEM 189A WORK TABLE 15.0 A 18.8 A 20 120 V 1 CAP 12 3/4"C,2#12,#12G ITEM 189A

ITEM 189B WORK TABLE 15.0 A 18.8 A 20 120 V 1 CAP 8 3/4"C,2#12,#12G ITEM 189B

ITEM 191 COUNTER TO FOOD WARMER 5.8 A 7.3 A 20 120 V 1 CAP 47 3/4"C,2#12,#12G ITEM 191

ITEM 191 COUNTER TO FOOD WARMER 5.8 A 7.3 A 20 120 V 1 CAP 63 3/4"C,2#12,#12G ITEM 191

ITEM 192 OVERHEAD HEATED LAMP 8.7 A 10.9 A 20 208 V 2 CAP 65,67 3/4"C,3#12,#12G ITEM 192 120/208V

ITEM 193 OVERHEAD HEATED LAMP 8.7 A 10.9 A 20 208 V 2 CAP 62,64 3/4"C,3#12,#12G ITEM 193 120/208V

ITEM 194 MOBILE PROOFING CABINET 16.6 A 20.0 A 20 120 V 1 CAP 32 3/4"C,2#12,#12G ITEM 194

ITEM 196A WORK TABLE 15.0 A 18.8 A 20 120 V 1 CAP 13 3/4"C,2#12,#12G ITEM 196A

ITEM 196B WORK TABLE 15.0 A 18.8 A 20 120 V 1 CAP 23 3/4"C,2#12,#12G ITEM 196B

ITEM 197A WOOD TOP BAKER'S TABLE 15.0 A 18.8 A 20 120 V 1 CAP 35 3/4"C,2#12,#12G ITEM 197A

ITEM 197B WOOD TOP BAKER'S TABLE 15.0 A 18.8 A 20 120 V 1 CAP 37 3/4"C,2#12,#12G ITEM 197B

ITEM 199 20 QT. MIXER 8.0 A 10.0 A 20 120 V 1 CAP 31 3/4"C,2#12,#12G ITEM 199

ITEM 200A WORK TABLE W/ SINK 15.0 A 18.8 A 20 120 V 1 CAP 33 3/4"C,2#12,#12G ITEM 200A

ITEM 200B WORK TABLE W/ SINK 15.0 A 18.8 A 20 120 V 1 CAP 9 3/4"C,2#12,#12G ITEM 200B

ITEM 205A WORK TABLE W/ SINK 15.0 A 18.8 A 20 120 V 1 CAP 26 3/4"C,2#12,#12G ITEM 205A

ITEM 205B WORK TABLE W/ SINK 15.0 A 18.8 A 20 120 V 1 CAP 14 3/4"C,2#12,#12G ITEM 205B

ITEM 206A WORK TABLE W/ SINK 15.0 A 18.8 A 20 120 V 1 CAP 69 3/4"C,2#12,#12G ITEM 206A

ITEM 206B WORK TABLE W/ SINK 15.0 A 18.8 A 20 120 V 1 CAP 71 3/4"C,2#12,#12G ITEM 206B

ITEM 208A WORK TABLE 15.0 A 18.8 A 20 120 V 1 CAP 24 3/4"C,2#12,#12G ITEM 208A

ITEM 208B WORK TABLE RECEPTACLE 15.0 A 18.8 A 20 120 V 1 CAP 16 3/4"C,2#12,#12G ITEM 208B

ITEM 210A WORK TABLE RECEPTACLE 15.0 A 18.8 A 20 120 V 1 CAP 34 3/4"C,2#12,#12G ITEM 210A

ITEM 210B WORK TABLE RECEPTACLE 15.0 A 18.8 A 20 120 V 1 CAP 25 3/4"C,2#12,#12G ITEM 210B

ITEM 215A DOUBLE CONVECTION OVEN 10.0 A 12.5 A 20 120 V 1 CAP 49 3/4"C,2#12,#12G ITEM 215A

ITEM 215B DOUBLE CONVECTION OVEN 10.0 A 12.5 A 20 120 V 1 CAP 55 3/4"C,2#12,#12G ITEM 215B

ITEM 217A DOUBLE CONVECTION OVEN 8.0 A 10.0 A 20 120 V 1 CAP 57 3/4"C,2#12,#12G ITEM 217A

ITEM 217B DOUBLE CONVECTION OVEN 8.0 A 10.0 A 20 120 V 1 CAP 58 3/4"C,2#12,#12G ITEM 217B

ITEM 218A DOUBLE CONVECTION OVEN 8.0 A 10.0 A 20 120 V 1 CAP 21 3/4"C,2#12,#12G ITEM 218A

ITEM 218B DOUBLE CONVECTION OVEN 8.0 A 10.0 A 20 120 V 1 CAP 59 3/4"C,2#12,#12G ITEM 218B

ITEM 219 4 BURNER RANGE WITH OVEN 4.0 A 5.0 A 20 120 V 1 CAP 19 3/4"C,2#12,#12G ITEM 219

ITEM 220A EXHAUST HOOD 15.0 A 19.0 A 20 120 V 1 CASP 5 3/4"C,2#12,#12G ITEM 220A EC - INTERCONNECT LIGHTS WITH POWER & SWITCH

ITEM 220B EXHAUST HOOD 15.0 A 19.0 A 20 120 V 1 CASP 7 3/4"C,2#12,#12G ITEM 220B EC - INTERCONNECT LIGHTS WITH POWER & SWITCH

ITEM 220C EXHAUST HOOD 15.0 A 19.0 A 20 120 V 1 CAP 73 3/4"C,2#12,#12G ITEM 220C EC - INTERCONNECT LIGHTS WITH POWER & SWITCH

ITEM 220D EXHAUST HOOD 15.0 A 19.0 A 20 120 V 1 CASP 1 3/4"C,2#12,#12G ITEM 220D EC - INTERCONNECT LIGHTS WITH POWER & SWITCH

ITEM 221 60 QT. MIXER 10.0 A 12.5 A 20 208 V 3 30AS/20AF CAP 18,20,22 3/4"C,3#12,#12G ITEM 221

ITEM 224 CONVENCTION STEAMER 2.0 A 2.5 A 20 120 V 1 CAP 3 3/4"C,2#12,#12G ITEM 224

ITEM 225A WOOD TOP BAKER'S TABLE 15.0 A 18.8 A 20 120 V 1 CAP 39 3/4"C,2#12,#12G ITEM 225A

ITEM 225B WOOD TOP BAKER'S TABLE 15.0 A 18.8 A 20 120 V 1 CAP 38 3/4"C,2#12,#12G ITEM 225B

ITEM 227 40 GALLON TILTING KETTLE 66.0 A 82.5 A 90 208 V 3 100AS/90AF CAP 66,68,70 1-1/4"C,3#2,#8G ITEM 227

ITEM 227 40 GALLON TILTING KETTLE 1.0 A 1.3 A 20 120 V 1 CAP 6 3/4"C,2#12,#12G ITEM 227

ITEM 228 HOT FOOD WELLS 21.2 A 26.5 A 30 208 V 2 30AS/30AF CAP 15,17 3/4"C,3#10,#10G ITEM 228 120/208V

ITEM 229 40 GALLON TILTING KETTLE 66.0 A 82.5 A 90 208 V 3 100AS/90AF CAP 72,74,76 1-1/4"C,3#2,#8G ITEM 229

ITEM 229 40 GALLON TILTING KETTLE 1.0 A 1.3 A 20 120 V 1 CAP 42 3/4"C,2#12,#12G ITEM 229

ITEM 230 30 GALLON TILTING SKILLET 3.0 A 3.8 A 20 120 V 1 CAP 4 3/4"C,2#12,#12G ITEM 230

ITEM 234A WORK TABLE RECEPTACLE 15.0 A 18.8 A 20 120 V 1 CAP 61 3/4"C,2#12,#12G ITEM 234A

ITEM 234B WORK TABLE RECEPTACLE 15.0 A 18.8 A 20 120 V 1 CAP 60 3/4"C,2#12,#12G ITEM 234B

ITEM 235 6 BURNER RANGE WITH CONVECTION

OVEN

4.0 A 5.0 A 20 120 V 1 CAP 29 3/4"C,2#12,#12G ITEM 235

ITEM 236 6 BURNER RANGE WITH CONVECTION

OVEN

4.0 A 5.0 A 20 120 V 1 CAP 30 3/4"C,2#12,#12G ITEM 236

ITEM 237 SANDWICH PREP STATION 7.8 A 11.7 A 20 120 V 1 HSPB1 8 3/4"C,2#12,#12G ITEM 237

ITEM 238 FRYER ASSEMBLY 7.0 A 8.8 A 20 120 V 1 CAP 27 3/4"C,2#12,#12G ITEM 238

ITEM 238 FRYER ASSEMBLY 2.0 A 2.5 A 20 120 V 1 CAP 28 3/4"C,2#12,#12G ITEM 238

ITEM 240 FIRE SUPRESSION SYSTEM 15.0 A 18.8 A 20 120 V 1 EP23 25 3/4"C,2#12,#12G ITEM 240

ITEM 241 FIRE SUPRESSION SYSTEM 15.0 A 18.8 A 20 120 V 1 EP23 23 3/4"C,2#12,#12G ITEM 241

ITEM 242 FIRE SUPRESSION SYSTEM 15.0 A 18.8 A 20 120 V 1 EP13 3 3/4"C,2#12,#12G ITEM 242 CONNECT TO BUILDING ALARM SYSTEM

ITEM 244 MARVEL SYSTEM CONTROL PANEL 15.0 A 18.8 A 20 120 V 1 KPSA 61 3/4"C,2#12,#12G ITEM 244 COORDINATE INTERCONNECTION WITH EXHAUST HOODS 40L, 40R, 25L, 25R AND

ASSOCIATED EXHAUST FAN

ITEM 245 MARVEL SYSTEM CONTROL PANEL 15.0 A 18.8 A 20 120 V 1 CAP 36 3/4"C,2#12,#12G ITEM 245 COORDINATE INTERCONNECTION WITH EXHAUST HOODS 220A, 220B, 220C, 220FD AND

ASSOCIATED EXHAUST FAN

ITEM E36 UNDERSINK RECEPTACLE 1.0 A 1.3 A 20 120 V 1 KPSB 27 3/4"C,2#12,#12G ITEM E36

ITEM E70 UNDERSINK RECEPTACLE 1.0 A 1.3 A 20 120 V 1 KPSA 47 3/4"C,2#12,#12G ITEM E70

ITEM E107 UNDERSINK RECEPTACLE 1.0 A 1.3 A 20 120 V 1 KPSB 26 3/4"C,2#12,#12G ITEM E107

ITEM E107 UNDERSINK RECEPTACLE 1.0 A 1.3 A 20 120 V 1 KPSB 5 3/4"C,2#12,#12G ITEM E107

ITEM E113 UNDERSINK RECEPTACLE 1.0 A 1.3 A 20 120 V 1 KPSB 26 3/4"C,2#12,#12G ITEM E113

ITEM E120A UNDERSINK RECEPTACLE 1.0 A 1.3 A 20 120 V 1 KPSA 63 3/4"C,2#12,#12G ITEM E120A

ITEM E120B UNDERSINK RECEPTACLE 1.0 A 1.3 A 20 120 V 1 KPSA 63 3/4"C,2#12,#12G ITEM E120B

ITEM E186 UNDERSINK RECEPTACLE 1.0 A 1.3 A 20 120 V 1 CAP 1 3/4"C,2#12,#12G ITEM E186

ITEM E188 UNDERSINK RECEPTACLE 1.0 A 1.3 A 20 120 V 1 CAP 1 3/4"C,2#12,#12G ITEM E188

ITEM E205 UNDERSINK RECEPTACLE 1.0 A 1.3 A 20 120 V 1 CAP 1 3/4"C,2#12,#12G ITEM E205

ITEM E205 UNDERSINK RECEPTACLE 1.0 A 1.3 A 20 120 V 1 CAP 1 3/4"C,2#12,#12G ITEM E205

KITCHEN EQUIPMENT SCHEDULE

TAG DESCRIPTION FLA MCA TRIP VOLTAGE POLES DISC./FUSE NEMA PANEL CKT # FEEDER TAG NOTES

ITEM 2A WALK IN COOLER 15.0 A 18.8 A 20 120 V 1 KPSC 2 3/4"C,2#12,#12G ITEM 2A

ITEM 2B WALK IN FREEZER 15.0 A 18.8 A 20 120 V 1 KPSC 4 3/4"C,2#12,#12G ITEM 2B

ITEM 3 FREEZER COIL 14.0 A 17.5 A 20 208 V 2 30AS/20AF KPSC 42,44 3/4"C,2#12,#12G ITEM 3

ITEM 3A DRAIN LINE HEAT TAPE 15.0 A 18.8 A 20 120 V 1 KPSC 10 3/4"C,2#12,#12G ITEM 3A

ITEM 4 FREEZER CONDENSING UNIT 14.4 A 18.0 A 20 208 V 3 30AS/20AF NEMA

3R

KPSC 50,52,54 3/4"C,3#12,#12G ITEM 4

ITEM 5 COOLER COIL 1.4 A 2.0 A 20 208 V 2 30AS/20AF KPSC 38,40 3/4"C,2#12,#12G ITEM 5

ITEM 5 COOLER COIL 1.4 A 2.0 A 20 208 V 2 30AS/20AF KPSC 34,36 3/4"C,2#12,#12G ITEM 5

ITEM 6 COOLER CONDENSING UNIT 15.3 A 18.8 A 20 208 V 3 30AS/20AF NEMA

3R

KPSC 55,57,59 3/4"C,3#12,#12G ITEM 6

ITEM 8 DISPOSER/CONTROLS 3.3 A 4.1 A 20 208 V 3 30AS/20AF KPSB 72,74,76 3/4"C,3#12,#12G ITEM 8

ITEM 10 DISPOSER/CONTROLS 3.3 A 4.1 A 20 208 V 3 30AS/20AF KPSB 66,68,70 3/4"C,3#12,#12G ITEM 10

ITEM 14 DISHMACHINE 131.0 A 163.8 A 175 208 V 3 DSP13 20,22,24 2"C,3#2/0,#6G ITEM 14 SHUNT TRIP CIRCUIT BREAKER, NEMA 3R

ITEM 19 ICE CUBER W/ BIN 18.2 A 22.8 A 30 208 V 2 30AS/30AF KPSB 46,48 3/4"C,2#12,#12G ITEM 19

ITEM 20 ELECTRIC VEGETABLE SPINNER 2.7 A 3.4 A 20 120 V 1 KPSA 7 3/4"C,2#12,#12G ITEM 20

ITEM 21 SCALE 10.0 A 12.5 A 20 120 V 1 KPSB 12 3/4"C,2#12,#12G ITEM 21 EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 25L EXHAUST HOOD 15.0 A 18.8 A 20 120 V 1 3/4"C,2#12,#12G ITEM 25L EC - INTERCONNECT LIGHTS WITH POWER & SWITCH. FED FROM ITEM 39 - UTILITY

DISTRIBUTION.

ITEM 25R EXHAUST HOOD 15.0 A 18.8 A 20 120 V 1 3/4"C,2#12,#12G ITEM 25R EC - INTERCONNECT LIGHTS WITH POWER & SWITCH. FED FROM ITEM 39 - UTILITY

DISTRIBUTION.

ITEM 26 DOUBLE ACTION MIXER 15.0 A 18.8 A 20 120 V 1 KPSB 9 3/4"C,2#12,#12G ITEM 26 EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 27 40 GALLON TILTING SKILLET 4.0 A 5.0 A 20 120 V 1 3/4"C,2#12,#12G ITEM 27 FED FROM ITEM 39 - UTILITY DISTRIBUTION.

ITEM 28 BURGER FORMING AND PORTIONING

MACHINE

15.0 A 18.8 A 20 120 V 1 KPSB 7 3/4"C,2#12,#12G ITEM 28 EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 29 40 GALLON TILTING SKILLET 6.0 A 7.5 A 20 120 V 1 3/4"C,2#12,#12G ITEM 29 FED FROM ITEM 39 - UTILITY DISTRIBUTION.

ITEM 30A MOBILE WORK TABLE 15.0 A 18.8 A 20 120 V 1 KPSB 1 3/4"C,2#12,#12G ITEM 30A EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 30B MOBILE WORK TABLE 15.0 A 18.8 A 20 120 V 1 KPSB 6 3/4"C,2#12,#12G ITEM 30B EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 35 60 GALLON TILTING KETTLE 5.0 A 6.3 A 20 120 V 1 3/4"C,2#12,#12G ITEM 35 FED FROM ITEM 39 - UTILITY DISTRIBUTION.

ITEM 36A PREP TABLE W/ SINKS 15.0 A 18.8 A 20 120 V 1 KPSB 2 3/4"C,2#12,#12G ITEM 36A EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 36B PREP TABLE W/ SINKS 15.0 A 18.8 A 20 120 V 1 KPSB 14 3/4"C,2#12,#12G ITEM 36B EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 37 ROLL-IN COMBI OVEN 13.6 A 17.0 A 20 120 V 1 3/4"C,2#12,#12G ITEM 37 FED FROM ITEM 39 - UTILITY DISTRIBUTION.

ITEM 39 UTILITY DISTRIBUTION SYSTEM 193.3 A 241.6 A 250 208 V 3 DSP13 26,28,30 2-1/2"C,3#250kc

mil,#4G

ITEM 39 SHUNT TRIP, NEMA 3R

ITEM 39A FIRE SUPPRESSION SYSTEM MICRO

SWITCH

4.0 A 5.0 A 20 120 V 1 EP13 1 3/4"C,2#12,#12G ITEM 39A

ITEM 39B FIRE SUPPRESSION SYSTEM MICRO

SWITCH

4.0 A 5.0 A 20 120 V 1 EP13 1 3/4"C,2#12,#12G ITEM 39B

ITEM 40L EXHAUST HOOD 15.0 A 18.8 A 20 120 V 1 3/4"C,2#12,#12G ITEM 40L EC - INTERCONNECT LIGHTS WITH POWER & SWITCH. FED FROM ITEM 39 - UTILITY

DISTRIBUTION.

ITEM 40R EXHAUST HOOD 15.0 A 18.8 A 20 120 V 1 3/4"C,2#12,#12G ITEM 40R EC - INTERCONNECT LIGHTS WITH POWER & SWITCH. FED FROM ITEM 39 - UTILITY

DISTRIBUTION.

ITEM 44 ROLL-IN COMBI OVEN 13.6 A 17.0 A 20 120 V 1 3/4"C,2#10,#10G ITEM 44 FED FROM ITEM 39 - UTILITY DISTRIBUTION.

ITEM 46A MOBILE WORK TABLE 15.0 A 18.0 A 20 120 V 1 KPSA 33 3/4"C,2#12,#12G ITEM 46A EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 46B MOBILE WORK TABLE 15.0 A 18.0 A 20 120 V 1 KPSA 35 3/4"C,2#12,#12G ITEM 46B EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 47 ROLL-IN COMBI OVEN 13.6 A 17.0 A 20 120 V 1 3/4"C,2#10,#10G ITEM 47 FED FROM ITEM 39 - UTILITY DISTRIBUTION.

ITEM 48 ROLL-IN COMBI OVEN 13.6 A 17.0 A 20 120 V 1 3/4"C,2#10,#10G ITEM 48 FED FROM ITEM 39 - UTILITY DISTRIBUTION.

ITEM 50A MOBILE WORK TABLE 15.0 A 18.8 A 20 120 V 1 KPSA 29 3/4"C,2#12,#12G ITEM 50A EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 50B MOBILE WORK TABLE 15.0 A 18.8 A 20 120 V 1 KPSA 31 3/4"C,2#12,#12G ITEM 50B EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 51 SCALE 10.0 A 12.5 A 20 120 V 1 KPSA 17 3/4"C,2#12,#12G ITEM 51 EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 53 ROLL-IN COMBI OVEN 13.6 A 17.0 A 20 120 V 1 3/4"C,2#10,#10G ITEM 53 FED FROM ITEM 39 - UTILITY DISTRIBUTION.

ITEM 55A MOBILE WORK TABLE 15.0 A 18.8 A 20 120 V 1 KPSA 19 3/4"C,2#12,#12G ITEM 55A EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 55B MOBILE WORK TABLE 15.0 A 18.8 A 20 120 V 1 KPSA 21 3/4"C,2#12,#12G ITEM 55B EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 57A MOBILE WORK TABLE 15.0 A 18.8 A 20 120 V 1 KPSA 23 3/4"C,2#12,#12G ITEM 57A EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 57B MOBILE WORK TABLE 15.0 A 18.8 A 20 120 V 1 KPSA 25 3/4"C,2#12,#12G ITEM 57B EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 58 SLICER 5.6 A 7.0 A 20 120 V 1 KPSA 27 3/4"C,2#12,#12G ITEM 58 EC - UNIT TO PLUG INTO DFA OUTLET

ITEM 64A MOBILE WORK TABLE 15.0 A 18.8 A 20 120 V 1 KPSA 13 3/4"C,2#12,#12G ITEM 64A EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 64B MOBILE WORK TABLE 15.0 A 18.8 A 20 120 V 1 KPSA 15 3/4"C,2#12,#12G ITEM 64B EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 65A MOBILE WORK TABLE 15.0 A 18.8 A 20 120 V 1 KPSA 9 3/4"C,2#12,#12G ITEM 65A EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 65B MOBILE WORK TABLE 15.0 A 18.8 A 20 120 V 1 KPSA 11 3/4"C,2#12,#12G ITEM 65B EC - PROVIDE UNIT WITH TWO (2) DUPLEX OUTLETS DROPPED FROM FINISH CEILING

ABOVE

ITEM 67 80 QT. MIXER 12.0 A 15.0 A 20 208 V 3 30AS/20AF KPSA 10,12,14 3/4"C,3#12,#12G ITEM 67

ITEM 70 PREP TABLE W/ SINKS 15.0 A 18.8 A 20 120 V 1 KPSA 41 3/4"C,2#12,#12G ITEM 70

ITEM 70/75 PREP TABLE W/ SINKS 15.0 A 18.8 A 20 120 V 1 KPSA 39 3/4"C,2#12,#12G ITEM 70/75

ITEM 71 DISPOSER/CONTROLS 3.3 A 4.1 A 20 208 V 3 30AS/20AF KPSA 28,30,32 3/4"C,3#12,#12G ITEM 71

ITEM 77 STAGING/PRODUCTION COOLER 8.0 A 10.0 A 20 120 V 1 KPSC 16 3/4"C,2#12,#12G ITEM 77

ITEM 77A STAGING/PRODUCTION COOLER 15.0 A 18.8 A 20 120 V 1 KPSC 12 3/4"C,2#12,#12G ITEM 77A

ITEM 77B STAGING/PRODUCTION COOLER 15.0 A 18.8 A 20 120 V 1 KPSC 6 3/4"C,2#12,#12G ITEM 77B

ITEM 77C STAGING PRODUCTION/COOLER 15.0 A 18.8 A 20 120 V 1 KPSC 14 3/4"C,2#12,#12G ITEM 77C

ITEM 78 WALK IN BLAST CHILLER 15.5 A 19.4 A 20 208 V 2 30AS/20AF KPSC 46,48 3/4"C,2#12,#12G ITEM 78

ITEM 79 BLAST CHILLER CONDENSING UNIT 30.0 A 37.5 A 40 208 V 3 30AS/30AF NEMA

3R

KPSC 61,63,65 3/4"C,3#8,#10G ITEM 79

ITEM 80 COOLER COIL 2.0 A 2.5 A 20 208 V 2 30AS/20AF KPSC 22,24 3/4"C,2#12,#12G ITEM 80

ITEM 84 COOLER CONDENSING UNIT 11.7 A 14.6 A 20 208 V 3 30AS/20AF NEMA

3R

KPSC 68,70,72 3/4"C,3#12,#12G ITEM 84

ITEM 85 COOLER COIL 2.0 A 2.5 A 20 208 V 2 30AS/25AF KPSC 30,32 3/4"C,2#12,#12G ITEM 85

ITEM 86 COOLER CONDENSING UNIT 11.7 A 14.6 A 20 208 V 3 30AS/20AF KPSC 74,76,78 3/4"C,3#12,#12G ITEM 86

ITEM 88 PREP TABLE W/ SINKS 15.0 A 18.0 A 20 120 V 1 KPSA 5 3/4"C,2#12,#12G ITEM 88

ITEM 89 DISPOSER/CONTROLS 3.3 A 4.1 A 20 208 V 3 30AS/20AF KPSA 22,24,26 3/4"C,3#12,#12G ITEM 89

ITEM 94 BUFFALO CHOPPER 13.0 A 16.3 A 20 120 V 1 KPSA 43 3/4"C,2#12,#12G ITEM 94

ITEM 96 WORK TABLE W/ SINK 15.0 A 18.0 A 20 120 V 1 KPSA 45 3/4"C,2#12,#12G ITEM 96

ITEM 96 WORK TABLE W/ SINK 15.0 A 18.0 A 20 120 V 1 KPSA 59 3/4"C,2#12,#12G ITEM 96

ITEM 97 FOOD PROCESSOR 15.0 A 18.8 A 20 120 V 1 KPSA 37 3/4"C,2#12,#12G ITEM 97

ITEM 98 SLICER 5.6 A 7.0 A 20 120 V 1 KPSA 55 3/4"C,2#12,#12G ITEM 98

ITEM 103 DISPOSER/CONTROLS 3.3 A 4.1 A 20 208 V 3 30AS/20AF KPSA 16,18,20 3/4"C,3#12,#12G ITEM 103

ITEM 105 PASS-THRU REFRIGERATOR 10.4 A 13.0 A 20 120 V 1 KPSB 43 3/4"C,2#12,#12G ITEM 105

ITEM 106 PASS-THRU HEATED CABINET 15.0 A 18.8 A 20 208 V 2 30AS/20AF KPSB 54,56 3/4"C,3#12,#12G ITEM 106 120/208V

ITEM 107 BACK WORK COUNTER W/ HAND SINK 15.0 A 18.8 A 20 120 V 1 KPSB 45 3/4"C,2#12,#12G ITEM 107

ITEM 109 MAIN SERVING COUNTER 15.0 A 18.8 A 20 120 V 1 KPSB 57 3/4"C,2#12,#12G ITEM 109

ITEM 109 MAIN SERVING COUNTER 15.0 A 18.8 A 20 120 V 1 KPSB 11 3/4"C,2#12,#12G ITEM 109

ITEM 109 MAIN SERVING COUNTER 15.0 A 18.8 A 20 120 V 1 KPSB 59 3/4"C,2#12,#12G ITEM 109

ITEM 109 MAIN SERVING COUNTER 15.0 A 18.8 A 20 120 V 1 KPSB 13 3/4"C,2#12,#12G ITEM 109

ITEM 109 MAIN SERVING COUNTER 15.0 A 18.8 A 20 120 V 1 KPSB 55 3/4"C,2#12,#12G ITEM 109

ITEM 109 MAIN SERVING COUNTER 15.0 A 18.8 A 20 120 V 1 KPSB 15 3/4"C,2#12,#12G ITEM 109

ITEM 109 MAIN SERVING COUNTER 15.0 A 18.8 A 20 120 V 1 KPSB 53 3/4"C,2#12,#12G ITEM 109

ITEM 109 MAIN SERVING COUNTER 15.0 A 18.8 A 20 120 V 1 KPSB 17 3/4"C,2#12,#12G ITEM 109

ITEM 109 MAIN SERVING COUNTER 15.0 A 18.8 A 20 120 V 1 KPSB 3 3/4"C,2#12,#12G ITEM 109

ITEM 109 MAIN SERVING COUNTER 15.0 A 18.8 A 20 120 V 1 KPSB 3 3/4"C,2#12,#12G ITEM 109

ITEM 109 MAIN SERVING COUNTER 15.0 A 18.8 A 20 120 V 1 KPSB 5 3/4"C,2#12,#12G ITEM 109

ITEM 110 HOT/COLD FOOD WELLS 21.2 A 26.5 A 30 208 V 2 30AS/30AF KPSB 34,36 3/4"C,3#10,#10G ITEM 110 120/208V

ITEM 110A SNEEZE GUARD WITH HEAT AND LIGHT 12.0 A 15.0 A 20 120 V 1 KPSB 47 3/4"C,2#12,#12G ITEM 110A

ITEM 111 HOT/COLD FOOD WELLS 21.2 A 26.5 A 30 208 V 2 30AS/30AF KPSB 42,44 3/4"C,3#10,#10G ITEM 111 120/208V

ITEM 111A SNEEZE GUARD WITH HEAT AND LIGHT 12.0 A 15.0 A 20 120 V 1 KPSB 41 3/4"C,2#12,#12G ITEM 111A

ITEM 112 SANDWICH PREP STATION 7.8 A 9.8 A 20 120 V 1 KPSB 24 3/4"C,2#12,#12G ITEM 112

ITEM 113 BACK WORK COUNTER W/ SINK 15.0 A 18.8 A 20 120 V 1 KPSB 25 3/4"C,2#12,#12G ITEM 113

ITEM 114 PASS-THRU HEATED CABINET 15.0 A 18.8 A 20 208 V 2 30AS/20AF KPSA 6,8 3/4"C,3#12,#12G ITEM 114 120/208V

ITEM 115 PASS-THRU REFRIGERATOR 10.4 A 13.0 A 20 120 V 1 KPSA 1 3/4"C,2#12,#12G ITEM 115

ITEM 116A BACK WORK COUNTER W/ HAND SINK 15.0 A 18.8 A 20 120 V 1 KPSA 53 3/4"C,2#12,#12G ITEM 116A

ITEM 116B BACK WORK COUNTER W/ HAND SINK 15.0 A 18.8 A 20 120 V 1 KPSA 51 3/4"C,2#12,#12G ITEM 116B

ITEM 117 HOT/COLD FOOD WELLS 21.2 A 26.5 A 30 208 V 2 30AS/30AF KPSB 62,64 3/4"C,3#10,#10G ITEM 117 120/208V

ITEM 117A SNEEZE GUARD WITH HEAT AND LIGHT 12.0 A 15.0 A 20 120 V 1 KPSB 49 3/4"C,2#12,#12G ITEM 117A

ITEM 118 PASS-THRU HEATED CABINET 15.0 A 18.8 A 20 208 V 2 30AS/20AF KPSA 2,4 3/4"C,3#12,#12G ITEM 118 120/208V

ITEM 119 PASS-THRU REFRIGERATOR 10.4 A 13.0 A 20 120 V 1 KPSA 3 3/4"C,2#12,#12G ITEM 119

ITEM 120 TOUCHLESS SOAP DISPENSER 15.0 A 18.8 A 20 120 V 1 KPSA 57 3/4"C,2#12,#12G ITEM 120

ITEM 120 TOUCHLESS PAPER TOWEL DISPENSER 15.0 A 18.8 A 20 120 V 1 KPSA 49 3/4"C,2#12,#12G ITEM 120

ITEM 124 HOT/COLD FOOD WELLS 21.2 A 26.5 A 30 208 V 2 30AS/30AF KPSB 50,52 3/4"C,3#10,#10G ITEM 124 120/208V

ITEM 124A SNEEZE GUARD WITH HEAT AND LIGHT 12.0 A 15.0 A 20 120 V 1 KPSB 10 3/4"C,2#12,#12G ITEM 124A

ITEM 126 COOLER COIL 2.0 A 2.5 A 20 208 V 2 30AS/20AF KPSC 26,28 3/4"C,2#12,#12G ITEM 126

ITEM 127 COOLER CONDENSING UNIT 11.7 A 14.6 A 20 208 V 3 30AS/20AF NEMA

3R

KPSC 80,82,84 3/4"C,3#12,#12G ITEM 127

ITEM 128 AIR SCREEN MERCHANDISER 20.0 A 25.0 A 30 208 V 2 30AS/30AF KPSB 38,40 3/4"C,2#10,#10G ITEM 128

ITEM 129 AIR SCREEN MERCHANDISER 20.0 A 25.0 A 30 208 V 2 30AS/30AF KPSB 58,60 3/4"C,2#10,#10G ITEM 129

ITEM 131 AIR SCREEN MERCHANDISER 16.8 A 20.0 A 20 120 V 1 KPSB 29 3/4"C,2#12,#12G ITEM 131

ITEM 132 AIR SCREEN MERCHANDISER 16.8 A 20.0 A 20 120 V 1 KPSB 16 3/4"C,2#12,#12G ITEM 132

ITEM 133 AIR SCREEN MERCHANDISER 16.8 A 20.0 A 20 120 V 1 KPSB 30 3/4"C,2#12,#12G ITEM 133

ITEM 134 P.O.S. SYSTEM 6.0 A 7.5 A 20 120 V 1 KPSB 31 3/4"C,2#12,#12G ITEM 134

ITEM 136 P.O.S. SYSTEM 6.0 A 7.5 A 20 120 V 1 KPSB 33 3/4"C,2#12,#12G ITEM 136

ITEM 139 P.O.S. SYSTEM 6.0 A 7.5 A 20 120 V 1 KPSB 39 3/4"C,2#12,#12G ITEM 139

ITEM 141 AIR SCREEN MERCHANDISER 16.8 A 20.0 A 20 120 V 1 KPSB 37 3/4"C,2#12,#12G ITEM 141

ITEM 145 P.O.S. SYSTEM 6.0 A 7.5 A 20 120 V 1 KPSB 28 3/4"C,2#12,#12G ITEM 145

ITEM 148A WALK IN COOLER 15.0 A 18.8 A 20 120 V 1 CASP 11 3/4"C,2#12,#12G ITEM 148A

ITEM 148B WALK IN FREEZER 15.0 A 18.8 A 20 120 V 1 CASP 9 3/4"C,2#12,#12G ITEM 148B

ITEM 149 FREEZER COIL 10.4 A 13.0 A 20 208 V 2 30AS/20AF CASP 17,19 3/4"C,2#12,#12G ITEM 149

ITEM 149A DRAIN LINE HEAT TAPE 15.0 A 18.5 A 20 120 V 1 CASP 3 3/4"C,2#12,#12G ITEM 149A

ITEM 150 FREEZER CONDENSING UNIT 11.8 A 14.8 A 20 208 V 3 30AS/20AF NEMA

3R

KPSC 56,58,60 3/4"C,3#12,#12G ITEM 150

ITEM 154 COOLER COIL 2.0 A 2.5 A 20 208 V 2 30AS/20AF CASP 13,15 3/4"C,2#12,#12G ITEM 154

ITEM 155 COOLER CONDENSING UNIT 11.7 A 14.6 A 20 208 V 3 30AS/20AF NEMA

3R

KPSC 62,64,66 3/4"C,3#12,#12G ITEM 155

ITEM 156 ICE CUBER W/BIN 18.2 A 22.8 A 30 208 V 2 30AS/30AF CAP 51,53 3/4"C,2#12,#12G ITEM 156

ITEM 158 CONDIMENT COUNTER 8.0 A 20.0 A 20 120 V 1 KPSC 8 3/4"C,2#12,#12G ITEM 158

ITEM 159 P.O.S. SYSTEM 6.0 A 7.5 A 20 120 V 1 CASP 21 3/4"C,2#12,#12G ITEM 159

ITEM 160 CAFE SERVING COUNTER W/ HAND

SINK

20.0 A 25.0 A 20 120 V 1 CAP 2 3/4"C,2#12,#12G ITEM 160

ITEM 161 REFRIGERATED MERCHANDISER 7.2 A 9.0 A 20 120 V 1 CAP 45 3/4"C,2#12,#12G ITEM 161

ITEM 162 ESPRESSO MACHINE W/REFRIGERATOR 20.4 A 25.5 A 30 208 V 2 30AS/30AF CAP 54,56 3/4"C,2#10,#10G ITEM 162

ITEM 163 COFFEE BREWER 13.5 A 16.9 A 20 120 V 1 CAP 41 3/4"C,2#12,#12G ITEM 163

ITEM 164 UNDERCOUNTER FREEZER 6.8 A 8.5 A 20 120 V 1 CAP 40 3/4"C,2#12,#12G ITEM 164

ITEM 165A REFRIGERATED/AMBIENT DISPLAY 16.0 A 20.0 A 20 120 V 1 CAP 44 3/4"C,2#12,#12G ITEM 165A

ITEM 165B REFRIGERATED/AMBIENT DISPLAY 1.5 A 1.9 A 20 120 V 1 CAP 43 3/4"C,2#12,#12G ITEM 165B

ITEM 172 SLICER 5.6 A 7.0 A 20 120 V 1 CAP 46 3/4"C,2#12,#12G ITEM 172

ITEM 174 DISPOSER/CONTROLS 3.3 A 4.1 A 20 208 V 3 30AS/20AF CAP 48,50,52 3/4"C,3#12,#12G ITEM 174

ITEM 175 DISHMACHINE 131.0 A 163.8 A 175 208 V 3 DP13 14,16,18 2"C,3#2/0,#6G ITEM 175 SHUNT TRIP CIRCUIT BREAKER, NEMA 3R

ITEM 186A WORK TABLE W/ SINK 15.0 A 18.8 A 20 120 V 1 CAP 10 3/4"C,2#12,#12G ITEM 186A

KITCHEN AND CULINARY ARTS NOTES

1.  FURNISH AND INSTALL A SHUNT TRIP CIRCUIT BREAKER FOR ALL ELECTRICAL DEVICES UNDER THE  HOOD 

     AND CONNECT TO THE ANSUL SYSTEM.  POWER TO ALL ELECTRICAL DEVICES UNDER THE HOOD 

     ARE TO BE SHUT OFF IN THE EVENT THAT THE ANSUL SYSTEM IS ACTIVATED.

2.  THE ELECTRICAL SUBCONTRACTOR SHALL MAKE ALL ROUGH-INS AND MAKE ALL FINAL CONNECTIONS TO                                                                                                                                

     EQUIPMENT. ELECTRICIAN TO FURNISH ALL TRIM, ACCESSORIES, DISCONNECTS, CONTACTORS, SWITCHES,

     RELAYS, ETC. AS REQUIRED.  

3.  THE ELECTRICAL SUBCONTRACTOR SHALL ACCOMMODATE ALL PREVAILING LOCAL ELECTRICAL CODES AS

     REQUIRED.

4.  ALL CONVENIENCE OUTLETS TO BE MOUNTED HORIZONTALLY, SEE FOOD SERVICE EQUIPMENT

     CONSULTANT'S PLAN FOR EXACT LOCATION OF ALL OUTLETS.  

5.  ALL WIRING AND CONDUIT SHALL BE CONCEALED.  ALL CONDUIT, SEAL OFF FITTINGS, WIRE, BOXES, 

     OUTLETS AND CONNECTIONS SHALL BE PROVIDED AND INSTALLED BY THE ELECTRICAL 

     SUBCONTRACTOR.  

6.  THE ELECTRICAL SUBCONTRACTOR SHALL INTERWIRE FREEZER/COOLER/VENTILATOR VAPORPROOF LIGHTS, TO DO   

     ALL INTERWIRING OF FIRE PROTECTION SYSTEM.  PROVIDE FAN INTERLOCK, AND SUPPLY LIGHT 

     TUBES/BULBS TO VENTILATOR.  LIGHT FIXTURES BY THE FREEZER/COOLER/VENTILATOR VENDOR.  

7.  THE ELECTRICAL SUBCONTRACTOR SHALL MAKE ALLOWANCES FOR ANY APPLIED FINISH ADHERED TO 

     CONNECTIONS FROM ALL HOODS TO EXHAUST SYSTEMS.  

8.  THE ELECTRICAL SUBCONTRACTOR SHALL VERIFY ALL REQUIREMENTS AND CONNECTIONS FOR OWNER AND 

     VENDOR SUPPLIED EQUIPMENTS WITH VENDOR AND OWNER.  

9.  PROVIDE POWER FOR SOLENOIDS TO SHUT OFF FUEL LINES IN THE EVEN THAT THE ANSUL 

     SYSTEM IS ACTIVATED.  

10. PROVIDE GFCI PROTECTION IN THE KITCHEN FOR ALL 120V RECEPTACLES PER THE LATEST EDITION OF THE 

NATIONAL 

      ELECTRICAL CODE.  

11. REFER TO THE FOOD SERVICE CONSULTANT'S DRAWINGS FOR EQUIPMENT SCHEDULE. 

12. FOR ADDITIONAL SCOPE OF ELECTRICAL WORK, SEE FOOD SERVICE EQUIPMENT DESIGNER'S 

      PLANS.

13. CONNECT THE KITCHEN ANSUL SYSTEM TO THE FIRE ALARM SYSTEM.  INTERLOCK THE MAKE-UP 

      AIR UNIT WITH THE FIRE ALARM SYSTEM TO SHUT DOWN THE UNIT IN THE EVENT OF AN ALARM 

      AND TO ACTIVATE THE HOOD EXHAUST SYSTEM.  

14. FURNISH AND INSTALL SWITCHES FOR EXHAUST HOOD FAN AND LIGHTS AS PER 

      MANUFACTURER'S SPECIFICATIONS.

15. FURNISH AND INSTALL STAINLESS STEEL COVER PLATES AND BACK BOXES FOR ALL KITCHEN 

      OUTLETS.

16. FURNISH AND INSTALL STAINLESS STEEL WHILE-IN-USE COVERS FOR ALL RECEPTACLES UNDER 

      THE HOOD.  

17. THE ELECTRICAL SUBCONTRACTOR SHALL SEAL ALL PENETRATIONS INTO WALK-IN COOLERS AND FREEZERS, ETC.

18. THE ELECTRICAL SUBCONTRACTOR SHALL RUN ALL LINES FOR DISHMACHINE TIGHT TO EQUIPMENT FOR MAX. 

      FLOOR TO EQUIP. CLEARANCE.  

19. THE ELECTRICAL SUBCONTRACTOR SHALL INSTALL AND INTERWIRE COLD STORAGE, EVAPORATOR COILS, 

      VAPORPROOF LIGHTS AND TEMPERATURE ALARMS.

20. COORDINATE CONNECTION TYPE FOR ALL KITCHEN EQUIPMENT WITH THE APPROVED KITCHEN 

      EQUIPMENT SUBMITTALS PRIOR TO INSTALLATION COORDINATE WITH THE GENERAL 

      CONTRACTOR.

21. COORDINATE NEMA RECEPTACLES, CORD AND PLUG REQUIREMENTS FOR ALL EQUIPMENT AND 

      FURNISH AND INSTALL ALL RECEPTACLES & CORD AND PLUG.  

22. COORDINATE LOCATION OF ALL OUTLETS WITH THE ARCHITECT PRIOR TO BID.  COORDINATE 

      LOCATION OF ALL WALL, CEILING AND FLOOR OUTLETS WITH THE FOOD SERVICE CONSULTANT 

      PLANS, EQUIPMENT VENDOR, GENERAL CONTRACTOR AND THE ARCHITECT PRIOR TO ROUGH-IN.  

23. UNLESS OTHERWISE NOTED, ALL 120V RECEPTACLES LOCATED IN THE KITCHEN SHALL BE 

      HEAVY DUTY TYPE DUPLEX RECEPTACLES. GFCI PROTECTION SHALL BE PROVIDED VIA GFCI 

      TYPE CIRCUIT BREAKERS LOCATED IN THE KITCHEN PANELBOARD.  THE ELECTRICAL SUBCONTRACTOR 

      SHALL FURNISH AND INSTALL GFCI CIRCUIT BREAKERS IN KITCHEN PANELBOARDS.  ALL 120V-1 

      POLE CIRCUIT BREAKERS SHALL BE PROVIDED WITH GFCI PROTECTION.  

24. FREEZER/COOLER: PROVIDE SUFFICIENT WIRE FOR COMPRESSOR HOOK-UP, AND SUFFICIENT 

      WIRE TO REACH THE FREEZER/COOLER FOR EVAPORATOR COIL HOOK-UP, LIGHTS AND DOOR 

      FRAME HEATERS.  RUN CONTROL WIRE BETWEEN THE EVAPORATOR COIL AND THE 

      CONDENSING UNIT PER MANUFACTURER'S RECOMMENDATIONS IN 1-1/4"C.

25. GFCI CIRCUIT BREAKERS ARE NOT REQUIRED FOR EQUIPMENT LOCATED UNDER THE KITCHEN 

      HOOD. PROVIDE GFCI RECEPTACLES AND SHUNT TRIP CIRCUIT BREAKERS IN THE ELECTRICAL 

      PANEL FOR EQUIPMENT LOCATED UNDER THE KITCHEN HOOD.

REVISIONS

No. Description Date
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KEYED NOTES

SWITCH FOR MOTORIZED SHADE. COORDINATE 

LOCATION WITH THE ARCHITECT PRIOR TO 

INSTALLATION.

SAFETY DISCONNECT SNAP SWITCH FOR FIRE SHUTTER

GROUP CONTROL PANEL BY SYSTEM VENDOR.  INSTALL 

SAFETY DISCONNECT SNAP SWITCH ABOVE THE 

ACCESSIBLE CEILING.  COORDINATE EXACT LOCATION IN 

THE FIELD PRIOR TO ROUGH-IN.  

POWER FOR DMX BYPASS UNIT FOR THEATRICAL 

LIGHTING CONTROL PANEL. SEE THEATRICAL LIGHTING 

DRAWING TL3.

POWER FOR WINDOW SHADES (SINGLE AND DUAL 

MOTORS). HOMERUN TO WINDOW SHADE CONTROL 

PANEL. INSTALL CAT. 6 CABLING AS PER WIRING 

DETAILS. WIRING SHALL BE INSTALLED AS PER 

APPROVED MANUFACTURER'S RECOMMENDATIONS. 

LOCATE WINDOW SHADE CONTROL PANEL ABOVE 

NEAREST ACCESSIBLE CEILING. COORDINATE LOCATIONS 

OF JUNCTION BOXES WITH THE GENERAL CONTRACTOR 

PRIOR TO INSTALLATION.

POWER FOR INDEX RAIL LIGHTS.

NETWORK LIGHTING CONTROL PANEL.

1

2

GENERAL NOTES

1.  RECEPTACLES IN BAND B154 TO BE AT CUSTOM HEIGHTS.

     COORDINATE HEIGHT WITH ARCHITECT PRIOR TO ROUGH-IN.

3
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KEYED NOTES

POWER FOR SCOREBOARD.  

POWER AND FOR ACCESS CONTROL.

PROVIDE GFCI CIRCUIT BREAKER. 

POWER FOR BLEACHERS. THE SERVICE AMPERAGE WILL 

BE 20-30A OR 40A DEPENDING UPON THE NUMBER OF 

MOTORS TO BE OPERATED.  MOTORS, HOUSING, AND 

WIRING SHALL BE INSTALLED AND GROUNDED IN 

COMPLETE  ACCORD WITH THE NATIONAL ELECTRIC 

CODE. THE ELECTRICAL CONTRACTOR SHALL PROVIDE 

POWER SOURCE WITH NO GREATER THAN 4 PERCENT 

VOLTAGE DROP AT THE SEATING JUNCTION BOX. THE 

ELECTRICAL CONTRACTOR SHALL PERFORM ALL WIRING 

CONNECTIONS IN JUNCTION. COORDINATE LOCATION OF 

JUNCTION BOX AND DISCONNECT SWITCH WITH THE 

GENERAL CONTRACTOR PRIOR TO INSTALLATION. CARRY 

ADDITIONAL 50FT OF CONDUIT AND WIRING TO LOCATE 

THE DISCONNECT SWITCH PER MANUFACTURER'S 

RECOMMENDATIONS.

KEYED SWITCH FOR PROJECTION SCREEN. SWITCH TO BE 

FURNISHED BY OTHERS. 

PROVIDE A CONTACT CLOSURE FROM THE ATS TO THE 

NETWORL LIGHTING CONTROL PANEL (LCP) IN ELECTRIC 

B112. ONLY THE LCP IN THE ELECTRIC 112 SHALL BE ON 

EMERGENCY POWER ALL OTHE LCPs SHALL BE WIRED TO 

NORMAL POWER. WHEN THE ATS SWITCHES TO 

EMERGENCY POWER ALL FIXTURES ON EMERGENCY 

CIRCUIT SHOULD HAVE THEIR SWITCH STATUS 

OVERRIDDEN TO STAY ON. THE EMERGENCY FIXTURES IN 

THE REMAINDER OF THE BUILDING SHALL TURN ON AS 

THE LCP WILL LOSE NORMAL POWER. 

RECEPTACLE MOUNTED AT 18" ABOVE FINISHED FLOOR.

POWER FOR DIRECTORY AT 42" ABOVE FINISHED FLOOR.
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KEYED NOTES

POWER FOR FIRE ACCORDION DOOR.

POWER FOR LUMAWATT LIGHTING CONTROL SYSTEM. 

SEE DETAIL ON DRAWING E7.7.  

POWER FOR WINDOW SHADES (SINGLE AND DUAL 

MOTORS). HOMERUN TO WINDOW SHADE CONTROL 

PANEL. INSTALL CAT. 6 CABLING AS PER WIRING 

DETAILS. WIRING SHALL BE INSTALLED AS PER 

APPROVED MANUFACTURER'S RECOMMENDATIONS. 

LOCATE WINDOW SHADE CONTROL PANEL ABOVE 

NEAREST ACCESSIBLE CEILING. COORDINATE 

LOCATIONS OF JUNCTION BOXES WITH THE GENERAL 

CONTRACTOR PRIOR TO INSTALLATION.

SWITCH FOR MOTORIZED SHADE. COORDINATE 

LOCATION WITH THE ARCHITECT PRIOR TO 

INSTALLATION.

POWER FOR PROJECTOR. 

KEYED SWITCH FOR PROJECTOR SCREEN. SWITCH TO 

BE FURNISHED BY OTHERS.

SOFFIT MOUNTED DOUPLEX RECEPTACLE FOR FUTURE 

SOFFIT MOUNTED PROJECTOR. MOUTING HEIGHT IS 

12.5' AFF.

1

GENERAL NOTES

GFCI RECEPTACLES FOR SCIENCE LAB TABLES ARE TO BE

MOUNTED ON THE BACKSPLASH ABOVE THE COUNTERTOP.
1.

2
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KEYED NOTES

CONVINIENCE OUTLET AT TORMENTOR BARS. COORDINATE 

EXACT LOCATION WITH AV SUBCONTRACTOR.

1



REF.

P
L

P
H

P
L

P
H FR

PL

PH

FR

FR

P
L

P
H

J

J

J

FR

FR
FR

J

FR

T

J J

J J

PS

ART

B204

ART

B202

ART & MUSIC PLANNING

B201

STAIR #B3

SB3.2

ART

B206

ELEV. 2

B.2

GYMNASIUM-2

B139-2

CS

CS

CS

TOILET

B205

ART STOR

B206B

L14-20

L14-20L14-20L14-20

L14-20L14-20

L14-20 L14-20

111

1 1 1

11

52

31.1

32.1

32.8

33.1

33.9 34.1
34.6

31. 31.6 32.4.32. 33. 36.6. 34. 34.4. 35. 35.6. 36. 36.4. 37. 38. 39.

N

P.

S.

V

W

X

30.

O.

M.

B2
B1

AB
ART STOR

B204B

KILN

B203
C

C

C

4

C

C

C

C C C

A-SB200

PS15B-12PS15B-10PS15B-8

PS15B-14PS15B-6

PS15B-16 PS15B-18

PS25-17

17 17 17

PS25-7

PS25-7

ART STOR

B202B

CORRIDOR

B210

WOMEN

B270.1

HC

HC

HC

PS25-47

PS25-47

PS25-47

SR

SR

SR

C
RF

CS

CS

C

C

CS

HC

PS15B-20

PS15B-5

19

19

19

19

PS25-27

PS25-29

29
27

PS25-21

PS25-19

PS25-31

PS25-33

PS25-35

PS25-41

35

35

41

41

PS25-45

PS25-43

5

PS25-5

PS25-5 PS25-5

PS25-2

PS25-4

8

8PS25-8

8

PS25-6

6

PS25-18

PS25-20

24

PS25-22

22

PS25-26

PS25-28

17

22

PS25-24

24

24

PS25-10

PS25-12

35

PS25-3 24

8

17

DF

HSP15-2

6

K-1

KV-1

DPB-7,9,11

PS25-49

PS15B-32 55 PS15B-32

L14-20L14-20

PS15B-26PS15B-30

33

L14-20

PS15B-38

6

PS25-9

PS25-11

PS25-13

PS25-15

7

7

SB200

6
J

PS15B-4

AV

2

2

AV

PS15B-7

P14B-4

AV

PS15B-34

AV

HC
PS25-5

C

M

PS25-23

PS25-37

PS25-39

PS25-14

PS25-16

PS25-30

PS25-32

17

EP15-9,11,13

C

PS25-25

HSP25PS25

HSL25

Project North

DATE:

SCALE:CKD. BY:

JOB NO:

FILE:

DWN. BY:

PROJECT

108 GROVE STREET,   SUITE 300
WORCESTER, MASSACHUSETTS   01605

L A M O U R E U X    P A G A N O
A S S O C I A T E S ,  A R C H I T E C T S

THE AMERICAN INSTITUTE OF ARCHITECTS
MEMBER OF

OWNER

CONSULTANT

Key Plan

TITLE

B2B1

AB
A

A BUILDING

B BUILDING

38 FRONT STREET, FLR 3

WORCESTER, MASSACHUSETTS 01608

AC

AR 1/8" = 1'-0"

#1611

January 31, 2019

E2.10

South High
Community School

170 Apricot Street, Worcester, MA 01603

Worcester Public
Schools

FINAL BID PACKAGE

Power -Second
Floor Plan Section

B2

Scale: 1/8" = 1'-0"E2.10
1 Power - Second Floor Plan Section B2

KEYED NOTES

NEMA-L14-20R RECEPTACLE FOR BACKSTOP HOIST, 120V 

POWER (4 WIRES) CONTROLLED VIA KEYED SWITCH.

LOCATE 18 INCHES ABOVE TOP OF BLEACHERS.

NEMA-L14-20R RECEPTACLE FOR GYM DIVIDER CURTAIN, 

120V POWER (4 WIRES) CONTROLLED VIA KEYED 

SWITCH.

NEMA-L14-20R RECEPTACLE FOR BATTING CAGE. 120V 

POWER (4 WIRES) CONTROLLED VIA KEYED SWITCH. 

POWER FOR SHOT CLOCK.

POWER FOR FIRE ACCORDION DOOR.  

POWER FOR WINDOW SHADES. HOMERUN TO WINDOW 

SHADE CONTROL PANEL. INSTALL CAT. 6 CABLING AS PER 

WIRING DETAILS. WIRING SHALL BE INSTALLED AS PER 

APPROVED MANUFACTURER'S RECOMMENDATIONS. 

LOCATE WINDOW SHADE CONTROL PANEL ABOVE 

NEAREST ACCESSIBLE CEILING. COORDINATE WITH THE 

GENERAL CONTRACTOR.
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DATA FOR ACCESS CONTROL.  LOCATE DATA DROP 

ABOVE ACCESSIBLE CEILING. TYPICAL FOR ALL DOORS 

WITH ELECTRIC LOCKS AND CARD READERS.
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DATA FOR ACCESS CONTROL.  LOCATE DATA DROP 

ABOVE ACCESSIBLE CEILING. TYPICAL FOR ALL DOORS 

WITH ELECTRIC LOCKS AND CARD READERS.

LOCAL SOUND SYSTEM RACK. COORDINATE EXACT 

LOCATION WITH THE ARCHITECT.

MOUNT ANTENNA ABOVE THE CEILING UNLESS IT IS 

REQUIRED TO BE VISIBLE.  IF REQUIRED TO BE VISIBLE 

MOUNT JUST UNDER THE CEILING OR AS HIGH AS 

POSSIBLE.  COORDINATE WITH THE SYSTEM VENDOR. 

TYPICAL.

MOUNT SPEAKERS AT THE SAME PLANE AS LIGHT 

FIXTURES OR ABOVE. COORDINATE SPEAKER LAYOUT 

WITH THE ARCHITECT PRIOR TO INSTALLATION.

INSTALL (2) 4" SLEEVES FOR TELECOMMUNICATIONS TO 

FIRST FLOOR CEILING. PROVIDE WITH ZERO 

MAINTANANCE  FIRESTOPPING PATHWAY

TO BE FED FROM WALL.
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KEYED NOTES

DATA OUTLETS AT POS (POINT OF SALE). SEE 

DRAWING K2.4. COORDINATE EXACT LOCATION IN THE 

FIELD.

DATA OUTLET FOR DISPLAY UNIT. SOFFIT MOUNTED, 

COORDINATE EXACT LOCATION IN THE FIELD.

ELECTRONIC LOCK SHALL UNLOCK UPON SIGNAL FROM 

FIRE ALARM SYSTEM.

CARD READERS WIRED TO MOTORIZED COILING 

OVERHEAD SECURITY GRILLE.

1
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KEYED NOTES

POWER AND DATA FOR ACCESS CONTROL. LOCATE DATA

DROP ABOVE ACCESSIBLE CEILING. TYPICAL FOR ALL 

DOORS WITH ELECTRIC LOCKS AND CARD READERS.

INSTALL (4) 4" SLEEVES FOR TELECOMMUNICATIONS TO 

GROUND FLOOR CEILING AND (4) 4" SLEEVES  FOR 

TELECOMMUNICATIONS TO SECOND FLOOR CEILING. 

PROVIDE WITH ZERO MAINTANANCE  FIRESTOPPING 

PATHWAY
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No. Description Date

KEYED NOTES FOR E3.8

1 LOCAL SOUND SYSTEM RACK. COORDINATE EXACT 

LOCATION WITH THE ARCHITECT.

MOUNT ANTENNA ABOVE THE CEILING UNLESS IT IS 

REQUIRED TO BE VISIBLE.  IF REQUIRED TO BE VISIBLE 

MOUNT JUST UNDER THE CEILING OR AS HIGH AS 

POSSIBLE.  COORDINATE WITH THE SYSTEM VENDOR. 

TYPICAL.

MOUNT SPEAKERS AT THE SAME PLANE AS LIGHT FIXTURES 

OR ABOVE. COORDINATE SPEAKER LAYOUT WITH THE 

ARCHITECT PRIOR TO INSTALLATION.

DATA FOR ACCESS CONTROL.  LOCATE DATA DROP ABOVE 

ACCESSIBLE CEILING. TYPICAL FOR ALL DOORS WITH 

ELECTRIC LOCKS AND CARD READERS.

LOCATE 18 INCHES ABOVE TOP OF BLEACHERS.

INSTALL (2) 4" SLEEVES FOR TELECOMMUNICATIONS FROM 

GROUND FLOOR CEILING TO THE FIRST FLOOR CEILING. 

PROVIDE WITH ZERO MAINTANANCE  FIRESTOPPING 

PATHWAY.

INSTALL (2) 4" SLEEVES FOR TELECOMMUNICATIONS  TO 

THE SECOND FLOOR CEILING. PROVIDE WITH ZERO 

MAINTANANCE  FIRESTOPPING PATHWAY

1.

2

3

4

GENERAL NOTES

COORDINATE LOCATIONS OF ALL ELECTRICAL DEVICES 

WITH THE ARCHITECT PRIOR TO ROUGH-IN.

5

6

7
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KEYED NOTES FOR E3.8

1 LOCAL SOUND SYSTEM RACK. COORDINATE EXACT 

LOCATION WITH THE ARCHITECT.

MOUNT ANTENNA ABOVE THE CEILING UNLESS IT IS 

REQUIRED TO BE VISIBLE.  IF REQUIRED TO BE VISIBLE 

MOUNT JUST UNDER THE CEILING OR AS HIGH AS 

POSSIBLE.  COORDINATE WITH THE SYSTEM VENDOR. 

TYPICAL.

MOUNT SPEAKERS AT THE SAME PLANE AS LIGHT FIXTURES 

OR ABOVE. COORDINATE SPEAKER LAYOUT WITH THE 

ARCHITECT PRIOR TO INSTALLATION.

CARD READERS WIRED TO MOTORIZED COILING 

OVERHEAD SECURITY GRILLE.

SOFFIT MOUNTED DATA OUTLET FOR FUTURE SOFFIT 

MOUNTED PROJECTOR. MOUTING HEIGHT IS 12.5' AFF.

ELECTRONIC LOCK SHALL UNLOCK UPON SIGNAL FROM 

FIRE ALARM SYSTEM.

INSTALL (4) 4" SLEEVES FOR TELECOMMUNICATIONS TO 

FIRST FLOOR CEILING AND (4) 4" SLEEVES  FOR 

TELECOMMUNICATIONS TO THIRD FLOOR CEILING. 

PROVIDE WITH ZERO MAINTANANCE  FIRESTOPPING 

PATHWAY.

1.

2

3

4

GENERAL NOTES

COORDINATE LOCATIONS OF ALL ELECTRICAL DEVICES 

WITH THE ARCHITECT PRIOR TO ROUGH-IN.

REVISIONS

No. Description Date
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6
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KEYED NOTES FOR XXXX

1 PORVIDE INTRUSION ALARM WIRING AND DOOR CONTACTS 

FOR SMOKE VENTS.
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1 Technology - Third Floor Plan Section AB
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GENERAL NOTES FOR E3.13

1.

2.

1-POLE TWIST LOCK RECEPTACLES SHALL BE L5-30R. 

INSTALL 2-10 AWG & 1-10 AWG GND IN CONDUIT.

2-POLE TWIST LOCK RECEPTACLES SHALL BE L6-30R. 

INSTALL 2-10 AWG & 1-10 AWG GND IN CONDUIT.
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0 - Ground Floor Plan - Cable Tray Section B

KEYED NOTES

4 - 4" EZ-PATH SLEEVES TO CLASSROOM WING ABOVE 

4 - 4" EZ-PATH SLEEVES TO CABLE TRAY.

PROVIDE FIRE PROOFING PILLOW.

2 - 4" EZ-PATH SLEEVES TO CABLE TRAY.

4 - 4" CONDUIT STUBS FROM UTILITY CO. CONNECTION 

POINT.

2 - 4" CONDUITS FROM FIRST FLOOR COMMUNITY WING 

TELCOM ROOM.

2 - 4" EZ-PATH SLEEZES WITH CONDUIT TO FLOOR 

ABOVE.
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4

5

6
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Cable Trays - First
Floor Plan
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1 - Level 1 Floor Plan - Cable Tray Section A

Scale: 1/16" = 1'-0"

1 - Level 1 Floor Plan - Cable Tray Section B

KEYED NOTES

4 - 4" CONDUITS RUN UNDERGROUND.

2 - 4" EZ-PATH SLEEVES WITH CONDUIT TO TELCOM 

ROOM ON FLOOR BELOW.

2 - 4" EZ-PATH SLEEVES TO CABLE TRAY.

CONDUITS STUB UP FROM UNDERGOUND AND RUN UP TO 

SECOND FLOOR SERVER ROOM.

4 - 4" EZ-PATH SLEEVES WITH CONDUIT FROM FLOOR 

ABOVE.

4 - 4" EX-PATH SLEEVES TO CABLE TRAY.

1

2

3

4

5

6
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Cable Trays -
Second Floor Plan
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2 - Level 2 Floor Plan - Cable Tray Section A

Scale: 1/16" = 1'-0"

2 - Level 2 Floor Plan - Cable Tray Section B

KEYED NOTES

4 - 4" EZ-PATH SLEEVES FROM MAIN TELCOM ROOM.

4 - 4" EZ-PATH SLEEVES TO CABLE TRAY.

2 - 4" EZ-PATH SLEEVES TO CABLE TRAY.

4 - 4" EZ-PATH SLEEVES WITH CONDUIT DOWN TO 

FLOOR.

4 - 4" EZ-PATH SLEEVES WITH CONDUIT UP TO FLOOR 

ABOVE.
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Cable Trays -
Third Floor Plan
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3 - Level 3 Floor Plan -Cable Tray Section A

KEYED NOTES

4 - 4" EZ-PATH SLEEVES WITH CONDUIT FROM FLOOR 

BELOW.

4 - 4" EZ-PATH SLEEVES TO CABLE TRAY.
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KEYED NOTES

CONTROL MODULES FOR ELEVATOR

1. PRIMARY RECALL.

2. ALTERNATE RECALL.

3. FIREFIGHTER'S HAT.

4. ELEVATOR DAMPER.  

RECESSED FIRE ALARM INFORALARM ANNUNCIATOR, 

VOICE EVAC CONTROLS AND GRAPHICAL COMMAND 

CENTER.

I/O MODULE TO SEND CONTACT CLOSURE TO THE GAS 

DETECTION PANEL IN THE EVENT OF ALARM.  

KNOX BOX WITH SECURITY CONTACTS.

150,000 CANDLE POWER  (RED) BEACON.

RECESSED GENERATOR ANNUNCIATOR.
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KEYED NOTES

RECESSED GENERATOR ANNUNCIATOR PANEL.

I/0 MODULE FOR FIRE ACCORDION DOOR. PROVIDE 

"OPEN-AUTO-CLOSE" SWITCH AND LED INDICATORS AT 

THE FIRE ALARM CONTROL PANEL.

CONTROL MODULE FOR OVERHEAD SECURITY GRILLE. 

RECESSED DAS ANNUNCIATOR.

CONTROL MODULES FOR ELEVATOR

1. PRIMARY RECALL.

2. ALTERNATE RECALL. 

3. FIREFIGHTER'S HAT.

4. ELEVATOR DAMPER. 

I/O MODULE FOR ANSUL SYSTEM. 

I/O MODULE TO SEND CONTACT CLOSURE TO THE GAS 

DETECTION PANEL IN THE EVENT OF AN ALARM. THE GAS 

DETECTION PANEL SHALL SHUT OFF THE SOLENIOD 

VALVES IN RESPONSE.   
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KEYED NOTES

FIRE ALARM CONTROL AND VOICE EVAC PANEL.

FIRE ALARM INFOALARM ANNUNCIATOR, VOICE EVAC 

CONTROL AND GRAPHICAL COMMAND CENTER.

RECESSED AREA OF REFUGE ANNUNCIATOR.

FIRE ALARM INFOALARM ANNUNCIATOR.

150,000 CANDLE POWER (RED) BEACON.  

KNOX BOX WITH SECURITY CONTACTS.

DAS ANNUNCIATOR.

MONITOR MODULES FOR DAS BDA SYSTEM.

1. (2) BDA FAILURE

2. (2) LOSS OF AC POWER.  

3. (2) FAILURE OF BATTERY CHARGER

4. (2) LOW BATTERY CAPACITY. 

5. (2) ANTENNA MALFUNCTION.  

FIRE ALARM CONTROL MODULE AND RELAY FOR 

THEATRICAL LIGHTING INTERFACE. PROVIDE FIRE 

ALARM CONTACT CLOSURE TO THE THEATRICAL 

DIMMING SYSTEM. THE THEATRICAL DIMMING 

SYSTEM SHALL BE PROGRAMMED TO TURN ALL 

LIGHTS TO FULL BRIGHT UPON THE ACTIVATIONS OF 

THE FIRE ALARM SYSTEM
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KEYED NOTES

I/O MODULE TO SEND CONTACT CLOSURE TO THE GAS 

DETECTION PANEL IN THE EVENT OF AN ALARM. THE GAS 

DETECTION PANEL SHALL SHUT OFF THE SOLENIOD 

VALVES IN RESPONSE.
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KEYED NOTES
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KEYED NOTES

I/O MODULE TO SEND CONTACT CLOSURE TO THE GAS 

DETECTION PANEL IN THE EVENT OF AN ALARM. THE GAS 

DETECTION PANEL SHALL SHUT OFF THE SOLENIOD 

VALVES IN RESPONSE.
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KEYED NOTES

CONTROL MODULE FOR MOTORIZED COILING.  

MONITOR MODULES FOR DAS BDA SYSTEM.

1. (2) BDA FAILURE

2. (2) LOSS OF AC POWER.  

3. (2) FAILURE OF BATTERY CHARGER

4. (2) LOW BATTERY CAPACITY. 

5. (2) ANTENNA MALFUNCTION.  

1

2
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KEYED NOTES FOR E5.2

POWER FOR IRRIGATION SYSTEM CONTROLLER. 

COORDINATE EXACT LOCATION PRIOR TO INSTALLATION.

SEWAGE EJECTOR PUMP DISCONNECT WIRED VIA SEWAGE 

EJECTOR CONTROL PANEL SEP-1. INSTALL 2"C, 3#8 AWG, 

10G FROM SEP-1 TO DISCONNECT AND FROM DISCONNECT 

TO SEWAGE PUMP. SEE KEYED NOTE 26 ON DRAWING 

E0.4B.

POWER FOR HEAT TRACE. INSTALL ABOVE THE CEILING ON 

THE WALL ADJACENT TO THE OUTSIDE, CLOSER TO 

VESTIBULE B001.1.

1

2
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KEYED NOTES FOR E5.16

INTERLOCK DAMPER TO BUILDING FIRE ALARM SYSTEM, TO 

OPEN IN THE EVENT OF FIRE ELARM
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KEYED NOTES FOR E5.16

INTERLOCK DAMPER TO BUILDING FIRE ALARM SYSTEM, TO 

OPEN IN THE EVENT OF FIRE ELARM
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KEYED NOTES FOR E6.2

1 (1) 3/4" EMT

(3) 1" EMT

RUN (1) CAT 6A CABLE FROM EACH INVERTER TO THE 

NEAREST TELECOMUNICATIONS ROOM. TERMINATE CABLE 

IN A PATCH PANEL, AT THE INVERTER TERMINATE CABLE IN 

RJ-45 PLUG AND CONNECT TO INVERTER.
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No. Description Date

KEYED NOTES FOR E6.3

1 (1) 3/4" EMT

(3) 1" EMT

RUN (1) CAT 6A CABLE FROM EACH INVERTER TO THE 

NEAREST TELECOMUNICATIONS ROOM. TERMINATE CABLE 

IN A PATCH PANEL, AT THE INVERTER TERMINATE CABLE IN 

RJ-45 PLUG AND CONNECT TO INVERTER.
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No. Description Date

KEYED NOTES FOR E6.4

1 (1) 3/4" EMT

(3) 1" EMT

RUN (1) CAT 6A CABLE FROM EACH INVERTER TO THE 

NEAREST TELECOMUNICATIONS ROOM. TERMINATE CABLE 

IN A PATCH PANEL, AT THE INVERTER TERMINATE CABLE IN 

RJ-45 PLUG AND CONNECT TO INVERTER.
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No. Description Date

KEYED NOTES FOR E6.5

1 (1) 3/4" EMT

(3) 1" EMT

RUN (1) CAT 6A CABLE FROM EACH INVERTER TO THE 

NEAREST TELECOMUNICATIONS ROOM. TERMINATE CABLE 

IN A PATCH PANEL, AT THE INVERTER TERMINATE CABLE IN 

RJ-45 PLUG AND CONNECT TO INVERTER.
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Video
Surveillance

Schedule

REVISIONS

No. Description Date

TO CLOSET CAMERA # SERIES Comments Level To Closet

TS

TS 1 Q3717 POLE

EXTERIOR

TS

TS 2 Q3717 POLE

EXTERIOR

TS

TS 3 Q6128 POLE

EXTERIOR

ART -

Ground

TS

TS 4 Q6128 POLE

EXTERIOR

ART -

Ground

TS

TS 5 Q6128 POLE

EXTERIOR

ART -

Ground

TS

TS 6 Q6128 POLE

EXTERIOR

ART -

Ground

TS

TS 7 Q6128 POLE

EXTERIOR

ART -

Ground

TS

TS 8 Q6128 POLE

EXTERIOR

ART -

Ground

TS

TS 9 Q6128 POLE

EXTERIOR

ART -

Ground

TS

TS 10 Q6128 POLE

EXTERIOR

ART -

Ground

TS

TS 11 Q6128 POLE

EXTERIOR

ART -

Ground

TS

TS 12 Q6128 POLE

EXTERIOR

ART -

Ground

TS

TS 13 Q6128 POLE

EXTERIOR

ART -

Ground

TS

TS: 13

Grand total: 321

TO CLOSET CAMERA # SERIES Comments Level To Closet

B177

B177 13 P3301 180 INTERIOR B177

B177 14 P3302 180 EXTERIOR B177

B177 15 P3299 180 INTERIOR B177

B177 16 P3300 180 EXTERIOR B177

B177 1 P3227 CORRIDOR ART -

Ground

B177

B177 2 P3227 CORRIDOR ART -

Ground

B177

B177 3 P3227 CORRIDOR ART -

Ground

B177

B177 4 P3227 CORRIDOR ART -

Ground

B177

B177 5 P3227 CORRIDOR ART -

Ground

B177

B177 6 P3227 CORRIDOR ART -

Ground

B177

B177 36 P3225 EXTERIOR

DOOR

ART -

Ground

B177

B177 37 Q3709 180 EXTERIOR ART -

Ground

B177

B177 38 Q3709 180 EXTERIOR ART -

Ground

B177

B177 42 P3717 360 EXTERIOR ART -

Ground

B177

B177 43 P3717 360 EXTERIOR ART -

Ground

B177

B177 7 P3227 CORRIDOR ART - Level

1

B177

B177 8 P3227 CORRIDOR ART - Level

1

B177

B177 9 P3227 CORRIDOR ART - Level

1

B177

B177 10 P3227 CORRIDOR ART - Level

1

B177

B177 11 P3227 CORRIDOR ART - Level

1

B177

B177 12 P3227 CORRIDOR ART - Level

1

B177

B177 17 P3227 CORRIDOR ART - Level

1

B177

B177 18 P3227 CORRIDOR ART - Level

1

B177

B177 19 P3227 AUDITORIUM ART - Level

1

B177

B177 20 P3227 AUDITORIUM ART - Level

1

B177

B177 21 P3227 AUDITORIUM ART - Level

1

B177

B177 22 P3227 AUDITORIUM ART - Level

1

B177

B177 23 P3227 CORRIDOR ART - Level

1

B177

B177 24 P3227 CORRIDOR ART - Level

1

B177

B177 25 P3227 CORRIDOR ART - Level

1

B177

B177 26 P3227 CORRIDOR ART - Level

1

B177

B177 27 P3227 CORRIDOR ART - Level

1

B177

B177 28 P3227 CORRIDOR ART - Level

1

B177

B177 35 P3225 EXTERIOR

DOOR

ART - Level

1

B177

B177 39 Q3709 180 EXTERIOR ART - Level

1

B177

B177 40 P3225 EXTERIOR

DOOR

ART - Level

1

B177

B177 41 P3291 CORRIDOR ART - Level

1

B177

B177 29 P3227 AUDITORIUM ART - Level

2

B177

B177 30 P3227 AUDITORIUM ART - Level

2

B177

B177 31 P3227 CORRIDOR ART - Level

2

B177

B177 32 P3227 CORRIDOR ART - Level

2

B177

B177 33 P3227 CORRIDOR ART - Level

2

B177

B177 34 P3227 CORRIDOR ART - Level

2

B177

B177: 43

TO CLOSET CAMERA # SERIES Comments Level To Closet

B133

B133 1 P3227 CORRIDOR ART - Level

1

B133

B133 2 P3227 CORRIDOR ART - Level

1

B133

B133 3 P3717 360 CORRIDOR ART - Level

1

B133

B133 4 P3807 180 INTERIOR ART - Level

1

B133

B133 5 P3807 180 INTERIOR ART - Level

1

B133

B133 6 P3717 360 CORRIDOR ART - Level

1

B133

B133 7 P3227 CORRIDOR ART - Level

1

B133

B133 8 P3227 CORRIDOR ART - Level

1

B133

B133 9 P3717 360 CORRIDOR ART - Level

1

B133

B133 10 P3227 CORRIDOR ART - Level

1

B133

B133 11 P3227 CORRIDOR ART - Level

1

B133

B133 12 P3227 CORRIDOR ART - Level

1

B133

B133 13 P3227 CORRIDOR ART - Level

1

B133

B133 14 P3717 360 CORRIDOR ART - Level

1

B133

B133 15 P3807 STAIR ART - Level

1

B133

B133 31 P3228 EXTERIOR 4K ART - Level

1

B133

B133 32 Q3709 180 EXTERIOR ART - Level

1

B133

B133 33 Q6128 PTZ EXTERIOR ART - Level

1

B133

B133 34 Q3709 180 EXTERIOR ART - Level

1

B133

B133 35 P3225 EXTERIOR

DOOR

ART - Level

1

B133

B133 16 P3807 GYMNASIUM ART - Level

2

B133

B133 17 P3807 GYMNASIUM ART - Level

2

B133

B133 18 P3807 GYMNASIUM ART - Level

2

B133

B133 19 P3807 GYMNASIUM ART - Level

2

B133

B133 20 P3807 GYMNASIUM ART - Level

2

B133

B133 21 P3807 GYMNASIUM ART - Level

2

B133

B133 22 P3717 360 CORRIDOR ART - Level

2

B133

B133 23 P3717 360 CORRIDOR ART - Level

2

B133

B133 24 P3227 CORRIDOR ART - Level

2

B133

B133 25 P3227 CORRIDOR ART - Level

2

B133

B133 26 P3227 CORRIDOR ART - Level

2

B133

B133 27 P3227 CORRIDOR ART - Level

2

B133

B133 28 P3807 STAIR ART - Level

2

B133

B133 30 P3807 STAIR ART - Level

2

B133

B133: 34

TO CLOSET CAMERA # SERIES Comments Level To Closet

B003

B003 1 P3717 360 CORRIDOR ART -

Ground

B003

B003 2 P3807 180 INTERIOR ART -

Ground

B003

B003 3 P3807 180 INTERIOR ART -

Ground

B003

B003 4 P3717 360 CORRIDOR ART -

Ground

B003

B003 5 P3227 CORRIDOR ART -

Ground

B003

B003 6 P3227 CORRIDOR ART -

Ground

B003

B003 7 P3227 CORRIDOR ART -

Ground

B003

B003 8 P3227 CORRIDOR ART -

Ground

B003

B003 9 P3227 CORRIDOR ART -

Ground

B003

B003 10 P3227 CORRIDOR ART -

Ground

B003

B003 11 P3227 CORRIDOR ART -

Ground

B003

B003 12 P3807 STAIR ART -

Ground

B003

B003 13 P3228 EXTERIOR 4K ART -

Ground

B003

B003 14 P3225 EXTERIOR

DOOR

ART -

Ground

B003

B003 15 P3225 EXTERIOR

DOOR

ART -

Ground

B003

B003 16 P3717 PV CANOPY

EXTERIOR

ART -

Ground

B003

B003 17 P3717 PV CANOPY

EXTERIOR

ART -

Ground

B003

B003 18 P3717 PV CANOPY

EXTERIOR

ART -

Ground

B003

B003: 18

B040.1

B040.1 1 P3227 CORRIDOR ART -

Ground

B040.1

B040.1 2 P3227 CORRIDOR ART -

Ground

B040.1

B040.1 3 P3227 CORRIDOR ART -

Ground

B040.1

B040.1 4 P3227 CORRIDOR ART -

Ground

B040.1

B040.1 5 P3807 STAIR ART -

Ground

B040.1

B040.1 6 P3227 CORRIDOR ART -

Ground

B040.1

B040.1 16 P3225 EXTERIOR

DOOR

ART -

Ground

B040.1

B040.1 17 Q3709 180 EXTERIOR ART -

Ground

B040.1

B040.1 18 P3225 EXTERIOR

DOOR

ART -

Ground

B040.1

B040.1 19 P3225 EXTERIOR

DOOR

ART -

Ground

B040.1

B040.1 20 P3225 EXTERIOR

DOOR

ART -

Ground

B040.1

B040.1 21 P3225 EXTERIOR

DOOR

ART -

Ground

B040.1

B040.1 22 Q6128 PTZ EXTERIOR ART -

Ground

B040.1

B040.1 23 P3225 EXTERIOR

DOOR

ART -

Ground

B040.1

B040.1 24 P3807 180 INTERIOR ART -

Ground

B040.1

B040.1 25 Q6128 PTZ EXTERIOR ART -

Ground

B040.1

B040.1 26 P3225 EXTERIOR

DOOR

ART -

Ground

B040.1

B040.1 7 P3227 CORRIDOR ART - Level

1

B040.1

B040.1 8 P3227 CORRIDOR ART - Level

1

B040.1

B040.1 9 P3227 CORRIDOR ART - Level

1

B040.1

B040.1 10 P3227 CORRIDOR ART - Level

1

B040.1

B040.1 11 P3807 STAIR ART - Level

1

B040.1

B040.1 12 P3227 CORRIDOR ART - Level

1

B040.1

B040.1 13 P3227 CORRIDOR ART - Level

1

B040.1

B040.1 14 P3227 CORRIDOR ART - Level

1

B040.1

B040.1 15 P3227 CORRIDOR ART - Level

1

B040.1

B040.1: 26

TO CLOSET CAMERA # SERIES Comments Level To Closet

A262.1

A262.1 1 P3227 CORRIDOR ART - Level

1

A262.1

A262.1 2 P3807 STAIR ART - Level

1

A262.1

A262.1 3 P3807 STAIR ART - Level

1

A262.1

A262.1 4 P3717 360 CORRIDOR ART - Level

1

A262.1

A262.1 5 P3227 CORRIDOR ART - Level

1

A262.1

A262.1 6 P3227 CORRIDOR ART - Level

1

A262.1

A262.1 7 P3227 CORRIDOR ART - Level

1

A262.1

A262.1 8 P3717 360 LOCKERS ART - Level

1

A262.1

A262.1 9 P3717 360 LOCKERS ART - Level

1

A262.1

A262.1 10 P3717 360 LOCKERS ART - Level

1

A262.1

A262.1 11 P3227 CORRIDOR ART - Level

1

A262.1

A262.1 12 P3227 CORRIDOR ART - Level

1

A262.1

A262.1 13 P3227 CORRIDOR ART - Level

1

A262.1

A262.1 14 P3227 CORRIDOR ART - Level

1

A262.1

A262.1 15 P3227 CORRIDOR ART - Level

1

A262.1

A262.1 16 P3227 CORRIDOR ART - Level

1

A262.1

A262.1 17 P3227 CORRIDOR ART - Level

1

A262.1

A262.1 51 P3225 EXTERIOR

DOOR

ART - Level

1

A262.1

A262.1 52 Q3709 180 EXTERIOR ART - Level

1

A262.1

A262.1 53 Q3709 180 EXTERIOR ART - Level

1

A262.1

A262.1 54 P3228 EXTERIOR 4K ART - Level

1

A262.1

A262.1 55 Q3709 180 EXTERIOR ART - Level

1

A262.1

A262.1 18 P3227 CORRIDOR ART - Level

2

A262.1

A262.1 19 P3807 STAIR ART - Level

2

A262.1

A262.1 20 P3807 STAIR ART - Level

2

A262.1

A262.1 21 P3717 360 CORRIDOR ART - Level

2

A262.1

A262.1 22 P3227 CORRIDOR ART - Level

2

A262.1

A262.1 23 P3227 CORRIDOR ART - Level

2

A262.1

A262.1 24 P3227 CORRIDOR ART - Level

2

A262.1

A262.1 25 P3717 360 LOCKERS ART - Level

2

A262.1

A262.1 26 P3717 360 LOCKERS ART - Level

2

A262.1

A262.1 27 P3717 360 LOCKERS ART - Level

2

A262.1

A262.1 28 P3227 CORRIDOR ART - Level

2

A262.1

A262.1 29 P3227 CORRIDOR ART - Level

2

A262.1

A262.1 30 P3227 CORRIDOR ART - Level

2

A262.1

A262.1 31 P3227 CORRIDOR ART - Level

2

A262.1

A262.1 32 P3227 CORRIDOR ART - Level

2

A262.1

A262.1 33 P3227 CORRIDOR ART - Level

2

A262.1

A262.1 34 P3227 CORRIDOR ART - Level

2

A262.1

A262.1 35 P3227 CORRIDOR ART - Level

3

A262.1

A262.1 36 P3807 STAIR ART - Level

3

A262.1

A262.1 37 P3717 360 CORRIDOR ART - Level

3

A262.1

A262.1 38 P3227 CORRIDOR ART - Level

3

A262.1

A262.1 39 P3227 CORRIDOR ART - Level

3

A262.1

A262.1 40 P3227 CORRIDOR ART - Level

3

A262.1

A262.1 41 P3717 360 LOCKERS ART - Level

3

A262.1

A262.1 42 P3717 360 LOCKERS ART - Level

3

A262.1

A262.1 43 P3717 360 LOCKERS ART - Level

3

A262.1

A262.1 44 P3227 CORRIDOR ART - Level

3

A262.1

A262.1 45 P3227 CORRIDOR ART - Level

3

A262.1

A262.1 46 P3227 CORRIDOR ART - Level

3

A262.1

A262.1 47 P3227 CORRIDOR ART - Level

3

A262.1

A262.1 48 P3227 CORRIDOR ART - Level

3

A262.1

A262.1 49 P3227 CORRIDOR ART - Level

3

A262.1

A262.1 50 P3227 CORRIDOR ART - Level

3

A262.1

A262.1: 55

TO CLOSET CAMERA # SERIES Comments Level To Closet

A213 58 P3717 360 CORRIDOR ART - Level

3

A213

A213 59 P3227 CORRIDOR ART - Level

3

A213

A213 60 P3227 CORRIDOR ART - Level

3

A213

A213 61 P3227 CORRIDOR ART - Level

3

A213

A213 62 P3717 360 LOCKERS ART - Level

3

A213

A213 63 P3717 360 LOCKERS ART - Level

3

A213

A213 64 P3717 360 LOCKERS ART - Level

3

A213

A213 65 P3227 CORRIDOR ART - Level

3

A213

A213 66 P3227 CORRIDOR ART - Level

3

A213

A213 67 P3227 CORRIDOR ART - Level

3

A213

A213 68 P3227 CORRIDOR ART - Level

3

A213

A213 69 P3227 CORRIDOR ART - Level

3

A213

A213 70 P3807 STAIR ART - Level

3

A213

A213 71 P3227 CORRIDOR ART - Level

3

A213

A213 72 P3227 CORRIDOR ART - Level

3

A213

A213 73 P3807 STAIR ART - Level

3

A213

A213: 83

A234

A234 1 P3717 360 CORRIDOR ART - Level

1

A234

A234 2 P3807 STAIR ART - Level

1

A234

A234 4 P3227 CORRIDOR ART - Level

1

A234

A234 5 P3227 CORRIDOR ART - Level

1

A234

A234 6 P3227 CORRIDOR ART - Level

1

A234

A234 7 P3717 360 LOCKERS ART - Level

1

A234

A234 8 P3717 360 LOCKERS ART - Level

1

A234

A234 9 P3717 360 LOCKERS ART - Level

1

A234

A234 10 P3227 CORRIDOR ART - Level

1

A234

A234 11 P3227 CORRIDOR ART - Level

1

A234

A234 12 P3227 CORRIDOR ART - Level

1

A234

A234 13 P3227 CORRIDOR ART - Level

1

A234

A234 14 P3227 CORRIDOR ART - Level

1

A234

A234 15 P3227 CORRIDOR ART - Level

1

A234

A234 16 P3227 CORRIDOR ART - Level

1

A234

A234 34 Q3709 180 EXTERIOR ART - Level

1

A234

A234 48 P3225 EXTERIOR

DOOR

ART - Level

1

A234

A234 49 P3228 EXTERIOR 4K ART - Level

1

A234

A234 3 P3807 STAIR ART - Level

2

A234

A234 17 P3717 360 CORRIDOR ART - Level

2

A234

A234 18 P3807 STAIR ART - Level

2

A234

A234 19 P3227 CORRIDOR ART - Level

2

A234

A234 20 P3227 CORRIDOR ART - Level

2

A234

A234 21 P3227 CORRIDOR ART - Level

2

A234

A234 22 P3717 360 LOCKERS ART - Level

2

A234

A234 23 P3717 360 LOCKERS ART - Level

2

A234

A234 24 P3717 360 LOCKERS ART - Level

2

A234

A234 25 P3227 CORRIDOR ART - Level

2

A234

A234 26 P3227 CORRIDOR ART - Level

2

A234

A234 27 P3227 CORRIDOR ART - Level

2

A234

A234 28 P3227 CORRIDOR ART - Level

2

A234

A234 29 P3717 360 LOCKERS ART - Level

2

A234

A234 30 P3227 CORRIDOR ART - Level

2

A234

A234 31 P3227 CORRIDOR ART - Level

2

A234

A234 32 P3717 360 CORRIDOR ART - Level

3

A234

A234 33 P3807 STAIR ART - Level

3

A234

A234 35 P3227 CORRIDOR ART - Level

3

A234

A234 36 P3227 CORRIDOR ART - Level

3

A234

A234 37 P3227 CORRIDOR ART - Level

3

A234

A234 38 P3717 360 LOCKERS ART - Level

3

A234

A234 39 P3717 360 LOCKERS ART - Level

3

A234

A234 40 P3717 360 LOCKERS ART - Level

3

A234

A234 41 P3227 CORRIDOR ART - Level

3

A234

A234 42 P3227 CORRIDOR ART - Level

3

A234

A234 43 P3227 CORRIDOR ART - Level

3

A234

A234 44 P3227 CORRIDOR ART - Level

3

A234

A234 45 P3227 CORRIDOR ART - Level

3

A234

A234 46 P3227 CORRIDOR ART - Level

3

A234

A234 47 P3227 CORRIDOR ART - Level

3

A234

A234: 49

TO CLOSET CAMERA # SERIES Comments Level To Closet

A213

A213 14 Q3709 POLE

EXTERIOR

ART -

Ground

A213

A213 28 Q3709 POLE

EXTERIOR

ART -

Ground

A213

A213 79 Q3709 POLE

EXTERIOR

ART -

Ground

A213

A213 80 Q3709 POLE

EXTERIOR

ART -

Ground

A213

A213 81 Q3709 POLE

EXTERIOR

ART -

Ground

A213

A213 82 Q3709 POLE

EXTERIOR

ART -

Ground

A213

A213 83 Q3709 POLE

EXTERIOR

ART -

Ground

A213

A213 1 P3717 360 CORRIDOR ART - Level

1

A213

A213 2 P3227 CORRIDOR ART - Level

1

A213

A213 3 P3227 CORRIDOR ART - Level

1

A213

A213 4 P3227 CORRIDOR ART - Level

1

A213

A213 5 P3717 360 CORRIDOR ART - Level

1

A213

A213 6 P3717 360 CORRIDOR ART - Level

1

A213

A213 7 P3717 360 CORRIDOR ART - Level

1

A213

A213 8 P3227 CORRIDOR ART - Level

1

A213

A213 9 P3227 CORRIDOR ART - Level

1

A213

A213 10 P3227 CORRIDOR ART - Level

1

A213

A213 11 P3227 CORRIDOR ART - Level

1

A213

A213 12 P3227 CORRIDOR ART - Level

1

A213

A213 13 P3807 STAIR ART - Level

1

A213

A213 15 P3227 CORRIDOR ART - Level

1

A213

A213 16 P3227 CORRIDOR ART - Level

1

A213

A213 17 P3227 CORRIDOR ART - Level

1

A213

A213 18 P3227 CORRIDOR ART - Level

1

A213

A213 19 P3227 CORRIDOR ART - Level

1

A213

A213 20 P3227 CORRIDOR ART - Level

1

A213

A213 21 P3227 CORRIDOR ART - Level

1

A213

A213 22 P3227 CORRIDOR ART - Level

1

A213

A213 23 P3717 360 SERVING ART - Level

1

A213

A213 24 P3227 CORRIDOR ART - Level

1

A213

A213 25 P3227 CORRIDOR ART - Level

1

A213

A213 26 P3227 CORRIDOR ART - Level

1

A213

A213 27 P3807 STAIR ART - Level

1

A213

A213 74 Q3709 180 EXTERIOR ART - Level

1

A213

A213 75 P3225 EXTERIOR

DOOR

ART - Level

1

A213

A213 76 P3225 EXTERIOR

DOOR

ART - Level

1

A213

A213 77 P3225 EXTERIOR

DOOR

ART - Level

1

A213

A213 78 Q3709 180 EXTERIOR ART - Level

1

A213

A213 29 P3717 360 CORRIDOR ART - Level

2

A213

A213 30 P3227 CORRIDOR ART - Level

2

A213

A213 31 P3227 CORRIDOR ART - Level

2

A213

A213 32 P3227 CORRIDOR ART - Level

2

A213

A213 33 P3717 360 LOCKERS ART - Level

2

A213

A213 34 P3717 360 LOCKERS ART - Level

2

A213

A213 35 P3717 360 LOCKERS ART - Level

2

A213

A213 36 P3227 CORRIDOR ART - Level

2

A213

A213 37 P3227 CORRIDOR ART - Level

2

A213

A213 38 P3227 CORRIDOR ART - Level

2

A213

A213 39 P3227 CORRIDOR ART - Level

2

A213

A213 40 P3227 CORRIDOR ART - Level

2

A213

A213 41 P3807 STAIR ART - Level

2

A213

A213 42 P3807 STAIR ART - Level

2

A213

A213 43 P3717 360 CORRIDOR ART - Level

2

A213

A213 44 P3227 CORRIDOR ART - Level

2

A213

A213 45 P3227 CORRIDOR ART - Level

2

A213

A213 46 P3227 CORRIDOR ART - Level

2

A213

A213 47 P3227 CORRIDOR ART - Level

2

A213

A213 48 P3227 CORRIDOR ART - Level

2

A213

A213 49 P3227 MEDIA CENTER ART - Level

2

A213

A213 50 P3227 MEDIA CENTER ART - Level

2

A213

A213 51 P3717 360 MEDIA

CENTER

ART - Level

2

A213

A213 52 P3227 MEDIA CENTER ART - Level

2

A213

A213 53 P3227 MEDIA CENTER ART - Level

2

A213

A213 54 P3227 CORRIDOR ART - Level

2

A213

A213 55 P3227 CORRIDOR ART - Level

2

A213

A213 56 P3227 CORRIDOR ART - Level

2

A213

A213 57 P3807 STAIR ART - Level

2

A213















GENERAL NOTES

THE ELECTRICAL CONTRACTOR SHALL DETERMINE ACTUAL LIGHT 
FIXTURE COUNTS FROM THE DRAWINGS.

THE ELECTRICAL CONTRACTOR IS RESPONSIBLE FOR PROVIDING 
THE REQUIRED FLANGE TYPES. COORDINATE WITH THE 
ARCHITECTURAL PLANS FOR CEILING TYPES. PROVIDE GWB FLANGES 

FOR ALL THE LIGHT FIXTURES TO BE INSTALLED IN GWB CEILINGS.

ALL LIGHT FIXTURES SHALL BE SUPPORTED FROM THE BUILDING 

STRUCTURE, AND SHALL BE INDEPENDENT OF DUCTS, PIPES 
CEILINGS AND THEIR SUPPORTING MEMBERS. 

PROVIDE 90 MINUTES BACK UP BATTERY FOR ALL EXIT SIGNS.

ALL LIGHT FIXTURE COLORS SHALL BE SELECTED BY THE ARCHITECT 
PRIOR TO ORDERING THE LIGHT FIXTURES. COORDINATE WITH THE 

ARCHITECT.

COORDINATE PENDANT LENGTHS FOR ALL SUSPENDED FIXTURES 
WITH THE ARCHITECT.

1.

2.

3.

4.

5.

6.

SPARE PART REQUIREMENTS

FURNISH (8) TYPE "AD8", (2) TYPE "AP", (4) TYPE "B2", (15) TYPE "C", 
(20) TYPE "D", (20) TYPE "D1",  (4) TYPE "DS", (4) TYPE G, (2) TYPE 

"G1", (4) TYPE "HB", (10) TYPE "K2", (10) TYPE "N2", 10% PERCENT 
OF TOTAL FOR TYPE "N3", 10% PERCENT OF TOTAL FOR TYPE "N4", (4) 
TYPE "S4", (2) TYPE "TC", (2) TYPE "TD1", (10) TYPE "U2", (4) TYPE 
"V1", (4) TYPE "V2", (4) TYPE "V3", (4) TYPE "V5", (15) TYPE "X1", (6) 

TYPE "X2", (8) TYPE "XH", (2) TYPE "ZCWQ", (6) TYPE "ZD", (2) TYPE 
"ZDS", (6) TYPE "ZW2", (2) TYPE ZW4, AND (2) TYPE "ZW6" LIGHTING 
FIXTURES.

CARRY IN BID COST OF INSTALLATION (LABOR AND MATERIAL) OF ALL 
SPARE EXIT SIGNS, CARRY A TOTAL OF 500FT OF CONDUIT AND 
WIRING.

FURNISH (15) CEILING MOUNTED MULTI SENSORS BY FIFTHLITE OR 
APPROVED EQUAL.

FURNISH (10) WALL MOUNTED TWO-BUTTON SWITCHES, (10) WALL 
MOUNTED TWO-BUTTON SWITCHES WITH RAISE/LOWER, (10) WALL 
MOUNTED FOUR-BUTTON SWITCHES WITH RAISE/LOWER.

FURNISH (10) DC (DIGITAL TO ANALOG CONVERTER AND (10) FR 
(FIELD RELAYS) BY FIFTHLITE OR APPROVED EQUAL.

ALL SPARE FIXTURES TO BE DELIVERED TO THE STOCK ROOM OR AS 
DIRECTED BY THE OWNER.

1.

2.

3.

4.

5.

6.
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FINAL BID PACKAGE

Light Fixture
Schedule

LIGHTING FIXTURE SCHEDULE

TAG DESCRIPTION MANUF. MODEL VOLTAGE LAMP NOTES TAG

TW142 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 142")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-ND-DAMP LISTED

277 V LED TW142

TW171 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 171")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-ND-DAMP LISTED

277 V LED TW171

TW196 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 196")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-ND-DAMP LISTED

277 V LED TW196

TW376 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 376")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-ND-DAMP LISTED

277 V LED TW376

TZW2 Wall Pack LUMARK XTOR2B-W-COLOR AS SELECTED BY ARCHITECT-BUG RATING B1-U0-G0 277 V LED Wired via Inverter/Timeclock/Photocell.

Coordinate exact location with the architectural

plans.

TZW2

TZW6 Wall Pack LUMARK XTOR6B-W-COLOR AS SELECTED BY ARCHITECT-BUG RATING B1-U0-G0 277 V LED Wired via Inverter/Timeclock/Photocell.

Coordinate exact location with the architectural

plans.

TZW6

U2 2'x2' Troffer METALUX 22GR-LD1-36-A125-UNV-L835-5LTD-DALI DRIVER-1-U 277 V LED Fixture with DALI driver. U2

U4 2'x4' Troffer METALUX 24GR-LD4-48-A125-UNV-L835-5LTD-DALI DRIVER-1-U 277 V LED Fixture with DALI driver. U4

V1 Step Light MP LIGHTING L13-2-BLUE LED-W27S-W-V-BK-BLACK COLOR-2.5W-180 DEGREES-(0-10V) DIMMING-PROVIDE POWER

SUPPLY-PROVIDE WITH ALL PARTS AND ACCESSORIES FOR A FULL AND COMPLETE INSTALLATION. MINIMUM

0.2 FOOTCANDLE REQUIREMENT IN THE PATH OF EGRESS.

277 V LED Wired via DAC. V1

V2 Utility light LURALINE LVW43-CGC-LF1X12/65-TAL-BLACK COLOR 277 V LED Wired via FR. Mount at catwalk. Coordinate with

the Architect.

V2

V3 Lensed Striplight METALUX 4SNLED-LD5-37SL-LC-UNV-L835-5LTD-DALI DRIVER-CEILING MOUNTED 277 V LED Fixture with DALI driver. V3

V5 Lensed Striplight METALUX 4SNLED-LD5-76HL-LC-UNV-L835-5LTD-DALI DRIVER-BLACK COLOR 277 V LED Fixture with DALI driver. Mount on deck between

rigging.

V5

W36 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 36")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD-DAMP LISTED

277 V LED Fixture with DALI driver. Field verify and

Coordiate exact length with the Architect.

W36

W48 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 48")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD-DAMP LISTED

277 V LED Fixture with DALI driver. Field verify and

Coordiate exact length with the Architect.

W48

W55 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 55")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD-DAMP LISTED

277 V LED Fixture with DALI driver. Field verify and

Coordiate exact length with the Architect.

W55

W61 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 61")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD-DAMP LISTED

277 V LED Fixture with DALI driver. Field verify and

Coordiate exact length with the Architect.

W61

W62 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 62")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD-DAMP LISTED

277 V LED Fixture with DALI driver. Field verify and

Coordiate exact length with the Architect.

W62

W73 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 73")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD-DAMP LISTED

277 V LED Fixture with DALI driver. Field verify and

Coordiate exact length with the Architect.

W73

W79 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 79")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD-DAMP LISTED

277 V LED Fixture with DALI driver. Field verify and

Coordiate exact length with the Architect.

W79

W91 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 91")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD-DAMP LISTED

277 V LED Fixture with DALI driver. Field verify and

Coordiate exact length with the Architect.

W91

W92 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 92")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD-DAMP LISTED

277 V LED Fixture with DALI driver. Field verify and

Coordiate exact length with the Architect.

W92

W94 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 94")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD

277 V LED Fixture with DALI driver. Field verify and

Coordiate exact length with the Architect.

W94

W95 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 95")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD-DAMP LISTED

277 V LED Fixture with DALI driver. Field verify and

Coordiate exact length with the Architect.

W95

W96 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 96")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD-DAMP LISTED

277 V LED Fixture with DALI driver. Field verify and

Coordiate exact length with the Architect.

W96

W123 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 123")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD-DAMP LISTED

277 V LED Fixture with DALI driver. Field verify and

Coordiate exact length with the Architect.

W123

W132 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 132")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD-DAMP LISTED

277 V LED Fixture with DALI driver. Field verify and

Coordiate exact length with the Architect.

W132

W149 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 149")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD-DAMP LISTED

277 V LED Fixture with DALI driver. Field verify and

Coordiate exact length with the Architect.

W149

W184 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 184")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD-DAMP LISTED

277 V LED Fixture with DALI driver. Field verify and

Coordiate exact length with the Architect.

W184

W205 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 205")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD-DAMP LISTED

277 V LED Coordiate exact length with the Architect. W205

W212 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 212")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD-DAMP LISTED

277 V LED Fixture with DALI driver. Field verify and

Coordiate exact length with the Architect.

W212

W242 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 242")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD-DAMP LISTED

277 V LED Fixture with DALI driver. Field verify and

Coordiate exact length with the Architect.

W242

WW72 Wallwasher AMERLUX FINO-CLG-GB-A16-6-35-HW-120/277-LENGTH: 6FT-IND-MUD FLANGE-DALI DRIVER 277 V LED Fixture with DALI driver. WW72

X1 Exit Sign - Single Sided With

Battery Backup

BEGHELLI OL2-SA-LG-1-M-MOUNTING-BA-UNIVERSAL CHEVRON KIT 277 V LED Provide with mirror background. Coordinate

mounting of all exit signs with the Architect prior

to ordering.

X1

X1G Exit Sign - Single Sided With

Battery Backup

BEGHELLI OL2-SA-LG-1-M-MOUNTING-BA-UNIVERSAL CHEVRON KIT-CUSTOM WIRE GUARD 277 V LED Provide with mirror background. Coordinate

mounting of all exit signs with the Architect prior

to ordering.

X1G

X2 Exit Sign - Double Sided With

Battery Backup

BEGHELLI OL2-SA-LG-2-M-MOUNTING-BA-UNIVERSAL CHEVRON KIT 277 V LED Provide with mirror background. Coordinate

mounting of all exit signs with the Architect prior

to ordering.

X2

XH Exit Sign - Single Sided with

Handicap Symbol and Battery

Backup

BEGHELLI OL2-HE-SA-LG-1-M-MOUNTING-BA-UNIVERSAL CHEVRON KIT-WIRE GUARD 277 V LED Provide with mirror background. Coordinate

mounting of all exit signs with the Architect prior

to ordering.

XH

Z5MQ Pole Mounted Fixture with Pole MCGRAW

EDISON

GLEON-AF-03-LED-E1-5MQ-COLOR-DIM (0-10V)-LWR-LN (LumaWatt Sensor)-WITH 20FT ROUND ALUMINUM

POLE

277 V LED Controlled via LumaWatt outdoor wireless system Z5MQ

Z5MQ2 Pole Mounted Fixture with Pole MCGRAW

EDISON

PROVIDE WITH (2) HEADS AT 180 DEGREES-GLEON-AF-03-LED-E1-5MQ-COLOR-DIM (0-10V)-LWR-LN

(LumaWatt Sensor)-WITH 20FT ROUND ALUMINUM POLE

277 V LED Controlled via LumaWatt outdoor wireless system Z5MQ2

ZCWQ Surface Mounted Fixture MCGRAW

EDISON

VPL-F02-LED-E1-WQ-COLOR-DIM (0-10V)-LWR-LW (LumaWatt Sensor) 277 V LED Controlled via LumaWatt outdoor wireless system ZCWQ

ZD Recessed Downlight PORTFOLIO LD6B-15-D5LT-EU6B-1020-8035-6LB-W0LI-WET LISTED-LGSKT6IP66 277 V LED Fixture with DALI driver. ZD

ZDS Surface Shallow Downlight HALO SMD6R-12-935-WH-E-WET LISTED 277 V LED Wired via FR. ZDS

ZF Pole Mounted Flag Pole Fixture POLELED FLAG AND BANNER LIGHTING-MODEL SIZE AS SELECTED BY ARCHITECT-CARRY 5.7" DIAMETER FOR

BID-COLOR-4000K-MOUNTING HEIGHT PER MANUFACTURER'S RECOMMENDATIONS

277 V LED Controlled via timeclock/Photocell in located in

Storage/Toilet Building

ZF

ZP Architectural Area Luminaire INVUE MSA-E03-LED-E1-5WQ-COLO-DIM (0-10V)-LWR-LW (LumaWatt Sensor)-WITH 12FT ROUND ALUMINUM POLE 277 V LED Controlled via LumaWatt outdoor wireless system ZP

ZP3 Pole Mounted Fixture with Pole INVUE MSA-E03-LED-E1-T3-COLO-DIM (0-10V)-LWR-LW (LumaWatt Sensor)-WITH 12FT ROUND ALUMINUM POLE 277 V LED Controlled via LumaWatt outdoor wireless system ZP3

ZS In-Ground Light Fixture LIGMAN UKI-60781-31W-W-W40-277V-A61312 277 V LED Controlled via timeclock/Photocell in located in

Storage/Toilet Building

ZS

ZS17 Exterior Linear Sign Light SP1 SEWS-CUSTOM LENGTH-APPROX. LENGTH 17FT-APPROX. 1000 LM/FT-35K-24V DC-MOUNTING-018-DML

(0-10V)-PS-PSE-XX

277 V LED Wired via DAC. ZS17

ZS52 Exterior Linear Sign Light SP1 SEWS-CUSTOM LENGTH-APPROX. LENGTH 52FT-APPROX. 1000 LM/FT-35K-24V DC-MOUNTING-018-DML

(0-10V)-PS-PSE-XX

277 V LED Wired via DAC. ZS52

ZT2 Pole Mounted Fixture with Pole MCGRAW

EDISON

GLEON-AF-02-LED-E1-T2R-COLOR-DIM (0-10V)-LWR-LN (LumaWatt Sensor)-WITH 20FT ROUND ALUMINUM

POLE

277 V LED Controlled via LumaWatt outdoor wireless system ZT2

ZT4 Pole Mounted Fixture with Pole MCGRAW

EDISON

GLEON-AF-02-LED-E1-T4FT-COLOR-DIM (0-10V)-LWR-LN (LumaWatt Sensor)-WITH 20FT ROUND ALUMINUM

POLE

277 V LED Controlled via LumaWatt outdoor wireless system ZT4

ZT4A Pole Mounted Fixture with Pole MCGRAW

EDISON

GLEON-AF-03-LED-E1-T4FT-COLOR-DIM (0-10V)-LWR-LN (LumaWatt Sensor)-WITH 20FT ROUND ALUMINUM

POLE

277 V LED Controlled via LumaWatt outdoor wireless system ZT4A

ZT22 Pole Mounted Fixture with Pole MCGRAW

EDISON

PROVIDE WITH (2) HEADS AT 180 DEGREES-GLEON-AF-02-LED-E1-T2R-COLOR-DIM (0-10V)-LWR-LN

(LumaWatt Sensor)-WITH 20FT ROUND ALUMINUM POLE

277 V LED Controlled via LumaWatt outdoor wireless system ZT22

ZW2 Wall Pack LUMARK XTOR2B-W-COLOR AS SELECTED BY ARCHITECT-BUG RATING B2-U0-G0 277 V LED ZW2

ZW4 Wall Pack LUMARK XTOR4B-W-COLOR AS SELECTED BY ARCHITECT-BUG RATING B2-U0-G0 277 V LED Wired via FR. Coordinate exact location with the

architectural plans.

ZW4

ZW6 Wall Pack LUMARK XTOR6B-W-COLOR AS SELECTED BY ARCHITECT-BUG RATING B1-U0-G0 277 V LED Wired via FR. Coordinate exact location with the

architectural plans.

ZW6

ZW8 Wall Pack LUMARK XTOR8B-W-COLOR AS SELECTED BY ARCHITECT-BUG RATING B1-U0-G0 277 V LED Wired via FR. Coordinate exact location with the

architectural plans.

ZW8

LIGHTING FIXTURE SCHEDULE

TAG DESCRIPTION MANUF. MODEL VOLTAGE LAMP NOTES TAG

AD4 Direct/Indirect Fixture CORELITE Option #1: DSI-WS-3-L35-1-D-UNV-AC-XX-COORDINATE PENDANT LENGTH WITH THE

ARCHITECT-4'-5LT-DALI DRIVER. Option #2:

PEERLESS-VMM9-LO(3400LM)-20/80-4'-R4-277-SCT-LP835-XX-DU-RDEP-eldoLED DALI DRIVER-REMOTE

DRIVER. Option #3: VODE-707-Z3-SF-4'-CC-ZZ-IP-DALI DRIVER-UNV-Z-LO-U2S7.

277 V LED Fixture with DALI driver. AD4

AD8 Direct/Indirect Fixture CORELITE Option #1: DSI-WS-3-L35-1-D-UNV-AC-XX-COORDINATE PENDANT LENGTH WITH THE

ARCHITECT-8'-5LT-DALI DRIVER Option #2:

PEERLESS-VMM9-LO(3400LM)-20/80-8'-R4-277-SCT-LP835-XX-DU-RDEP-eldoLED DALI DRIVER-REMOTE

DRIVER. Option #3: VODE-707-Z3-SF-8'-CC-ZZ-IP-DALI DRIVER-UNV-Z-LO-U2S7.

277 V LED Fixture with DALI driver. AD8

AD12 Direct/Indirect Fixture CORELITE Option #1: DSI-WS-3-L35-1-D-UNV-AC-XX-COORDINATE PENDANT LENGTH WITH THE

ARCHITECT-12'-5LT-DALI DRIVER. Option #2:

PEERLESS-VMM9-LO(3400LM)-20/80-12'-R4-277-SCT-LP835-XX-DU-RDEP-eldoLED DALI DRIVER-REMOTE

DRIVER. Option #3: VODE-707-Z3-SF-12'-CC-ZZ-IP-DALI DRIVER-UNV-Z-LO-U2S7.

277 V LED Fixture with DALI driver. AD12

ADR8 Direct/Indirect Fixture CORELITE Option #1: DSI-WS-3-L35-1-D-UNV-RIGID PENDANT-XX-COORDINATE PENDANT LENGTH WITH THE

ARCHITECT-8'-5LT-DALI DRIVER Option #2: PEERLESS-VMM9-LO(3400LM)-20/80-8'-R4-277-RIGID

PENDANT-SCT-LP835-XX-DU-RDEP-eldoLED DALI DRIVER-REMOTE DRIVER. Option #3:

VODE-707-Z3-SF-8'-RIGID PENDANT-CC-ZZ-IP-DALI DRIVER-UNV-Z-LO-U2S7.

277 V LED Fixture with DALI driver. ADR8

ADR12 Direct/Indirect Fixture CORELITE Option #1: DSI-WS-3-L35-1-D-UNV-RIGID PENDANT-XX-COORDINATE PENDANT LENGTH WITH THE

ARCHITECT-12'-5LT-DALI DRIVER. Option #2: PEERLESS-VMM9-LO(3400LM)-20/80-12'-R4-277-RIGID

PENDANT-SCT-LP835-XX-DU-RDEP-eldoLED DALI DRIVER-REMOTE DRIVER. Option #3:

VODE-707-Z3-SF-12'-RIGID PENDANT-CC-ZZ-IP-DALI DRIVER-UNV-Z-LO-U2S7.

277 V LED Fixture with DALI driver. ADR12

ADS8 Surface Mounted Fixture CORELITE DSI-WS-30L-35-1-D-UNV-5LT-DALI DRIVER-W-SU-8' 277 V LED Fixture with DALI driver. ADS8

AP Cylinder Fixture ATLANTIC SLED1220-M-85W-35K-WITH REMOTE DMX DRIVER-COLOR-COORDINATE MOUNTING WITH THE ARCHITECT 277 V LED Mount fixture directly to the unistrut. Furnish and

install DMX cabling to theatrical lighting control

panel. DMX drivers to be located at catwalk.

Coordinate locations of DMX drivers with the

Architect / theatrical lighting consultant.

AP

B2 2'x2' Direct/Indirect Fixture METALUX 22EN-LD2-34-UNV-L835-FLEX-5LTD1-DALI DRIVER-U 277 V LED Fixture with DALI driver. B2

B4 2'x4' Direct/Indirect Fixture METALUX 24EN-LD2-49-UNV-L835-FLEX-5LTD1-DALI DRIVER-U 277 V LED Fixture with DALI driver. B4

C Lensed Striplight METALUX 4SNLED-LD5-37SL-LC-UNV-L835-5LTD-DALI DRIVER-CEILING MOUNTED 277 V LED Fixture with DALI driver. C

CP4 50" Diameter Suspended

Downlight

ARCHITECTURA

L LIGHTING

WORKS

LP1/MR1SD-D4-DECOR/3000K-DALI-EXT/F-AL 277 V LED MOONRING CP4

CT7 Track with 2 Heads WAC SOLORAIL WITH (2) TRACK HEADS-MP-LED512-COLOR/FINISH-PROVIDE WITH ALL PARTS AND ACCESSORIES

FOR A FULL AND COMPLETE INSTALLATION-APPROX TRACK LENGTH 7FT. COORDINATE EXACT LENGTH WITH

THE ARCHITECT

120 V LED Pendant mounted. CT7

CT10 Track with 3 Heads WAC SOLORAIL WITH (3) TRACK HEADS-MP-LED512-COLOR/FINISH-PROVIDE WITH ALL PARTS AND ACCESSORIES

FOR A FULL AND COMPLETE INSTALLATION-APPROX TRACK LENGTH 10FT. COORDINATE EXACT LENGTH WITH

THE ARCHITECT

120 V LED Pendant mounted. CT10

CT16 Track with 3 Heads WAC SOLORAIL WITH (3) TRACK HEADS-MP-LED512-COLOR/FINISH-PROVIDE WITH ALL PARTS AND ACCESSORIES

FOR A FULL AND COMPLETE INSTALLATION-APPROX TRACK LENGTH 15FT. COORDINATE EXACT LENGTH WITH

THE ARCHITECT

120 V LED Pendant mounted. CT16

CT19 Bendable Track with 4 Heads WAC SOLORAIL WITH (4) TRACK HEADS-MP-LED512-COLOR/FINISH-PROVIDE WITH ALL PARTS AND ACCESSORIES

FOR A FULL AND COMPLETE INSTALLATION-APPROX TRACK LENGTH 19FT. COORDINATE EXACT LENGTH WITH

THE ARCHITECT

120 V LED Pendant mounted. CT19

D Recessed Downlight PORTFOLIO LD6B-20-D5LT-EU6B-1020-8035-6LB-W0LI-WIDE DISTRIBUTION 277 V LED Fixture with DALI driver. D

D1 Recessed Downlight PORTFOLIO LD6B-15-D5LT-EU6B-1020-8035-6LB-W0LI-WIDE DISTRIBUTION 277 V LED Fixture with DALI driver. D1

DP102 Display Case Lighting FEELUX NDV-APPROX. LENGTH 102"-35K-24/NDV-BRACKET 2/FLCXX-24V/XL-NDV-DIM (0-10V)-WITH SQUARE 277 V LED Wired via DAC. Coordinate exact length with the

Architect

DP102

DP112 Display Case Lighting FEELUX NDV-APPROX. LENGTH 112"-35K-24/NDV-BRACKET 2/FLCXX-24V/XL-NDV-DIM (0-10V)-WITH SQUARE

DIFFUSER-COORDINATE BRACKET TYPE AND FIXTURE LENGTH

WITH THE ARCHITECT

277 V LED Wired via DAC. Coordinate exact length with the

Architect

DP112

DP118 Display Case Lighting FEELUX NDV-APPROX. LENGTH 118"-35K-24/NDV-BRACKET 2/FLCXX-24V/XL-NDV-DIM (0-10V)-WITH SQUARE 277 V LED Wired via DAC. Coordinate exact length with the

Architect

DP118

DP123 Display Case Lighting FEELUX NDV-APPROX. LENGTH 123"-35K-24/NDV-BRACKET 2/FLCXX-24V/XL-NDV-DIM (0-10V)-WITH SQUARE

DIFFUSER-COORDINATE BRACKET TYPE AND FIXTURE LENGTH

WITH THE ARCHITECT

277 V LED Wired via DAC. Coordinate exact length with the

Architect

DP123

DP153 Display Case Lighting FEELUX NDV-APPROX. LENGTH 12'-9"-35K-24/NDV-BRACKET2/FLCXX-24V/XL-WITH SQUARE DIFFUSER 277 V LED Wired via FR. Coordinate exact length with the

Architect prior to ordering.Provide all parts and

accessories for a complete installation..

DP153

DP193 Display Case Lighting FEELUX NDV-APPROX. LENGTH 16'-1"-35K-24/NDV-BRACKET2/FLCXX-24V/XL-WITH SQUARE DIFFUSER 277 V LED Wired via FR. Coordinate exact length with the

Architect prior to ordering.Provide all parts and

accessories for a complete installation..

DP193

DP412 Display Case Lighting FEELUX NDV-APPROX. LENGTH 34'-4"-35K-24/NDV-BRACKET2/FLCXX-24V/XL-WITH SQUARE DIFFUSER 277 V LED Wired via FR. Coordinate exact length with the

Architect prior to ordering.Provide all parts and

accessories for a complete installation..

DP412

DS Recessed Downlight PORTFOLIO LD4B-10-D5LT-EU6B-1020-8035-6LB-W0LI--LGSKT6IP66-WIDE DISTRIBUTION 277 V LED Fixture with DALI driver. DS

E Utility light LUMARK PL-VS-W-CG-32-UNV-LL 277 V LED E

F1 Pole Mounted Sport Light with

Pole

MUSCO PROVIDE (2) TLC-BT-575-MOUNTING HEIGHT 15FT. PROVIDE (9) TLC-LED-1150-MOUNTING HEIGHT 70FT.

PROVIDE WITH 70FT POLE.

277 V LED Wired via sports lighting relay control panel. F1

F2 Pole Mounted Sport Light with

Pole

MUSCO PROVIDE (2) TLC-BT-575-MOUNTING HEIGHT 15FT. PROVIDE (9) TLC-LED-1150-MOUNTING HEIGHT 70FT.

PROVIDE WITH 70FT POLE.

277 V LED Wired via sports lighting relay control panel. F2

F3 Pole Mounted Sport Light with

Pole

MUSCO PROVIDE (2) TLC-BT-575-MOUNTING HEIGHT 15FT. PROVIDE (10) TLC-LED-1150-MOUNTING HEIGHT 80FT.

PROVIDE (2) TLC-LED-400-MOUNTING HEIGHT 70FT. PROVIDE WITH 80FT POLE.

277 V LED Wired via sports lighting relay control panel. F3

F4 Pole Mounted Sport Light with

Pole

MUSCO PROVIDE (2) TLC-BT-575-MOUNTING HEIGHT 15FT. PROVIDE (10) TLC-LED-1150-MOUNTING HEIGHT 80FT.

PROVIDE (2) TLC-LED-400-MOUNTING HEIGHT 70FT. PROVIDE WITH 80FT POLE.

277 V LED Wired via sports lighting relay control panel. F4

G High Bay LED Spec-Grade

LEDS

HBF-200-120-22431-4100K-RIGID PENDANT-WT-WG-DIM (0-10V)-UL-PM-FL-PROVIDE WITH SWIVEL CANOPY 277 V LED Wired via DAC. Mounting directly on the bottom of

the joist.

G

G1 High Bay LED Spec-Grade

LEDS

HBF-70-120-12654-4100K-RIGID PENDANT-WT-WG-DIM (0-10V)-UL-PM-FL-PROVIDE WITH SWIVEL CANOPY 277 V LED Wired via DAC. Mounting directly on the bottom of

the joist.

G1

HB High Bay Fixture METALUX HBLED-LD5-18HE-W-CL-UNV-L840-5LTD-2-U-CUSTOM LENGTH CHAIN SET-U 277 V LED Fixture with DALI driver. HB

K2 2'x2' Troffer METALUX 22GR-LD4-36-A125-UNV-L835-5LTD-DALI DRIVER-1-G3-GASKET-U 277 V LED Fixture with DALI driver. K2

KW Fixture at Skylight BOCA HPNLS-HO-3500K-120-277V-FINISH-I-6" SWIVEL-C-(0-10V DIM)-ARM-BACK FED-PROVIDE ESCUTCHEON

PLATE TO COVER CABLE-AIM FIXTURE PER ARCHITECT'S DIRECTION

277 V LED Wired via DAC. KW

LP62 Downlight Contours VOKSLYTE TANDLED-M (MUD FLANGE)-Approx. Length 62FT-RADIUS-3500K-SO-C-UNI-DIM 0-10V-COORDINATE EXACT

LENGTH WITH THE ARCHITECT

277 V LED Wired via DAC. LP62

LPC Pendant Fixture SPI NOVATO RING-AIPXXX-CUSTOM SIZE (AS PER PLANS)-CUSTOM COLOR/FINISH-APPROX. 12FT

DIAMETER-3500K-DIM 0-10V-H10-CUSTOM FINISH-PROVIDE 30 FOOTCANDLES IN CAFETERIA

277 V LED Wired via DAC. LPC

LPM Pendant Fixture SPI NOVATO RING-AIPXXX-CUSTOM SIZE (AS PER PLANS)-CUSTOM COLOR/FINISH-APPROX. 12FT

DIAMETER-3500K-DIM 0-10V-H10-CUSTOM FINISH-PROVIDE 30 FOOTCANDLES IN MEDIA CENTER

277 V LED Wired via DAC. LPM

N1 PATHWAY LIGHTING FURNISHED BY OTHERS. INSTALLED & WIRED BY ELECTRICAL CONTRACTOR 120 V LED Wired to theatrical lighting panel. N1

N2 Step Light WAC WL-LED200-3500K-120V-C-DIM-ELV-FINISH AS SLECTECTD BY ARCHITECT 120 V LED Wired to theatrical lighting panel. N2

N3 Tension LED System TLS PROVIDE TWO (2) SETS OF TENSION LED SYSTEM PER LIGHTING PANEL, APPROXIMATE DIMENSION FOR

EACH SET IS 1'-10"W x 10-10"H. TLS-P-3500K-SS-NO-RFT-I-DMX DRIVE-PROVIDE POWER SUPPLIES. THE

CAVITY IN WHICH THIS WILL BE INSTALLED IS 2-1/2" DEEP. PROVIDE WITH ALL PARTS AND ACCESSORIES

FOR A FULL AND COMPLETE INSTALLATION. DMX DRIVER, REPEATERS AND MASTER DIMMER ARE TO BE

INSTALLED REMOTELY.

120 V LED Wired to theatrical lighting panel. Furnish and

install DMX cabling to theatrical lighting control

panel.

N3

N4 String Light TIVOLI LSL-X-06-V-35-F-12-3500K-DMX DRIVER-APPROX. LENGTH 51FT. PROVIDE ALL PARTS AND ACCESSORIES

FOR A FULL AND COMPLETE INSTALLATION. COORDINATE EXACT LENGTH WITH THE ARCHITECT.

120 V LED Wired to theatrical lighting panel. Mounted behind

bottom skirtboard. Furnish and install DMX cabling

to theatrical lighting control panel..

N4

P1 Pole Mounted Sport Light with

Pole

MUSCO PROVIDE (7) TLC-LED-1150-MOUNTING HEIGHT 60FT. PROVIDE WITH 60FT POLE. 277 V LED Wired via DAC. P1

P2 Pole Mounted Sport Light with

Pole

MUSCO PROVIDE (7) TLC-LED-1150-MOUNTING HEIGHT 60FT. PROVIDE WITH 60FT POLE. 277 V LED Wired via DAC. P2

PA24 Direct/Indirect Pendant Fixture NULITE RP4-4B-06DN/05UP-L35-UNV-DIM-1E-FRF-WH-XX-120"-24' 277 V LED Wired via DAC. PA24

PA32 Direct/Indirect Pendant Fixture NULITE RP4-4B-06DN/05UP-L35-UNV-DIM-1E-FRF-WH-XX-120"-32' 277 V LED Wired via DAC. PA32

R Utility light LURALINE LVW43-CGC-LF1X12/65-TAL-BLACK COLOR 277 V LED R

S4 Suspended Linear Fixture CORELITE RZL-W-L-2-L35-1-D-UNV-A-C-120"-4-5LT (DALI DRIVER)-W 277 V LED Fixture with DALI driver. S4

SD Recessed Downlight PORTFOLIO LD4B-10-D5LT-EU6B-1020-8035-6LB-W0LI-LGSKT4-IP66 277 V LED Fixture with DALI driver. SD

SW4 Wall Mounted Direct NULITE RW4-4-D-06-L35-UNV-DALI DIMMING-1C-FRF-WH-4'-ASYM 277 V LED Fixture with DALI driver. SW4

T1 Pole Mounted Sport Light with

Pole

MUSCO PROVIDE (2) TLC-LED-1150-MOUNTING HEIGHT 50FT. PROVIDE 50FT POLE. 277 V LED Wired via sports lighting relay control panel. T1

T2 Pole Mounted Sport Light with

Pole

MUSCO PROVIDE (5) TLC-LED-1150-MOUNTING HEIGHT 50FT. PROVIDE 50FT POLE. 277 V LED Wired via sports lighting relay control panel. T2

T3 Pole Mounted Sport Light with

Pole

MUSCO PROVIDE (3) TLC-LED-1150-MOUNTING HEIGHT 50FT. PROVIDE 50FT POLE. 277 V LED Wired via sports lighting relay control panel. T3

T4 Pole Mounted Sport Light with

Pole

MUSCO PROVIDE (3) TLC-LED-1150-MOUNTING HEIGHT 50FT. PROVIDE 50FT POLE. 277 V LED Wired via sports lighting relay control panel. T4

T5 Pole Mounted Sport Light with

Pole

MUSCO PROVIDE (5) TLC-LED-1150-MOUNTING HEIGHT 50FT. PROVIDE 50FT POLE. 277 V LED Wired via sports lighting relay control panel. T5

T6 Pole Mounted Sport Light with

Pole

MUSCO PROVIDE (2) TLC-LED-1150-MOUNTING HEIGHT 50FT. PROVIDE 50FT POLE. 277 V LED Wired via sports lighting relay control panel. T6

T16-4 Track with (4) Track Heads with

blue filter

TIMES SQUARE PROVIDE 16FT TRACK WITH (4) TRACK HEADS-TRACK: E-SERIES-277V-WITH 0-10V DATA BUS- HEAD: AXT7

6.5W-83-35-COLOR-UNV-60-DIM 0-10V-MOUNTING-DF22-BLUE GLASS COLOR FILTER-PROVIDE WITH ALL

PARTS AND ACCESSORIES FOR A FULL AND COMPLETE INSTALLATION. COORDINATE ACTUAL TRACK LENGTH

WITH THE ARCHITECT PRIOR TO ORDERING.

277 V LED Wired via (2) DAC. Provide all parts and

accessories for full and complete installation.

Coordinate exact length and location with the

architect. Provide with track bending tool.

T16-4

T16-6 Track with (6) Track Heads TIMES SQUARE PROVIDE 16FT TRACK WITH (6) TRACK HEADS-TRACK: E-SERIES-277V-WITH 0-10V DATA BUS- HEAD:

AXI-83-35-COLOR-UNV-60-DIM 0-10V-MOUNTING-PROVIDE WITH ALL PARTS AND ACCESSORIES FOR A FULL

AND COMPLETE INSTALLATION. COORDINATE ACTUAL TRACK LENGTH WITH THE ARCHITECT PRIOR TO

ORDERING.

277 V LED Wired via (2) DAC. Provide all parts and

accessories for full and complete installation.

Coordinate exact length and location with the

architect. Provide with track bending tool.

T16-6

TC Lensed Striplight METALUX 4SNLED-LD5-37SL-LC-UNV-L835-CD1-U-CHAIN/SET-U 277 V LED TC

TCE Lensed Striplight METALUX 4SNLED-LD5-37SL-LC-UNV-L835-CD1-U-CHAIN/SET-U 277 V LED Wired via inverter. TCE

TD1 Recessed Downlight PORTFOLIO LD6B-15-D010-EU6B-1020-8035-6LB-W0LI-WET LISTED-LGSKT6IP66-WIDE DISTRIBUTION 277 V LED TD1

TD1E Recessed Downlight PORTFOLIO LD6B-15-D010-EU6B-1020-8035-6LB-W0LI-WET LISTED-LGSKT6IP66-WIDE DISTRIBUTION 277 V LED Wired via inverter. TD1E

TN1 Inverter IOTA IIS-550W-SURFACE MOUNT 277 V LED TN1

TS12 Track with (12) Track Heads AMERLUX PROVIDE 13FT TRACK-2 CIRCUIT-WITH (12) TRACK HEADS-DIMMABLE, 120-

A17-13-3CLA-TEK-120-MFL-229crisp- LE/TE-SNAH-HEX-COMPATIBLE WITH LIGHTING CONTROL SYSTEM-AIM

FIXTURES PER ARCHITECTS DIRECTION

120 V LED Wired via (2) DAC. Provide all parts and

accessories for full and complete installation.

Coordinate exact length and location with the

architect. Provide with track bending tool.

TS12

TS13W Track with (12) Track Heads AMERLUX PROVIDE 13FT TRACK-2 CIRCUIT-WITH (12) TRACK HEADS-DIMMABLE, 120-

A17-13-3CLA-TEK-120-MFL-229crisp- LE/TE-SNAH-HEX-COMPATIBLE WITH LIGHTING CONTROL SYSTEM-AIM

FIXTURES PER ARCHITECTS DIRECTION

120 V LED Wired via (2) DAC. Provide all parts and

accessories for full and complete installation.

Coordinate exact length and location with the

architect. Provide with track bending tool.

TS13W

TW36 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 36")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-ND-DAMP LISTED

277 V LED TW36

TW120 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS (Approx. length 120")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-ND-DAMP LISTED

277 V LED TW120
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ELECTRICAL EQUIPMENT SCHEDULE

TAG DESCRIPTION FLA MCA TRIP VOLTAGE POLES DISC./FUSE NEMA PANEL CKT # FEEDER TAG LOCATION RM #

FC-7A FAN COIL UNIT 0.2 0.25 20 208 V 2 30AS/15AF HP33 10,12 3/4"C,2#12,#12G FC-7A ELECTRIC A384

FC-7AB FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP13 13,15 3/4"C,2#12,#12G FC-7AB CAFE B192

FC-7B2 FAN COIL UNIT 0.16 0.2 20 208 V 2 30AS/15AF HSPB1 14,16 3/4"C,2#12,#12G FC-7B2 INSTR B028

FC-8A FAN COIL UNIT 1.04 1.3 20 208 V 2 30AS/15AF TS21 15,17 3/4"C,2#12,#12G FC-8A DATA A262.1

FC-8AB FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP13 7,9 3/4"C,2#12,#12G FC-8AB STAFF DINING B193

FC-8B2 FAN COIL UNIT 0.2 0.25 20 208 V 2 30AS/15AF HSPB3 18,20 3/4"C,2#12,#12G FC-8B2 TELCOM B040.2

FC-9A FAN COIL UNIT 0.16 0.2 20 208 V 2 30AS/15AF HP21 5,7 3/4"C,2#12,#12G FC-9A COMPUTER A255

FC-9AB FAN COIL UNIT 0.16 0.2 20 208 V 2 30AS/15AF HSP13 7,9 3/4"C,2#12,#12G FC-9AB OFFICE B187

FC-9B2 FAN COIL UNIT 0.16 0.2 20 208 V 2 30AS/15AF HSPB1 10,12 3/4"C,2#12,#12G FC-9B2 INSTR B035

FC-10A FAN COIL UNIT 0.16 0.2 20 208 V 2 30AS/15AF HP21 5,7 3/4"C,2#12,#12G FC-10A COMPUTER A255

FC-10AB FAN COIL UNIT 0.2 0.25 20 208 V 2 30AS/15AF HP23 10,12 3/4"C,2#12,#12G FC-10AB ELECTRIC A214

FC-10B2 FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP15 21,23 3/4"C,2#12,#12G FC-10B2 GEN OFFICE B101

FC-11A FAN COIL UNIT 0.2 0.25 20 208 V 2 30AS/15AF HP22 4,6 3/4"C,2#12,#12G FC-11A ELEC. A233

FC-11AB FAN COIL UNIT 0.5 0.63 20 208 V 2 30AS/15AF TS23B 39,41 3/4"C,2#12,#12G FC-11AB SERVER ROOM A213

FC-11B2 FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP15 21,23 3/4"C,2#12,#12G FC-11B2 PRINCIPAL B102

FC-12A FAN COIL UNIT 0.5 0.63 20 208 V 2 30AS/15AF TS22 23,25 3/4"C,2#12,#12G FC-12A DATA A234

FC-12AB FAN COIL UNIT 0.5 0.63 20 208 V 2 30AS/15AF HP23 9,11 3/4"C,2#12,#12G FC-12AB S.E.L.C. A286

FC-12B2 FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP15 21,23 3/4"C,2#12,#12G FC-12B2 GEN OFFICE B101

FC-13A FAN COIL UNIT 0.5 0.63 20 208 V 2 30AS/15AF HP31 9,11 3/4"C,2#12,#12G FC-13A ELEC. A354

FC-13AB FAN COIL UNIT 0.16 0.2 20 208 V 2 30AS/15AF HP23 9,11 3/4"C,2#12,#12G FC-13AB S.E.L.C. A286

FC-13B2 FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP15 21,23 3/4"C,2#12,#12G FC-13B2 IO CLERK OFFICE B111

FC-14A FAN COIL UNIT 0.5 0.25 20 208 V 2 30AS/15AF HP32 16,18 3/4"C,2#12,#12G FC-14A

FC-14AB FAN COIL UNIT 0.16 0.2 20 208 V 2 30AS/15AF HP23 14,16 3/4"C,2#12,#12G FC-14AB COMPUTER B284

FC-14B2 FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP15 21,23 3/4"C,2#12,#12G FC-14B2 MAIL/COPY B109

FC-15A FAN COIL UNIT 0.16 0.2 20 208 V 2 30AS/15AF HP31 9,11 3/4"C,2#12,#12G FC-15A CORRIDOR A360

FC-15AB FAN COIL UNIT 0.16 0.2 20 208 V 2 30AS/15AF HP23 14,16 3/4"C,2#12,#12G FC-15AB COMPUTER B284

FC-15B2 FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP15 25,27 3/4"C,2#12,#12G FC-15B2 GUIDANCE OFFICE B104

FC-16A FAN COIL UNIT 0.16 0.2 20 208 V 2 30AS/15AF HP33 10,12 3/4"C,2#12,#12G FC-16A CORRIDOR A360

FC-16AB FAN COIL UNIT 0.16 0.2 20 208 V 2 30AS/15AF HP33 10,12 3/4"C,2#12,#12G FC-16AB COMPUTER A315

FC-16B2 FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP15 25,27 3/4"C,2#12,#12G FC-16B2 CONF. B106

FC-17A FAN COIL UNIT 0.5 0.63 20 208 V 2 30AS/15AF HP21 5,7 3/4"C,2#12,#12G FC-17A CORRIDOR A260

FC-17AB FAN COIL UNIT 0.16 0.2 20 208 V 2 30AS/15AF HP33 10,12 3/4"C,2#12,#12G FC-17AB COMPUTER A315

FC-17B2 FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP15 25,27 3/4"C,2#12,#12G FC-17B2 CONF B107

FC-18A FAN COIL UNIT 1.04 1.3 20 208 V 2 30AS/15AF 3/4"C,2#12,#12G FC-18A CORRIDOR A260

FC-18AB FAN COIL UNIT 0.42 0.52 20 208 V 2 30AS/15AF HSP13 3,5 3/4"C,2#12,#12G FC-18AB MACH A183

FC-18B2 FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP15 29,31 3/4"C,2#12,#12G FC-18B2 CLIN B116

FC-19A FAN COIL UNIT 0.5 0.63 20 208 V 2 30AS/15AF HP12 6,8 3/4"C,2#12,#12G FC-19A CORRIDOR A160

FC-19AB FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP13 3,5 3/4"C,2#12,#12G FC-19AB RECYCLE/ TRASH A186

FC-19B2 FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP15 29,31 3/4"C,2#12,#12G FC-19B2 TLT B119

FC-20AB FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP13 13,15 3/4"C,2#12,#12G FC-20AB RECEIVING B180.1

FC-20B2 FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP15 29,31 3/4"C,2#12,#12G FC-20B2 CORRIDOR B120

FC-21B2 FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP15 29,31 3/4"C,2#12,#12G FC-21B2 CLEAN SUPPLY B120.4

FC-22B2 FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP15 29,31 3/4"C,2#12,#12G FC-22B2 CLIN B122

FC-23B2 FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP15 29,31 3/4"C,2#12,#12G FC-23B2 CORRIDOR B120

FC-24B2 FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP15 33,35 3/4"C,2#12,#12G FC-24B2 MULTI PURPOSE RM B128

FC-25B2 FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP15 33,35 3/4"C,2#12,#12G FC-25B2 FOOD PANTRY B127

FC-26B2 FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP15 33,35 3/4"C,2#12,#12G FC-26B2 WAIT B126

FC-27B2 FAN COIL UNIT 1.04 1.3 20 208 V 2 30AS/15AF HSP15 28,30 3/4"C,2#12,#12G FC-27B2 ELECTRIC B112

FC-28B2 FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP15 33,35 3/4"C,2#12,#12G FC-28B2 CORRIDOR B110

FC-29B2 FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP15 33,35 3/4"C,2#12,#12G FC-29B2 CORRIDOR B110

FC-30B2 FAN COIL UNIT 2.12 1.25 20 208 V 2 30AS/15AF HSP15 33,35 3/4"C,2#12,#12G FC-30B2 TELCOM B133

FC-31B2 VARIABLE AIR VOLUME 0.16 0.2 20 208 V 2 30AS/15AF NEMA 3R HSPB3 22,24 3/4"C,2#12,#12G FC-31B2 PE OFFICE B148

GWH-1 GAS FIRED WATER HEATER 5 6.25 20 120 V 1 HP13 6 3/4"C,2#12,#12G GWH-1 ACID NEUTRAL A114

HEF-1 EXHAUST FAN WIRED VIA

VFD - 7.5HP

11 13.75 25 480 V 3 30AS/20AF NEMA 3R L32 7,9,11 3/4"C,3#12,#12G HEF-1

HEF-2 EXHAUST FAN WIRED VIA

VFD - 7.5HP

11 13.75 25 480 V 3 30AS/20AF NEMA 3R L32 1,3,5 3/4"C,3#12,#12G HEF-2

HEF-3 EXHAUST FAN WIRED VIA

VFD - 5HP

7.6 9.5 20 480 V 3 30AS/15AF NEMA 3R L33 2,4,6 3/4"C,3#12,#12G HEF-3

HP-1 PUMP - 1HP 9.2 11.5 25 208 V 2 30AS/15AF HSPM 2,4 3/4"C,2#12,#12G HP-1 MECHANICAL B004

HP-2 PUMP - 1HP 9.2 11.5 25 208 V 2 30AS/15AF HSPM 6,8 3/4"C,2#12,#12G HP-2 MECHANICAL B004

HP-3 PUMP - 1HP 9.2 11.5 25 208 V 2 30AS/15AF HSPM 10,12 3/4"C,2#12,#12G HP-3 MECHANICAL B004

HT-1 HEAT TRACE 0.5 0.63 20 120 V 1 HSPB3 15 3/4"C,2#10,#10G HT-1 SPED COORD. B049.1

HT-1 HEAT TRACE 0.5 0.63 20 120 V 1 HSP15 24 3/4"C,2#10,#10G HT-1 CL B102.1

HT-1 HEAT TRACE 0.5 0.63 20 120 V 1 HSP15 26 3/4"C,2#10,#10G HT-1 STOR. B125

HWB-1 HOT WATER BOILER 4 5 20 480 V 3 30AS/15AF HSLM 26,28,30 3/4"C,3#12,#12G HWB-1 MECHANICAL B004

HWB-2 HOT WATER BOILER 4 5 20 480 V 3 30AS/15AF HSLM 32,34,36 3/4"C,3#12,#12G HWB-2 MECHANICAL B004

HWB-3 HOT WATER BOILER 4 5 20 480 V 3 30AS/15AF HSLM 20,22,24 3/4"C,3#12,#12G HWB-3 MECHANICAL B004

ILF-1 FAN 1.44 1.8 20 120 V 1 HSPM 1 3/4"C,2#12,#12G ILF-1 OUTDOOR STORAGE B026

ILF-1 FAN 4 5 20 120 V 1 <unnamed> 3/4"C,2#12,#12G ILF-1 MEN B274

ILF-2 FAN 1.44 1.8 20 120 V 1 HSPB1 6 3/4"C,2#12,#12G ILF-2 CLIENT B027

ILF-4 FAN 3.7 4.6 20 120 V 1 HSPM 25 3/4"C,2#12,#12G ILF-4 MECHANICAL B004

ILF-4 FAN 0.32 1.4 20 120 V 1 HSP25 40 3/4"C,2#12,#12G ILF-4 ART B202

ILF-5 FAN 0.5 0.63 20 120 V 1 HP32 22 3/4"C,2#12,#12G ILF-5 PREP A369

ILF-5 FAN 2.5 3.25 20 120 V 1 HP32 22 3/4"C,2#12,#12G ILF-5 PREP A372

ILF-5 FAN 2.5 3.25 20 120 V 1 HP33 19 3/4"C,2#12,#12G ILF-5 PREP A308

ILF-5 FAN 2.5 3.25 20 120 V 1 HP23 27 3/4"C,2#12,#12G ILF-5 PREP A208

ILF-5 FAN 4 5 20 120 V 1 HP22 10 3/4"C,2#12,#12G ILF-5 PREP A269

ILF-5 FAN 2.5 3.25 20 120 V 1 HP22 10 3/4"C,2#12,#12G ILF-5 PREP A272

ILF-7 FAN 8 10 20 120 V 1 SP1 57 3/4"C,2#12,#12G ILF-7

ILF-8 FAN 4 5 20 120 V 1 SP1 55 3/4"C,2#12,#12G ILF-8

IRC IRRIGATION SYSTEM

CONTROLLER

8 10 20 120 V 1 HSPM 19 3/4"C,2#12,#12G IRC MECHANICAL B004

KEF-1 EXHAUST FAN 7.5HP- WIRED

VIA VFD/KITCHEN HOOD

PANEL IN THE KITCHEN

11 13.75 25 480 V 3 30AS/20AF NEMA 3R HSL13 7,9,11 3/4"C,3#12,#12G KEF-1

KEF-2 EXHAUST FAN 7.5HP- WIRED

VIA VFD/KITCHEN HOOD

PANEL IN THE KITCHEN

11 13.75 25 480 V 3 30AS/20AF NEMA 3R HSL13 8,10,12 3/4"C,3#12,#12G KEF-2

MAU-1 MAKE-UP AIR UNIT - WIRED

VIA KITCHEN HOOD PANEL IN

THE KITCHEN

16 20 25 480 V 3 30AS/25AF NEMA 3R HSL13 14,16,18 3/4"C,3#12,#12G MAU-1

OSEWH-1 ELECTRIC WATER HEATER 28.8 36 40 208 V 2 60AS/40AF SP1 22,24 3/4"C,2#8,#10G OSEWH-1

P-1 PUMP - 7.5HP 11 13.75 25 480 V 3 30AS/25AF HSLM 1,3,5 3/4"C,3#12,#12G P-1 MECHANICAL B004

P-2 PUMP - 7.5HP 11 13.75 25 480 V 3 30AS/25AF HSLM 2,4,6 3/4"C,3#12,#12G P-2 MECHANICAL B004

P-3 PUMP - 7.5HP 11 13.75 25 480 V 3 30AS/25AF HSLM 7,9,11 3/4"C,3#12,#12G P-3 MECHANICAL B004

P-4A,B,C,D PUMP - SKID MOUNTED 59.2 74 100 480 V 3 100AS/100AF HSLM 8,10,12 1"C,3#4,#8G P-4A,B,C,D MECHANICAL B004

P-5A,B,C PUMP - SKID MOUNTED 44.8 56 80 480 V 3 100AS/80AF HSLM 13,15,17 1"C,3#6,#10G P-5A,B,C MECHANICAL B004

P-6A,B,C PUMP - SKID MOUNTED 30.4 38 60 480 V 3 60AS/60AF HSLM 14,16,18 3/4"C,3#8,#10G P-6A,B,C MECHANICAL B004

P-7A,B,C PUMP - SKID MOUNTED 7.6 10 20 208 V 2 30AS/15AF

AS/AF

HSP13 41,43 3/4"C,2#12,#12G P-7A,B,C EMERG. ELEC A353

P-8A,B,C PUMP - SKID MOUNTED 14 21 30 208 V 2 30AS/30AF HSP13 52,54 3/4"C,2#12,#12G P-8A,B,C RECYCLE/ TRASH A186

P-9 PUMP 1.7 2 20 120 V 1 HSPB3 28 3/4"C,2#12,#12G P-9 MECH B040.1

P-10 PUMP 1.7 2 20 120 V 1 HSPB3 26 3/4"C,2#12,#12G P-10 MECH B040.3

PNS pH NEUTRALIZING SYSTEM

PANEL

20 25 30 120 V 1 HP13 3 3/4"C,2#10,#10G PNS ACID NEUTRAL A114

RC-1 ROOFTOP UNIT CONTROLS 5.8 7.25 20 120 V 1 NEMA 3R HSP21 4 3/4"C,2#12,#12G RC-1

RD-1 RADON FAN 5.8 7.25 20 120 V 1 NEMA 3R HSP13 37 3/4"C,2#12,#12G RD-1

RD-1 RADON FAN 5.8 7.25 20 120 V 1 NEMA 3R HSP13 39 3/4"C,2#12,#12G RD-1

RL-1 ROOFTOP UNIT LIGHT AND

RECEPTACLE - INTEGRAL AND

EXTERNAL

5.8 7.25 20 120 V 1 NEMA 3R HSP21 21 3/4"C,2#12,#12G RL-1

RP-1 PUMP 3.96 4.95 20 120 V 1 HSPM 11 3/4"C,2#12,#12G RP-1 MECHANICAL B004

RP-1A PUMP 3.96 4.95 20 120 V 1 HSPM 13 3/4"C,2#12,#12G RP-1A MECHANICAL B004

RP-2 PUMP 1.01 1.25 20 120 V 1 HSPM 21 3/4"C,2#12,#12G RP-2

RP-3 PUMP 1.01 1.25 20 120 V 1 HP13 8 3/4"C,2#12,#12G RP-3 ACID NEUTRAL A114

RP-4 PUMP 1.01 1.25 20 120 V 1 HP13 2 3/4"C,2#12,#12G RP-4 ACID NEUTRAL A114

RTU-1 ROOFTOP UNIT 158.4 198 250 480 V 3 400AS/250AF NEMA 3R DH11 25,27,29 2"C,3#2/0,#6G RTU-1

RTU-2 ROOFTOP UNIT 158.4 198 250 480 V 3 400AS/250AF NEMA 3R DH12 25,27,29 2"C,3#2/0,#6G RTU-2

RTU-3 ROOFTOP UNIT 144 180 250 480 V 3 400AS/250AF NEMA 3R MDP2 20,22,24 2"C,3#2/0,#6G RTU-3

RTU-4 ROOFTOP UNIT 40.8 51 60 480 V 3 60AS/60AF NEMA 3R MDP2 37,39,41 1"C,3#6,#10G RTU-4

RTU-5 ROOFTOP UNIT 96.8 121 125 480 V 3 200AS/125AF NEMA 3R MDP2 31,33,35 1-1/2"C,3#1,#6G RTU-5

RTU-6 ROOFTOP UNIT 124.8 151 175 480 V 3 200AS/175AF NEMA 3R MDP2 25,27,29 1-1/2"C,3#1/0,#6G RTU-6

RTU-7 ROOFTOP UNIT 63 67 80 480 V 3 100AS/80AF NEMA 3R SDL2 8,10,12 1"C,3#4,#10G RTU-7

RTU-8 ROOFTOP UNIT 63 67 80 480 V 3 100AS/80AF NEMA 3R MDP1 13,15,17 1"C,3#4,#10G RTU-8

RTU-9 ROOFTOP UNIT 63 67 80 480 V 3 100AS/80AF NEMA 3R MDP1 19,21,23 1"C,3#4,#10G RTU-9

RTU-10 ROOFTOP UNIT 78 83 100 480 V 3 100AS/100AF NEMA 3R HSL14 7,9,11 1-1/4"C,3#3,#8G RTU-10

RTU-11 ROOFTOP UNIT 96.8 149 150 480 V 3 200AS/150AF NEMA 3R MDP1 25,27,29 1-1/2"C,3#1,#6G RTU-11

RTU-12 ROOFTOP UNIT 53.6 63 80 480 V 3 100AS/80AF NEMA 3R DH14 7,9,11 1"C,3#4,#10G RTU-12

RTU-13 ROOFTOP UNIT 76.8 83 100 480 V 3 200AS/100AF NEMA 3R DH14 8,10,12 1-1/4"C,3#3,#8G RTU-13

RTU-14 ROOFTOP UNIT 96.8 83 100 480 V 3 200AS/100AF NEMA 3R MDP1 31,33,35 1-1/4"C,3#3,#8G RTU-14

RTU-15 ROOFTOP UNIT 12 15 20 480 V 3 30AS/20AF NEMA 3R HSL25 7,9,11 3/4"C,3#12,#12G RTU-15

RTU-16 ROOFTOP UNIT 130.4 163 175 480 V 3 200AS/175AF NEMA 3R MDP1 37,39,41 1-1/2"C,3#1/0,#6G RTU-16

RTU-17 ROOFTOP UNIT 34.4 43 50 480 V 3 60AS/50AF NEMA 3R HL15 1,3,5 3/4"C,3#8,#10G RTU-17

RTU-18 ROOFTOP UNIT 28.8 36 40 480 V 3 60AS/40AF NEMA 3R HL15 7,9,11 3/4"C,3#8,#10G RTU-18

RTU-19 ROOFTOP UNIT 50.4 63 80 480 V 3 100AS/80AF NEMA 3R HL15 13,15,17 1"C,3#4,#10G RTU-19

RTU-20 ROOFTOP UNIT 40.8 51 60 480 V 3 60AS/60AF NEMA 3R SDL1 7,9,11 1"C,3#6,#10G RTU-20

RTU-21 ROOFTOP UNIT 80 124 150 480 V 3 200AS/150AF NEMA 3R SDL1 13,15,17 1-1/2"C,3#1,#6G RTU-21

RTU-22 ROOFTOP UNIT 124 83 100 480 V 3 100AS/100AF NEMA 3R SDL1 19,21,23 1-1/4"C,3#3,#8G RTU-22

RTU-23 ROOFTOP UNIT 13.6 17 25 480 V 3 30AS/25AF NEMA 3R HL15 19,21,23 3/4"C,3#12,#12G RTU-23

RTU-24 ROOFTOP UNIT 13.6 17 25 480 V 3 30AS/25AF NEMA 3R HSL13 19,21,23 3/4"C,3#12,#12G RTU-24

SE-1 SEWAGE EJECTOR PUMP -

2HP

7.8 9.8 20 208 V 3 30AS/10AF SEP-1 1,3,5 2"C,3#6,#8G SE-1

SE-2 SEWAGE EJECTOR PUMP -

2HP

7.8 9.8 20 208 V 3 30AS/10AF SEP-1 7,9,11 2"C,3#6,#8G SE-2

SEP-1 SEWAGE EJECTOR PUMP

CONTROL PANEL

15.75 20 30 208 V 3 30AS/30AF HSPM 26,28,30 2"C,3#6,#8G SEP-1

TPV TRAP PRIMER VALVE 0.28 0.28 20 120 V 1 HP31 10 3/4"C,2#12,#12G TPV JAN. A364

TPV TRAP PRIMER VALVE 0.28 0.28 20 120 V 1 HP33 7 3/4"C,2#12,#12G TPV CHASE A381.1

UEF-1 RADON FAN 5.8 7.25 20 120 V 1 NEMA 3R HSP13 35 3/4"C,2#12,#12G UEF-1

UEF-1 RADON FAN 5.8 7.25 20 120 V 1 NEMA 3R HSP13 33 3/4"C,2#12,#12G UEF-1

UEF-1 RADON FAN 5.8 7.25 20 120 V 1 NEMA 3R HSP22 39 3/4"C,2#12,#12G UEF-1

UEF-1 RADON FAN 5.8 7.25 20 120 V 1 NEMA 3R HSP22 37 3/4"C,2#12,#12G UEF-1

UEF-1 RADON FAN 5.8 7.25 20 120 V 1 NEMA 3R HSP21 27 3/4"C,2#12,#12G UEF-1

UEF-1 RADON FAN 5.8 7.25 20 120 V 1 NEMA 3R HSP21 25 3/4"C,2#12,#12G UEF-1

UEF-1 RADON FAN 5.8 7.25 20 120 V 1 NEMA 3R HSP25 34 3/4"C,2#12,#12G UEF-1

UEF-1 RADON FAN 5.8 7.25 20 120 V 1 NEMA 3R HSP25 32 3/4"C,2#12,#12G UEF-1

UEF-1 RADON FAN 5.8 7.25 20 120 V 1 NEMA 3R HSP14 19 3/4"C,2#12,#12G UEF-1

UEF-1 RADON FAN 5.8 7.25 20 120 V 1 NEMA 3R HSP14 17 3/4"C,2#12,#12G UEF-1

UH-1 UNIT HEATER 1 1.25 20 120 V 1 HSPM 7 3/4"C,2#12,#12G UH-1 MECHANICAL B004

UH-1 UNIT HEATER 1 1.25 20 120 V 1 HSPB1 9 3/4"C,2#12,#12G UH-1 OUTDOOR STORAGE B026

UH-1 UNIT HEATER 1 1.25 20 120 V 1 HSPM 7 3/4"C,2#12,#12G UH-1 STORAGE 741

UH-1 UNIT HEATER 1 1.25 20 120 V 1 HSPB1 9 3/4"C,2#12,#12G UH-1 FIRE PROTECTION B024.1

UH-1 UNIT HEATER 1 1.25 20 120 V 1 HSPB1 9 3/4"C,2#12,#12G UH-1 AUTO/DIESEL SHOP B023

UH-1 UNIT HEATER 1 1.25 20 120 V 1 HP14 21 3/4"C,2#12,#12G UH-1 DISTRICT/ SHELTER

STORAGE

B070

VEF-1 FAN - WIRED VIA VFD -

7.5HP

25.3 31.62 60 208 V 3 60AS/40AF HSPM 32,34,36 3/4"C,3#10,#10G VEF-1 OUTDOOR STORAGE B026

VEF-2 FAN - WIRED VIA VFD - 3HP 11 13.75 25 208 V 3 30AS/20AF HSPM 20,22,24 3/4"C,3#12,#12G VEF-2 OUTDOOR STORAGE B026

VEF-3 FAN - WIRED VIA VFD - 3HP 11 13.75 25 208 V 3 30AS/20AF HSPM 14,16,18 3/4"C,3#12,#12G VEF-3 OUTDOOR STORAGE B026

ELECTRICAL EQUIPMENT SCHEDULE

TAG DESCRIPTION FLA MCA TRIP VOLTAGE POLES DISC./FUSE NEMA PANEL CKT # FEEDER TAG LOCATION RM #

ACCU-1A AIR COOLED CONDENSING

UNIT

10.24 12.8 20 480 V 3 30AS/20AF NEMA 3R HSL31 1,3,5 3/4"C,3#12,#12G ACCU-1A

ACCU-1AB AIR COOLED CONDENSING

UNIT

14.72 18.4 25 480 V 3 30AS/25AF NEMA 3R HSL13 2,4,6 3/4"C,3#12,#12G ACCU-1AB

ACCU-1B1 AIR COOLED CONDENSING

UNIT

10.24 12.8 20 480 V 3 30AS/20AF NEMA 3R HSL14 1,3,5 3/4"C,3#12,#12G ACCU-1B1

ACCU-1B2 AIR COOLED CONDENSING

UNIT

21.2 26.4 35 480 V 3 60AS/35AF NEMA 3R HSL25 1,3,5 3/4"C,3#10,#10G ACCU-1B2

ACCU-2A AIR COOLED CONDENSING

UNIT

13.12 16.4 20 480 V 3 30AS/20AF NEMA 3R HSL31 7,9,11 3/4"C,3#12,#12G ACCU-2A

ACCU-2AB AIR COOLED CONDENSING

UNIT

28 25 35 480 V 3 60AS/50AF NEMA 3R HSL13 1,3,5 3/4"C,3#10,#10G ACCU-2AB

ACCU-2B1 AIR COOLED CONDENSING

UNIT

10.24 12.8 20 208 V 2 30AS/20AF NEMA 3R HSP14 6,8 3/4"C,2#12,#12G ACCU-2B1

ACCU-2B2 AIR COOLED CONDENSING

UNIT

10.56 13.2 20 208 V 2 30AS/20AF NEMA 3R HSP25 6,8 3/4"C,2#12,#12G ACCU-2B2

ACCU-3A AIR COOLED CONDENSING

UNIT

20 25 35 208 V 2 60AS/35AF NEMA 3R HSP22 2,4 3/4"C,2#10,#10G ACCU-3A

ACCU-3AB ROOFTOP UNIT 157.6 197 225 480 V 3 400AS/225AF NEMA 3R MDP2 13,15,17 2"C,3#2/0,#6G ACCU-3AB

ACCU-3B2 AIR COOLED CONDENSING

UNIT

12 15 20 208 V 2 30AS/20AF NEMA 3R HSP25 2,4 3/4"C,2#12,#12G ACCU-3B2

ACCU-4A AIR COOLED CONDENSING

UNIT

10.24 12.8 20 480 V 3 30AS/20AF NEMA 3R HSL31 13,15,17 3/4"C,3#12,#12G ACCU-4A

ACCU-5A ROOFTOP UNIT 157.6 197 225 480 V 3 400AS/225AF NEMA 3R DH11 19,21,23 2"C,3#2/0,#6G ACCU-5A

ACCU-6A ROOFTOP UNIT 157.6 197 225 480 V 3 400AS/225AF NEMA 3R DH12 19,21,23 2"C,3#2/0,#6G ACCU-6A

ACHP-1AB AIR COOLED HEAT PUMP 28.8 35.7 50 480 V 3 NEMA 3R HSL13 13,15,17 3/4"C,3#8,#10G ACHP-1AB

ACHP-1B2 AIR COOLED HEAT PUMP 28.8 35.7 50 480 V 3 NEMA 3R HSL25 2,4,6 3/4"C,3#8,#10G ACHP-1B2

ACHP-2B2 AIR COOLED HEAT PUMP 10.24 12.8 20 480 V 3 NEMA 3R HSL25 8,10,12 3/4"C,3#12,#12G ACHP-2B2

ASF-1 FAN 0.32 0.4 20 120 V 1 HSP15 15 3/4"C,2#12,#12G ASF-1 GYMNASIUM-2 B139-2

ASF-1 FAN 0.32 0.4 20 120 V 1 HSP15 19 3/4"C,2#12,#12G ASF-1 GYMNASIUM-2 B139-2

ASF-1 FAN 0.32 0.4 20 120 V 1 HSP15 17 3/4"C,2#12,#12G ASF-1 GYMNASIUM-2 B139-2

ASF-1 FAN 0.32 0.4 20 120 V 1 HSP15 15 3/4"C,2#12,#12G ASF-1 GYMNASIUM-2 B139-2

ASF-1 FAN 0.32 0.4 20 120 V 1 HSP15 19 3/4"C,2#12,#12G ASF-1 GYMNASIUM-2 B139-2

ASF-1 FAN 0.32 0.4 20 120 V 1 HSP15 17 3/4"C,2#12,#12G ASF-1 GYMNASIUM-2 B139-2

ASF-1 FAN 0.32 0.4 20 120 V 1 HSP15 15 3/4"C,2#12,#12G ASF-1 GYMNASIUM-2 B139-2

ASF-1 FAN 0.32 0.4 20 120 V 1 HSP15 19 3/4"C,2#12,#12G ASF-1 GYMNASIUM-2 B139-2

ASF-1 FAN 0.32 0.4 20 120 V 1 HSP15 17 3/4"C,2#12,#12G ASF-1 GYMNASIUM-2 B139-2

ASF-1 FAN 0.32 0.4 20 120 V 1 HSP25 5 3/4"C,2#12,#12G ASF-1

ASF-1 FAN 0.32 0.4 20 120 V 1 HSP25 5 3/4"C,2#12,#12G ASF-1

ASF-1 FAN 0.32 0.4 20 120 V 1 HSP25 7 3/4"C,2#12,#12G ASF-1 ART B202

ASF-1 FAN 0.32 0.4 20 120 V 1 HSP25 7 3/4"C,2#12,#12G ASF-1 ART B204

ASF-1 FAN 0.32 0.4 20 120 V 1 HSP25 5 3/4"C,2#12,#12G ASF-1 Space B017

ASF-1 FAN 0.32 0.4 20 120 V 1 KPSC 7 3/4"C,2#12,#12G ASF-1 CAFETERIA-2 B181-2

ASF-1 FAN 0.32 0.4 20 120 V 1 KPSC 7 3/4"C,2#12,#12G ASF-1 CAFETERIA-2 B181-2

ASF-1 FAN 0.32 0.4 20 120 V 1 KPSC 7 3/4"C,2#12,#12G ASF-1 CAFETERIA-2 B181-2

ASF-1 FAN 0.32 0.4 20 120 V 1 KPSC 7 3/4"C,2#12,#12G ASF-1 CAFETERIA-2 B181-2

ASF-1 FAN 0.32 0.4 20 120 V 1 KPSC 7 3/4"C,2#12,#12G ASF-1 CAFETERIA-2 B181-2

ASF-1 FAN 0.32 0.4 20 120 V 1 HP23 17 3/4"C,2#12,#12G ASF-1 MEDIA CENTER B281

ASF-1 FAN 0.32 0.4 20 120 V 1 HP23 17 3/4"C,2#12,#12G ASF-1 MEDIA CENTER B281

ASF-1 FAN 0.32 0.4 20 120 V 1 HSP25 7 3/4"C,2#12,#12G ASF-1 ART B206

ASF-1 FAN 0.32 0.4 20 120 V 1 KPSC 7 3/4"C,2#12,#12G ASF-1 CAFETERIA-2 B181-2

ASF-1 FAN 0.32 0.4 20 120 V 1 HP23 17 3/4"C,2#12,#12G ASF-1 MEDIA CENTER B281

BC-1 BLOWER COIL 5.8 7.25 20 120 V 1 HP12 4 3/4"C,2#12,#12G BC-1 CLASSROOM A170

BC-1 BLOWER COIL 5.8 7.25 20 120 V 1 HP13 19 3/4"C,2#12,#12G BC-1 SPEECH A176

BC-1 INDOOR BLOWER COIL 1.8 2.5 20 120 V 1 HSPB1 5 3/4"C,2#12,#12G BC-1 AUTO/DIESEL SHOP B023

BC-1 INDOOR BLOWER COIL 1.8 2.5 20 120 V 1 HP14 19 3/4"C,2#12,#12G BC-1 STOR B055.1

BC-1 INDOOR BLOWER COIL 1.8 2.5 20 120 V 1 HP14 19 3/4"C,2#12,#12G BC-1 STOR B051.1

BLR-1 BOILER 12.38 15.48 20 120 V 1 HSPM 15 3/4"C,2#12,#12G BLR-1 MECHANICAL B004

BLR-2 BOILER 12.38 15.48 20 120 V 1 HSPM 17 3/4"C,2#12,#12G BLR-2 MECHANICAL B004

BLR-3 BOILER 12.38 15.48 20 120 V 1 HSPM 23 3/4"C,2#12,#12G BLR-3 MECHANICAL B004

CP-1 CONDENSATE PUMP 1 1.25 20 120 V 1 HP23 3 3/4"C,2#12,#12G CP-1

CP-1 2 2.5 20 208 V 2 HSPB3 18,20 3/4"C,2#12,#12G CP-1 TELCOM B040.2

CP-1 2 2.5 20 208 V 2 HSPB1 18,20 3/4"C,2#12,#12G CP-1 EMER ELEC B007

CP-1 2 2.5 20 208 V 2 HSPB1 18,20 3/4"C,2#12,#12G CP-1 ELECTRIC B006

CP-1 2 2.5 20 208 V 2 HSPB1 18,20 3/4"C,2#12,#12G CP-1 MACH B004B

CP-1 2 2.5 20 208 V 2 HP11 2,4 3/4"C,2#12,#12G CP-1 ELEC A154

CP-1 2 2.5 20 208 V 2 HP12 10,12 3/4"C,2#12,#12G CP-1 ELEC A133

CP-1 2 2.5 20 208 V 2 HP13 10,12 3/4"C,2#12,#12G CP-1 ELECTRIC A113

CP-1 2 2.5 20 208 V 2 HSP13 3,5 3/4"C,2#12,#12G CP-1 MACH A183

CP-1 2 2.5 20 208 V 2 HP14 12,14 3/4"C,2#12,#12G CP-1 ELEC. / AV-1 B160.2-1

CP-1 2 2.5 20 208 V 2 HSP15 33,35 3/4"C,2#12,#12G CP-1 TELCOM B133

CP-1 2 2.5 20 208 V 2 HSP15 28,30 3/4"C,2#12,#12G CP-1 ELECTRIC B112

CP-1 2 2.5 20 208 V 2 HP14 12,14 3/4"C,2#12,#12G CP-1 ELEC. B179.1

CP-1 2 2.5 20 208 V 2 HP22 4,6 3/4"C,2#12,#12G CP-1 ELEC. A233

CP-1 2 2.5 20 208 V 2 HP23 10,12 3/4"C,2#12,#12G CP-1 ELECTRIC A214

CP-1 2 2.5 20 208 V 2 HP21 8,10 3/4"C,2#12,#12G CP-1 ELEC. A262

CP-1 2 2.5 20 208 V 2 HP31 9,11 3/4"C,2#12,#12G CP-1 ELEC. A354

CP-1 2 2.5 20 208 V 2 HP32 16,18 3/4"C,2#12,#12G CP-1

CUH-1 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSPB3 6 3/4"C,2#12,#12G CUH-1 STAIR #B4 SB4.1

CUH-1 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP15 14 3/4"C,2#12,#12G CUH-1 STAIR #B3 SB3.1

CUH-1 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSPB3 2 3/4"C,2#12,#12G CUH-1 VESTIBULE B001

CUH-1 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP21 15 3/4"C,2#12,#12G CUH-1

CUH-1 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP21 13 3/4"C,2#12,#12G CUH-1 BOYS A163

CUH-1 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP21 13 3/4"C,2#12,#12G CUH-1 GIRLS A165

CUH-1 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP22 21 3/4"C,2#12,#12G CUH-1 STAIR #A2 SA2.1

CUH-1 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSPB1 4 3/4"C,2#12,#12G CUH-1 STAIR #B3 SB3.0

CUH-1 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSPB3 8 3/4"C,2#12,#12G CUH-1

CUH-1 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP13 14 3/4"C,2#12,#12G CUH-1 GIRLS A380

CUH-1 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP13 27 3/4"C,2#12,#12G CUH-1 BOYS A382

CUH-1 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP13 21 3/4"C,2#12,#12G CUH-1 STAIR #A1 SA1.1

CUH-1 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP13 11 3/4"C,2#12,#12G CUH-1 RECEIVING B180.1

CUH-1 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSPB3 4 3/4"C,2#12,#12G CUH-1 VESTIBULE B001

CUH-1 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP25 41 3/4"C,2#12,#12G CUH-1 STAIR #B3 SB3.2

CUH-1 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HP14 23 3/4"C,2#12,#12G CUH-1 VESTIBULE B050.1

CUH-2 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP15 13 3/4"C,2#12,#12G CUH-2 VESTIBULE B130.1

CUH-2 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP13 1 3/4"C,2#12,#12G CUH-2 GIRLS A180

CUH-2 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP13 1 3/4"C,2#12,#12G CUH-2 BOYS A182

CUH-2 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP15 16 3/4"C,2#12,#12G CUH-2 VESTIBULE B100.1

CUH-2 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP15 16 3/4"C,2#12,#12G CUH-2 VESTIBULE B100.1

CUH-2 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP21 11 3/4"C,2#12,#12G CUH-2

CUH-2 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP21 17 3/4"C,2#12,#12G CUH-2 GIRLS A265

CUH-2 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP13 12 3/4"C,2#12,#12G CUH-2 GIRLS A282

CUH-2 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP13 25 3/4"C,2#12,#12G CUH-2 BOYS A280

CUH-2 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP13 16 3/4"C,2#12,#12G CUH-2 STAIR #B1 SB1.3

CUH-2 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP13 29 3/4"C,2#12,#12G CUH-2 STAIR #A1 SA1.3

CUH-2 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP21 7 3/4"C,2#12,#12G CUH-2 STAIR #A3 SA3.3

CUH-2 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP21 9 3/4"C,2#12,#12G CUH-2 BOYS A363

CUH-2 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP21 19 3/4"C,2#12,#12G CUH-2 GIRLS A365

CUH-2 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP13 16 3/4"C,2#12,#12G CUH-2 STAIR #B1 SB1.3

CUH-2 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP13 29 3/4"C,2#12,#12G CUH-2 PREP A308

CUH-2 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP15 13 3/4"C,2#12,#12G CUH-2 VESTIBULE B130.1

CUH-3 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 NEMA 3R HSP22 31 3/4"C,2#12,#12G CUH-3 STAIR #A2 SA2.4

CUH-3 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP22 19 3/4"C,2#12,#12G CUH-3 PREP A372

CUH-3 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSP22 19 3/4"C,2#12,#12G CUH-3 PREP A369

CUH-3 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HP23 25 3/4"C,2#12,#12G CUH-3 PREP A208

CUH-3 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HP22 27 3/4"C,2#12,#12G CUH-3 PREP A272

CUH-3 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 27 3/4"C,2#12,#12G CUH-3 PREP A269

CUH-3 CABINET UNIT HEATER 5.8 7.25 20 120 V 1 HSP13 21 3/4"C,2#12,#12G CUH-3 PREP A108

DEF-1 EXHAUST FAN - 1/4HP -

INTERCONECTNN

5.8 7.25 20 120 V 1 NEMA 3R KPSC 19 3/4"C,2#12,#12G DEF-1

DEF-2 EXHAUST FAN - 1/4HP -

INTERCONNECT TO HOOD

SWITCH IN THE KITCHEN

5.8 7.25 20 120 V 1 NEMA 3R KPSC 21 3/4"C,2#12,#12G DEF-2

EF-1 EXHAUST FAN - 1/4HP 5.8 7.25 20 120 V 1 NEMA 3R HP31 5 3/4"C,2#12,#12G EF-1

EF-2 EXHAUST FAN - 1/4HP 5.8 7.25 20 120 V 1 NEMA 3R HP32 8 3/4"C,2#12,#12G EF-2

EF-3 EXHAUST FAN - 1/4HP 5.8 7.25 20 120 V 1 NEMA 3R HP33 1 3/4"C,2#12,#12G EF-3

EF-4 EXHAUST FAN - 2HP 13.8 17.25 35 208 V 2 30AS/25AF NEMA 3R HP31 6,8 3/4"C,2#12,#12G EF-4

EF-5 EXHAUST FAN - 1/4HP 5.8 7.25 20 120 V 1 NEMA 3R HP32 9 3/4"C,2#12,#12G EF-5

EF-6 EXHAUST FAN - 1/4HP 5.8 7.25 20 120 V 1 NEMA 3R HP32 7 3/4"C,2#12,#12G EF-6

EF-7 EXHAUST FAN - 2HP 13.8 17.25 35 208 V 2 30AS/25AF NEMA 3R HP33 3,5 3/4"C,2#12,#12G EF-7

EF-8 EXHAUST FAN - 1/4HP 5.8 7.25 20 120 V 1 NEMA 3R KPSC 15 3/4"C,2#12,#12G EF-8

EF-9 EXHAUST FAN - 1/4HP 5.8 7.25 20 120 V 1 NEMA 3R KPSC 17 3/4"C,2#12,#12G EF-9

EF-10 EXHAUST FAN - 1/4HP 5.8 7.25 20 120 V 1 NEMA 3R HP32 20 3/4"C,2#12,#12G EF-10

EF-11 EXHAUST FAN - 1/4HP 5.8 7.25 20 120 V 1 NEMA 3R HP33 31 3/4"C,2#12,#12G EF-11

EF-12 EXHAUST FAN - 1/4HP 5.8 7.25 20 120 V 1 NEMA 3R HSP25 37 3/4"C,2#12,#12G EF-12

EF-12 EXHAUST FAN - 1/4HP 5.8 7.25 20 120 V 1 NEMA 3R HP33 17 3/4"C,2#12,#12G EF-12

EF-13 EXHAUST FAN - 1/2HP 9.8 12.25 20 120 V 1 NEMA 3R HP14 6 3/4"C,2#12,#12G EF-13

EF-14 EXHAUST FAN - 1/4HP 5.8 7.25 20 120 V 1 NEMA 3R HSP25 33 3/4"C,2#12,#12G EF-14

EF-15 EXHAUST FAN - 1/4HP 5.8 7.25 20 120 V 1 NEMA 3R HSP25 35 3/4"C,2#12,#12G EF-15

ERU-1 ENERGY RECOVERY UNIT 14.08 17.6 25 120 V 1 30AS/25AF HSPB1 13 3/4"C,2#12,#12G ERU-1 STORAGE B029

EWH-1 ELECTRIC WATER HEATER 12 15 20 120 V 1 HP22 8 3/4"C,2#12,#12G EWH-1 PLANNING A231

EWH-1 ELECTRIC WATER HEATER 12 15 20 120 V 1 HP21 9 3/4"C,2#12,#12G EWH-1 PLANNING A251

EWH-1 ELECTRIC WATER HEATER 12 15 20 120 V 1 HP23 6 3/4"C,2#12,#12G EWH-1 PLANNING A211

EWH-2 ELECTRIC WATER HEATER 12 15 20 120 V 1 HP32 12 3/4"C,2#12,#12G EWH-2 PLANNING A335

EWH-2 ELECTRIC WATER HEATER 12 15 20 120 V 1 HP32 14 3/4"C,2#12,#12G EWH-2

EWH-2 ELECTRIC WATER HEATER 12 15 20 120 V 1 HP33 9 3/4"C,2#12,#12G EWH-2

FC-1A FAN COIL UNIT 0.16 0.2 20 208 V 2 30AS/15AF HP11 2,4 3/4"C,2#12,#12G FC-1A COMPUTER A155

FC-1AB FAN COIL UNIT 0.41 0.51 20 208 V 2 30AS/15AF HP13 10,12 3/4"C,2#12,#12G FC-1AB ELECTRIC A113

FC-1B1 FAN COIL UNIT 1.04 1.3 20 208 V 2 30AS/15AF TS14 22,24 3/4"C,2#12,#12G FC-1B1 TELCOM B177

FC-1B2 FAN COIL UNIT 1.04 1.3 20 208 V 2 30AS/15AF TSB1 4,6 3/4"C,2#12,#12G FC-1B2 TELCOM B003

FC-2A FAN COIL UNIT 0.16 0.2 20 208 V 2 30AS/15AF HP11 2,4 3/4"C,2#12,#12G FC-2A COMPUTER A155

FC-2A FAN COIL UNIT 0.5 0.63 20 208 V 2 30AS/15AF HP12 6,8 3/4"C,2#12,#12G FC-2A CORRIDOR A160

FC-2AB FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP13 3,5 3/4"C,2#12,#12G FC-2AB GENERAL SUPPLY A184

FC-2B1 FAN COIL UNIT 0.2 0.25 20 208 V 2 30AS/15AF HP14 12,14 3/4"C,2#12,#12G FC-2B1 ELEC. / AV-1 B160.2-1

FC-2B1 FAN COIL UNIT 0.2 0.25 20 208 V 2 30AS/15AF HP14 12,14 3/4"C,2#12,#12G FC-2B1 ELEC. B179.1

FC-2B2 FAN COIL UNIT 0.42 0.52 20 208 V 2 30AS/15AF HSPB1 18,20 3/4"C,2#12,#12G FC-2B2 MACH B004B

FC-3A FAN COIL UNIT 0.2 0.25 20 208 V 2 30AS/15AF HP11 2,4 3/4"C,2#12,#12G FC-3A ELEC A154

FC-3AB FAN COIL UNIT 0.5 2.65 20 208 V 2 30AS/15AF HSP13 3,5 3/4"C,2#12,#12G FC-3AB CORRIDOR A187

FC-3B1 FAN COIL UNIT 0.5 1.3 20 208 V 2 30AS/15AF HP14 16,18 3/4"C,2#12,#12G FC-3B1 CONTROL BOOTH B272

FC-3B2 FAN COIL UNIT 0.41 0.51 20 208 V 2 30AS/15AF HSPB1 18,20 3/4"C,2#12,#12G FC-3B2 ELECTRIC B006

FC-4A FAN COIL UNIT 0.2 0.25 20 208 V 2 30AS/15AF HP12 10,12 3/4"C,2#12,#12G FC-4A ELEC A133

FC-4AB FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP13 3,5 3/4"C,2#12,#12G FC-4AB CORRIDOR B180

FC-4B3 FAN COIL UNIT 0.5 0.63 20 208 V 2 30AS/15AF HSPB1 18,20 3/4"C,2#12,#12G FC-4B3 EMER ELEC B007

FC-5A FAN COIL UNIT 0.16 0.2 20 208 V 2 30AS/15AF HP12 10,12 3/4"C,2#12,#12G FC-5A LANGUAGE LAB A135

FC-5AB FAN COIL UNIT 2.12 2.65 20 208 V 2 30AS/15AF HSP13 13,15 3/4"C,2#12,#12G FC-5AB RELATED CLASSROOM B191

FC-5B2 FAN COIL UNIT 0.16 0.2 20 208 V 2 30AS/15AF HSPB1 14,16 3/4"C,2#12,#12G FC-5B2 INSTR B025

FC-6A FAN COIL UNIT 0.16 0.2 20 208 V 2 30AS/15AF HP12 10,12 3/4"C,2#12,#12G FC-6A LANGUAGE LAB A135

FC-6AB FAN COIL UNIT 0.16 0.2 20 208 V 2 30AS/15AF HSP13 13,15 3/4"C,2#12,#12G FC-6AB OFFICE B195

FC-6B2 FAN COIL UNIT 0.16 0.2 20 208 V 2 30AS/15AF HSPB1 14,16 3/4"C,2#12,#12G FC-6B2 CLIENT B027

FC-7A FAN COIL UNIT 0.2 0.25 20 208 V 2 30AS/15AF HP21 8,10 3/4"C,2#12,#12G FC-7A ELEC. A262

REVISIONS

No. Description Date

GENERAL NOTES 

1.

2.

3.

4.

6.

KEF-1, KEF-2 AND MAU-1 SHALL BE WIRED VFD / KITCHEN 

HOOD PANEL LOCATED IN THE KITCHEN. INTERFACE 

KEF-1 AMD KEF-2 OPERATION WITH RESPECTIVE HOOD 

FAN SWITCH.

DEF-1 AND DEF-2: INTERFACE FAN OPERATION WITH 

RESPECTIVE HOOD FAN SWITCH.

FANS EF-1 THROUGH EF-17, DEF-1 AND DEF-2 TO BE 

PROVIDED WITH MOTORIZED DAMPER. PROVIDE POWER 

TO MOTORIZED DAMPER FROM SAME CIRCUIT AS FAN.

DISCONNECT SWITCHES FOR THE FOLOWWING 

EQUIPMENT TO BE FURNISHED BY THE MECHANICAL 

CONTRACTOR:

CUH-1, EF-1 THROUGH EF-17, DEF-1, DEF-2, ERU-1, 

HEF-1 THROUGH HEF-7, UH-1, ILF-1 THROUGH ILF-4, 

HWB-1, HWB-2, HWB-3, MAU-1, RTU-1 THROUGH RTU-24, 

VEF-1, VEF-2, VEF-3, AND ALL ACCUs.

INSTALL WIRING FOR RADON FANS (RD-1) PER DETAIL ON 

PLUMBING DRAWING P4.7.
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ELECTRICAL EQUIPMENT SCHEDULE - VAVs

TAG DESCRIPTION FLA MCA TRIP VOLTAGE POLES DISC./FUSE NEMA PANEL CKT # FEEDER LOCATION RM #

VAV-33B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 NEMA 3R HSPB3 13 3/4"C,2#12,#12G GIRLS LOCKER ROOM B142

VAV-34A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP12 5 3/4"C,2#12,#12G CLASSROOM A124

VAV-34AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 5 3/4"C,2#12,#12G TECHNICAL SERVICES A215

VAV-34B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 NEMA 3R HSPB3 13 3/4"C,2#12,#12G SHOWERS/ TOILETS B142.1

VAV-35A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP12 17 3/4"C,2#12,#12G COMMON A125

VAV-35B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 NEMA 3R HSPB3 13 3/4"C,2#12,#12G GIRLS TEAM ROOM B141

VAV-36A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP12 2 3/4"C,2#12,#12G CORRIDOR A160

VAV-36AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 5 3/4"C,2#12,#12G

VAV-36B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSP25 1 3/4"C,2#12,#12G ART & MUSIC PLANNING B201

VAV-36B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 9 3/4"C,2#12,#12G TRAINING B137

VAV-37A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP12 1 3/4"C,2#12,#12G CLASSROOM A172

VAV-37AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 5 3/4"C,2#12,#12G ADJ. COUNS. A201.1

VAV-37AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 8 3/4"C,2#12,#12G VOCATIONAL LEARNING

CENTER

A383

VAV-37B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 9 3/4"C,2#12,#12G TRAINING B137

VAV-37B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 nema 3r HSP25 1 3/4"C,2#12,#12G ART B202

VAV-37B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 nema 3r HSP25 39 3/4"C,2#12,#12G

VAV-37B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 nema 3r HSP25 39 3/4"C,2#12,#12G

VAV-38A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP12 1 3/4"C,2#12,#12G PLANNING A173

VAV-38AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 5 3/4"C,2#12,#12G AP A201.2

VAV-38B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 9 3/4"C,2#12,#12G PE STORAGE B132

VAV-38B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 nema 3r HSP25 1 3/4"C,2#12,#12G CORRIDOR B210

VAV-39A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 4 3/4"C,2#12,#12G SPEECH A176

VAV-39A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 4 3/4"C,2#12,#12G CLASSROOM A177

VAV-39AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 4 3/4"C,2#12,#12G S.E.L.C. A286

VAV-39B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 nema 3r HSP25 3 3/4"C,2#12,#12G CORRIDOR B210

VAV-40AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 4 3/4"C,2#12,#12G CAREER CENTER B297

VAV-40B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 nema 3r HSP25 3 3/4"C,2#12,#12G ART B204

VAV-41A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP21 6 3/4"C,2#12,#12G CLASSROOM A246

VAV-41AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 4 3/4"C,2#12,#12G PSYCHOLOGIST OFFICE-1 B295-1

VAV-41B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 nema 3r HSP25 3 3/4"C,2#12,#12G CORRIDOR B210

VAV-42A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP21 6 3/4"C,2#12,#12G CLASSROOM A247

VAV-42AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 1 3/4"C,2#12,#12G PSYCHOLOGIST OFFICE-1 B295-1

VAV-43A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP21 2 3/4"C,2#12,#12G CORRIDOR A240

VAV-43AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 1 3/4"C,2#12,#12G GUIDANCE OFFICE B294

VAV-44A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 3 3/4"C,2#12,#12G CORRIDOR A360

VAV-44AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 1 3/4"C,2#12,#12G CONFERENCE B291

VAV-44B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 7 3/4"C,2#12,#12G DAY CARE TODDLER B043

VAV-45A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP21 2 3/4"C,2#12,#12G PLANNING A251

VAV-45AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 1 3/4"C,2#12,#12G GUIDANCE OFFICE B290

VAV-45B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 7 3/4"C,2#12,#12G TLT B043.1

VAV-46A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP21 3 3/4"C,2#12,#12G CLASSROOM A244

VAV-46AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 15 3/4"C,2#12,#12G LARGE GROUP SEMINAR B286

VAV-47A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP21 2 3/4"C,2#12,#12G COMMON A245

VAV-47AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 4 3/4"C,2#12,#12G WORK/ STORAGE B285

VAV-47B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSP15 11 3/4"C,2#12,#12G MAIN LOBBY B100

VAV-48A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP21 6 3/4"C,2#12,#12G CLASSROOM A248

VAV-48AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 15 3/4"C,2#12,#12G LARGE GROUP SEMINAR B286

VAV-48B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 7 3/4"C,2#12,#12G VESTIBULE B160.1

VAV-49A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP21 3 3/4"C,2#12,#12G CLASSROOM A243

VAV-49AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 15 3/4"C,2#12,#12G MEDIA CENTER B281

VAV-50A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP21 3 3/4"C,2#12,#12G CLASSROOM A242

VAV-50AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 15 3/4"C,2#12,#12G MEDIA CENTER B281

VAV-50B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 17 3/4"C,2#12,#12G ELEC. / AV-2 B160.2-2

VAV-51A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP21 2 3/4"C,2#12,#12G COMPUTER A255

VAV-51AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 19 3/4"C,2#12,#12G COMPUTER B284

VAV-52A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP21 3 3/4"C,2#12,#12G RESOURCE/ INCLUSION A241

VAV-52AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 19 3/4"C,2#12,#12G SMALL GROUP B283

VAV-53A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP21 6 3/4"C,2#12,#12G CLASSROOM A249

VAV-53AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 19 3/4"C,2#12,#12G SMALL GROUP B282

VAV-54A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP21 4 3/4"C,2#12,#12G CORRIDOR A260

VAV-54AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 6 3/4"C,2#12,#12G CORRIDOR A360

VAV-55A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP21 4 3/4"C,2#12,#12G STEP 2 A261

VAV-55AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 6 3/4"C,2#12,#12G ROBOTICS A309

VAV-56A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP21 4 3/4"C,2#12,#12G ELEC. A262

VAV-56AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 4 3/4"C,2#12,#12G SCIENCE LAB A307

VAV-57A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP21 1 3/4"C,2#12,#12G JAN. A264

VAV-57AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 4 3/4"C,2#12,#12G SCIENCE LAB A307

VAV-58A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP21 4 3/4"C,2#12,#12G CORRIDOR A260

VAV-58AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 4 3/4"C,2#12,#12G CLASSROOM A306

VAV-59A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP21 1 3/4"C,2#12,#12G SCIENCE LAB A266

VAV-59AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 2 3/4"C,2#12,#12G COMMON A305

VAV-60A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 5 3/4"C,2#12,#12G PREP A269

VAV-60AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 13 3/4"C,2#12,#12G CLASSROOM A304

VAV-61A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 25 3/4"C,2#12,#12G SCIENCE LAB A270

VAV-61AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 2 3/4"C,2#12,#12G PLANNING A311

VAV-62AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 2 3/4"C,2#12,#12G CORRIDOR A300

VAV-63AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 2 3/4"C,2#12,#12G COMPUTER A315

VAV-64AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 13 3/4"C,2#12,#12G SPED INCLUSION A303

VAV-65AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 7 3/4"C,2#12,#12G CORRIDOR A260

VAV-65AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 8 3/4"C,2#12,#12G STEP CL. A301.1

VAV-65AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 6 3/4"C,2#12,#12G AP A301

VAV-67A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 2 3/4"C,2#12,#12G COMMON A225

VAV-67AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 8 3/4"C,2#12,#12G AP A301.2

VAV-68AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 13 3/4"C,2#12,#12G CLASSROOM A302

VAV-69A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 2 3/4"C,2#12,#12G PLANNING A231

VAV-69AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 6 3/4"C,2#12,#12G CORRIDOR A360

VAV-70A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 2 3/4"C,2#12,#12G CORRIDOR A220

VAV-73A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 23 3/4"C,2#12,#12G CLASSROOM A221

VAV-74A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 2 3/4"C,2#12,#12G SCIENCE COMMON A235

VAV-75A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 3 3/4"C,2#12,#12G ADJ. COUNS. A321.1

VAV-76A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 3 3/4"C,2#12,#12G AP A321

VAV-77A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 4 3/4"C,2#12,#12G STEP 4 A322

VAV-78A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 25 3/4"C,2#12,#12G CORRIDOR A220

VAV-79A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 3 3/4"C,2#12,#12G SCIENCE LAB A271

VAV-80A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 3 3/4"C,2#12,#12G PREP A272

VAV-81A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 8 3/4"C,2#12,#12G SCIENCE LAB A275

VAV-82A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP31 3 3/4"C,2#12,#12G CLASSROOM A346

VAV-83A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP31 1 3/4"C,2#12,#12G PLANNING A351

VAV-84A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP31 1 3/4"C,2#12,#12G COMMON A345

VAV-85A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP31 4 3/4"C,2#12,#12G CLASSROOM A344

VAV-86A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP31 3 3/4"C,2#12,#12G CLASSROOM A347

VAV-87A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP31 1 3/4"C,2#12,#12G CORRIDOR A340

VAV-89A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP31 4 3/4"C,2#12,#12G CLASSROOM A343

VAV-90A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP31 3 3/4"C,2#12,#12G CLASSROOM A348

VAV-91A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP31 4 3/4"C,2#12,#12G CLASSROOM A342

VAV-92A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP31 3 3/4"C,2#12,#12G CLASSROOM A349

VAV-93A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP31 1 3/4"C,2#12,#12G MECHANICAL A356

VAV-94A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP31 4 3/4"C,2#12,#12G RESOURCE/ INCLUSION A341

VAV-95A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP31 2 3/4"C,2#12,#12G CORRIDOR A360

VAV-96A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP31 2 3/4"C,2#12,#12G STEP 3 A361

VAV-97A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP31 2 3/4"C,2#12,#12G STEP CL A362

VAV-98A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP31 7 3/4"C,2#12,#12G JAN. A364

VAV-99A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP31 2 3/4"C,2#12,#12G CORRIDOR A360

VAV-100A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP31 7 3/4"C,2#12,#12G SCIENCE LAB A366

VAV-101A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 2 3/4"C,2#12,#12G SCIENCE LAB A370

VAV-102A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 3 3/4"C,2#12,#12G CORRIDOR A360

VAV-103A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 6 3/4"C,2#12,#12G RESOURCE/ INCLUSION A329

VAV-104A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 6 3/4"C,2#12,#12G CLASSROOM A328

VAV-105A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 6 3/4"C,2#12,#12G CLASSROOM A327

VAV-106A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 6 3/4"C,2#12,#12G CLASSROOM A326

VAV-107A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 5 3/4"C,2#12,#12G COMMON A325

VAV-108A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 4 3/4"C,2#12,#12G CLASSROOM A324

VAV-109A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 5 3/4"C,2#12,#12G PLANNING A331

VAV-110A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 5 3/4"C,2#12,#12G CORRIDOR A320

VAV-111 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 10 3/4"C,2#12,#12G PREP A372

VAV-112A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 4 3/4"C,2#12,#12G SPED INCLUSION A323

VAV-113 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 4 3/4"C,2#12,#12G STEP 4 A322

VAV-114A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 5 3/4"C,2#12,#12G PLANNING A335

VAV-114A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 1 3/4"C,2#12,#12G PREP A369

VAV-114A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 1 3/4"C,2#12,#12G PREP A369

VAV-# VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 5 3/4"C,2#12,#12G CORRIDOR A100

VAV-# VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 25 3/4"C,2#12,#12G CORRIDOR A260

VAV-# VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 23 3/4"C,2#12,#12G CLASSROOM A222

VAV-# VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 23 3/4"C,2#12,#12G SPED INCLUSION A223

VAV-# VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 23 3/4"C,2#12,#12G CLASSROOM A224

VAV-# VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 1 3/4"C,2#12,#12G CLASSROOM A226

VAV-# VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 1 3/4"C,2#12,#12G CLASSROOM A227

VAV-# VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 1 3/4"C,2#12,#12G CLASSROOM A228

VAV-# VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 1 3/4"C,2#12,#12G SPED RESOURCE A229

VAV-# VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 21 3/4"C,2#12,#12G SCIENCE LAB A207

ELECTRICAL EQUIPMENT SCHEDULE - VAVs

TAG DESCRIPTION FLA MCA TRIP VOLTAGE POLES DISC./FUSE NEMA PANEL CKT # FEEDER LOCATION RM #

EVAV-1A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP21 1 3/4"C,2#12,#12G SCIENCE LAB A266

EVAV-1B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 NEMA 3R HSPB3 11 3/4"C,2#12,#12G BOYS TEAM ROOM B147

EVAV-2A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 5 3/4"C,2#12,#12G PREP A269

EVAV-3A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 5 3/4"C,2#12,#12G PREP A269

EVAV-3B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 NEMA 3R HSPB3 11 3/4"C,2#12,#12G BOYS LOCKER ROOM B146

EVAV-4A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 5 3/4"C,2#12,#12G PREP A269

EVAV-4B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 NEMA 3R HSPB3 39 3/4"C,2#12,#12G TLT. B145.1

EVAV-5A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 25 3/4"C,2#12,#12G SCIENCE LAB A270

EVAV-6A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 3 3/4"C,2#12,#12G SCIENCE LAB A271

EVAV-6B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 NEMA 3R HSPB3 13 3/4"C,2#12,#12G GIRLS LOCKER ROOM B142

EVAV-7A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 3 3/4"C,2#12,#12G PREP A272

EVAV-7AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 6 3/4"C,2#12,#12G PREP A308

EVAV-7B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 NEMA 3R HSPB3 13 3/4"C,2#12,#12G SHOWERS/ TOILETS B142.1

EVAV-8AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 4 3/4"C,2#12,#12G SCIENCE LAB A307

EVAV-8B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 NEMA 3R HSPB3 13 3/4"C,2#12,#12G GIRLS TEAM ROOM B141

EVAV-9A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 3 3/4"C,2#12,#12G PREP A272

EVAV-9B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSP25 1 3/4"C,2#12,#12G ART B202

EVAV-10AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSP13 17 3/4"C,2#12,#12G KITCHEN B184

EVAV-10B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSP25 3 3/4"C,2#12,#12G ART B204

EVAV-11A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP31 7 3/4"C,2#12,#12G SCIENCE LAB A366

EVAV-11B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 nema 3r HSP25 9 3/4"C,2#12,#12G ART B206

EVAV-12A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 1 3/4"C,2#12,#12G WOMEN A368

EVAV-13A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 1 3/4"C,2#12,#12G PREP A369

EVAV-15A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 2 3/4"C,2#12,#12G SCIENCE LAB A370

EVAV-16A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 2 3/4"C,2#12,#12G SCIENCE LAB A371

EVAV-17A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 10 3/4"C,2#12,#12G MEN A373

EVAV-18A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 10 3/4"C,2#12,#12G PREP A372

EVAV-19A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 10 3/4"C,2#12,#12G PREP A372

EVAV-42B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 nema 3r HSP25 9 3/4"C,2#12,#12G ART B206

EVAV-53AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 11 3/4"C,2#12,#12G G.N. TLT A381

EVAV-# VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 5 3/4"C,2#12,#12G CORRIDOR A110

EVAV-# VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 8 3/4"C,2#12,#12G SCIENCE LAB A275

EVAV-# VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 11 3/4"C,2#12,#12G SCIENCE LAB A375

EVAV-# VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 7 3/4"C,2#12,#12G PREP A208

EVAV-# VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 11 3/4"C,2#12,#12G PREP A108

EVAV-# VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 23 3/4"C,2#12,#12G CORRIDOR A210

EVAV-# VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 nema 3r HSP25 9 3/4"C,2#12,#12G CORRIDOR B210

VAV-1A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP11 15 3/4"C,2#12,#12G CLASSROOM A146

VAV-1AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 7 3/4"C,2#12,#12G CORRIDOR A160

VAV-1B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 2 3/4"C,2#12,#12G LIFE SKILLS B058

VAV-1B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB1 2 3/4"C,2#12,#12G LOWER LOBBY B000

VAV-2A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP11 1 3/4"C,2#12,#12G COMMON A145

VAV-2AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 4 3/4"C,2#12,#12G TLT A181

VAV-2B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 2 3/4"C,2#12,#12G

VAV-2B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB1 2 3/4"C,2#12,#12G LOWER LOBBY B000

VAV-2B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 NEMA 3R HSPB3 11 3/4"C,2#12,#12G SHOWERS/ TOILETS B146.1

VAV-3A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP11 17 3/4"C,2#12,#12G CLASSROOM A144

VAV-3AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 27 3/4"C,2#12,#12G SCIENCE LAB A107

VAV-3B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 1 3/4"C,2#12,#12G LIFE SKILLS B054

VAV-3B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 2 3/4"C,2#12,#12G LIFE SKILLS B055

VAV-3B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 4 3/4"C,2#12,#12G DISTRICT/ SHELTER STORAGE B070

VAV-3B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSP15 11 3/4"C,2#12,#12G

VAV-4A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP11 15 3/4"C,2#12,#12G CLASSROOM A147

VAV-4AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 27 3/4"C,2#12,#12G SCIENCE LAB A107

VAV-4B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 1 3/4"C,2#12,#12G SPED COORD. B049.1

VAV-4B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB1 3 3/4"C,2#12,#12G CLASSROOM B009

VAV-5A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP11 1 3/4"C,2#12,#12G PLANNING A151

VAV-5AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 27 3/4"C,2#12,#12G SCIENCE LAB A107

VAV-5B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 1 3/4"C,2#12,#12G CORR B053

VAV-5B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 1 3/4"C,2#12,#12G PRE-K OFFICE B049.2

VAV-5B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 NEMA 3R HSPB3 39 3/4"C,2#12,#12G TLT. B143.1

VAV-6A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 11 3/4"C,2#12,#12G SCIENCE LAB A375

VAV-6AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 11 3/4"C,2#12,#12G CLASSROOM A109

VAV-6B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 1 3/4"C,2#12,#12G LIFE SKILLS B051

VAV-6B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 1 3/4"C,2#12,#12G BCBA/ SPEECH B049.3

VAV-7A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP11 1 3/4"C,2#12,#12G LOCKERS A152

VAV-7B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 5 3/4"C,2#12,#12G CORRIDOR B050

VAV-7B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 1 3/4"C,2#12,#12G SPED CONF. B049.4

VAV-8A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP11 17 3/4"C,2#12,#12G CLASSROOM A143

VAV-8A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP22 3 3/4"C,2#12,#12G PREP A272

VAV-8AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 5 3/4"C,2#12,#12G PLANNING A111

VAV-8B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 3 3/4"C,2#12,#12G VOCATIONAL LEARNING

CENTER-1

B059-1

VAV-8B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 3 3/4"C,2#12,#12G PRE-K B047

VAV-9A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP11 15 3/4"C,2#12,#12G CLASSROOM A148

VAV-9AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 27 3/4"C,2#12,#12G CLASSROOM A106

VAV-9AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSP13 17 3/4"C,2#12,#12G DRY STORAGE B186

VAV-9B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 3 3/4"C,2#12,#12G OFFICE B068

VAV-9B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 3 3/4"C,2#12,#12G PRE-K TOILETS B047.1

VAV-9B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB1 3 3/4"C,2#12,#12G KITCHEN B011.1

VAV-9B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB1 3 3/4"C,2#12,#12G CORRIDOR B010

VAV-9B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB1 3 3/4"C,2#12,#12G ANDY'S ATTIC B011

VAV-10A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP11 17 3/4"C,2#12,#12G CLASSROOM A142

VAV-10AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 5 3/4"C,2#12,#12G COMMON A105

VAV-10B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 4 3/4"C,2#12,#12G OT/PT B071

VAV-10B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 3 3/4"C,2#12,#12G PRE-K KITCHEN B045.1

VAV-11A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP11 1 3/4"C,2#12,#12G COMPUTER A155

VAV-11AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 9 3/4"C,2#12,#12G CLASSROOM A104

VAV-11B VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 4 3/4"C,2#12,#12G LOWER LOBBY B000

VAV-11B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 5 3/4"C,2#12,#12G PRE-K TOILETS B047.1

VAV-12A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP11 17 3/4"C,2#12,#12G RESOURCE/ INCLUSION A141

VAV-12AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 9 3/4"C,2#12,#12G SPED INCLUSION A103

VAV-12B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 5 3/4"C,2#12,#12G

VAV-12B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 5 3/4"C,2#12,#12G PRE-K B045

VAV-13A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP11 15 3/4"C,2#12,#12G CLASSROOM A149

VAV-13AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 9 3/4"C,2#12,#12G CLASSROOM A102

VAV-13B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 5 3/4"C,2#12,#12G AEROSPACE CLASSROOM B064

VAV-13B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 5 3/4"C,2#12,#12G CORRIDOR B040

VAV-14A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP11 3 3/4"C,2#12,#12G CORRIDOR A160

VAV-14AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 11 3/4"C,2#12,#12G STOREROOM A115

VAV-14B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 8 3/4"C,2#12,#12G ENSEMBLE B157

VAV-14B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 5 3/4"C,2#12,#12G EARLY CHILDHOOD ED.

RELATED CLASSROOM

B044

VAV-15A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP11 5 3/4"C,2#12,#12G STEP 1 A161

VAV-15B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 8 3/4"C,2#12,#12G ENSEMBLE B158

VAV-15B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 7 3/4"C,2#12,#12G DAYCARE KITCHEN B042.2

VAV-16A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP11 5 3/4"C,2#12,#12G STEP CL. A162

VAV-16AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 1 3/4"C,2#12,#12G AP A101

VAV-16B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 8 3/4"C,2#12,#12G ENSEMBLE B157

VAV-16B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 7 3/4"C,2#12,#12G DAYCARE OFFICE B041.1

VAV-17A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP11 5 3/4"C,2#12,#12G JAN. A164

VAV-17AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 1 3/4"C,2#12,#12G AP A101.2

VAV-17AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 7 3/4"C,2#12,#12G CORRIDOR A160

VAV-17B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 8 3/4"C,2#12,#12G PRACTICE B159

VAV-17B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 7 3/4"C,2#12,#12G DAY CARE INFANT B042

VAV-18A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP11 3 3/4"C,2#12,#12G CORRIDOR A160

VAV-18AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP13 1 3/4"C,2#12,#12G ADJ. COUNS. A101.1

VAV-18B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 7 3/4"C,2#12,#12G BAND STOR. B155

VAV-18B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB3 3 3/4"C,2#12,#12G LIFE SKILLS PLANNING B048

VAV-19A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP11 5 3/4"C,2#12,#12G CLASSROOM A166

VAV-19AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSP13 17 3/4"C,2#12,#12G KITCHEN B184

VAV-19B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 7 3/4"C,2#12,#12G PRACTICE B165

VAV-19B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB1 1 3/4"C,2#12,#12G RELATED CLASSROOM B021

VAV-20A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP12 1 3/4"C,2#12,#12G CLASSROOM A170

VAV-20AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSP13 17 3/4"C,2#12,#12G KITCHEN B184

VAV-20B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 7 3/4"C,2#12,#12G CORRIDOR B150

VAV-20B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB1 1 3/4"C,2#12,#12G RELATED CLASSROOM B022

VAV-21A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP12 2 3/4"C,2#12,#12G CORRIDOR A160

VAV-21AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 8 3/4"C,2#12,#12G TLT A281

VAV-21B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 7 3/4"C,2#12,#12G CORRIDOR B150

VAV-21B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB1 1 3/4"C,2#12,#12G CORRIDOR B010

VAV-22A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP12 1 3/4"C,2#12,#12G CLASSROOM A171

VAV-22AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 7 3/4"C,2#12,#12G CORRIDOR A260

VAV-22B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 7 3/4"C,2#12,#12G CHORUS STOR. B152

VAV-22B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HSPB1 1 3/4"C,2#12,#12G CLASSROOM B008

VAV-23A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP12 15 3/4"C,2#12,#12G CLASSROOM A129

VAV-23AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 7 3/4"C,2#12,#12G SPED RESOURCE A209

VAV-23B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 10 3/4"C,2#12,#12G ELEC. B179.1

VAV-23B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 8 3/4"C,2#12,#12G CORR. B160

VAV-24A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP12 17 3/4"C,2#12,#12G LANGUAGE LAB A135

VAV-24AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 21 3/4"C,2#12,#12G SCIENCE LAB A207

VAV-24B1 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP14 3 3/4"C,2#12,#12G RIFLE STORAGE B065

VAV-25A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP12 5 3/4"C,2#12,#12G CLASSROOM A121

VAV-25AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 21 3/4"C,2#12,#12G SCIENCE LAB A207

VAV-26A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP12 15 3/4"C,2#12,#12G CLASSROOM A128

VAV-26AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 21 3/4"C,2#12,#12G CLASSROOM A206

VAV-27A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP12 5 3/4"C,2#12,#12G CLASSROOM A122

VAV-27AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 23 3/4"C,2#12,#12G COMMON A205

VAV-27B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 NEMA 3R HSPB3 11 3/4"C,2#12,#12G BOYS TEAM ROOM B147

VAV-28A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP12 5 3/4"C,2#12,#12G CLASSROOM A123

VAV-28AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 2 3/4"C,2#12,#12G CLASSROOM A204

VAV-28B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 NEMA 3R HSPB3 11 3/4"C,2#12,#12G SHOWERS/ TOILETS B146.1

VAV-29A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP12 17 3/4"C,2#12,#12G CORRIDOR A120

VAV-29AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 23 3/4"C,2#12,#12G PLANNING A211

VAV-29B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 NEMA 3R HSPB3 11 3/4"C,2#12,#12G BOYS LOCKER ROOM B146

VAV-30A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP32 2 3/4"C,2#12,#12G SCIENCE LAB A371

VAV-30AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 23 3/4"C,2#12,#12G CORRIDOR A200

VAV-30B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 NEMA 3R HSPB3 39 3/4"C,2#12,#12G FAMILY LOCKERS B144

VAV-31A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP12 15 3/4"C,2#12,#12G CLASSROOM A127

VAV-31AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP33 8 3/4"C,2#12,#12G VOCATIONAL LEARNING

CENTER

A383

VAV-31B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 NEMA 3R HSPB3 39 3/4"C,2#12,#12G

VAV-32A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP12 15 3/4"C,2#12,#12G CLASSROOM A126

VAV-32AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 2 3/4"C,2#12,#12G SPED INCLUSION A203

VAV-32B2 VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 NEMA 3R HSPB3 39 3/4"C,2#12,#12G GIRLS VISITING TEAM B143

VAV-33A VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP12 17 3/4"C,2#12,#12G PLANNING A131

VAV-33AB VARIABLE AIR VOLUME 0.5 0.63 20 120 V 1 HP23 2 3/4"C,2#12,#12G CLASSROOM A202

REVISIONS

No. Description Date
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ELEVATOR & MISC. EQUIPMENT SCHEDULE

TAG DESCRIPTION HP FLA MCA MOCP POLES DISC./FUSE VOLTAGE PANEL CKT # FEEDER LOCATION RM #

A-SB170 ACCORDIAN FIRE & SMOKE DOOR 6 A 8 A 20 3 30AS/20AF 208 V EP13 8,10,12 3/4"C,3#12,#12G CORRIDOR B170

A-SB200 ACCORDIAN FIRE & SMOKE DOOR 8 A 10 A 20 3 30AS/20AF 208 V EP15 9,11,13 3/4"C,3#12,#12G

BL-1 BLEACHERS 30 A 40 A 40 1 60AS/40AF 120 V HSP15 22 3/4"C,2#8,#10G

BL-1 BLEACHERS 30 A 40 A 40 1 60AS/40AF 120 V HSP15 20 3/4"C,2#8,#10G GYMNASIUM-

1

B139-1

ELEV-1 ELEVATOR - HEAVY DUTY

DISCONNECT SWITCH WITH (2)

AUX. CONTACTS

20 27 A 34 A 70 3 60AS/40AF 480 V SDL2 19,21,23 1"C,4#8,#10G MACH A183

ELEV-1A ELEVATOR FAN & LIGHTS 6 A 8 A 20 1 30AS/20AF 120 V EP23 3 3/4"C,2#12,#12G MACH A183

ELEV-2 ELEVATOR - HEAVY DUTY

DISCONNECT SWITCH WITH (2)

AUX. CONTACTS

25 34 A 65 A 80 3 60AS/50AF 480 V SDL1 2,4,6 1"C,4#6,#10G MACH B004B

ELEV-2A ELEVATOR FAN & LIGHTS 6 A 8 A 20 1 30AS/20AF 120 V EPB1 1 3/4"C,2#12,#12G MACH B004B

K-1 KILN 76 A 95 A 100 3 100AS/100AF 208 V DPB 7,9,11 1-1/2"C,3#2,#8G

KV-1 KILN VENT KIT 6 A 8 A 20 1 120 V PS25 49 3/4"C,2#12,#12G KILN B203

OC-OHA160 OVERHEAD COILING GRILLE 6 A 8 A 20 3 30AS/20AF 208 V EP13 14,16,18 3/4"C,2#12,#12G CORRIDOR A160

OC-OHA260 OVERHEAD COILING GRILLE 6 A 8 A 20 3 30AS/20AF 208 V EP23 16,18,20 3/4"C,2#12,#12G CORRIDOR A260

OC-OHA360 OVERHEAD COILING GRILLE 6 A 8 A 20 3 30AS/20AF 208 V EP23 22,24,26 3/4"C,2#12,#12G CORRIDOR A360

OC-OHB1 OVERHEAD COILING DOOR 10 A 13 A 20 3 30AS/20AF 208 V HP13 21,23,25 3/4"C,3#10,#10G RECEIVING B180.1

OC-OHB2 OVERHEAD COILING GRILLE 10 A 13 A 20 3 30AS/20AF 208 V KPSC 67,69,71 3/4"C,3#10,#10G CAFETERIA-1 B181-1

OC-OHB3 OVERHEAD COILING GRILLE 10 A 13 A 20 3 30AS/20AF 208 V KPSC 73,75,77 3/4"C,3#10,#10G CAFETERIA-1 B181-1

OC-OHB4 OVERHEAD COILING GRILLE 10 A 13 A 20 3 30AS/20AF 208 V KPSC 79,81,83 3/4"C,3#10,#10G CAFETERIA-1 B181-1

OC-OHB5 OVERHEAD COLING DOOR 10 A 13 A 20 3 30AS/20AF 208 V PSB1A 28,30,32 3/4"C,3#10,#10G

OC-OHB6 OVERHEAD COLING DOOR 10 A 13 A 20 3 30AS/20AF 208 V HSPM 38,40,42 3/4"C,3#10,#10G

OC-OHB192 OVERHEAD COILING GRILLE 6 A 8 A 20 3 30AS/20AF 208 V KPSC 49,51,53 3/4"C,2#12,#12G CAFE B192

TC-1 TRASH COMPACTOR - 10HP 8 A 10 A 20 3 60AS/50AF 208 V HP13 14,16,18 1"C,3#6,#10G

AUTO/DIESEL SHOP SCHEDULE

NotesTAG DESCRIPTION FLA MCA TRIP VOLTAGE POLES

DISC./FUS

E NEMA PANEL CKT # FEEDER

A.3 15000 LB CAPACITY FIXTED 2-POST LIFT - 2HP 7.8 A 10 A 20 208 V 3 30AS/10AF 3/4"C,3#12,#12

G

FED FROM

BUSWAY

A.3 15000 LB CAPACITY FIXTED 2-POST LIFT - 2HP 7.8 A 10 A 20 208 V 3 30AS/10AF 3/4"C,3#12,#12

G

FED FROM

BUSWAY

A.3a 14000 LB CAPACITY LIFT - 2HP 13.8 A 17 A 35 208 V 2 30AS/25AF 3/4"C,2#12,#12

G

FED FROM

BUSWAY

A.4a WHEEL ALLIGNMENT LIFT - 2HP 13.8 A 17 A 35 208 V 2 30AS/25AF 3/4"C,2#12,#12

G

FED FROM

BUSWAY

A.4a POWER SUPPLY FOR ITEM A.4 8.0 A 10 A 20 120 V 1 3/4"C,2#12,#12

G

FED FROM

BUSWAY

A.5 BRAKE LATHE 8.0 A 10 A 20 120 V 1 PB2A 5 3/4"C,2#12,#12

G

A.5 BRAKE LATHE 8.0 A 10 A 20 120 V 1 PB2A 8 3/4"C,2#12,#12

G

A.6a TIRE MACHINE 8.0 A 10 A 20 120 V 1 PB2A 33 3/4"C,2#12,#12

G

A.6a TIRE MACHINE 8.0 A 10 A 20 120 V 1 PB2A 31 3/4"C,2#12,#12

G

A.7 WHEEL BALANCER 8.0 A 10 A 20 208 V 2 30AS/20AF PB2A 22,24 3/4"C,2#12,#12

G

A.7 WHEEL BALANCER 8.0 A 10 A 20 208 V 2 30AS/20AF PB2A 26,28 3/4"C,2#12,#12

G

A.8 BRAKES PART WASHER 8.0 A 10 A 20 120 V 1 PB2A 7 3/4"C,2#12,#12

G

A.12 AIR CONDITIONER 8.0 A 10 A 20 120 V 1 PB2A 23 3/4"C,2#12,#12

G

A.12 AIR CONDITIONER 8.0 A 10 A 20 120 V 1 PB2A 25 3/4"C,2#12,#12

G

A.12a RECOVER, RECYCLE CHARGE MACHINE 8.0 A 10 A 20 120 V 1 PB2A 27 3/4"C,2#12,#12

G

A.12a RECOVER, RECYCLE CHARGE MACHINE 8.0 A 10 A 20 120 V 1 PB2A 29 3/4"C,2#12,#12

G

A.13 DRILL PRESS - 1HP 8.0 A 10 A 20 120 V 1 PB2A 1 3/4"C,2#12,#12

G

A.14 WIRE WHEEL AND GRINDER W/STAND 8.0 A 10 A 20 120 V 1 PB2A 3 3/4"C,2#12,#12

G

A.14 WIRE WHEEL AND GRINDER W/STAND 8.0 A 10 A 20 120 V 1 PB2A 9 3/4"C,2#12,#12

G

A.14 WIRE WHEEL AND GRINDER W/STAND 8.0 A 10 A 20 120 V 1 PB2A 6 3/4"C,2#12,#12

G

D.3 MOBILE TRUCK LIFT 8.0 A 10 A 20 120 V 1 PB2B 10 3/4"C,2#12,#12

G

D.10 6000 LB HEAVY DUTY CRANE 8.0 A 10 A 20 120 V 1 PB2B 6 3/4"C,2#12,#12

G

D.16 DRILL PRESS 8.0 A 10 A 20 120 V 1 PB2B 8 3/4"C,2#12,#12

G

D.17 WIRE WHEEL AND GRINDER W/STAND 7.0 A 9 A 20 120 V 1 PB2B 20 3/4"C,2#12,#12

G

D.17 WIRE WHEEL AND GRINDER W/STAND 7.0 A 9 A 20 120 V 1 PB2B 4 3/4"C,2#12,#12

G

D.17 WIRE WHEEL AND GRINDER W/STAND 7.0 A 9 A 20 120 V 1 PB2B 2 3/4"C,2#12,#12

G

D.18 BRAKES PART WASHER 8.0 A 10 A 20 120 V 1 PB2B 12 3/4"C,2#12,#12

G

S.1 AIR COMPRESSOR - 10HP 14.0 A 18 A 35 480 V 3 30AS/20AF HSLM 19,21,23 3/4"C,3#12,#12

G

S.3 ELECTRIC CHAIN HOIST ON TROLLEY (5 TON) -

4.7HP, 19.6A

19.6 A 24 A 30 208 V 3 30AS/30AF 3/4"C,3#10,#10

G

FED FROM

BUSWAY

S.3a POWER SUPPLY FOR ITEM S.3 8.0 A 10 A 20 120 V 1 3/4"C,2#12,#12

G

FED FROM

BUSWAY

S.4 ELECTRIC WELDER WITH CART 30.0 A 50 A 50 208 V 2 6-50P PB2B 34,36 1"C,2#6,#10G

S.4 ELECTRIC WELDER WITH CART 30.0 A 50 A 50 208 V 2 6-50P PB2B 38,40 1"C,2#6,#10G

S.4 ELECTRIC WELDER WITH CART 30.0 A 50 A 50 208 V 2 6-50P PB2B 46,48 1"C,2#6,#10G

S.4 ELECTRIC WELDER WITH CART 30.0 A 50 A 50 208 V 2 6-50P PB2B 42,44 1"C,2#6,#10G

S.8 AIR CONDITIONER TRAINERS - 5HP 19.6 A 20 A 20 208 V 2 20A NEMA

PLUG/RECEP

TACLE FIELD

VERIFY

PB2A 30,32 3/4"C,2#10,#10

G

S.11 FLOOR WASHER 8.0 A 10 A 20 120 V 1 PB2A 10 3/4"C,2#12,#12

G

S.12 ELECTRIC MOBILE HAND FORK LIFT 8.0 A 10 A 20 120 V 1 PB2A 13 3/4"C,2#12,#12

G

APPLIANCE SCHEDULE

TAG DESCRIPTION FLA MCA TRIP POLES VOLTAGE PANEL CKT # FEEDER LOCATION ROOM #

CM COFFEE MAKER 12 A 15 A 20 1 120 V P33A 23 3/4"C,2#12,#12G

CM COFFEE MAKER 12 A 15 A 20 1 120 V P12A 42 3/4"C,3#12,#12G AP A321

CM COFFEE MAKER 12 A 15 A 20 1 120 V P23A 21 3/4"C,2#12,#12G AP A201

CM COFFEE MAKER 12 A 15 A 20 1 120 V P13A 21 3/4"C,2#12,#12G

D DRYER 20 A 24 A 30 2 208 V PB4A 38,40 3/4"C,2#10,#10G VOCATIONAL LEARNING

CENTER-1

B059-1

D DRYER 20 A 24 A 30 2 208 V P13B 22,24 3/4"C,2#10,#10G LAUNDRY A190

D DRYER 20 A 24 A 30 2 208 V HSPB3 14,16 3/4"C,2#10,#10G ATHLETIC STORAGE B141.1

D DRYER 20 A 24 A 30 2 208 V PSB3B 35,37 3/4"C,2#10,#10G DAYCARE KITCHEN B042.2

D DRYER 20 A 24 A 30 2 208 V PSB3B 39,41 3/4"C,2#10,#10G ATHLETIC STORAGE B147.1

D DRYER 20 A 24 A 30 2 208 V PSB1A 36,38 3/4"C,2#10,#10G KITCHEN B011.1

DS STACKED DRYER 20 A 24 A 30 2 208 V PSB3A 32,34 3/4"C,2#10,#10G CL B045.2

DW GLASS WASHER 16 A 20 A 20 1 120 V P23C 41 3/4"C,2#12,#12G PREP A208

DW GLASS WASHER 16 A 20 A 20 1 120 V P13C 41 3/4"C,2#12,#12G PREP A108

DW GLASS WASHER 16 A 20 A 20 1 120 V PSB3B 50 3/4"C,2#12,#12G DAYCARE KITCHEN B042.2

DW GLASS WASHER 16 A 20 A 20 1 120 V PSB3A 18 3/4"C,2#12,#12G PRE-K KITCHEN B045.1

EH EXHAUST HOOD 8 A 10 A 20 1 120 V PB4A 39 3/4"C,2#12,#12G VOCATIONAL LEARNING

CENTER-1

B059-1

EH EXHAUST HOOD 8 A 10 A 20 1 120 V PSB3A 22 3/4"C,2#12,#12G PRE-K KITCHEN B045.1

EH EXHAUST HOOD 8 A 10 A 20 1 120 V PSB3B 29 3/4"C,2#12,#12G DAYCARE KITCHEN B042.2

FH FUME HOOD 10 A 13 A 20 1 120 V P31C 51 3/4"C,2#12,#12G PREP A369

FH FUME HOOD 10 A 13 A 20 1 120 V P31D 44 3/4"C,2#12,#12G PREP A369

FH FUME HOOD 10 A 13 A 20 1 120 V P32C 44 3/4"C,2#12,#12G PREP A372

FH FUME HOOD 10 A 13 A 20 1 120 V P32D 53 3/4"C,2#12,#12G PREP A372

FH FUME HOOD 10 A 13 A 20 1 120 V P33C 45 3/4"C,2#12,#12G SCIENCE LAB A307

FH FUME HOOD 10 A 13 A 20 1 120 V P21C 51 3/4"C,2#12,#12G PREP A269

FH FUME HOOD 10 A 13 A 20 1 120 V P21D 44 3/4"C,2#12,#12G PREP A269

FH FUME HOOD 10 A 13 A 20 1 120 V P22C 44 3/4"C,2#12,#12G PREP A272

FH FUME HOOD 10 A 13 A 20 1 120 V P22D 53 3/4"C,2#12,#12G PREP A272

FH FUME HOOD 10 A 13 A 20 1 120 V P23C 45 3/4"C,2#12,#12G SCIENCE LAB A207

FH FUME HOOD 10 A 13 A 20 1 120 V P13C 45 3/4"C,2#12,#12G SCIENCE LAB A107

FRZ FREEZER 12 A 15 A 20 1 120 V HSP15 5 3/4"C,2#12,#12G FOOD PANTRY B127

FRZ FREEZER 12 A 15 A 20 1 120 V P32B 27 3/4"C,2#12,#12G CHEMICAL STORAGE A334

G GOGGLE CABINET 12 A 15 A 20 1 120 V P23C 46 3/4"C,2#12,#12G SCIENCE LAB A207

G GOGGLE CABINET 12 A 15 A 20 1 120 V P13C 46 3/4"C,2#12,#12G SCIENCE LAB A107

GC GOGGLE CABINET 12 A 15 A 20 1 120 V P33C 46 3/4"C,2#12,#12G SCIENCE LAB A307

GW GLASS WASHER 16 A 20 A 20 1 120 V P32D 51 3/4"C,2#12,#12G PREP A372

GW GLASSWARE

WASHER

16 A 20 A 20 1 120 V P33C 41 3/4"C,2#12,#12G PREP A308

GW GLASS WASHER 16 A 20 A 20 1 120 V P31D 46 3/4"C,2#12,#12G PREP A369

GW GLASS WASHER 16 A 20 A 20 1 120 V P21D 46 3/4"C,2#12,#12G PREP A269

GW GLASS WASHER 16 A 20 A 20 1 120 V P22D 51 3/4"C,2#12,#12G PREP A272

HL HOYER LIFT 10 A 13 A 20 1 120 V PB4A 15 3/4"C,2#12,#12G SPED TLT. B057.2

HL HOYER LIFT 10 A 13 A 20 1 120 V PB4A 16 3/4"C,2#12,#12G SPED TLT. B053.2

IM ICE MAKER 7 A 15 A 20 1 120 V P33C 43 3/4"C,2#12,#12G PREP A308

IM ICE MAKER 7 A 15 A 20 1 120 V P23C 43 3/4"C,2#12,#12G PREP A208

IM ICE MAKER 7 A 15 A 20 1 120 V P13C 43 3/4"C,2#12,#12G PREP A108

ITEM 0 A 0 A 20 1 120 V P33A 33 #_ AWG ROBOTICS A309

ITEM 0 A 0 A 20 1 120 V P33A 31 #_ AWG ROBOTICS A309

M MICROWAVE 12 A 15 A 20 1 120 V P23B 13 3/4"C,2#12,#12G PLANNING A211

M MICROWAVE 12 A 15 A 20 1 120 V P22B 13 3/4"C,2#12,#12G PLANNING A231

M MICROWAVE 12 A 15 A 20 1 120 V P21B 13 3/4"C,2#12,#12G PLANNING A251

M MICROWAVE 12 A 15 A 20 1 120 V P33B 13 3/4"C,2#12,#12G PLANNING A311

M MICROWAVE 12 A 15 A 20 1 120 V P32B 13 3/4"C,2#12,#12G PLANNING A331

M MICROWAVE 12 A 15 A 20 1 120 V P31B 13 3/4"C,2#12,#12G PLANNING A351

M MICROWAVE 12 A 15 A 20 1 120 V P13B 13 3/4"C,2#12,#12G PLANNING A111

M MICROWAVE 12 A 15 A 20 1 120 V P12B 13 3/4"C,2#12,#12G PLANNING A131

M MICROWAVE 12 A 15 A 20 1 120 V P11B 13 3/4"C,2#12,#12G PLANNING A151

M MICROWAVE 12 A 15 A 20 1 120 V PSB3B 42 3/4"C,2#12,#12G DAYCARE KITCHEN B042.2

M MICROWAVE 12 A 15 A 20 1 120 V P12B 37 3/4"C,2#12,#12G PLANNING A173

M MICROWAVE 12 A 15 A 20 1 120 V PS25 23 3/4"C,2#12,#12G ART & MUSIC PLANNING B201

M MICROWAVE 12 A 15 A 20 1 120 V P32B 25 3/4"C,2#12,#12G PLANNING A335

OV OVEN 24 A 30 A 30 2 208 V PB4A 42,44 3/4"C,3#10,#10G VOCATIONAL LEARNING

CENTER-1

B059-1

OV OVEN 24 A 30 A 30 2 208 V PSB3A 28,30 3/4"C,3#10,#10G PRE-K KITCHEN B045.1

R RANGE 38 A 50 A 50 2 208 V PSB3B 43,45 1"C,2#6,#10G DAYCARE KITCHEN B042.2

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSPB3 10 3/4"C,2#12,#12G PRE-K KITCHEN B045.1

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP22 17 3/4"C,2#12,#12G PREP A372

RF REFRIGERATOR 12 A 15 A 20 1 120 V TS23B 23 3/4"C,2#12,#12G PREP A308

RF REFRIGERATOR 12 A 15 A 20 1 120 V PS25 3 3/4"C,2#12,#12G ART & MUSIC PLANNING B201

RF REFRIGERATOR 12 A 15 A 20 1 120 V PSB3A 27 3/4"C,2#12,#12G LIFE SKILLS PLANNING B048

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP21 3 3/4"C,2#12,#12G PLANNING A251

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP15 8 3/4"C,2#12,#12G CLIN B123

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP15 6 3/4"C,2#12,#12G NURSE B117

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP15 3 3/4"C,2#12,#12G CLIN B121

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP22 13 3/4"C,2#12,#12G PLANNING A335

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP13 4 3/4"C,2#12,#12G PLANNING A111

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP22 1 3/4"C,2#12,#12G PLANNING A131

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP22 15 3/4"C,2#12,#12G PREP A369

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP21 5 3/4"C,2#12,#12G PLANNING A351

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP22 7 3/4"C,2#12,#12G PREP A269

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP22 9 3/4"C,2#12,#12G PREP A272

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP21 1 3/4"C,2#12,#12G PLANNING A151

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP13 6 3/4"C,2#12,#12G PREP A208

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP13 2 3/4"C,2#12,#12G PREP A108

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP13 8 3/4"C,2#12,#12G PLANNING A211

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP13 10 3/4"C,2#12,#12G PLANNING A311

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP14 1 3/4"C,2#12,#12G VOCATIONAL LEARNING

CENTER-1

B059-1

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP22 3 3/4"C,2#12,#12G PLANNING A173

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP15 4 3/4"C,2#12,#12G MED RM B115.1

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP22 11 3/4"C,2#12,#12G PLANNING A331

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP22 5 3/4"C,2#12,#12G PLANNING A231

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP15 9 3/4"C,2#12,#12G MULTI PURPOSE RM B128

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP15 7 3/4"C,2#12,#12G FOOD PANTRY B127

RF REFRIGERATOR 7 A 9 A 20 1 120 V KPSC 37 3/4"C,2#12,#12G STAFF DINING B193

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSPB3 19 3/4"C,2#12,#12G DAYCARE KITCHEN B042.2

RF REFRIGERATOR 12 A 15 A 20 1 120 V HSP15 10 3/4"C,2#12,#12G TRAINING B137

RF REFRIGERATOR 12 A 15 A 20 1 120 V PSB1A 23 3/4"C,2#12,#12G KITCHEN B011.1

ST STOVETOP 34 A 40 A 40 2 208 V PB4A 46,48 3/4"C,3#8,#10G VOCATIONAL LEARNING

CENTER-1

B059-1

ST STOVETOP 34 A 40 A 40 2 208 V PSB3A 24,26 3/4"C,3#8,#10G PRE-K KITCHEN B045.1

UCR UNDERCOUNTER

REFRIGERATOR

12 A 15 A 20 1 120 V HSPB3 21 3/4"C,2#12,#12G DAY CARE TODDLER B043

URC UNDERCOUNTER

REFRIGERATOR

12 A 15 A 20 1 120 V HSPB3 23 3/4"C,2#12,#12G DAY CARE INFANT B042

W STACKED WASHER 20 A 30 A 30 1 120 V PSB3A 36 3/4"C,2#10,#10G CL B045.2

W WASHER 15 A 20 A 20 1 120 V PB4A 30 3/4"C,2#12,#12G VOCATIONAL LEARNING

CENTER-1

B059-1

W WASHER 15 A 20 A 20 1 120 V P13B 35 3/4"C,2#12,#12G LAUNDRY A190

W WASHER 8 A 10 A 20 1 120 V HSPB3 12 3/4"C,2#12,#12G ATHLETIC STORAGE B141.1

W WASHER 8 A 10 A 20 1 120 V PSB3B 31 3/4"C,2#12,#12G DAYCARE KITCHEN B042.2

W WASHER 8 A 10 A 20 1 120 V PSB3B 33 3/4"C,2#12,#12G ATHLETIC STORAGE B147.1

W WASHER 8 A 10 A 20 1 120 V PSB1A 34 3/4"C,2#12,#12G KITCHEN B011.1
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53 0 0 54

51 0 0 52

49

SPACE 0 A 3

0 0

3 0 A SPACE

50

47 0.04 0 48

45 1.4 0 46

43

L13 125 A 3

3.75 0

3 0 A SPACE

44

41 11.3 0 42

39 11.3 0 40

37

RTU-4 60 A 3

11.3 0

3 0 A SPACE

38

35 26.81 3.42 36

33 26.81 3.25 34

31

RTU-5 125 A 3

26.81 3.22

3 125 A L33

32

29 34.56 0 30

27 34.56 0 28

25

RTU-6 175 A 3

34.56 0

3 125 A Spare

26

23 70.03 39.88 24

21 71.89 39.88 22

19

T-DP23 (112.5KVA) 200 A 3

62.69 39.88

3 250 A RTU-3

20

17 43.64 0 18

15 43.64 1.83 16

13

ACCU-3AB 225 A 3

43.64 3.63

3 125 A L23

14

11 219.79 36.1 12

9 222.48 37.75 10

7

DH11 1200 A 3

223.17 35.99

3 200 A T-DP33 (112.5KVA)

8

5 226.74 89.98 6

3 252.19 93.08 4

1

DH12 1200 A 3

240.84 89.8

3 400 A T-DP13 (225KVA)

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: MDP1 Wires: 4

Mounting: Floor Phases: 3

Location: ELECTRIC A113 Volts: 480/277 3PH Mains Rating: 2500 A

Panel: MDP2 New Panel

53 0 0 54

51 0 0 52

49

Space 225 A 3

0 0

3 1200 A PVB

50

47 0 0 48

45 0 0 46

43

Space 125 A 3

0 0

3 0 A Spare

44

41 36.11 0 42

39 36.11 0 40

37

RTU-16 175 A 3

36.11 0

3 0 A Space

38

35 26.81 0 36

33 26.81 0 34

31

RTU-14 100 A 3

26.81 0

3 0 A Space

32

29 26.81 26.38 30

27 26.81 28.72 28

25

RTU-11 150 A 3

26.81 30.72

3 400 A ATS-ELS

26

23 17.45 54.82 24

21 17.45 60.32 22

19

RTU-9 80 A 3

17.45 57.79

3 400 A DH14

20

17 17.45 35.22 18

15 17.45 35.22 16

13

RTU-8 80 A 3

17.45 35.22

3 400 A HL15

14

11 802.23 57.75 12

9 839.23 62.73 10

7

MDP2 2500 A 3

818.25 54.1

3 300 A T-DPB

8

5 505.07 1.34 6

3 510.95 1.23 4

1

ATS-SDL 1600 A 3

518.56 1.68

3 125 A LB2

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: Wires: 4

Mounting: Floor Phases: 3

Location: ELECTRIC B006 Volts: 480/277 3PH Mains Rating: 4000 A

Panel: MDP1 New Panel

FLOOR

UTILITY

41 Space -- -- 0 0 -- -- Space 42

39 Space -- -- 0 0 -- -- Space 40

37 Space -- -- 0 0 -- -- Space 38

35 Space -- -- 0 0 -- -- Space 36

33 Space -- -- 0 0 -- -- Space 34

31 Space -- -- 0 0 -- -- Space 32

29 43.86 0 -- -- Space 30

27 43.86 0 -- -- Space 28

25

RTU-1 250 A 3

43.86 0 -- -- Space 26

23 43.64 0 -- -- Space 24

21 43.64 0 -- -- Space 22

19

ACCU-5A 225 A 3

43.64 0 -- -- Space 20

17 51.49 0 18

15 54.9 1.76 16

13

T-DP31 (112.5KVA) 200 A 3

54.49 2.09

3 125 A L31

14

11 59.47 0 12

9 55.25 1.76 10

7

T-DP21 (112.5KVA) 200 A 3

55.37 2.17

3 125 A L21

8

5 21.32 0 6

3 20.46 2.23 4

1

T-DP11 (75KVA) 125 A 3

20.8 1.56

3 125 A L11

2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: MDP2 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC A154 Volts: 480/277 3PH Mains Rating: 1200 A

Panel: DH11 New Panel

41 Space -- -- 0 0 -- -- Space 42

39 Space -- -- 0 0 -- -- Space 40

37 Space -- -- 0 0 -- -- Space 38

35 Space -- -- 0 0 -- -- Space 36

33 Space -- -- 0 0 -- -- Space 34

31 Space -- -- 0 0 -- -- Space 32

29 43.86 0 -- -- Space 30

27 43.86 0 -- -- Space 28

25

RTU-2 250 A 3

43.86 0 -- -- Space 26

23 43.64 0 -- -- Space 24

21 43.64 0 -- -- Space 22

19

ACCU-6A 225 A 3

43.64 0 -- -- Space 20

17 55.98 6.09 18

15 64.59 7.37 16

13

T-P32 (112.5KVA) 200 A 3

57.8 8.53

3 125 A L32

14

11 56.66 0 12

9 63.02 1.76 10

7

T-DP22 (112.5KVA) 200 A 3

58.93 2.49

3 125 A L22

8

5 20.5 0 6

3 27.42 1.88 4

1

T-DP12 (75KVA) 125 A 3

23.57 2.27

3 125 A L12

2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: MDP2 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC A133 Volts: 480/277 3PH Mains Rating: 1200 A

Panel: DH12 New Panel

29 Space -- -- 0 0 -- -- Space 30

27 Space -- -- 0 0 -- -- Space 28

25 Space -- -- 0 0 -- -- Space 26

23 Space -- -- 0 0 -- -- Space 24

21 Space -- -- 0 0 -- -- Space 22

19 Space -- -- 0 0 -- -- Space 20

17 16.61 0 18

15 20.15 0 16

13

T-DP14 (75KVA) 125 A 3

17.02 0

3 125 A Spare

14

11 14.84 21.27 12

9 14.84 21.27 10

7

RTU-12 80 A 3

14.84 21.27

3 100 A RTU-13

8

5 1.05 1.26 6

3 2.32 1.98 4

1

L14 125 A 3

3.68 1.3

3 200 A T-DPAV (112.5KVA)

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: MDP1 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. B179.1 Volts: 480/277 3PH Mains Rating: 400 A

Panel: DH14 New Panel

29 Space -- -- 0 0 -- -- Space 30

27 Space -- -- 0 0 -- -- Space 28

25 Space -- -- 0 0 -- -- Space 26

23 Space -- -- 0 0 -- -- Space 24

21 Space -- -- 0 0 -- -- Space 22

19 Space -- -- 0 0 -- -- Space 20

17 Space -- -- 0 0 -- -- Space 18

15 Space -- -- 0 0 -- -- Space 16

13 Space -- -- 0 0 -- -- Space 14

11 1.78 0 12

9 1.82 0 10

7

HP11 125 A 3

3 0

3 125 A Spare

8

5 12 7.02 6

3 10.86 8.64 4

1

P11A 125 A 3

8.64 8.82

3 125 A P11B

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: T-DP11 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC A154 Volts: 120/208 3PH Mains Rating: 250 A

Panel: DP11 New Panel

29 Space -- -- 0 0 -- -- Space 30

27 Space -- -- 0 0 -- -- Space 28

25 Space -- -- 0 0 -- -- Space 26

23 Space -- -- 0 0 -- -- Space 24

21 Space -- -- 0 0 -- -- Space 22

19 Space -- -- 0 0 -- -- Space 20

17 Space -- -- 0 0 -- -- Space 18

15 Space -- -- 0 0 -- -- Space 16

13 Space -- -- 0 0 -- -- Space 14

11 2.15 0 12

9 2.5 0 10

7

HP12 125 A 3

3.06 0

3 125 A Spare

8

5 14.22 7.2 6

3 8.64 9.36 4

1

P12A 125 A 3

12.84 11.52

3 125 A P12B

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: T-DP12 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC A133 Volts: 120/208 3PH Mains Rating: 250 A

Panel: DP12 New Panel

41 0 0 42

39 0 0 40

37

Spare 225 A 3

0 0

3 125 A Spare

38

35 24.44 63.44 36

33 24.44 68.26 34

31

HLS14 400 A 3

24.44 61.64

3 400 A DSH15

32

29 51.92 23.97 30

27 51.92 25.01 28

25

HSLM 400 A 3

51.92 28.87

3 300 A T-SDP2

26

23 34.34 48.93 24

21 34.34 42.42 22

19

RTU-22 100 A 3

34.34 53.95

3 300 A T-SDP1

20

17 22.15 3.4 18

15 22.15 4.36 16

13

RTU-21 150 A 3

22.15 1.38

3 225 A SLP

14

11 11.3 4.63 12

9 11.3 0.94 10

7

RTU-20 60 A 3

11.3 2.57

3 125 A LSB1

8

5 207.34 9.42 6

3 217.27 9.42 4

1

SDL2 800 A 3

216.71 9.42

3 80 A ELEV-2

2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: ATS-SDL Wires: 4

Mounting: Floor Phases: 3

Location: ELECTRIC B006 Volts: 480/277 3PH Mains Rating: 1600 A

Panel: SDL1 New Panel

41 Space -- -- 0 0 -- -- Space 42

39 Space -- -- 0 0 -- -- Space 40

37 Space -- -- 0 0 -- -- Space 38

35 Space -- -- 0 0 -- -- Space 36

33 Space -- -- 0 0 -- -- Space 34

31 Space -- -- 0 0 -- -- Space 32

29 Space -- -- 0 0 -- -- Space 30

27 Space -- -- 0 0 -- -- Space 28

25 Space -- -- 0 0 -- -- Space 26

23 7.48 0 -- -- Space 24

21 7.48 0 -- -- Space 22

19

ELEV-1 70 A 3

7.48 0 -- -- Space 20

17 120.67 0 18

15 128.22 0 16

13

T-DSP13 400 A 3

125.2 0

3 125 A Spare

14

11 34.09 17.45 12

9 34.09 17.45 10

7

HSL13 200 A 3

34.09 17.45

3 80 A RTU-7

8

5 18.34 9.3 6

3 20.73 9.3 4

1

T-DSTP 200 A 3

23.19 9.3

3 200 A HSL31

2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: SDL1 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A113 Volts: 480/277 3PH Mains Rating: 800 A

Panel: SDL2 New Panel

83 Spare 20 A 1 0 0 1 20 A Spare 84

81 Spare 20 A 1 0 0 1 20 A Spare 82

79 Spare 20 A 1 0 0 1 20 A Spare 80

77 Spare 20 A 1 0 0 1 20 A Spare 78

75 Spare 20 A 1 0 7.92 76

73 ITEM 220C (GFCI) 20 A 1 1.8 7.92 74

71 ITEM 206B (GFCI) 20 A 1 1.8 7.92

3 90 A ITEM 229 (GFCI)

72

69 ITEM 206A (GFCI) 20 A 1 1.8 7.92 70

67 0.9 7.92 68

65
ITEM 192 (GFCI) 20 A 2

0.9 7.92

3 90 A ITEM 227 (GFCI)

66

63 ITEM 191 (GFCI) 20 A 1 0.7 0.9 64

61 ITEM 234A (GFCI) 20 A 1 1.8 0.9
2 20 A ITEM 193 (GFCI)

62

59 ITEM 218B  (GFCI) 20 A 1 0.96 1.8 1 20 A ITEM 234B (GFCI) 60

57 ITEM 217A  (GFCI) 20 A 1 0.96 0.96 1 20 A ITEM 217B  (GFCI) 58

55 ITEM 215B (GFCI) 20 A 1 1.2 2.12 56

53 1.89 2.12
2 30 A ITEM 162 (GFCI)

54

51
ITEM 156 (GFCI) 30 A 2

1.89 0.4 52

49 ITEM 215A (GFCI) 20 A 1 1.2 0.4 50

47 ITEM 191 (GFCI) 20 A 1 0.7 0.4

3 20 A ITEM 174 (GFCI)

48

45 ITEM 161 (GFCI) 20 A 1 0.86 0.67 1 20 A ITEM 172 (GFCI) 46

43 ITEM 165B (GFCI) 20 A 1 0.18 1.92 1 20 A ITEM 165A (GFCI) 44

41 ITEM 163 (GFCI) 20 A 1 1.62 0.21 1 20 A ITEM 229 (GFCI) 42

39 ITEM 225A (GFCI) 20 A 1 1.8 0.82 1 20 A ITEM 164 (GFCI) 40

37 ITEM 197B (GFCI) 20 A 1 1.8 1.8 1 20 A ITEM 225B (GFCI) 38

35 ITEM 197A (GFCI) 20 A 1 1.8 1.8 1 20 A ITEM 245 (GFCI) 36

33 ITEM 200A (GFCI) 20 A 1 1.8 1.8 1 20 A ITEM 210A (GFCI) 34

31 ITEM 199 (GFCI) 20 A 1 0.96 1.99 1 20 A ITEM 194 (GFCI) 32

29 ITEM 235 (GFCI) 20 A 1 0.48 0.48 1 20 A ITEM 236 (GFCI) 30

27 ITEM 238 (GFCI) 20 A 1 0.84 0.24 1 20 A ITEM 238 (GFCI) 28

25 ITEM 210B (GFCI) 20 A 1 1.8 1.8 1 20 A ITEM 205A (GFCI) 26

23 ITEM 196B (GFCI) 20 A 1 1.8 1.8 1 20 A ITEM 208A (GFCI) 24

21 ITEM 218A (GFCI) 20 A 1 0.96 1.2 22

19 ITEM 219 (GFCI) 20 A 1 0.48 1.2 20

17 2.2 1.2

3 20 A ITEM 221 (GFCI)

18

15
ITEM 228 (GFCI) 30 A 2

2.2 1.8 1 20 A ITEM 208B (GFCI) 16

13 ITEM 196A (GFCI) 20 A 1 1.8 1.8 1 20 A ITEM 205B (GFCI) 14

11 ITEM 188A (GFCI) 20 A 1 1.8 1.8 1 20 A ITEM 189A (GFCI) 12

9 ITEM 200B (GFCI) 20 A 1 1.8 1.8 1 20 A ITEM 186A (GFCI) 10

7 ITEM 186B (GFCI) 20 A 1 1.8 1.8 1 20 A ITEM 189B (GFCI) 8

5 ITEM 188B (GFCI) 20 A 1 1.8 0.21 1 20 A ITEM 227 (GFCI) 6

3 ITEM 224 (GFC) 20 A 1 0.24 0.36 1 20 A ITEM 230 (GFCI) 4

1 ITEMS E188, E186, E205  (GFCI) 20 A 1 0.48 2.4 1 20 A ITEM 160 (GFCI) 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Fed From: DP13 Wires: 4

Mounting: Surface Phases: 3

Location: CULINARY ARTS KITCHEN B194 Volts: 120/208 3PH Mains Rating: 225 A

Panel: CAP New Panel

41 0 0 1 20 A Spare 42

39
Spare (GFCI) 30 A 2

0 0 1 20 A Spare 40

37 0 0 1 20 A Spare 38

35
Spare (GFCI) 20 A 2

0 0 1 20 A Spare 36

33 0 0 1 20 A Spare 34

31
Spare (GFCI) 20 A 2

0 0 1 20 A Spare 32

29 Space (GFCI) 20 A 1 0 0 1 20 A Spare 30

27 Space (GFCI) -- -- 0 0 1 20 A Spare 28

25 Space (GFCI) 20 A 1 0 0 1 20 A Spare 26

23 Space (GFCI) -- -- 0 0 1 20 A Spare 24

21 ITEM 159 (GFCI) 20 A 1 0.72 0 1 20 A Spare 22

19 1.08 0 1 20 A Spare 20

17
ITEM 149 (GFCI) 20 A 2

1.08 0 1 20 A Spare 18

15 0.21 0 1 20 A Space (GFCI) 16

13
ITEM 154 (GFCI) 20 A 2

0.21 0 1 20 A Space (GFCI) 14

11 ITEM 148A (GFCI) 20 A 1 1.8 0 1 20 A Space (GFCI) 12

9 ITEM 148B (GFCI) 20 A 1 1.8 0 1 20 A Space (GFCI) 10

7 ITEM 220B (GFCI) 20 A 1 1.8 0 1 20 A Space (GFCI) 8

5 ITEM 220A (GFCI) 20 A 1 1.8 0 1 20 A Space (GFCI) 6

3 ITEM 149A (GFCI) 20 A 1 1.8 0 1 20 A Space (GFCI) 4

1 ITEM 220D (GFCI) 20 A 1 1.8 0 -- -- Space (GFCI) 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DSP13 Wires: 4

Mounting: Surface Phases: 3

Location: CULINARY ARTS KITCHEN B194 Volts: 120/208 3PH Mains Rating: 125 A

Panel: CASP New Panel

REVISIONS

No. Description Date

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 POWER STAGE-1 B169-1 20 A 1 0.18 0 1 20 A Spare 36

33 RECEPTACLE 20 A 1 0.54 0 1 20 A Spare 34

31 RECEPTACLE 20 A 1 0.4 0 1 20 A Spare 32

29 RECEPTACLE LOWER AUDITORIUM B175 20 A 1 0.54 0 1 20 A Spare 30

27 RECEPTACLE 20 A 1 0.18 0 1 20 A Spare 28

25 RECEPTACLE BAND B154 20 A 1 0.18 0 1 20 A Spare 26

23 RECEPTACLE CHORUS B153 20 A 1 0.18 0 1 20 A Spare 24

21 RECEPTACLE STAGE-1  B169.1 20 A 1 0.72 0 1 20 A Spare 22

19 RECEPTACLE STAGE-1 B169-1 20 A 1 0.18 0 1 20 A Spare 20

17 RECEPTACLE STAGE-1 B169-1 20 A 1 0.18 0 1 20 A Spare 18

15 RECEPTACLE STAGE-1 B169-1 20 A 1 0.18 0 1 20 A Spare 16

13 RECEPTACLE STAGE-1 B169-1 20 A 1 0.18 0 1 20 A Spare 14

11 RECEPTACLE ELEC.-1 B160.2-1 20 A 1 0 0 1 20 A Spare 12

9 RECEPTACLE ELEC.-1 B160.2-1 20 A 1 0 0 1 20 A Spare 10

7 RECEPTACLE ELEC.-1 B160.2-1 20 A 1 0 0.18 1 20 A RECEPTACLE CONTROL BOOTH B272 8

5 RECEPTACLE ELEC.-1 B160.2-1 20 A 1 0 0.18 1 20 A RECEPTACLE CONTROL BOOTH B272 6

3 RECEPTACLE LOWER AUDITORIUM B175 20 A 1 0.36 0 1 20 A RECEPTACLE LOWER AUDITORIUM B175 4

1 RECEPTACLE LOWER AUDITORIUM B175 20 A 1 0.18 0 1 20 A RECEPTACLE LOWER AUDITORIUM B175 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DPAV Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. / AV-1 B160.2-1 Volts: 120/208 3PH Mains Rating: 125 A

Panel: AV14 New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 RECEPTACLE PE STORAGE B132 20 A 1 0.18 0 1 20 A Spare 14

11 RECEPTACLE PE STORAGE B132 20 A 1 0.18 0 1 20 A Spare 12

9 RECEPTACLE 20 A 1 0.36 0 1 20 A Spare 10

7 RECEPTACLE PE STORAGE B132 20 A 1 0.18 0 1 20 A Spare 8

5 RECEPTACLE GYMNASIUM-1 B139-1 20 A 1 0.18 0 1 20 A Spare 6

3 RECEPTACLE PE STORAGE B132 20 A 1 0.18 0 1 20 A Spare 4

1 RECEPTACLE GYMNASIUM-1 B139-1 20 A 1 0.36 0.18 1 20 A RECEPTACLE GYMNASIUM-1 B139-1 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DSP15 Wires: 4

Mounting: Surface Phases: 3

Location: PE STORAGE B132 Volts: 120/208 3PH Mains Rating: 125 A

Panel: AVS15 New Panel

GENERAL NOTES 

1. PROVIDE GFCI CIRCUIT BREAKERS WHERE NOTED IN 

PANEL SCHEDULE CIRCUIT DESCRIPTION AND AS NOTED 

ON THE ELECTRICAL LEGEND. TYPICAL FOR ALL PANEL 

SCHEDULES.
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FINAL BID PACKAGE

Panel Schedules

29 Space -- -- 0 0 -- -- Space 30

27 Space -- -- 0 0 -- -- Space 28

25 Space -- -- 0 0 -- -- Space 26

23 0 0 -- -- Space 24

21 0 0 -- -- Space 22

19

Spare 125 A 3

0 0 -- -- Space 20

17 13.32 2.33 18

15 16.56 1.47 16

13

P23E 125 A 3

18 2.95

3 125 A HP23

14

11 17.04 15.3 12

9 17.76 19.48 10

7

P23C 125 A 3

17.4 15.06

3 125 A P23D

8

5 8.58 6.12 6

3 7.56 7.2 4

1

P23A 150 A 3

10.2 8.28

3 125 A P23B

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: T-DP23 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A214 Volts: 120/208 3PH Mains Rating: 400 A

Panel: DP23 New Panel

29 Space -- -- 0 0 -- -- Space 30

27 Space -- -- 0 0 -- -- Space 28

25 Space -- -- 0 0 -- -- Space 26

23 Space -- -- 0 0 -- -- Space 24

21 Space -- -- 0 0 -- -- Space 22

19 Space -- -- 0 0 -- -- Space 20

17 3.61 0 18

15 0.79 0 16

13

HP31 125 A 3

2.1 0

3 125 A Spare

14

11 18.66 17.58 12

9 17.52 18.24 10

7

P31C 125 A 3

17.34 19.62

3 125 A P31D

8

5 11.22 3.42 6

3 9.36 5.58 4

1

P31A 125 A 3

9.72 6.12

3 125 A P31B

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: T-DP31 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. A354 Volts: 120/208 3PH Mains Rating: 400 A

Panel: DP31 New Panel

29 Space -- -- 0 0 -- -- Space 30

27 Space -- -- 0 0 -- -- Space 28

25 Space -- -- 0 0 -- -- Space 26

23 Space -- -- 0 0 -- -- Space 24

21 Space -- -- 0 0 -- -- Space 22

19 Space -- -- 0 0 -- -- Space 20

17 6.26 0 18

15 5.94 0 16

13

HP32 125 A 3

9.21 0

3 125 A Spare

14

11 18.66 18.42 12

9 16.68 18.24 10

7

P32C 125 A 3

18.18 18.78

3 125 A P32D

8

5 12.66 1.8 6

3 9.54 5.58 4

1

P32A 125 A 3

11.94 6.48

3 125 A P32B

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: T-DP32 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC A333 Volts: 120/208 3PH Mains Rating: 400 A

Panel: DP32 New Panel

29 Space -- -- 0 0 -- -- Space 30

27 Space -- -- 0 0 -- -- Space 28

25 Space -- -- 0 0 -- -- Space 26

23 Space -- -- 0 0 -- -- Space 24

21 Space -- -- 0 0 -- -- Space 22

19 Space -- -- 0 0 -- -- Space 20

17 0 0 -- -- Space 18

15 0 0 -- -- Space 16

13

Spare 125 A 3

0 0 -- -- Space 14

11 17.04 3.7 12

9 17.76 3.19 10

7

P33C 125 A 3

17.4 2.39

3 125 A HP33

8

5 10.32 5.04 6

3 8.52 8.28 4

1

P33A 125 A 3

6.66 9.54

3 125 A P33B

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: T-DP33 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A384 Volts: 120/208 3PH Mains Rating: 400 A

Panel: DP33 New Panel

Total Amps: 11 A 17 A 11 A Total Est. Demand 13 A

Total Load: 1296 VA 1980 VA 1260 VA Total Conn. Load: 13 A

23 Space -- -- 0 0 -- -- Space 24

21 Space -- -- 0 0 -- -- Space 22

19 Space -- -- 0 0 -- -- Space 20

17 Space -- -- 0 0 -- -- Space 18

15 Space -- -- 0 0 -- -- Space 16

13 Space -- -- 0 0 -- -- Space 14

11 1.26 0 12

9 1.98 0 10

7

AV14 125 A 3

1.3 0

3 125 A Spare

8

5 0 0 6

3 0 0 4

1

MCPB-1 175 A 3

0 0

3 175 A MCPB-2

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: T-DPAV Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. B179.1 Volts: 120/208 3PH Mains Rating: 400 A

Panel: DPAV New Panel

41 42

39 40

37 38

35 36

33 34

31 32

29 Space -- -- 0 0 -- -- Space 30

27 Space -- -- 0 0 -- -- Space 28

25 Space -- -- 0 0 -- -- Space 26

23 Space -- -- 0 0 -- -- Space 24

21 Space -- -- 0 0 -- -- Space 22

19 Space -- -- 0 0 -- -- Space 20

17 0.33 0 18

15 2.15 0 16

13

HP21 125 A 3

0.73 0

3 125 A Spare

14

11 17.22 17.58 12

9 17.52 18.24 10

7

P21C 125 A 3

18.78 19.62

3 125 A P21D

8

5 13.14 6.98 6

3 9.72 7.74 4

1

P21A 125 A 3

10.98 9.36

3 125 A P21B

2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: T-DP21 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. A262 Volts: 120/208 3PH Mains Rating: 400 A

Panel: DP21 New Panel

29 Space -- -- 0 0 -- -- Space 30

27 Space -- -- 0 0 -- -- Space 28

25 Space -- -- 0 0 -- -- Space 26

23 Space -- -- 0 0 -- -- Space 24

21 Space -- -- 0 0 -- -- Space 22

19 Space -- -- 0 0 -- -- Space 20

17 3.31 0 18

15 6.02 0 16

13

HP22 125 A 3

6.06 0

3 125 A Spare

14

11 18.66 18.42 12

9 16.68 18.24 10

7

P22C 125 A 3

18.18 18.78

3 125 A P22D

8

5 9.9 8.64 6

3 8.82 6.9 4

1

P22A 125 A 3

8.64 11.36

3 125 A P22B

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: T-DP22 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. A233 Volts: 120/208 3PH Mains Rating: 400 A

Panel: DP22 New Panel

29 Space -- -- 0 0 -- -- Space 30

27 Space -- -- 0 0 -- -- Space 28

25 Space -- -- 0 0 -- -- Space 26

23 Space -- -- 0 0 -- -- Space 24

21 Space -- -- 0 0 -- -- Space 22

19 Space -- -- 0 0 -- -- Space 20

17 Space -- -- 0 20.61 18

15 Space -- -- 0 21.02 16

13 Space -- -- 0 20.45

3 400 A PB2A

14

11 9.12 21.9 12

9 9.12 25.93 10

7

K-1 KILN B203 100 A 3

9.12 20.76

3 225 A PB4A

8

5 6.12 0 6

3 6.66 0 4

1

PB1 125 A 3

3.78 0

3 125 A Spare

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: T-DPB Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC B006 Volts: 120/208 3PH Mains Rating: 600 A

Panel: DPB New Panel

Total Amps: 223 A 247 A 230 A Total Est. Demand 205 A

Total Load: 61638 VA 68256 VA 63437 VA Total Conn. Load: 233 A

23 Space -- -- 0 0 -- -- Space 24

21 Space -- -- 0 0 -- -- Space 22

19 Space -- -- 0 0 -- -- Space 20

17 Space -- -- 0 0 -- -- Space 18

15 Space -- -- 0 0 -- -- Space 16

13 Space -- -- 0 0 -- -- Space 14

11 20 0 12

9 20 0 10

7

HSL15 225 A 3

20 0

3 125 A Spare

8

5 3.12 40.41 6

3 4.56 43.82 4

1

LS15 125 A 3

5.88 35.84

3 200 A T-DSP15 (112.5KVA)

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: SDL1 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC B112 Volts: 480/277 3PH Mains Rating: 400 A

Panel: DSH15 New Panel

41 Space -- -- 0 0 -- -- Space 42

39 Space -- -- 0 0 -- -- Space 40

37 Space -- -- 0 0 -- -- Space 38

35 Space -- -- 0 0 -- -- Space 36

33 Space -- -- 0 0 -- -- Space 34

31 Space -- -- 0 0 -- -- Space 32

29 0 7.73 30

27 0 7.73 28

25

Spare 125 A 3

0 7.73

3 250 A ITEM 39

26

23 4.68 9.08 24

21 4.53 9.08 22

19

CASP 125 A 3

4.89 9.08

3 175 A ITEM 14

20

17 31.83 4.32 18

15 30.17 9.31 16

13

KPSC 225 A 3

28.82 10.07

3 125 A HSP22

14

11 30.71 2.83 12

9 30 4.92 10

7

KPSB 225 A 3

29.49 4.92

3 125 A HSP21

8

5 19.3 10.19 6

3 20.14 12.33 4

1

KPSA 225 A 3

21.54 8.64

3 125 A HSP13

2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: T-DSP13 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A113 Volts: 120/208 3PH Mains Rating: 800 A

Panel: DSP13 New Panel

29 Space -- -- 0 0 -- -- Space 30

27 Space -- -- 0 0 -- -- Space 28

25 Space -- -- 0 0 -- -- Space 26

23 Space -- -- 0 0 -- -- Space 24

21 Space -- -- 0 0 -- -- Space 22

19 Space -- -- 0 0 -- -- Space 20

17 10.04 3.41 18

15 5.5 4.13 16

13

PS25 125 A 3

6.26 5.81

3 125 A HSP25

14

11 4.5 7.45 12

9 4.06 14.66 10

7

PS15B 125 A 3

5.48 13.31

3 125 A HSP15

8

5 10.08 0.36 6

3 11.52 0.54 4

1

PS15A 125 A 3

12.06 0.9

3 125 A AV15

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: T-DSP15 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC B112 Volts: 120/208 3PH Mains Rating: 400 A

Panel: DSP15 New Panel

29 Space -- -- 0 0 -- -- Space 30

27 Space -- -- 0 0 -- -- Space 28

25 Space -- -- 0 0 -- -- Space 26

23 Space -- -- 0 0 -- -- Space 24

21 Space -- -- 0 0 -- -- Space 22

19 Space -- -- 0 0 -- -- Space 20

17 Space -- -- 0 0 -- -- Space 18

15 Space -- -- 0 0 -- -- Space 16

13 Space -- -- 0 0 -- -- Space 14

11 10.68 0 12

9 11.14 0 10

7

TS23A 200 A 3

10.66 0

3 150 A Spare

8

5 3.59 4.07 6

3 3.77 5.82 4

1

TS21 150 A 3

7.92 4.61

3 150 A TS22

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: T-DSTP Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A113 Volts: 120/208 3PH Mains Rating: 400 A

Panel: DSTP New Panel

11 0 0 -- -- Space 12

9 0 0 -- -- Space 10

7

ATS- SDL 1600 A 3

0 0 -- -- Space 8

5 0 0 -- -- Space 6

3 0 0 -- -- Space 4

1

ATS-ESL 400 A 3

0 0 -- -- Space 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: MTS-EDP Wires: 4

Mounting: Phases: 3

Location: EMER ELEC B007 Volts: 480/277 3PH Mains Rating: 2000 A

Panel: EDP New Panel

REVISIONS

No. Description Date

41 Space -- -- 0 0 -- -- Space 42

39 Space -- -- 0 0 -- -- Space 40

37 Space -- -- 0 0 -- -- Space 38

35 Space -- -- 0 0 -- -- Space 36

33 Space -- -- 0 0 -- -- Space 34

31 Space -- -- 0 0 -- -- Space 32

29 Space -- -- 0 0 -- -- Space 30

27 Space -- -- 0 0 -- -- Space 28

25 Space -- -- 0 0 -- -- Space 26

23 0 0 -- -- Space 24

21 0 0 -- -- Space 22

19

Spare 125 A 3

0 0 -- -- Space 20

17 45.41 5.24 18

15 42.65 5.24 16

13

CAP 225 A 3

50.18 5.24

3 175 A ITEM 175

14

11 17.04 4.73 12

9 17.94 6.71 10

7

P13C 125 A 3

17.4 4.6

3 125 A HP13

8

5 9 8.38 6

3 8.1 9.34 4

1

P13A 125 A 3

7.2 8.46

3 125 A P13B

2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: T-DP13 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A113 Volts: 120/208 3PH Mains Rating: 800 A

Panel: DP13 New Panel

29 Space -- -- 0 0 -- -- Space 30

27 Space -- -- 0 0 -- -- Space 28

25 Space -- -- 0 0 -- -- Space 26

23 Space -- -- 0 0 -- -- Space 24

21 Space -- -- 0 0 -- -- Space 22

19 Space -- -- 0 0 -- -- Space 20

17 Space -- -- 0 0 -- -- Space 18

15 Space -- -- 0 0 -- -- Space 16

13 Space -- -- 0 0 -- -- Space 14

11 3.82 0 12

9 2.99 0 10

7

HP14 125 A 3

3.11 0

3 125 A Spare

8

5 12.48 0.72 6

3 11.14 2.48 4

1

P14A 125 A 3

15.06 1.98

3 125 A P14B

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: T-DP14 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. B179.1 Volts: 120/208 3PH Mains Rating: 250 A

Panel: DP14 New Panel
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29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Lighting ELEV. 2 B.1 20 A 1 0.03 0.03 1 20 A Lighting MACH A183 16

13 Lighting MAIN LOBBY B100 20 A 1 0.52 1.32 1 20 A Lighting BOYS VISITING TEAM B145 14

11 Lighting ART B202 20 A 1 0.38 1.6 1 20 A Lighting GYMNASIUM-1 B139-1 12

9 Lighting Space B017 20 A 1 0.51 1.6 1 20 A Lighting GYMNASIUM-1 B139-1 10

7 Lighting NURSE B117 20 A 1 1.09 0.11 1 20 A Lighting 8

5 Lighting BOYS TEAM ROOM B147 20 A 1 1.36 1.6 1 20 A Lighting GYMNASIUM-1 B139-1 6

3 Lighting CORRIDOR B130 20 A 1 0.24 0.45 1 20 A Lighting CORRIDOR B140 4

1 Lighting GEN OFFICE B101 20 A 1 0.03 0.66 1 20 A Lighting 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: ELB1 Wires: 4

Mounting: Surface Phases: 3

Location: EMERG ELEC B112.1 Volts: 480/277 3PH Mains Rating: 100 A

Panel: EL15 New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Lighting STAIR #A3 SA3.1 20 A 1 0.47 0 1 20 A Spare 16

13 Lighting STAIR #A3 SA3.1 20 A 1 0.36 0 1 20 A Spare 14

11 Lighting CLASSROOM A246 20 A 1 1.16 0 1 20 A Spare 12

9 Lighting Lower Section 20 A 1 0.4 0 1 20 A Spare 10

7 Lighting COMPUTER A155 20 A 1 0.36 0 1 20 A Spare 8

5 Lighting CLASSROOM A146 20 A 1 1.16 0.41 1 20 A Lighting CORRIDOR A360 6

3 Lighting COMMON A345 20 A 1 0.38 0.38 1 20 A Lighting CORRIDOR A260 4

1 Lighting CLASSROOM A346 20 A 1 1.07 0.38 1 20 A Lighting CORRIDOR A250 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: EL13 Wires: 4

Mounting: Surface Phases: 3

Location: EM ELEC A253 Volts: 480/277 3PH Mains Rating: 100 A

Panel: EL21 New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 Spare 20 A 1 0 0 1 20 A Spare 14

11 Spare 20 A 1 0 0 1 20 A Spare 12

9 Lighting 20 A 1 0.27 1.1 1 20 A Lighting CLASSROOM A328 10

7 Lighting COMMON A125 20 A 1 0.36 0.39 1 20 A Lighting CORRIDOR A360 8

5 Lighting CLASSROOM A170 20 A 1 0.43 0.36 1 20 A Lighting COMMON A325 6

3 Lighting COMMON A145 20 A 1 1.16 0.39 1 20 A Lighting CORRIDOR A260 4

1 Lighting SPED RESOURCE A229 20 A 1 1.15 0.36 1 20 A Lighting COMMON A225 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: EL13 Wires: 4

Mounting: Surface Phases: 3

Location: EM ELEC A236 Volts: 480/277 3PH Mains Rating: 100 A

Panel: EL22 New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Lighting MEDIA CENTER B281 20 A 1 1.1 0 1 20 A Spare 24

21 Lighting STAIR #A1 SA1.1 20 A 1 0.08 22

19 Lighting JANITOR B108.3 20 A 1 0.03 20

17 Lighting ELEC.-2 B160.2-2 20 A 1 0.29 0 1 20 A Spare 18

15 Lighting ELEC.-2 B160.2-2 20 A 1 0.89 0 1 20 A Spare 16

13 Lighting STAGE-1 B169-1 20 A 1 0.11 0 1 20 A Spare 14

11 Lighting CORRIDOR A360 20 A 1 0.34 0 1 20 A Spare 12

9 Lighting CLASSROOM A306 20 A 1 1.04 1.69 1 20 A Lighting KITCHEN B184 10

7 Lighting CLASSROOM A109 20 A 1 1.09 0.4 1 20 A Lighting COMMON A305 8

5 Lighting MEDIA CENTER B281 20 A 1 2.28 0.55 1 20 A Lighting COMMON A105 6

3 Lighting CLASSROOM A204 20 A 1 1.02 0.96 1 20 A Lighting BOYS A280 4

1 Lighting MEDIA CENTER B281 20 A 1 1.1 0.55 1 20 A Lighting COMMON A205 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: EL13 Wires: 4

Mounting: Surface Phases: 3

Location: EM ELEC A216 Volts: 480/277 3PH Mains Rating: 100 A

Panel: EL23 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Lighting ELEV. 2 B.0 20 A 1 0.03 0 1 20 A Spare 38

35 4.87 0 1 20 A Spare 36

33 2.13 0 1 20 A Spare 34

31

EL15 100 A 3

3.25 0 1 20 A Spare 32

29 14.79 0 1 20 A Spare 30

27 17.77 0 1 20 A Spare 28

25

EL11 100 A 3

16.89 0 1 20 A Spare 26

23 1.41 0 1 20 A Spare 24

21 4.71 0 1 20 A Spare 22

19

EL12 100 A 3

2.91 0 1 20 A Spare 20

17 Lighting STAIR #B4 SB4.0 20 A 1 0.34 0 1 20 A Spare 18

15 Lighting STAIR #B4 SB4.0 20 A 1 0.17 2.91 16

13 Lighting 20 A 1 0.24 3.27 14

11 Lighting 20 A 1 0.26 4.45

3 70 A T-EPB

12

9 Lighting CORRIDOR B010 20 A 1 0.13 0.35 1 20 A Lighting 10

7 Lighting WELLNESS B037 20 A 1 1.91 1.94 1 20 A Lighting 8

5 Lighting WOMEN B000.1 20 A 1 0.88 0.13 1 20 A Lighting CORRIDOR B040 6

3 Lighting VOCATIONAL LEARNING CENTER-1... 20 A 1 0.85 0.4 1 20 A Lighting LOWER LOBBY B000 4

1 Lighting LIFE SKILLS B058 20 A 1 0.63 0.11 1 20 A Lighting 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: ATS-ELS Wires: 4

Mounting: Surface Phases: 3

Location: EMER ELEC B007 Volts: 480/277 3PH Mains Rating: 400 A

Panel: ELB1 New Panel

41 4.93 0 1 20 A Spare 42

39 3.85 0 1 20 A Spare 40

37

EP23 60 A 3

4.45 0 1 20 A Spare 38

35 1.1 0 1 20 A Spare 36

33 1.1 0 1 20 A Spare 34

31

EP22 60 A 3

1.7 0 1 20 A Spare 32

29 1.1 0 1 20 A Spare 30

27 1.1 0 1 20 A Spare 28

25

EP21 60 A 3

1.7 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0.42 18

15 Spare 20 A 1 0 0.42 16

13 Spare 20 A 1 0 0.42

3 20 A OC-OHA160

14

11 Spare 20 A 1 0 0.42 12

9 Spare 20 A 1 0 0.42 10

7 Spare 20 A 1 0 0.42

3 20 A A-SB170

8

5 POWER FOR FIRE/SMOKE DAMPER TABLE... 20 A 1 0 0 1 20 A POWER FOR FIRE/SMOKE DAMPER GIRLS... 6

3 ITEM 242 (GFCI) 20 A 1 1.8 0 1 20 A FIRE ALARM TRANSPONDER 4

1 ITEM 39A, 39B (GFCI) 20 A 1 0.96 0 1 20 A POWER FOR FIRE/SMOKE DAMPER ELECTRI... 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: T-EP13 Wires: 4

Mounting: Surface Phases: 3

Location: EM ELEC A113.1 Volts: 120/208 3PH Mains Rating: 150 A

Panel: EP13 New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 Spare 20 A 1 0 0 1 20 A Spare 14

11 Spare 20 A 1 0 0 1 20 A Spare 12

9 Spare 20 A 1 0 0.36 1 20 A POWER CAFETERIA-1 B181-1 10

7 Spare 20 A 1 0 0.5 1 20 A FIRE ALARM NAC 8

5 Spare 20 A 1 0 0.5 1 20 A FIRE ALARM NAC 6

3 POWER FOR FIRE/SMOKE DAMPER BAND... 20 A 1 0 0.5 1 20 A FIRE ALARM NAC 4

1 POWER FOR FIRE/SMOKE DAMPER ELEC.... 20 A 1 0 0.5 1 20 A POWER AUDITORIUM STORAGE B178.2 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: EPB1 Wires: 4

Mounting: Surface Phases: 3

Location: EM ELEC B178.4 Volts: 120/208 3PH Mains Rating: 100 A

Panel: EP14 New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 0.55 0 1 20 A Spare 14

11 0.55 0.5 1 20 A FIRE ALARM CONTROL PANEL 12

9

A-SB200 20 A 3

0.55 0.5 1 20 A FIRE ALARM CONTROL PANEL 10

7 POWER ELECTRIC B112 20 A 1 0.5 0.5 1 20 A FIRE ALARM CONTROL PANEL 8

5 POWER FOR FIRE/SMOKE DAMPER BOYS... 20 A 1 0 0.5 1 20 A FIRE ALARM NAC 6

3 POWER FOR MOTORIZED DAMPER 20 A 1 0 0.5 1 20 A FIRE ALARM NAC 4

1 POWER VESTIBULE B130.1 20 A 1 0 0.5 1 20 A FIRE ALARM NAC 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: EPB1 Wires: 4

Mounting: Surface Phases: 3

Location: EMERG ELEC B112.1 Volts: 120/208 3PH Mains Rating: 100 A

Panel: EP15 New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 Spare 20 A 1 0 0 1 20 A Spare 14

11 POWER FOR FIRE/SMOKE DAMPER LOCKER... 20 A 1 0 0 1 20 A Spare 12

9 POWER FOR FIRE/SMOKE DAMPER 20 A 1 0 0.5 1 20 A Other EM ELEC A253 10

7 GAS SHUT OFF PANEL A370 20 A 1 0.6 0.5 1 20 A Other EM ELEC A253 8

5 GAS SHUT OFF PANEL A366 20 A 1 0.6 0.5 1 20 A Other EM ELEC A253 6

3 GAS SHUT OFF PANEL A270 20 A 1 0.6 0 1 20 A POWER FOR FIRE/SMOKE DAMPER... 4

1 GAS SHUT OFF PANEL  A266 20 A 1 0.6 0 1 20 A POWER FOR FIRE/SMOKE DAMPER... 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: EP13 Wires: 4

Mounting: Surface Phases: 3

Location: EM ELEC A253 Volts: 120/208 3PH Mains Rating: 100 A

Panel: EP21 New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 Spare 20 A 1 0 0 1 20 A Spare 14

11 Spare 20 A 1 0 0.5 1 20 A FIRE ALARM NAC 12

9 POWER FOR FIRE/SMOKE DAMPER LOCKER... 20 A 1 0 0.5 1 20 A FIRE ALARM NAC 10

7 GAS SHUT OFF PANEL A275 20 A 1 0.6 0.5 1 20 A FIRE ALARM NAC 8

5 GAS SHUT OFF PANEL A271 20 A 1 0.6 0 1 20 A POWER FOR FIRE/SMOKE DAMPER 6

3 GAS SHUT OFF PANEL A375 20 A 1 0.6 0 1 20 A POWER FOR FIRE/SMOKE DAMPER... 4

1 GAS SHUT OFF PANEL A371 20 A 1 0.6 0 1 20 A POWER FOR FIRE/SMOKE DAMPER LOCKER... 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: EP13 Wires: 4

Mounting: Surface Phases: 3

Location: EM ELEC A236 Volts: 120/208 3PH Mains Rating: 100 A

Panel: EP22 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 POWER ROBOTICS A309 20 A 1 0 0 1 20 A Spare 38

35 DOOR CONTROL CORRIDOR A300 20 A 1 0 0 1 20 A Spare 36

33 DOOR CONTROL CORRIDOR A200 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 POWER CULINARY ARTS KITCHEN B194 20 A 1 0 0 1 20 A Spare 30

27 POWER CULINARY ARTS KITCHEN B194 20 A 1 0 0 1 20 A Spare 28

25 ITEM 240 (GFCI) 20 A 1 1.8 0.42 26

23 ITEM 241 (GFCI) 20 A 1 1.8 0.42 24

21 FIRE/SMOKE DAMPER CORRIDOR A200 20 A 1 0 0.42

3 20 A OC-OHA360

22

19 FIRE/SMOKE DAMPER COMPUTER A315 20 A 1 0 0.42 20

17 CO DETECTION SYSTEM PANAL B184 20 A 1 1.2 0.42 18

15 CO DETECTION SYSTEM PANEL B194 20 A 1 1.2 0.42

3 20 A OC-OHA260

16

13 GAS SHUT OFF PANEL A307 20 A 1 0.6 0.5 1 20 A FIRE ALARM NAC 14

11 GAS SHUT OFF PANEL A207 20 A 1 0.6 0.5 1 20 A FIRE ALARM NAC 12

9 GAS SHUT OFF PANEL A107 20 A 1 0.6 0.5 1 20 A FIRE ALARM NAC 10

7 POWER CULINARY ARTS KITCHEN B194 20 A 1 0 0 1 20 A MOTORIZED DAMPER 8

5 POWER KITCHEN B184 20 A 1 0 0 1 20 A FIRE/SMOKE DAMPER 6

3 ELEV-1A 20 A 1 0.72 0 1 20 A FIRE/SMOKE DAMPER 4

1 DOOR CONTROL CORRIDOR A100 20 A 1 0 0.72 1 20 A DAS SYSTEM EM ELEC A316 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: EP13 Wires: 4

Mounting: Surface Phases: 3

Location: EM ELEC A216 Volts: 120/208 3PH Mains Rating: 100 A

Panel: EP23 New Panel

41 1.55 0 42

39 1.55 0 40

37

EP15 100 A 3

2.05 0

3 100 A GP

38

35 0.5 0 1 20 A Spare 36

33 0.86 0 1 20 A Spare 34

31

EP12 100 A 3

1 0 1 20 A Spare 32

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 POWER FOR FIRE/SMOKE DAMPER LOWER... 20 A 1 0 0 1 20 A Spare 14

11 POWER AUTO/DIESEL SHOP B023 20 A 1 0.18 0 1 20 A Spare 12

9 POWER AUTO/DIESEL SHOP B023 20 A 1 0.18 0 1 20 A Spare 10

7 POWER AUTO/DIESEL SHOP B023 20 A 1 0.18 0 1 20 A DAS ANNUNCIATOR 8

5 POWER AUTO/DIESEL SHOP B023 20 A 1 0.18 0.5 1 20 A FIRE ALARM NAC 6

3 POWER STORAGE B036 20 A 1 0.18 0.5 1 20 A FIRE ALARM NAC 4

1 ELEV-2A 20 A 1 0.72 0.5 1 20 A FIRE ALARM NAC 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: T-EPB1 Wires: 4

Mounting: Surface Phases: 3

Location: EMER ELEC B007 Volts: 120/208 3PH Mains Rating: 150 A

Panel: EPB1 New Panel

41 Space -- -- 0 0 1 20 A Spare 42

39 Space -- -- 0 0 -- -- Space 40

37 Space -- -- 0 0 -- -- Space 38

35 Space -- -- 0 0 -- -- Space 36

33 Space -- -- 0 0 -- -- Space 34

31 Space -- -- 0 0 -- -- Space 32

29 Space -- -- 0 0 30

27 Space -- -- 0 0 28

25 Space -- -- 0 0

3 60 A Spare

26

23 3.77 0 24

21 3.77 0 22

19

RTU-23 ROOF 25 A 3

3.77 0

3 90 A Spare

20

17 13.96 0 18

15 13.96 0 16

13

RTU-19 ROOF 80 A 3

13.96 0

3 40 A Spare

14

11 7.98 0 12

9 7.98 0 10

7

RTU-18 ROOF 40 A 3

7.98 0

3 50 A Spare

8

5 9.53 0 6

3 9.53 0 4

1

RTU-17 ROOF 50 A 3

9.53 0

3 20 A Spare

2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: MDP1 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC B112 Volts: 480/277 3PH Mains Rating: 400 A

Panel: HL15 New Panel

REVISIONS

No. Description Date

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 4.09 2.71 18

15 5.52 1.48 16

13

EL23 100 A 3

2.83 1.83

3 100 A EL21

14

11 0.72 7.96 12

9 2.9 8.68 10

7

EL22 100 A 3

1.94 9.64

3 70 A T-EP1

8

5 Lighting COMMON A145 20 A 1 0.02 0 1 20 A Spare 6

3 Lighting 20 A 1 0.26 0 1 20 A Spare 4

1 Lighting CORRIDOR A160 20 A 1 1.9 0 1 20 A Spare 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: ELB1 Wires: 4

Mounting: Surface Phases: 3

Location: EM ELEC A113.1 Volts: 480/277 3PH Mains Rating: 200 A

Panel: EL13 New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Lighting CAFETERIA-2 B181-2 20 A 1 0.89 0 1 20 A Spare 22

19 Lighting CAFETERIA-2 B181-2 20 A 1 1.11 0 1 20 A Spare 20

17 Lighting CORR. B160 20 A 1 0.21 0 1 20 A Spare 18

15 Lighting CORRIDOR-1 B170-1 20 A 1 1.07 0 1 20 A Spare 16

13 Lighting PIANO LAB B156 20 A 1 0.61 0 1 20 A Spare 14

11 Lighting 20 A 1 0.76 0 1 20 A Spare 12

9 Lighting CAFETERIA-2 B181-2 20 A 1 1.33 0 1 20 A Spare 10

7 Lighting SMALL GROUP B282 20 A 1 0.39 0 1 20 A Spare 8

5 Lighting 20 A 1 1.02 0 1 20 A Spare 6

3 Lighting 20 A 1 1.53 0 1 20 A Spare 4

1 Lighting 20 A 1 1.19 0 1 20 A Spare 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: ELB1 Wires: 4

Mounting: Surface Phases: 3

Location: EM ELEC B178.4 Volts: 480/277 3PH Mains Rating: 100 A

Panel: EL14 New Panel
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Panel Schedules

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 VAV A106, A107 20 A 1 0.24 0 1 20 A Spare 28

25 1.2 0 1 20 A Spare 26

23 1.2 0 1 20 A Spare 24

21

OC-OHB1 20 A 3

1.2 0 1 20 A Spare 22

19 BC-1 A176 20 A 1 0.7 0 1 20 A Spare 20

17 HAND DRYER BOYS A182 (GFCI) 20 A 1 1.3 0.96 18

15 HAND DRYER GIRLS A180 (GFCI) 20 A 1 1.3 0.96 16

13 DRINKING FOUNTAIN A160 (GFCI) 20 A 1 1.2 0.96

3 80 A TRASH COMPACTOR

14

11 VAV A108/, A109, A115 20 A 1 0.18 0.25 12

9 VAVs 20 A 1 0.18 0.25
2 20 A FC-1AB A113

10

7 VAVs 20 A 1 0.12 0.12 1 20 A RP-3 A114 8

5 EVAVs & VAVs 20 A 1 0.24 0.6 1 20 A GWH-1 A114 6

3 PNS A114 30 A 1 2.4 0.18 1 20 A VAVs 4

1 VAVs 20 A 1 0.18 0.12 1 20 A RP-4 A113 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DP13 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A113 Volts: 120/208 3PH Mains Rating: 125 A

Panel: HP13 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 CUH-1 20 A 1 0.7 0 1 20 A Spare 24

21 UH-1 20 A 1 0.12 0 1 20 A Spare 22

19 BC-1 20 A 1 0.43 0 1 20 A Spare 20

17 VAV 20 A 1 0.06 0.05 18

15 DRINKING FOUNTAIN B200 (GFCI) 20 A 1 1.2 0.05
2 20 A FC-3B1 B272

16

13 DRINKING FOUNTAIN B170-1 (GFCI) 20 A 1 1.2 0.46 14

11 DRINKING FOUNTAIN B170-1 (GFCI) 20 A 1 1.2 0.46
2 20 A FC-2B1 B160.2-1

12

9 DRINKING FOUNTAIN B200 (GFCI) 20 A 1 1.2 0.06 1 20 A VAVs 10

7 VAVs 20 A 1 0.36 0.3 1 20 A VAVs 8

5 VAVs 20 A 1 0.18 1.18 1 20 A EF-13 Roof 6

3 VAV B059, B065, B067 20 A 1 0.18 0.18 1 20 A VAV B000, B070, B071 4

1 VAVs 20 A 1 0.18 0.18 1 20 A VAVs 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DP14 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. B179.1 Volts: 120/208 3PH Mains Rating: 125 A

Panel: HP14 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 Spare 20 A 1 0 0 1 20 A Spare 14

11 Spare 20 A 1 0 0 1 20 A Spare 12

9 EWH-1 A251 20 A 1 1.44 0.23 10

7 0.09 0.23
2 20 A FC-7A A262

8

5
FCs 20 A 2

0.09 0.24 1 20 A HVAC CLASSROOM A246 6

3 VAV A241, A242, A243, A244 20 A 1 0.24 0.24 1 20 A VAVs 4

1 VAV, EVAV, VAV 20 A 1 0.18 0.24 1 20 A VAV A245, A241, A240, A255 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DP21 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. A262 Volts: 120/208 3PH Mains Rating: 125 A

Panel: HP21 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 CUH-3 20 A 1 0.76 0 1 20 A Spare 28

25 EVAV, VAVs 20 A 1 0.24 0 1 20 A Spare 26

23 VAVs 20 A 1 0.24 0 1 20 A Spare 24

21 POWER FOR HAND DRYER GIRLS A282 20 A 1 1.3 0 1 20 A Spare 22

19 POWER FOR HAND DRYER BOYS A280 20 A 1 1.3 0 1 20 A Spare 20

17 POWER FOR HAND DRYER WOMEN A274 20 A 1 1.3 0 1 20 A Spare 18

15 POWER FOR HAND DRYER MEN A273 20 A 1 1.3 0 1 20 A Spare 16

13 POWER FOR HAND DRYER WOMEN A268 20 A 1 1.3 0 1 20 A Spare 14

11 POWER FOR HAND DRYER MEN A267 20 A 1 1.3 0 1 20 A Spare 12

9 POWER FOR HAND DRYER GIRLS A265 20 A 1 1.3 0.78 1 20 A ILF-5 10

7 POWER FOR HAND DRYER 20 A 1 1.3 1.44 1 20 A EWH-1 A231 8

5 EVAVs & VAVs 20 A 1 0.24 0.23 6

3 EVAVs & VAVs 20 A 1 0.36 0.23
2 20 A FCs

4

1 VAVs 20 A 1 0.24 0.24 1 20 A VAVs 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DP22 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. A233 Volts: 120/208 3PH Mains Rating: 125 A

Panel: HP22 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 ILF-5 20 A 1 0.3 0 1 20 A Spare 28

25 CUH-3 20 A 1 0.7 0 1 20 A Spare 26

23 VAVs, EVAV 20 A 1 0.24 0 1 20 A Spare 24

21 VAVs 20 A 1 0.24 0 1 20 A Spare 22

19 VAVs 20 A 1 0.18 0 1 20 A Spare 20

17 ASF-1 B281 20 A 1 0.12 0 1 20 A Spare 18

15 VAVs 20 A 1 0.24 0.03 16

13 DRINKING FOUNTAIN A260 (GFCI) 20 A 1 1.2 0.03
2 20 A FCs

14

11 0.07 0.23 12

9
FCs 20 A 2

0.07 0.23
2 20 A FCs

10

7 VAVs, EVAV 20 A 1 0.24 0.18 1 20 A VAVS, EVAV 8

5 VAVs 20 A 1 0.24 1.44 1 20 A EWH-1 A211 6

3 CP-1 A213 20 A 1 0.12 0.24 1 20 A VAVs 4

1 VAVs 20 A 1 0.24 0.18 1 20 A VAVs 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DP23 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A214 Volts: 120/208 3PH Mains Rating: 125 A

Panel: HP23 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 Spare 20 A 1 0 0 1 20 A Spare 14

11 0.28 1.2 1 20 A DRINKING FOUNTAIN  A360 (GFCI) 12

9
FCs 20 A 2

0.28 0.03 1 20 A TPV A364 10

7 VAVs, EVAV 20 A 1 0.18 1.44 8

5 EF-1 Roof 20 A 1 0.7 1.44
2 35 A EF-4 Roof

6

3 VAVs 20 A 1 0.24 0.24 1 20 A VAVs 4

1 VAVs 20 A 1 0.24 0.24 1 20 A VAVs 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DP31 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. A354 Volts: 120/208 3PH Mains Rating: 125 A

Panel: HP31 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 POWER FOR HAND DRYER B270.1 20 A 1 1.3 0 1 20 A Spare 32

29 POWER FOR HAND DRYER B274 20 A 1 1.3 0 1 20 A Spare 30

27 POWER FOR HAND DRYER GIRLS A380 20 A 1 1.3 0 1 20 A Spare 28

25 POWER FOR HAND DRYER BOYS A382 20 A 1 1.3 0 1 20 A Spare 26

23 POWER FOR HAND DRYER GIRLS A365 20 A 1 1.3 0 1 20 A Spare 24

21 POWER FOR HAND DRYER BOYS A363 20 A 1 1.3 0.36 1 20 A ILF-5 22

19 POWER FOR HAND DRYER WOMEN A374 20 A 1 1.3 0.7 1 20 A EF-10 20

17 POWER FOR HAND DRYER MEN A373 20 A 1 1.3 0.26 18

15 POWER FOR HAND DRYER WOMEN A368 20 A 1 1.3 0.26
2 20 A FC-14A Room 1

16

13 POWER FOR HAND DRYER MEN A367 20 A 1 1.3 1.44 1 20 A EWH-2 A322 14

11 VAV, EVAVs 20 A 1 0.18 1.44 1 20 A EWH-2 A335 12

9 EF-5 Roof 20 A 1 0.7 0.24 1 20 A VAV, EVAVs 10

7 EF-6 Roof 20 A 1 0.7 0.7 1 20 A EF-2 Roof 8

5 VAVs 20 A 1 0.24 0.24 1 20 A VAVs 6

3 VAVs 20 A 1 0.24 0.24 1 20 A VAVs 4

1 EVAVs 20 A 1 0.24 0.24 1 20 A EVAVs &VAVs 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DP32 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC A333 Volts: 120/208 3PH Mains Rating: 125 A

Panel: HP32 New Panel

41 Space -- -- 0 0 -- -- Space 42

39 Space -- -- 0 0 -- -- Space 40

37 Space -- -- 0 0 -- -- Space 38

35 Space -- -- 0 0 -- -- Space 36

33 Space -- -- 0 0 -- -- Space 34

31 EF-11 20 A 1 0.7 0 -- -- Space 32

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 ILF-5 20 A 1 0.3 0 1 20 A Spare 20

17 EF-12 20 A 1 0.7 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 VAVs 20 A 1 0.18 0 1 20 A Spare 14

11 DRINKING FOUNTAIN A360 (GFCI) 20 A 1 1.2 0.07 12

9 EWH-2 A309 20 A 1 1.44 0.07
2 20 A FCs

10

7 TPV A381.1 20 A 1 0.03 0.24 1 20 A VAVs 8

5 1.44 0.3 1 20 A VAVs 6

3
EF-7 Roof 35 A 2

1.44 0.24 1 20 A VAVs, EVAVs 4

1 EF-3 Roof 20 A 1 0.7 0.24 1 20 A VAVs 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DP33 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A384 Volts: 120/208 3PH Mains Rating: 125 A

Panel: HP33 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 36

33 34

31 32

29 0 0 30

27 0 0 28

25

Spare 20 A 3

0 0

3 50 A Spare

26

23 3.77 0 24

21 3.77 0 22

19

RTU-24 ROOF 25 A 3

3.77 0

3 35 A Spare

20

17 7.98 4.43 18

15 7.98 4.43 16

13

ACHP-1AB ROOF 50 A 3

7.98 4.43

3 25 A MAU-1 ROOF

14

11 3.05 3.05 12

9 3.05 3.05 10

7

KEF-1 ROOF 25 A 3

3.05 3.05

3 25 A KEF-2 ROOF

8

5 7.75 4.08 6

3 7.75 4.08 4

1

ACCU-2AB ROOF 35 A 3

7.75 4.08

3 25 A ACCU-1AB ROOF

2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: SDL2 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A113 Volts: 480/277 3PH Mains Rating: 200 A

Panel: HSL13 New Panel

41 Space -- -- 0 0 -- -- Space 42

39 Space -- -- 0 0 -- -- Space 40

37 Space -- -- 0 0 -- -- Space 38

35 Space -- -- 0 0 -- -- Space 36

33 Space -- -- 0 0 -- -- Space 34

31 Space -- -- 0 0 -- -- Space 32

29 Space -- -- 0 0 -- -- Space 30

27 Space -- -- 0 0 -- -- Space 28

25 Space -- -- 0 0 -- -- Space 26

23 Space -- -- 0 0 -- -- Space 24

21 Space -- -- 0 0 -- -- Space 22

19 Space -- -- 0 0 -- -- Space 20

17 0 0 -- -- Space 18

15 0 0 -- -- Space 16

13

Spare 50 A 3

0 0 -- -- Space 14

11 21.6 0 12

9 21.6 0 10

7

RTU-10 ROOF 100 A 3

21.6 0

3 40 A Spare

8

5 2.84 0 6

3 2.84 0 4

1

ACCU-1B1 ROOF 20 A 3

2.84 0

3 100 A Spare

2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: SDL1 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. B179.1 Volts: 480/277 3PH Mains Rating: 400 A

Panel: HSL14 New Panel

41 Space -- -- 0 0 -- -- Space 42

39 Space -- -- 0 0 -- -- Space 40

37 Space -- -- 0 0 -- -- Space 38

35 Space -- -- 0 0 -- -- Space 36

33 Space -- -- 0 0 -- -- Space 34

31 Space -- -- 0 0 -- -- Space 32

29 Space -- -- 0 0 -- -- Space 30

27 Space -- -- 0 0 -- -- Space 28

25 Space -- -- 0 0 -- -- Space 26

23 0 0 -- -- Space 24

21 0 0 -- -- Space 22

19

Spare 35 A 3

0 0 -- -- Space 20

17 0 0 18

15 0 0 16

13

Spare 20 A 3

0 0

3 50 A Spare

14

11 3.32 2.84 12

9 3.32 2.84 10

7

RTU-15 20 A 3

3.32 2.84

3 20 A ACHP-2B2 ROOF

8

5 5.87 7.98 6

3 5.87 7.98 4

1

ACCU-1B2 ROOF 35 A 3

5.87 7.98

3 50 A ACHP-1B2 RROF

2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DSH15 Wires: 4

Mounting: Surface Phases: 3

Location: ART STOR B204B Volts: 480/277 3PH Mains Rating: 225 A

Panel: HSL25 New Panel

41 Space -- -- 0 0 -- -- Space 42

39 Space -- -- 0 0 -- -- Space 40

37 Space -- -- 0 0 -- -- Space 38

35 Space -- -- 0 0 -- -- Space 36

33 Space -- -- 0 0 -- -- Space 34

31 Space -- -- 0 0 -- -- Space 32

29 Space -- -- 0 0 -- -- Space 30

27 Space -- -- 0 0 -- -- Space 28

25 Space -- -- 0 0 -- -- Space 26

23 Space -- -- 0 0 24

21 Space -- -- 0 0 22

19 Space -- -- 0 0

3 40 A Spare

20

17 2.84 0 18

15 2.84 0 16

13

ACCU-4A 20 A 3

2.84 0

3 20 A Spare

14

11 3.63 12

9 3.63 10

7

ACCU-2A 20 A 3

3.63 8

5 2.84 6

3 2.84 4

1

ACCU-1A ROOF 20 A 3

2.84 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: SDL2 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. A354 Volts: 480/277 3PH Mains Rating: 200 A

Panel: HSL31 New Panel

REVISIONS

No. Description Date

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 VAV A141, A142, A143, A144 20 A 1 0.24 0 1 20 A Spare 18

15 VAV A146, A147, A148, A149 20 A 1 0.24 0 1 20 A Spare 16

13 HAND DRYER GIRLS A165 20 A 1 1.3 0 1 20 A Spare 14

11 HAND DRYER BOYS A163 20 A 1 1.3 0 1 20 A Spare 12

9 DRINKING FOUNTAIN  A260 (GFCI) 20 A 1 1.2 0 1 20 A Spare 10

7 DRINKING FOUNTAIN A160 (GFCI) 20 A 1 1.2 0 1 20 A Spare 8

5 VAVs 20 A 1 0.24 0 1 20 A Spare 6

3 VAVs 20 A 1 0.12 0.26 4

1 VAVs 20 A 1 0.24 0.26
2 20 A FCs

2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DP11 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC A154 Volts: 120/208 3PH Mains Rating: 125 A

Panel: HP11 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 VAVs 20 A 1 0.24 0 1 20 A Spare 18

15 VAV A126, A127, A128, A129 20 A 1 0.24 0 1 20 A Spare 16

13 HAND DRYER WOMEN A175 20 A 1 1.3 0 1 20 A Spare 14

11 HAND DRYER MEN A174 20 A 1 1.3 0.26 12

9 HAND DRYER MEN A168 20 A 1 1.3 0.26
2 20 A FCs

10

7 HAND DRYER WOMEN 169 20 A 1 1.3 0.1 8

5 VAV A121, A122, A123, A124 20 A 1 0.24 0.1
2 20 A FCs

6

3 0.7 1 20 A BC-1 A170 4

1 VAV A170, A171, A172, A173 20 A 1 0.24 0.12 1 20 A VAVs 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DP12 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC A133 Volts: 120/208 3PH Mains Rating: 125 A

Panel: HP12 New Panel

11 Spare 20 A 1 0 0 1 20 A Spare 12

9 Spare 20 A 1 0 0 1 20 A Spare 10

7 Spare 20 A 1 0 0 1 20 A Spare 8

5 Spare 20 A 1 0 0 1 20 A Spare 6

3 0 0 1 20 A GENERATOR BATTERY CHARGER 4

1
GENERATOR ENGINE COOLANT HEATER 20 A 2

0 0 1 20 A GENERATOR LIGHT AND RECEPTACLE 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: EPB1 Wires: 4

Mounting: Surface Phases: 3

Location: Volts: 120/208 3PH Mains Rating: 100 A

Panel: GP New Panel
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41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 UEF-1 20 A 1 0.7 0 1 20 A Spare 20

17 UEF-1 20 A 1 0.7 0 1 20 A Spare 18

15 RC-1 ROOF 20 A 1 0 0 1 20 A Spare 16

13 RC-1 ROOF 20 A 1 0 0 1 20 A Spare 14

11 RC-1 ROOF 20 A 1 0 0 12

9 RECEPTACLE ROOF 20 A 1 0 0
2 20 A Spare

10

7 RECEPTACLE ROOF 20 A 1 0 1.84 8

5 RECEPTACLE ROOF 20 A 1 0 1.84
2 20 A ACCU-2B1

6

3 RECEPTACLE ROOF 20 A 1 0 0 1 20 A RL-1 ROOF 4

1 REFRIGERATOR VOCATIONAL LEARN B059-1 20 A 1 1.44 0 1 20 A RL-1 ROOF 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: SDP2 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. B179.1 Volts: 120/208 3PH Mains Rating: 125 A

Panel: HSP14 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 1.53 0 1 20 A Spare 36

33
FCs 20 A 2

1.53 0 1 20 A Spare 34

31 1.32 0 1 20 A Spare 32

29
FCs 20 A 2

1.32 0.32 30

27 0.66 0.32
2 20 A FC-27B2

28

25
FCs 20 A 2

0.66 0.06 1 20 A HT-1 26

23 1.1 0.06 1 20 A HT-1 24

21
FCs 20 A 2

1.1 3.78 1 40 A BL-1 B139-1 22

19 ASF-1 GYMNASIUM-2 B139-2 20 A 1 0.12 3.78 1 40 A BL-1 B139-1 20

17 ASF-1 GYMNASIUM-2 B139-2 20 A 1 0.12 18

15 ASFs 20 A 1 0.12 1.39 1 20 A CUH-2 16

13 CUH-2 20 A 1 1.39 0.7 1 20 A CUH-1 14

11 VAVs 20 A 1 0.12 12

9 REFRIGERATOR  B128 20 A 1 1.44 1.44 1 20 A REFRIGERATOR B137 10

7 REFRIGERATOR  B127 20 A 1 1.44 1.44 1 20 A REFRIGERATOR  B123 8

5 FREEZER B127 20 A 1 1.44 1.44 1 20 A REFRIGERATOR B117 6

3 REFRIGERATOR  B127 20 A 1 1.44 1.44 1 20 A REFRIGERATOR B115.1 4

1 DRINKING FOUNTAIN B110 (GFCI) 20 A 1 1.2 1.2 1 20 A DRINKING FOUNTAIN B210 (GFCI) 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DSP15 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC B112 Volts: 120/208 3PH Mains Rating: 125 A

Panel: HSP15 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 UEF-1 20 A 1 0.7 0 1 20 A Spare 28

25 UEF-1 20 A 1 0.7 0 1 20 A Spare 26

23 RECEPTACLE ROOF 20 A 1 0 0 1 20 A Spare 24

21 RECEPTACLE ROOF 20 A 1 0.7 0 1 20 A Spare 22

19 CUH-1 A365 20 A 1 0.7 0 1 20 A Spare 20

17 CUH21 A265 20 A 1 0.7 0 1 20 A Spare 18

15 CUH-1 SA3.1 20 A 1 0.7 0 1 20 A Spare 16

13 CUH-1 A163 20 A 1 1.39 0 1 20 A Spare 14

11 CUH-1 A263 20 A 1 0.7 0 1 20 A Spare 12

9 CUH-1 A363 20 A 1 0.7 0 1 20 A Spare 10

7 CUH-1 SA3.3 20 A 1 0.7 0 1 20 A Spare 8

5 REFRIGERATOR PLANNING A351 20 A 1 1.44 0 1 20 A Spare 6

3 REFRIGERATOR PLANNING A251 20 A 1 1.44 0.7 1 20 A RC-1 ROOF 4

1 REFRIGERATOR PLANNING A151 20 A 1 1.44 0 1 20 A RECEPTACLE ROOF 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DSP13 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. A262 Volts: 120/208 3PH Mains Rating: 125 A

Panel: HSP21 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 UEF-1 20 A 1 0.7 0 1 20 A Spare 40

37 UEF-1 20 A 1 0.7 0 1 20 A Spare 38

35 POWER 20 A 1 0 0 1 20 A Spare 36

33 RL-1 ROOF 20 A 1 0 0 1 20 A Spare 34

31 CUH-1 SA2.4 20 A 1 0.7 0 1 20 A Spare 32

29 RECEPTACLE ROOF 20 A 1 0 0 1 20 A Spare 30

27 RECEPTACLE ROOF 20 A 1 0 0 1 20 A Spare 28

25 HVAC UTILITY RECEPTACLES ROOF 20 A 1 0 0 1 20 A Spare 26

23 RECEPTACLE ROOF 20 A 1 0 0 1 20 A Spare 24

21 CUH-1 SA2.1 20 A 1 0.7 0 1 20 A Spare 22

19 CUH-3 20 A 1 0.76 0 1 20 A Spare 20

17 REFRIGERATOR PREP A372 20 A 1 1.44 0 1 20 A Spare 18

15 REFRIGERATOR PREP A369 20 A 1 1.44 0 1 20 A Spare 16

13 REFRIGERATOR PLANNING A335 20 A 1 1.44 0 1 20 A Spare 14

11 REFRIGERATOR PLANNING A331 20 A 1 1.44 0 1 20 A Spare 12

9 REFRIGERATOR PREP A272 20 A 1 1.44 0 1 20 A Spare 10

7 REFRIGERATOR PREP A269 20 A 1 1.44 0 1 20 A Spare 8

5 REFRIGERATOR PLANNING A231 20 A 1 1.44 6

3 REFRIGERATOR PLANNING A173 20 A 1 1.44 3.6 4

1 REFRIGERATOR PLANNING A131 20 A 1 1.44 3.6
2 35 A ACCU-3A ROOF

2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DSP13 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. A233 Volts: 120/208 3PH Mains Rating: 125 A

Panel: HSP22 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 VAVs 20 A 1 0.3 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 POWER FOR HAND DRYER B146.1 20 A 1 0.5 0 1 20 A Spare 36

33 POWER FOR HAND DRYER B145.1 20 A 1 0.5 0 1 20 A Spare 34

31 POWER FOR HAND DRYER B143.1 20 A 1 0.5 0 1 20 A Spare 32

29 POWER FOR HAND DRYER  B142.1 20 A 1 0.5 0 1 20 A Spare 30

27 DRINKING FOUNTAIN B140 (GFCI) 20 A 1 1.2 0.2 1 20 A P-9 28

25 DRINKING FOUNTAIN B140 (GFCI) 20 A 1 1.2 0.2 1 20 A P-10 26

23 REFRIGERATOR B042 20 A 1 1.44 0.02 24

21 REFRIGERATOR B043 20 A 1 1.44 0.02
2 20 A FC-31B2

22

19 REFRIGERATOR B042.2 20 A 1 1.44 0.23 20

17 DRINKING FOUNTAIN B000 (GFCI) 20 A 1 1.2 0.23
2 20 A FC-8B2

18

15 HT-1 20 A 1 0.06 2.08 16

13 VAVs 20 A 1 0.36 2.08
2 30 A DRYER B141.1

14

11 VAVs 20 A 1 0.36 0.96 1 20 A WASHER B141.1 12

9 VAVs 20 A 1 0.18 1.44 1 20 A REFRIGERATOR B045.1 10

7 VAVs 20 A 1 0.3 0.7 1 20 A CUH-1 8

5 VAVs 20 A 1 0.24 0.7 1 20 A CUH-1 SB4.1 6

3 VAVs 20 A 1 0.24 0.7 1 20 A CUH-1 B001 4

1 VAVs 20 A 1 0.24 0.7 1 20 A CUH-1 B001 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: SDP2 Wires: 4

Mounting: Surface Phases: 3

Location: WAITING B049 Volts: 120/208 3PH Mains Rating: 225 A

Panel: HSPB3 New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 0 1 20 A Spare 50

47 Spare 20 A 1 0 0 1 20 A Spare 48

45 Spare 20 A 1 0 0 1 20 A Spare 46

43 Spare 20 A 1 0 0 1 20 A Spare 44

41 Spare 20 A 1 0 1.2 42

39 Spare 20 A 1 0 1.2 40

37 Spare 20 A 1 0 1.2

3 20 A OC-OHB6

38

35 Spare 20 A 1 0 3.04 36

33 Spare 20 A 1 0 3.04 34

31 Spare 20 A 1 0 3.04

3 60 A VEF-1 B026

32

29 Spare 20 A 1 0 1.89 30

27 RECEPTACLE OUTDOOR STORAGE B026 20 A 1 0.54 1.89 28

25 ILF-4 B004 20 A 1 0.44 1.89

3 30 A SEP-1 B004

26

23 BLR-3 B004 20 A 1 1.49 1.32 24

21 RP-2 B004 20 A 1 0.12 1.32 22

19 IRC B004 20 A 1 0.96 1.32

3 25 A VEF-2 B026

20

17 BLR-2 B004 20 A 1 1.49 1.32 18

15 BLR-1 B004 20 A 1 1.49 1.32 16

13 RP-1A B004 20 A 1 0.48 1.32

3 25 A VEF-3 B026

14

11 RP-1 B004 20 A 1 0.48 0.96 12

9 RECEPTACLE MECHANICAL B004 20 A 1 1.08 0.96
2 25 A HP-3 B004

10

7 UH -1 20 A 1 0.24 0.96 8

5 POWER FOR MOTORIZED DAMPER B026 20 A 1 0 0.96
2 25 A HP-2 B004

6

3 RECEPTACLE B026 20 A 1 0.18 0.96 4

1 ILF-1 B026 20 A 1 0.17 0.96
2 25 A HP-1 B004

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: SDP2 Wires: 4

Mounting: Surface Phases: 3

Location: CUSTODIAN WORKSHOP B004.1 Volts: 120/208 3PH Mains Rating: 200 A

Panel: HSPM New Panel

83 Spare (GFCI) 20 A 1 0 0 1 20 A Spare (GFCI) 84

81 Spare (GFCI) 20 A 1 0 0 1 20 A Spare (GFCI) 82

79 Spare (GFCI) 20 A 1 0 0 1 20 A Spare (GFCI) 80

77 Spare (GFCI) 20 A 1 0 0 1 20 A Spare (GFCI) 78

75 Spare (GFCI) 20 A 1 0 0 1 20 A Spare (GFCI) 76

73 Spare (GFCI) 20 A 1 0 0 1 20 A Spare (GFCI) 74

71 Spare (GFCI) 20 A 1 0 0 72

69 Spare (GFCI) 20 A 1 0 0 70

67 Spare (GFCI) 20 A 1 0 0

3 30 A Spare (GFCI)

68

65 Spare (GFCI) 20 A 1 0 0 66

63 ITEMS E120B, E120A  (GFCI) 20 A 1 0.24 0 64

61 ITEM 244 (GFCI) 20 A 1 1.8 0

3 30 A Spare (GFCI)

62

59 ITEM 96 (GFCI) 20 A 1 1.8 0 60

57 ITEM 120 (GFCI) 20 A 1 1.8 0 58

55 ITEM 98 (GFCI) 20 A 1 0.67 0

3 20 A Spare (GFCI)

56

53 ITEM 116A (GFCI) 20 A 1 1.8 0 54

51 ITEM 116B (GFCI) 20 A 1 1.8 0 52

49 ITEM 120 (GFCI) 20 A 1 1.8 0

3 20 A Spare (GFCI)

50

47 ITEM E70  (GFCI) 20 A 1 0.12 0 48

45 ITEM 96A (GFCI) 20 A 1 1.8 0
2 30 A Spare (GFCI)

46

43 ITEM 94 (GFCI) 20 A 1 1.56 0 44

41 ITEM 70A (GFCI) 20 A 1 1.8 0
2 30 A Spare (GFCI)

42

39 ITEM 70/75 (GFCI) 20 A 1 1.8 0 40

37 ITEM 97 (GFCI) 20 A 1 1.8 0
2 20 A Spare (GFCI)

38

35 ITEM 46B (GFCI) 20 A 1 1.8 0 36

33 ITEM 46A (GFCI) 20 A 1 1.8 0
2 20 A Spare (GFCI)

34

31 ITEM 50B (GFCI) 20 A 1 1.8 0.4 32

29 ITEM 50A (GFCI) 20 A 1 1.8 0.4 30

27 ITEM 58 (GFCI) 20 A 1 0.67 0.4

3 20 A ITEM 71 (GFCI)

28

25 ITEM 57B (GFCI) 20 A 1 1.8 0.4 26

23 ITEM 57A (GFCI) 20 A 1 1.8 0.4 24

21 ITEM 55B (GFCI) 20 A 1 1.8 0.4

3 20 A ITEM 89 (GFCI)

22

19 ITEM 55A (GFCI) 20 A 1 1.8 0.4 20

17 ITEM 51 (GFCI) 20 A 1 1.2 0.4 18

15 ITEM 64B (GFCI) 20 A 1 1.8 0.4

3 20 A ITEM 103 (GFCI)

16

13 ITEM 64A (GFCI) 20 A 1 1.8 0.83 14

11 ITEM 65B (GFCI) 20 A 1 1.8 0.83 12

9 ITEM 65A (GFCI) 20 A 1 1.8 0.83

3 20 A ITEM 67 (GFCI)

10

7 ITEM 20 (GFCI) 20 A 1 0.32 1.56 8

5 ITEMS 88 (GFCI) 20 A 1 1.8 1.56
2 20 A ITEM 114 (GFCI)

6

3 ITEM 119 (GFCI) 20 A 1 1.25 1.56 4

1 ITEM 115 (GFCI) 20 A 1 1.25 1.56
2 20 A ITEM 118 (GFCI)

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

ALL CIRCUIT BREAKERS IN PANEL UNDER 100A TO BE GFCI TYPE

Fed From: DSP13 Wires: 4

Mounting: Surface Phases: 3

Location: KITCHEN B184 Volts: 120/208 3PH Mains Rating: 225 A

Panel: KPSA New Panel

REVISIONS

No. Description Date

53 0 0 54

51 0 0 52

49

Spare 30 A 3

0 0

3 20 A Spare

50

47 0 0 1 20 A Spare 48

45 0 0 1 20 A Spare 46

43

Spare 20 A 3

0 0 1 20 A Spare 44

41 0 0 1 20 A Spare 42

39 0 0 1 20 A Spare 40

37

Spare 20 A 3

0 0 1 20 A Spare 38

35 Spare 20 A 1 0 1.11 36

33 Spare 20 A 1 0 1.11 34

31 Spare 20 A 1 0 1.11

3 20 A HWB-2 B004

32

29 Spare 20 A 1 0 1.11 30

27 Spare 20 A 1 0 1.11 28

25 Spare 20 A 1 0 1.11

3 20 A HWB-1 B004

26

23 2.24 1.11 24

21 2.24 1.11 22

19

S.1 - AUTO/DIESEL SHOP B023 35 A 3

2.24 1.11

3 20 A HWB-3 B004

20

17 12.41 8.42 18

15 12.41 8.42 16

13

P-5A,B,C 80 A 3

12.41 8.42

3 60 A P-6A,B,C

14

11 3.05 16.39 12

9 3.05 16.39 10

7

P-3 B004 25 A 3

3.05 16.39

3 100 A P-4A,B,C,D

8

5 3.05 3.05 6

3 3.05 3.05 4

1

P-1 B004 25 A 3

3.05 3.05

3 25 A P-2 B004

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: SDL1 Wires: 4

Mounting: Surface Phases: 3

Location: CUSTODIAN WORKSHOP B004.1 Volts: 480/277 3PH Mains Rating: 400 A

Panel: HSLM New Panel

53 Spare 20 A 1 0 2.52 54

51 Spare 20 A 1 0 2.52
2 30 A P-8A,B,C

52

49 POWER FOR MOTORIZED DAMPER CORRID... 20 A 1 0 0 1 20 A Spare 50

47 0 0 1 20 A Spare 48

45
Spare 20 A 2

0 0 1 20 A Spare 46

43 1.37 0 1 20 A Spare 44

41
P-7A,B,C 20 A 2

1.37 0.18 1 20 A RECEPTACLE ELEV. 1 A.1 PIT 42

39 UEF-1 20 A 1 0.7 0.18 1 20 A RECEPTACLE MACH A183 40

37 UEF-1 20 A 1 0.7 0 1 20 A RC-1 ROOF 38

35 UEF-1 20 A 1 0.7 0 1 20 A RC-1 ROOF 36

33 UEF-1 20 A 1 0.7 0 1 20 A RC-1 ROOF 34

31 POWER FOR FIRE/SMOKE DAMPER COOLER... 20 A 1 0 0 1 20 A RC-1 ROOF 32

29 CUH-2 20 A 1 1.39 0 1 20 A RC-1 ROOF 30

27 CUH-1 A382 20 A 1 0.7 0 1 20 A RL-1 ROOF 28

25 CUH21 A280 20 A 1 0.7 0 1 20 A RL-1 ROOF 26

23 RL-1 ROOF 20 A 1 0 0 1 20 A RL-1 ROOF 24

21 CUH-1, CUH-3 20 A 1 1.39 0 1 20 A RL-1 ROOF 22

19 RECEPTACLE ROOF 20 A 1 0 0 1 20 A RL-1 ROOF 20

17 VAVs 20 A 1 0.24 0 1 20 A RECEPTACLE ROOF 18

15 0.68 1.39 1 20 A CUH-2 16

13
FCs 20 A 2

0.68 0.7 1 20 A CUH-1 A380 14

11 CUH-1 B180.1 20 A 1 0.7 0.7 1 20 A CUH-2 A280 12

9 0.24 1.44 1 20 A REFRIGERATOR PLANNING A311 10

7
FCs 20 A 2

0.24 1.44 1 20 A REFRIGERATOR PLANNNING A211 8

5 0.97 1.44 1 20 A REFRIGERATOR PREP A208 6

3
FCs 20 A 2

0.97 1.44 1 20 A REFRIGERATOR PLANNING A111 4

1 CUH-2 A180, A182 20 A 1 1.39 1.44 1 20 A REFRIGERATOR PREP A108 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DSP13 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A113 Volts: 120/208 3PH Mains Rating: 125 A

Panel: HSP13 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0.76 20

17 Spare 20 A 1 0 0.76
2 20 A FCs

18

15 DRINKING FOUNTAIN B000 (GFCI) 20 A 1 1.2 0.05 16

13 ERU-1 B029 25 A 1 1.69 0.05
2 20 A FCs

14

11 POWER FOR MOTORIZED DAMPER B028 20 A 1 0 0.02 12

9 UH-1 20 A 1 0.36 0.02
2 20 A FC-9B2 B035

10

7 POWER AUTO/DIESEL SHOP B023 20 A 1 0.18 0.94 1 20 A ITEM 237 (GFCI) 8

5 HVAC AUTO/DIESEL SHOP B023 20 A 1 0.22 0.17 1 20 A ILF-2 B028 6

3 VAVs 20 A 1 0.24 0.7 1 20 A CUH-1 SB3.0 4

1 VAVs 20 A 1 0.24 0.12 1 20 A VAVs 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: SDP2 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC B006 Volts: 120/208 3PH Mains Rating: 125 A

Panel: HSPB1 New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 0 1 20 A Spare 50

47 Spare 20 A 1 0 0 1 20 A Spare 48

45 Spare 20 A 1 0 0 1 20 A Spare 46

43 Spare 20 A 1 0 0 1 20 A Spare 44

41 CUH-1 20 A 1 0.7 0 1 20 A Spare 42

39 VAVs 20 A 1 0.12 0.04 1 20 A ILF-4 40

37 EF-12 ROOF 20 A 1 0.7 0 1 20 A RECEPTICAL ROOF 38

35 EF-15 ROOF 20 A 1 0.7 0 1 20 A RECEPTICAL ROOF 36

33 EF-14 ROOF 20 A 1 0.7 0.7 1 20 A UEF-1 34

31 RL-1 ROOF 20 A 1 0 0.7 1 20 A UEF-1 32

29 RL-1 ROOF 20 A 1 0 0 1 20 A RC-1 ROOF 30

27 RL-1 ROOF 20 A 1 0 0 1 20 A RC-1 ROOF 28

25 RL-1 ROOF 20 A 1 0 0 1 20 A RC-1 ROOF 26

23 RL-1 ROOF 20 A 1 0 0 1 20 A RC-1 ROOF 24

21 RL-1 ROOF 20 A 1 0 0 1 20 A RC-1 ROOF 22

19 RL-1 ROOF 20 A 1 0 0 1 20 A RC-1 ROOF 20

17 RL-1 ROOF 20 A 1 0 0 1 20 A RC-1 ROOF 18

15 RL-1 ROOF 20 A 1 0 0 1 20 A RC-1 ROOF 16

13 RL-1 ROOF 20 A 1 0 0 1 20 A RC-1 ROOF 14

11 RL-1 ROOF 20 A 1 0 0 1 20 A RC-1 ROOF 12

9 EVAVs 20 A 1 0.18 0 1 20 A RC-1 ROOF 10

7 ASFs 20 A 1 0.12 1.9 8

5 ASF-1 B017 20 A 1 0.12 1.9
2 20 A ACCU-2B2 ROOF

6

3 EVAV, VAVs 20 A 1 0.24 2.16 4

1 VAVs, EVAV 20 A 1 0.24 2.16
2 20 A ACCU-3B2 ROOF

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DSP15 Wires: 4

Mounting: Surface Phases: 3

Location: ART STOR B204B Volts: 120/208 3PH Mains Rating: 125 A

Panel: HSP25 New Panel
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Panel Schedules

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 Spare 20 A 1 0 0 1 20 A Spare 14

11 Spare 20 A 1 0 0 1 20 A Spare 12

9 Spare 20 A 1 0 0 1 20 A Spare 10

7 Spare 20 A 1 0 0 1 20 A Spare 8

5 Spare 20 A 1 0 0 1 20 A Spare 6

3 Lighting CORRIDOR A120, A130, A160 20 A 1 0.85 1.28 1 20 A Lighting CLASSROOM A121, A122, A123, A124 4

1 Lighting Lower Section 20 A 1 1.32 0.96 1 20 A Lighting CLASSROOM A126 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DH12 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC A133 Volts: 480/277 3PH Mains Rating: 125 A

Panel: L12 New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 Spare 20 A 1 0 0 1 20 A Spare 14

11 Spare 20 A 1 0 0 1 20 A Spare 12

9 Spare 20 A 1 0 0 1 20 A Spare 10

7 Lighting Lower Section 20 A 1 2.51 0 1 20 A Spare 8

5 Lighting COMMON A111, A113, A114, A115 20 A 1 0.04 0 1 20 A Spare 6

3 Lighting CLASSROOM A101, A102, A103, A104 20 A 1 1.37 0.08 1 20 A Lighting RELATED CLASSROOM B191 4

1 Lighting CLASSROOM A106, A107, A108, A109 20 A 1 0.9 0.96 1 20 A Lighting CORRIDOR A100, A110, 160 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: MDP2 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A113 Volts: 480/277 3PH Mains Rating: 125 A

Panel: L13 New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 Spare 20 A 1 0 0 1 20 A Spare 14

11 Lighting AUDITORIUM STORAGE B178.2 20 A 1 0.5 0 1 20 A Spare 12

9 Lighting 20 A 1 0.17 0 1 20 A Spare 10

7 Lighting 20 A 1 0.93 2.35 1 20 A Lighting 8

5 Lighting CORR. B160 20 A 1 0.23 0.5 1 20 A Lighting 6

3 Lighting 20 A 1 0.43 2.07 1 20 A Lighting 4

1 Lighting STAGE-1 B169-1 20 A 1 0.05 0.39 1 20 A Lighting 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DH14 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. B179.1 Volts: 480/277 3PH Mains Rating: 125 A

Panel: L14 New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 Spare 20 A 1 0 0 1 20 A Spare 14

11 Spare 20 A 1 0 0 1 20 A Spare 12

9 Spare 20 A 1 0 0 1 20 A Spare 10

7 Spare 20 A 1 0 0 1 20 A Spare 8

5 Spare 20 A 1 0 0 1 20 A Spare 6

3 Lighting 20 A 1 1.26 0.81 1 20 A Lighting 4

1 Lighting 20 A 1 0.96 1.23 1 20 A Lighting 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DH11 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. A262 Volts: 480/277 3PH Mains Rating: 125 A

Panel: L21 New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 Spare 20 A 1 0 0 1 20 A Spare 14

11 Spare 20 A 1 0 0 1 20 A Spare 12

9 Spare 20 A 1 0 0 1 20 A Spare 10

7 Spare 20 A 1 0 0 1 20 A Spare 8

5 Spare 20 A 1 0 0 1 20 A Spare 6

3 Lighting CORRIDOR A260 20 A 1 0.85 1.22 1 20 A Lighting 4

1 Lighting 20 A 1 1.57 0.96 1 20 A Lighting 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DH12 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. A233 Volts: 480/277 3PH Mains Rating: 125 A

Panel: L22 New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 Spare 20 A 1 0 0 1 20 A Spare 14

11 Spare 20 A 1 0 0 1 20 A Spare 12

9 Spare 20 A 1 0 0 1 20 A Spare 10

7 Spare 20 A 1 0 0 1 20 A Spare 8

5 Spare 20 A 1 0 0 1 20 A Spare 6

3 Lighting 20 A 1 1.22 1.01 1 20 A Lighting 4

1 Lighting 20 A 1 0.96 2.68 1 20 A Lighting 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: MDP2 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A214 Volts: 480/277 3PH Mains Rating: 125 A

Panel: L23 New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 Spare 20 A 1 0 0 1 20 A Spare 14

11 Spare 20 A 1 0 0 1 20 A Spare 12

9 Spare 20 A 1 0 0 1 20 A Spare 10

7 Spare 20 A 1 0 0 1 20 A Spare 8

5 Spare 20 A 1 0 0 1 20 A Spare 6

3 Lighting 20 A 1 1.27 0.81 1 20 A Lighting 4

1 Lighting 20 A 1 0.96 1.15 1 20 A Lighting STEP 3 A361 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DH11 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. A354 Volts: 480/277 3PH Mains Rating: 125 A

Panel: L31 New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 Spare 20 A 1 0 0 1 20 A Spare 14

11 3.05 0 1 20 A Spare 12

9 3.05 0.81 1 20 A Lighting 10

7

HEF-1 25 A 3

3.05 1.56 1 20 A Lighting SCIENCE LAB A371 8

5 3.05 0.04 1 20 A Lighting 6

3 3.05 1.27 1 20 A Lighting 4

1

HEF-2 25 A 3

3.05 0.96 1 20 A Lighting 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DH12 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC A333 Volts: 480/277 3PH Mains Rating: 125 A

Panel: L32 New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 Spare 20 A 1 0 0 1 20 A Spare 14

11 Spare 20 A 1 0 0 1 20 A Spare 12

9 Lighting 20 A 1 0.03 0 1 20 A Spare 10

7 Lighting CORRIDOR A310 20 A 1 0.83 0 1 20 A Spare 8

5 Lighting SCIENCE LAB A375 20 A 1 1.34 2.1 6

3 Lighting 20 A 1 1.2 2.1 4

1 Lighting 20 A 1 0.96 2.1

3 20 A HEF-3

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: MDP2 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A384 Volts: 480/277 3PH Mains Rating: 125 A

Panel: L33 New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 Spare 20 A 1 0 0 1 20 A Spare 14

11 Spare 20 A 1 0 0 1 20 A Spare 12

9 Spare 20 A 1 0 0 1 20 A Spare 10

7 Spare 20 A 1 0 0 1 20 A Spare 8

5 Lighting AUTO/DIESEL SHOP B023 20 A 1 1.34 0 1 20 A Spare 6

3 Lighting AUTO/DIESEL SHOP B023 20 A 1 1.23 0 1 20 A Spare 4

1 Lighting AUTO/DIESEL SHOP B023 20 A 1 1.68 0 1 20 A Spare 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: MDP1 Wires: 4

Mounting: Surface Phases: 3

Location: AUTO/DIESEL SHOP B023 Volts: 480/277 3PH Mains Rating: 125 A

Panel: LB2 New Panel

REVISIONS

No. Description Date

83 1.2 1.4 84

81 1.2 1.4 82

79

OC-OHB4 20 A 3

1.2 1.4

3 20 A ITEM 127 (GFCI)

80

77 1.2 1.4 78

75 1.2 1.4 76

73

OC-OHB3 20 A 3

1.2 1.4

3 20 A ITEM 86 (GFCI)

74

71 1.2 1.4 72

69 1.2 1.4 70

67

OC-OHB2 20 A 3

1.2 1.4

3 20 A ITEM 84 (GFCI)

68

65 3.6 1.4 66

63 3.6 1.4 64

61

ITEM 79  (GFCI) 40 A 3

3.6 1.4

3 20 A ITEM 155 (GFCI)

62

59 1.83 1.42 60

57 1.83 1.42 58

55

ITEM 6 (GFCI) 20 A 3

1.83 1.42

3 20 A ITEM 150 (GFCI)

56

53 0.42 1.73 54

51 0.42 1.73 52

49

HVAC CAFE B192 20 A 3

0.42 1.73

3 20 A ITEM 4 (GFCI)

50

47 RECEPTACLE 20 A 1 0.18 2.79 48

45 2.79
2 20 A ITEM 78 (GFCI)

46

43 RECEPTACLE CAFE B192 20 A 1 0.36 1.46 44

41 POWER OFFICE B187 20 A 1 1.08 1.46
2 20 A ITEM 3 (GFCI)

42

39 RECEPTACLE 20 A 1 0.18 0.15 40

37 REFRIGERATOR 20 A 1 0.82 0.15
2 20 A ITEM 5 (GFCI)

38

35 RECEPTACLE 20 A 1 0.72 0.15 36

33 RECEPTACLE CAFE-1 B192-1 20 A 1 1.08 0.15
2 20 A ITEM 5 (GFCI)

34

31 POWER CAFE-1 B192-1 20 A 1 0.54 0.21 32

29 RECEPTACLE CULINARY ARTS KITCHEN B194 20 A 1 0.36 0.21
2 20 A ITEM 85 (GFCI)

30

27 OFFICE B195 20 A 1 1.08 0.21 28

25 RECEPTACLE SERVING B182 20 A 1 0.72 0.21
2 20 A ITEM 126 (GFCI)

26

23 0.21 24

21 DEF-2 20 A 1 0.7 0.21
2 20 A ITEM 80 (GFCI)

22

19 DEF-1 20 A 1 0.7 0 1 20 A Spare 20

17 EF-9 20 A 1 0.7 0 1 20 A Spare 18

15 EF-8 20 A 1 0.7 0.96 1 20 A ITEM 77 (GFCI) 16

13 RECEPTACLE CAFETERIA-2 B181-2 20 A 1 0.18 1.8 1 20 A ITEM 77C (GFCI) 14

11 RECEPTACLE CAFE-1 B192-1 20 A 1 0.18 2.3 1 20 A ITEM 77A (GFCI) 12

9 RECEPTACLE CAFETERIA-2 B181-2 20 A 1 0.18 1.8 1 20 A ITEM 3A (GFCI) 10

7 ASFs 20 A 1 0.23 0.96 1 20 A ITEM 158 (GFCI) 8

5 POWER CAFETERIA-2 B181-2 20 A 1 1 2.3 1 20 A ITEM 77B (GFCI) 6

3 POWER 20 A 1 0 1.8 1 20 A ITEM 2B (GFCI) 4

1 POWER CAFETERIA-2 B181-2 20 A 1 0.5 1.8 1 20 A ITEM 2A (GFCI) 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

ALL CIRCUIT BREAKERS IN PANEL UNDER 100A TO BE GFCI TYPE

Fed From: DSP13 Wires: 4

Mounting: Surface Phases: 3

Location: KITCHEN B184 Volts: 120/208 3PH Mains Rating: 225 A

Panel: KPSC New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Spare 20 A 1 0 0 1 20 A Spare 16

13 Spare 20 A 1 0 0 1 20 A Spare 14

11 Spare 20 A 1 0 0 1 20 A Spare 12

9 Spare 20 A 1 0 0 1 20 A Spare 10

7 Spare 20 A 1 0 0 1 20 A Spare 8

5 Spare 20 A 1 0 0 1 20 A Spare 6

3 Lighting A141, A142, A143, A144 20 A 1 1.28 0.95 1 20 A Lighting STEP 1 A161 4

1 Lighting A146, A147, A148, A149 20 A 1 0.96 0.81 1 20 A Lighting A140, A150, A160 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DH11 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC A154 Volts: 480/277 3PH Mains Rating: 125 A

Panel: L11 New Panel

83 Spare 20 A 1 0 0 1 20 A Spare 84

81 Spare 20 A 1 0 0 1 20 A Spare 82

79 0 1 20 A Spare 80

77 Spare 20 A 1 0 0 1 20 A Spare 78

75 Spare 20 A 1 0 0.4 76

73 Spare 20 A 1 0 0.4 74

71 Spare 20 A 1 0 0.4

3 20 A ITEM 8 (GFCI)

72

69 Spare 20 A 1 0 0.4 70

67 Spare 20 A 1 0 0.4 68

65 Spare 20 A 1 0 0.4

3 20 A ITEM 10 (GFCI)

66

63 Spare 20 A 1 0 2.2 64

61 RECEPTACLE JAN B188 20 A 1 0.18 2.2
2 30 A ITEM 117 (GFCI)

62

59 ITEM 109 (GFCI) 20 A 1 1.8 2.08 60

57 ITEM 109 (GFCI) 20 A 1 1.8 2.08
2 30 A ITEM 129 (GFCI)

58

55 ITEM 109 (GFCI) 20 A 1 1.8 1.56 56

53 ITEM 109 (GFCI) 20 A 1 1.8 1.56
2 20 A ITEM 106 (GFCI)

54

51 Spare 20 A 1 0 2.2 52

49 ITEM 117A (GFCI) 20 A 1 1.44 2.2
2 30 A ITEM 124 (GFCI)

50

47 ITEM 110A (GFCI) 20 A 1 1.44 1.89 48

45 ITEM 107 (GFCI) 20 A 1 1.8 1.89
2 30 A ITEM 19 (GFCI)

46

43 ITEM 105 (GFCI) 20 A 1 1.25 2.2 44

41 ITEM 111A (GFCI) 20 A 1 1.44 2.2
2 30 A ITEM 111 (GFCI)

42

39 ITEM 139 (GFCI) 20 A 1 0.72 2.08 40

37 ITEM 141 (GFCI) 20 A 1 2.02 2.08
2 30 A ITEM 128 (GFCI)

38

35 2.2 36

33 ITEM 136 (GFCI) 20 A 1 0.72 2.2
2 30 A ITEM 110 (GFCI)

34

31 ITEM 134 (GFCI) 20 A 1 0.72 32

29 ITEM 131 (GFCI) 20 A 1 2.02 2.02 1 20 A ITEM 133 (GFCI) 30

27 ITEM E36 (GFCI) 20 A 1 0.12 0.72 1 20 A ITEM 145 (GFCI) 28

25 ITEM 113 (GFCI) 20 A 1 1.8 0.24 1 20 A ITEMS E113, E107 (GFCI) 26

23 Spare 20 A 1 0 0.94 1 20 A ITEM 112 (GFCI) 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 ITEM 109 (GFCI) 20 A 1 1.8 0 1 20 A Spare 18

15 ITEM 109 (GFCI) 20 A 1 1.8 2.02 1 20 A ITEM 132 (GFCI) 16

13 ITEM 109 (GFCI) 20 A 1 1.8 1.8 1 20 A ITEM 36B (GFCI) 14

11 ITEM 109 (GFCI) 20 A 1 1.8 1.2 1 20 A ITEM 21 (GFCI) 12

9 ITEM 26 (GFCI) 20 A 1 1.8 1.44 1 20 A ITEM 124A (GFCI) 10

7 ITEM 28 (GFCI) 20 A 1 1.8 8

5 ITEM E107, 109 (GFCI) 20 A 1 1.92 1.8 1 20 A ITEM 30B (GFCI) 6

3 ITEM 109 (GFCI) 20 A 1 3.6 0 1 20 A KITCHEN EQUIPMENT 4

1 ITEM 30A (GFCI) 20 A 1 1.8 1.8 1 20 A ITEM 36A (GFCI) 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

ALL CIRCUIT BREAKERS IN PANEL UNDER 100A TO BE GFCI TYPE

Fed From: DSP13 Wires: 4

Mounting: Recessed Phases: 3

Location: KITCHEN B184 Volts: 120/208 3PH Mains Rating: 225 A

Panel: KPSB New Panel
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REVISIONS

No. Description Date

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 0 1 20 A Spare 50

47 Spare 20 A 1 0 0 1 20 A Spare 48

45 Spare 20 A 1 0 0 1 20 A Spare 46

43 Spare 20 A 1 0 0 1 20 A Spare 44

41 SPEECH REINFORCEMENT SPEAKERS 20 A 1 3.36 0 1 20 A Spare 42

39 SPEECH REINFORCEMENT SPEAKERS 20 A 1 2.4 0.18 1 20 A RECEPTACLE RESOURCE/ INCLUSION A141 40

37 RECEPTACLE CLASSROOM A149 20 A 1 0.18 0.18 1 20 A RECEPTACLE RESOURCE/ INCLUSION A141 38

35 RECEPTACLE CLASSROOM A149 20 A 1 0.18 1.8 1 20 A POWER RESOURCE/ INCLUSION A141 36

33 POWER CLASSROOM A149 20 A 1 1.62 0.9 1 20 A RECEPTACLE RESOURCE/ INCLUSION A141 34

31 RECEPTACLE CLASSROOM A149 20 A 1 0.72 0.54 1 20 A RECEPTACLE RESOURCE/ INCLUSION A141 32

29 RECEPTACLE CLASSROOM A149 20 A 1 0.54 0.18 1 20 A RECEPTACLE CLASSROOM A142 30

27 RECEPTACLE CLASSROOM A148 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A142 28

25 RECEPTACLE CLASSROOM A148 20 A 1 0.18 1.8 1 20 A CLASSROOM A142 26

23 RECEPTACLE CLASSROOM A148 20 A 1 1.62 0.72 1 20 A RECEPTACLE CLASSROOM A142 24

21 RECEPTACLE CLASSROOM A148 20 A 1 0.72 0.54 1 20 A RECEPTACLE CLASSROOM A142 22

19 RECEPTACLE CLASSROOM A148 20 A 1 0.54 0.18 1 20 A RECEPTACLE CLASSROOM A143 20

17 RECEPTACLE CLASSROOM A147 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A143 18

15 RECEPTACLE CLASSROOM A147 20 A 1 0.18 1.8 1 20 A CLASSROOM A143 16

13 RECEPTACLE CLASSROOM A147 20 A 1 1.62 0.72 1 20 A RECEPTACLE CLASSROOM A143 14

11 RECEPTACLE CLASSROOM A147 20 A 1 0.72 0.54 1 20 A RECEPTACLE CLASSROOM A143 12

9 RECEPTACLE CLASSROOM A147 20 A 1 0.54 0.18 1 20 A RECEPTACLE CLASSROOM A144 10

7 RECEPTACLE CLASSROOM A146 20 A 1 0.72 0.18 1 20 A RECEPTACLE CLASSROOM A144 8

5 RECEPTACLE CLASSROOM A146 20 A 1 0.18 1.8 1 20 A RECEPTACLE CLASSROOM A144 6

3 RECEPTACLE CLASSROOM A146 20 A 1 0.72 0.72 1 20 A RECEPTACLE CLASSROOM A144 4

1 RECEPTACLE CLASSROOM A146 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A144 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP11 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC A154 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P11A New Panel

53 RECEPTACLE STAIR #A3 SA3.1 20 A 1 0.54 0 1 20 A Spare 54

51 RECEPTACLE COMPUTER A155 20 A 1 0.18 0 1 20 A Spare 52

49 RECEPTACLE COMPUTER A155 20 A 1 0.18 0 1 20 A Spare 50

47 RECEPTACLE COMPUTER A155 20 A 1 0.18 0 1 20 A Spare 48

45 RECEPTACLE COMPUTER A155 20 A 1 0.18 0 1 20 A Spare 46

43 RECEPTACLE COMPUTER A155 20 A 1 0.36 0 1 20 A Spare 44

41 RECEPTACLE COMPUTER A155 20 A 1 0.36 0 1 20 A Spare 42

39 RECEPTACLE COMPUTER A155 20 A 1 0.36 0 1 20 A Spare 40

37 RECEPTACLE COMPUTER A155 20 A 1 0.36 0 1 20 A Spare 38

35 RECEPTACLE COMPUTER A155 20 A 1 0.36 0 1 20 A Spare 36

33 RECEPTACLE COMPUTER A155 20 A 1 0.36 1.62 1 20 A RECEPTACLE CLASSROOM A146 34

31 RECEPTACLE COMPUTER A155 20 A 1 0.36 0.18 1 20 A RECEPTACLE CLASSROOM A166 32

29 RECEPTACLE COMPUTER A155 20 A 1 0.36 0.18 1 20 A RECEPTACLE CLASSROOM A166 30

27 RECEPTACLE COMPUTER A155 20 A 1 0.18 1.62 1 20 A RECEPTACLE CLASSROOM A166 28

25 RECEPTACLE COMPUTER A155 20 A 1 0.9 0.72 1 20 A RECEPTACLE CLASSROOM A166 26

23 RECEPTACLE COMPUTER A155 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A166 24

21 RECEPTACLE COMPUTER A155 20 A 1 0.54 0.18 1 20 A RECEPTACLE JAN. A164 22

19 RECEPTACLE PLANNING A151 20 A 1 0.72 0.54 1 20 A RECEPTACLE JAN. A164 20

17 RECEPTACLE PLANNING A151 20 A 1 0.72 1.08 1 20 A RECEPTACLE STEP CL. A162 18

15 RECEPTACLE PLANNING A151 20 A 1 0.54 0.36 1 20 A RECEPTACLE STEP 1 A161 16

13 MICROWAVE PLANNING A151 20 A 1 1.44 0.72 1 20 A RECEPTACLE STEP 1 A161 14

11 RECEPTACLE PLANNING A151 20 A 1 0.18 0.36 1 20 A RECEPTACLE STEP 1 A161 12

9 RECEPTACLE CORRIDOR A140 20 A 1 0.72 0.18 1 20 A RECEPTACLE STEP 1 A161 10

7 RECEPTACLE CORRIDOR A160 20 A 1 1.08 0.18 1 20 A RECEPTACLE STEP 1 A161 8

5 RECEPTACLE COMMON A145 20 A 1 0.36 1.26 1 20 A RECEPTACLE STEP 1 A161 6

3 RECEPTACLE COMMON A145 20 A 1 1.08 0.54 1 20 A FLOOR BOX STEP 1 A161 4

1 RECEPTACLE COMMON A145 20 A 1 0.54 0.54 1 20 A RECEPTACLE STEP 1 A161 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP11 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC A154 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P11B New Panel

53 RECEPTACLE CLASSROOM A170 20 A 1 0.18 0 1 20 A Spare 54

51 RECEPTACLE CLASSROOM A170 20 A 1 0.18 0 1 20 A Spare 52

49 RECEPTACLE CLASSROOM A170 20 A 1 1.44 0 1 20 A Spare 50

47 RECEPTACLE CLASSROOM A170 20 A 1 0.72 0 1 20 A Spare 48

45 RECEPTACLE CLASSROOM A170 20 A 1 0.54 0 1 20 A Spare 46

43 SPEECH REINFORCEMENT SPEAKERS 20 A 1 3.84 0 1 20 A Spare 44

41 SPEECH REINFORCEMENT SPEAKERS 20 A 1 2.88 1.44 1 20 A COFFEE MAKER AP A321 42

39 RECEPTACLE CLASSROOM A129 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A121 40

37 RECEPTACLE CLASSROOM A129 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A121 38

35 RECEPTACLE CLASSROOM A129 20 A 1 1.44 1.44 1 20 A RECEPTACLE CLASSROOM A121 36

33 RECEPTACLE CLASSROOM A129 20 A 1 0.72 0.72 1 20 A RECEPTACLE CLASSROOM A121 34

31 RECEPTACLE CLASSROOM A129 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A121 32

29 RECEPTACLE CLASSROOM A128 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A122 30

27 RECEPTACLE CLASSROOM A128 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A122 28

25 RECEPTACLE CLASSROOM A128 20 A 1 1.44 1.44 1 20 A RECEPTACLE CLASSROOM A122 26

23 RECEPTACLE CLASSROOM A128 20 A 1 0.72 0.72 1 20 A RECEPTACLE CLASSROOM A122 24

21 RECEPTACLE CLASSROOM A128 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A122 22

19 RECEPTACLE CLASSROOM A127 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A123 20

17 RECEPTACLE CLASSROOM A127 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A123 18

15 RECEPTACLE CLASSROOM A127 20 A 1 1.44 1.44 1 20 A RECEPTACLE CLASSROOM A123 16

13 RECEPTACLE CLASSROOM A127 20 A 1 0.72 0.72 1 20 A RECEPTACLE CLASSROOM A123 14

11 RECEPTACLE CLASSROOM A127 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A123 12

9 RECEPTACLE CLASSROOM A126 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A124 10

7 RECEPTACLE CLASSROOM A126 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A124 8

5 RECEPTACLE CLASSROOM A126 20 A 1 1.44 1.44 1 20 A RECEPTACLE CLASSROOM A124 6

3 RECEPTACLE CLASSROOM A126 20 A 1 0.72 0.72 1 20 A RECEPTACLE CLASSROOM A124 4

1 RECEPTACLE CLASSROOM A126 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A124 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP12 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC A133 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P12A New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 RECEPTACLE STAIR #A2 SA2.1 20 A 1 0.72 0 1 20 A Spare 52

49 RECEPTACLE CLASSROOM A171 20 A 1 0.18 0 1 20 A Spare 50

47 RECEPTACLE CLASSROOM A171 20 A 1 0.18 0 1 20 A Spare 48

45 RECEPTACLE CLASSROOM A171 20 A 1 1.62 0 1 20 A Spare 46

43 RECEPTACLE CLASSROOM A171 20 A 1 0.72 0 1 20 A Spare 44

41 RECEPTACLE CLASSROOM A171 20 A 1 0.54 0 1 20 A Spare 42

39 RECEPTACLE PLANNING A173 20 A 1 0.18 0.18 1 20 A RECEPTACLE SPEECH A176 40

37 MICROWAVE PLANNING A173 20 A 1 1.44 0.18 1 20 A RECEPTACLE SPEECH A176 38

35 RECEPTACLE PLANNING A173 20 A 1 0.72 1.62 1 20 A RECEPTACLE SPEECH A176 36

33 RECEPTACLE PLANNING A173 20 A 1 0.72 0.72 1 20 A RECEPTACLE SPEECH A176 34

31 RECEPTACLE PLANNING A173 20 A 1 1.44 0.18 1 20 A RECEPTACLE LANGUAGE LAB A135 32

29 RECEPTACLE CLASSROOM A172 20 A 1 0.18 0.18 1 20 A RECEPTACLE LANGUAGE LAB A135 30

27 RECEPTACLE CLASSROOM A172 20 A 1 0.18 0.18 1 20 A RECEPTACLE LANGUAGE LAB A135 28

25 RECEPTACLE CLASSROOM A172 20 A 1 1.62 0.18 1 20 A RECEPTACLE LANGUAGE LAB A135 26

23 RECEPTACLE CLASSROOM A172 20 A 1 0.72 0.36 1 20 A RECEPTACLE LANGUAGE LAB A135 24

21 RECEPTACLE CLASSROOM A172 20 A 1 0.54 0.54 1 20 A RECEPTACLE LANGUAGE LAB A135 22

19 RECEPTACLE PLANNING A131 20 A 1 0.72 0.36 1 20 A RECEPTACLE LANGUAGE LAB A135 20

17 RECEPTACLE PLANNING A131 20 A 1 0.72 0.36 1 20 A RECEPTACLE LANGUAGE LAB A135 18

15 RECEPTACLE PLANNING A131 20 A 1 0.54 0.36 1 20 A RECEPTACLE LANGUAGE LAB A135 16

13 MICROWAVE PLANNING A131 20 A 1 1.44 0.36 1 20 A RECEPTACLE LANGUAGE LAB A135 14

11 RECEPTACLE PLANNING A131 20 A 1 0.18 0.36 1 20 A RECEPTACLE LANGUAGE LAB A135 12

9 RECEPTACLE CORRIDOR A120 20 A 1 1.26 0.36 1 20 A RECEPTACLE LANGUAGE LAB A135 10

7 RECEPTACLE CORRIDOR A130 20 A 1 1.44 0.18 1 20 A RECEPTACLE LANGUAGE LAB A135 8

5 RECEPTACLE COMMON A125 20 A 1 0.36 0.72 1 20 A RECEPTACLE LANGUAGE LAB A135 6

3 RECEPTACLE COMMON A125 20 A 1 1.08 0.18 1 20 A RECEPTACLE LANGUAGE LAB A135 4

1 RECEPTACLE COMMON A125 20 A 1 0.54 0.54 1 20 A RECEPTACLE LANGUAGE LAB A135 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP12 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC A133 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P12B New Panel

53 Spare (GFCI) 20 A 1 0 0 1 20 A Spare 54

51 Spare (GFCI) 20 A 1 0 0 1 20 A Spare 52

49 RECEPTACLE STAIR #A1 SA1.1 20 A 1 0.54 0 1 20 A Spare 50

47 Spare 20 A 1 0 0 1 20 A Spare 48

45 Spare 20 A 1 0 0 1 20 A Spare 46

43 Spare 20 A 1 0 0 1 20 A Spare 44

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0.9 1 20 A RECEPTACLE AP A101.2 38

35 Spare 20 A 1 0 0.9 1 20 A RECEPTACLE ADJ. COUNS. A101.1 36

33 Spare 20 A 1 0 0.18 1 20 A RECEPTACLE AP A101 34

31 Spare 20 A 1 0 0.72 1 20 A RECEPTACLE AP A101 32

29 Lighting CAFE B192 20 A 1 1.2 0.18 1 20 A RECEPTACLE CLASSROOM A102 30

27 RECEPTACLE CORRIDOR A160 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A102 28

25 SPEECH REINFORCEMENT SPEAKERS 20 A 1 0 1.8 1 20 A RECEPTACLE CLASSROOM A102 26

23 SPEECH REINFORCEMENT SPEAKERS 20 A 1 0.96 0.72 1 20 A RECEPTACLE CLASSROOM A102 24

21 COFFEE MAKER AP A101 20 A 1 1.44 0.54 1 20 A RECEPTACLE CLASSROOM A102 22

19 RECEPTACLE CLASSROOM A109 20 A 1 0.18 0.18 1 20 A RECEPTACLE SPED INCLUSION A103 20

17 RECEPTACLE CLASSROOM A109 20 A 1 0.18 0.18 1 20 A RECEPTACLE SPED INCLUSION A103 18

15 RECEPTACLE CLASSROOM A109 20 A 1 1.98 1.8 1 20 A RECEPTACLE SPED INCLUSION A103 16

13 RECEPTACLE CLASSROOM A109 20 A 1 0.72 0.72 1 20 A RECEPTACLE SPED INCLUSION A103 14

11 RECEPTACLE CLASSROOM A109 20 A 1 0.54 0.54 1 20 A RECEPTACLE SPED INCLUSION A103 12

9 RECEPTACLE CLASSROOM A106 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A104 10

7 RECEPTACLE CLASSROOM A106 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A104 8

5 RECEPTACLE CLASSROOM A106 20 A 1 1.8 1.8 1 20 A RECEPTACLE CLASSROOM A104 6

3 RECEPTACLE CLASSROOM A106 20 A 1 0.72 0.72 1 20 A RECEPTACLE CLASSROOM A104 4

1 RECEPTACLE CLASSROOM A106 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A104 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP13 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A113 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P13A New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 0 1 20 A Spare 50

47 Spare 20 A 1 0 0 1 20 A Spare 48

45 Spare 20 A 1 0 0 1 20 A Spare 46

43 Spare 20 A 1 0 0 1 20 A Spare 44

41 0 1 20 A Spare 42

39 DOOR CONTROL RECEIVING B180.1 20 A 1 0.6 0 1 20 A Spare 40

37 0 1 20 A Spare 38

35 WASHER LAUNDRY A190 20 A 1 1.8 0 1 20 A Spare 36

33 RECEPTACLE LAUNDRY A190 20 A 1 0.18 0 1 20 A Spare 34

31 RECEPTACLE CORRIDOR B180 20 A 1 1.08 0 1 20 A Spare 32

29 RECEPTACLE KITCHEN WOMEN A188 20 A 1 0.36 0 1 20 A Spare 30

27 RECEPTACLE CUSTODIAN A185 20 A 1 1.08 0 1 20 A Spare 28

25 RECEPTACLE 20 A 1 1.8 0 1 20 A Spare 26

23 RECEPTACLE CORRIDOR B170 20 A 1 0.54 2.08 24

21 RECEPTACLE  A180, A181, A182 20 A 1 0.54 2.08
2 30 A DRYER LAUNDRY A190

22

19 RECEPTACLE PLANNING A111 20 A 1 0.72 0.18 1 20 A RECEPTACLE RELATED CLASSROOM B191 20

17 RECEPTACLE PLANNING A111 20 A 1 0.72 0.18 1 20 A RECEPTACLE RELATED CLASSROOM B191 18

15 RECEPTACLE PLANNING A111 20 A 1 0.54 1.08 1 20 A RECEPTACLE RELATED CLASSROOM B191 16

13 MICROWAVE PLANNING A111 20 A 1 1.44 0.72 1 20 A RECEPTACLE RELATED CLASSROOM B191 14

11 RECEPTACLE PLANNING A111 20 A 1 0.18 0.54 1 20 A RECEPTACLE RELATED CLASSROOM B191 12

9 RECEPTACLE CORRIDOR A100 20 A 1 1.26 0.18 1 20 A RECEPTACLE CLASSROOM A177 10

7 RECEPTACLE CORRIDOR A110 20 A 1 1.26 0.18 1 20 A RECEPTACLE CLASSROOM A177 8

5 RECEPTACLE COMMON A105 20 A 1 0.36 1.62 1 20 A RECEPTACLE CLASSROOM A177 6

3 RECEPTACLE COMMON A105 20 A 1 1.08 0.72 1 20 A RECEPTACLE CLASSROOM A177 4

1 RECEPTACLE COMMON A105 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A177 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP13 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A113 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P13B New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 1.08 1 20 A RECEPTACLE SCIENCE LAB A107 50

47 Spare 20 A 1 0 0.54 1 20 A POWER SCIENCE LAB A107 48

45 FUME HOOD PREP A108 20 A 1 1.2 1.44 1 20 A GOGGLE CABINET SCIENCE LAB A107 46

43 ICE MAKER PREP A108 20 A 1 0.84 0.18 1 20 A RECEPTACLE SCIENCE LAB A107 44

41 GLASS WASHER PREP A108 20 A 1 1.92 0.18 1 20 A RECEPTACLE SCIENCE LAB A107 42

39 RECEPTACLE PREP A108 20 A 1 0.54 0.36 1 20 A RECEPTACLE SCIENCE LAB A107 40

37 RECEPTACLE PREP A108 20 A 1 0.36 0.54 1 20 A RECEPTACLE SCIENCE LAB A107 38

35 1.2 1.2 36

33
RECEPTACLE SCIENCE LAB A107 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A107

34

31 1.2 1.2 32

29
RECEPTACLE SCIENCE LAB A107 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A107

30

27 1.2 1.2 28

25
RECEPTACLE SCIENCE LAB A107 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A107

26

23 1.2 1.2 24

21
RECEPTACLE SCIENCE LAB A107 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A107

22

19 1.2 1.2 20

17
RECEPTACLE SCIENCE LAB A107 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A107

18

15 1.2 1.2 16

13
RECEPTACLE SCIENCE LAB A107 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A107

14

11 1.2 1.2 12

9
RECEPTACLE SCIENCE LAB A107 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A107

10

7 1.2 1.2 8

5
RECEPTACLE SCIENCE LAB A107 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A107

6

3 1.2 1.2 4

1
RECEPTACLE SCIENCE LAB A107 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A107

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP13 Wires: 4

Mounting: Recessed Phases: 3

Location: PREP A108 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P13C New Panel

53 POWER 20 A 1 0.72 0 1 20 A Spare 54

51 Spare 20 A 1 0 0.18 1 20 A RECEPTACLE LOWER AUDITORIUM B175 52

49 Spare 20 A 1 0 2 1 20 A POWER CHORUS B153 50

47 RECEPTACLE 20 A 1 0.18 1.5 1 20 A POWER BAND B154 48

45 RECEPTACLE LOWER AUDITORIUM B175 20 A 1 0.36 1.5 1 20 A POWER BAND B154 46

43 POWER AUDITORIUM STORAGE B178.2 20 A 1 0.5 1.5 1 20 A POWER PIANO LAB B156 44

41 POWER FOR HAND DRYER MEN B174 20 A 1 0.5 1 1 20 A POWER PIANO LAB B156 42

39 POWER FOR HAND DRYER MEN B174 20 A 1 0.5 0.5 1 20 A POWER FOR HAND DRYER WOMEN B172 40

37 RECEPTACLE CORRIDOR B175.2 20 A 1 2.16 0.5 1 20 A POWER FOR HAND DRYER WOMEN B172 38

35 RECEPTACLE CORRIDOR B175.1 20 A 1 1.26 0.36 1 20 A RECEPTACLE WOMEN B172 36

33 RECEPTACLE MEN B174 20 A 1 0.54 2.34 1 20 A RECEPTACLE CORRIDOR B150 34

31 DRINKING FOUNTAIN B150 (GFCI) 20 A 1 1.2 0.9 1 20 A RECEPTACLE ENSEMBLE B157 32

29 RECEPTACLE CHORUS-1 B153-1 20 A 1 0.18 0.9 1 20 A RECEPTACLE ENSEMBLE B158 30

27 RECEPTACLE CHORUS-1 B153-1 20 A 1 0.9 0.9 1 20 A RECEPTACLE 28

25 RECEPTACLE CHORUS-1 B153-1 20 A 1 0.54 1.08 1 20 A RECEPTACLE SECURITY OFFICE B171 26

23 RECEPTACLE CHORUS-1 B153-1 20 A 1 0.54 1.08 1 20 A RECEPTACLE CORR. B160 24

21 RECEPTACLE BAND B154 20 A 1 0.18 0.54 1 20 A RECEPTACLE PRACTICE B159 22

19 RECEPTACLE BAND B154 20 A 1 1.62 0.54 1 20 A RECEPTACLE PRACTICE B161 20

17 RECEPTACLE BAND B154 20 A 1 0.54 0.54 1 20 A RECEPTACLE PRACTICE B162 18

15 RECEPTACLE BAND B154 20 A 1 0.72 0.54 1 20 A RECEPTACLE PRACTICE B163 16

13 RECEPTACLE BAND B154 20 A 1 0.54 0.54 1 20 A RECEPTACLE PRACTICE B164 14

11 POWER PIANO LAB B156 20 A 1 0.48 0.54 1 20 A RECEPTACLE PRACTICE B165 12

9 RECEPTACLE PIANO LAB B156 20 A 1 0.18 0.18 1 20 A RECEPTACLE JAN B166 10

7 RECEPTACLE PIANO LAB B156 20 A 1 0.18 0.18 1 20 A RECEPTACLE TLT B167 8

5 RECEPTACLE PIANO LAB B156 20 A 1 0.9 1.26 1 20 A RECEPTACLE THEATER CLASSROOM B168 6

3 RECEPTACLE PIANO LAB B156 20 A 1 0.72 0.36 1 20 A RECEPTACLE THEATER CLASSROOM B168 4

1 RECEPTACLE PIANO LAB B156 20 A 1 0.54 0.54 1 20 A RECEPTACLE THEATER CLASSROOM B168 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP14 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. B179.1 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P14A New Panel

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 Lighting 20 A 1 0 0 1 20 A Spare 16

13 Lighting CORRIDOR B110 20 A 1 0.77 0 1 20 A Spare 14

11 Lighting MAIN LOBBY B100 20 A 1 0.54 1.6 1 20 A Lighting GYMNASIUM-1 B139-1 12

9 Lighting 20 A 1 0.67 1.6 1 20 A Lighting GYMNASIUM-1 B139-1 10

7 Lighting 20 A 1 1.24 1.6 1 20 A Lighting GYMNASIUM-1 B139-1 8

5 Lighting 20 A 1 0.17 1.34 1 20 A Lighting ART B202 6

3 Lighting 20 A 1 1.39 1.17 1 20 A Lighting ART B204 4

1 Lighting 20 A 1 1.84 1.13 1 20 A Lighting 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DSH15 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC B112 Volts: 480/277 3PH Mains Rating: 125 A

Panel: LS15 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 Lighting 20 A 1 3.1 0 1 20 A Spare 30

27 Lighting CORRIDOR B040 20 A 1 0.25 0 1 20 A Spare 28

25 Lighting 20 A 1 0.5 0 1 20 A Spare 26

23 Lighting RELATED CLASSROOM B021 20 A 1 1.55 0 1 20 A Spare 24

21 Lighting 20 A 1 0.68 0 1 20 A Spare 22

19 Lighting 20 A 1 0 0 1 20 A Spare 20

17 Lighting 20 A 1 0 0 1 20 A Spare 18

15 Lighting 20 A 1 0 0 1 20 A Spare 16

13 Lighting 20 A 1 0 0 1 20 A Spare 14

11 Lighting 20 A 1 0 0 1 20 A Spare 12

9 Lighting 20 A 1 0 0 1 20 A Spare 10

7 Lighting 20 A 1 0 0 1 20 A Spare 8

5 Lighting 20 A 1 0 0 6

3 Lighting 20 A 1 0 0
2 20 A Scoreboard

4

1 Lighting 20 A 1 2.02 0.21 1 20 A Lighting 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: SDL1 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC B006 Volts: 480/277 3PH Mains Rating: 125 A

Panel: LSB1 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 Spare 20 A 1 0 0 1 20 A Spare 18

15 RECEPTACLE UPPER AUDITORIUM B275 20 A 1 0.72 0 1 20 A Spare 16

13 RECEPTACLE UPPER AUDITORIUM B275 20 A 1 0.54 0.18 1 20 A RECEPTACLE UPPER AUDITORIUM B275 14

11 RECEPTACLE UPPER LOBBY B200 20 A 1 0.18 0.18 1 20 A RECEPTACLE UPPER AUDITORIUM B275 12

9 RECEPTACLE UPPER LOBBY B200 20 A 1 0.18 1.04 1 20 A RECEPTACLE ELEC. B179.1 10

7 RECEPTACLE CONTROL BOOTH B272 20 A 1 0.54 0.18 1 20 A RECEPTACLE UPPER AUDITORIUM B275 8

5 RECEPTACLE ELEC. / AV-2 B160.2-2 20 A 1 0.18 0.18 1 20 A RECEPTACLE UPPER AUDITORIUM B275 6

3 RECEPTACLE CONTROL BOOTH B272 20 A 1 0.36 0.18 1 20 A RECEPTACLE 4

1 RECEPTACLE CONTROL BOOTH B272 20 A 1 0.36 0.18 1 20 A RECEPTACLE ELEC. / AV-2 B160.2-2 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DP14 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. B179.1 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P14B New Panel
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Panel Schedules

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 1.44 1 20 A APPLIANCE SCIENCE LAB A270 50

47 1.2 0.36 1 20 A RECEPTACLE PREP A269 48

45
RECEPTACLE SCIENCE LAB A270 20 A 2

1.2 1.92 1 20 A GLASS WASHER PREP A269 46

43 1.2 1.2 1 20 A FUME HOOD PREP A269 44

41
RECEPTACLE SCIENCE LAB A270 20 A 2

1.2 1.08 1 20 A RECEPTACLE SCIENCE LAB A270 42

39 1.2 0.18 1 20 A RECEPTACLE SCIENCE LAB A270 40

37
RECEPTACLE SCIENCE LAB A270 20 A 2

1.2 0.18 1 20 A RECEPTACLE SCIENCE LAB A270 38

35 1.2 0.54 1 20 A RECEPTACLE SCIENCE LAB A270 36

33
RECEPTACLE SCIENCE LAB A270 20 A 2

1.2 0.54 1 20 A RECEPTACLE SCIENCE LAB A270 34

31 1.2 1.2 32

29
RECEPTACLE SCIENCE LAB A270 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A270

30

27 1.2 1.2 28

25
RECEPTACLE SCIENCE LAB A270 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A270

26

23 1.2 1.2 24

21
RECEPTACLE SCIENCE LAB A270 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A270

22

19 1.2 1.2 20

17
RECEPTACLE SCIENCE LAB A270 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A270

18

15 1.2 1.2 16

13
RECEPTACLE SCIENCE LAB A270 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A270

14

11 1.2 1.2 12

9
RECEPTACLE SCIENCE LAB A270 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A270

10

7 1.2 1.2 8

5
RECEPTACLE SCIENCE LAB A270 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A270

6

3 1.2 1.2 4

1
RECEPTACLE SCIENCE LAB A270 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A270

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP21 Wires: 4

Mounting: Recessed Phases: 3

Location: PREP A269 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P21D New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 0 1 20 A Spare 50

47 Spare 20 A 1 0 0 1 20 A Spare 48

45 Spare 20 A 1 0 0 1 20 A Spare 46

43 Spare (GFCI) 20 A 1 0 0 1 20 A Spare 44

41 Spare (GFCI) 20 A 1 0 0 1 20 A Spare 42

39 RECEPTACLE SPED RESOURCE A229 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A221 40

37 RECEPTACLE SPED RESOURCE A229 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A221 38

35 RECEPTACLE SPED RESOURCE A229 20 A 1 1.44 1.8 1 20 A RECEPTACLE CLASSROOM A221 36

33 RECEPTACLE SPED RESOURCE A229 20 A 1 1.08 0.72 1 20 A RECEPTACLE CLASSROOM A221 34

31 RECEPTACLE SPED RESOURCE A229 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A221 32

29 RECEPTACLE CLASSROOM A228 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A222 30

27 RECEPTACLE CLASSROOM A228 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A222 28

25 RECEPTACLE CLASSROOM A228 20 A 1 1.62 1.98 1 20 A RECEPTACLE CLASSROOM A222 26

23 RECEPTACLE CLASSROOM A228 20 A 1 0.72 0.72 1 20 A RECEPTACLE CLASSROOM A222 24

21 RECEPTACLE CLASSROOM A228 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A222 22

19 RECEPTACLE CLASSROOM A227 20 A 1 0.18 0.18 1 20 A RECEPTACLE SPED INCLUSION A223 20

17 RECEPTACLE CLASSROOM A227 20 A 1 0.18 0.18 1 20 A RECEPTACLE SPED INCLUSION A223 18

15 RECEPTACLE CLASSROOM A227 20 A 1 1.62 1.8 1 20 A RECEPTACLE SPED INCLUSION A223 16

13 RECEPTACLE CLASSROOM A227 20 A 1 0.72 1.08 1 20 A RECEPTACLE SPED INCLUSION A223 14

11 RECEPTACLE CLASSROOM A227 20 A 1 0.54 0.54 1 20 A RECEPTACLE SPED INCLUSION A223 12

9 RECEPTACLE CLASSROOM A226 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A224 10

7 RECEPTACLE CLASSROOM A226 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A224 8

5 RECEPTACLE CLASSROOM A226 20 A 1 1.62 1.8 1 20 A RECEPTACLE CLASSROOM A224 6

3 RECEPTACLE CLASSROOM A226 20 A 1 0.72 0.72 1 20 A RECEPTACLE CLASSROOM A224 4

1 RECEPTACLE CLASSROOM A226 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A224 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP22 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. A233 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P22A New Panel

REVISIONS

No. Description Date

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 POWER 20 A 1 0.5 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 POWER SCIENCE LAB A275 20 A 1 0.48 0 1 20 A Spare 28

25 POWER CLASSROOM A221 20 A 1 2.4 1.08 1 20 A RECEPTACLE SCIENCE COMMON A235 26

23 POWER SCIENCE LAB A270 20 A 1 2.88 1.08 1 20 A RECEPTACLE SCIENCE COMMON A235 24

21 POWER SCIENCE LAB A271 20 A 1 0.48 1.08 1 20 A RECEPTACLE SCIENCE COMMON A235 22

19 RECEPTACLE PLANNING A231 20 A 1 0.72 1.08 1 20 A RECEPTACLE SCIENCE COMMON A235 20

17 RECEPTACLE PLANNING A231 20 A 1 0.72 1.08 1 20 A RECEPTACLE SCIENCE COMMON A235 18

15 RECEPTACLE PLANNING A231 20 A 1 0.54 1.08 1 20 A RECEPTACLE SCIENCE COMMON A235 16

13 MICROWAVE PLANNING A231 20 A 1 1.44 1.08 1 20 A RECEPTACLE SCIENCE COMMON A235 14

11 RECEPTACLE PLANNING A231 20 A 1 0.18 1.08 1 20 A RECEPTACLE SCIENCE COMMON A235 12

9 POWER COMMON A225 20 A 1 1.08 0.36 1 20 A RECEPTACLE SCIENCE COMMON A235 10

7 POWER COMMON A225 20 A 1 1.62 0.36 1 20 A RECEPTACLE SCIENCE COMMON A235 8

5 POWER COMMON A225 20 A 1 0.36 1.26 1 20 A RECEPTACLE SCIENCE COMMON A235 6

3 RECEPTACLE COMMON A225 20 A 1 1.08 0.72 1 20 A RECEPTACLE SCIENCE COMMON A235 4

1 RECEPTACLE COMMON A225 20 A 1 0.54 0.54 1 20 A RECEPTACLE SCIENCE COMMON A235 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DP22 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. A233 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P22B New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 0 1 20 A Spare 50

47 1.2 1.44 1 20 A APPLIANCE SCIENCE LAB A271 48

45
RECEPTACLE SCIENCE LAB A271 20 A 2

1.2 0.36 1 20 A RECEPTACLE PREP A272 46

43 1.2 1.2 1 20 A FUME HOOD PREP A272 44

41
RECEPTACLE SCIENCE LAB A271 20 A 2

1.2 1.08 1 20 A RECEPTACLE SCIENCE LAB A271 42

39 1.2 0.18 1 20 A RECEPTACLE SCIENCE LAB A271 40

37
RECEPTACLE SCIENCE LAB A271 20 A 2

1.2 0.18 1 20 A RECEPTACLE SCIENCE LAB A271 38

35 1.2 0.54 1 20 A RECEPTACLE SCIENCE LAB A271 36

33
RECEPTACLE SCIENCE LAB A271 20 A 2

1.2 0.54 1 20 A RECEPTACLE SCIENCE LAB A271 34

31 1.2 1.2 32

29
RECEPTACLE SCIENCE LAB A271 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A271

30

27 1.2 1.2 28

25
RECEPTACLE SCIENCE LAB A271 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A271

26

23 1.2 1.2 24

21
RECEPTACLE SCIENCE LAB A271 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A271

22

19 1.2 1.2 20

17
RECEPTACLE SCIENCE LAB A271 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A271

18

15 1.2 1.2 16

13
RECEPTACLE SCIENCE LAB A271 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A271

14

11 1.2 1.2 12

9
RECEPTACLE SCIENCE LAB A271 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A271

10

7 1.2 1.2 8

5
RECEPTACLE SCIENCE LAB A271 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A271

6

3 1.2 1.2 4

1
RECEPTACLE SCIENCE LAB A271 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A271

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP22 Wires: 4

Mounting: Recessed Phases: 3

Location: PREP A272 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P22C New Panel

53 FUME HOOD PREP A272 20 A 1 1.2 0 1 20 A Spare 54

51 GLASS WASHER PREP A272 20 A 1 1.92 0 1 20 A Spare 52

49 RECEPTACLE PREP A272 20 A 1 0.36 0 1 20 A Spare 50

47 1.2 0 1 20 A Spare 48

45
RECEPTACLE SCIENCE LAB A275 20 A 2

1.2 0 1 20 A Spare 46

43 1.2 1.44 1 20 A APPLIANCE SCIENCE LAB A275 44

41
RECEPTACLE SCIENCE LAB A275 20 A 2

1.2 1.08 1 20 A RECEPTACLE SCIENCE LAB A275 42

39 1.2 0.18 1 20 A RECEPTACLE SCIENCE LAB A275 40

37
RECEPTACLE SCIENCE LAB A275 20 A 2

1.2 0.18 1 20 A RECEPTACLE SCIENCE LAB A275 38

35 1.2 0.54 1 20 A RECEPTACLE SCIENCE LAB A275 36

33
RECEPTACLE SCIENCE LAB A275 20 A 2

1.2 0.54 1 20 A RECEPTACLE SCIENCE LAB A275 34

31 1.2 1.2 32

29
RECEPTACLE SCIENCE LAB A275 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A275

30

27 1.2 1.2 28

25
RECEPTACLE SCIENCE LAB A275 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A275

26

23 1.2 1.2 24

21
RECEPTACLE SCIENCE LAB A275 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A275

22

19 1.2 1.2 20

17
RECEPTACLE SCIENCE LAB A275 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A275

18

15 1.2 1.2 16

13
RECEPTACLE SCIENCE LAB A275 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A275

14

11 1.2 1.2 12

9
RECEPTACLE SCIENCE LAB A275 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A275

10

7 1.2 1.2 8

5
RECEPTACLE SCIENCE LAB A275 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A275

6

3 1.2 1.2 4

1
RECEPTACLE SCIENCE LAB A275 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A275

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP22 Wires: 4

Mounting: Recessed Phases: 3

Location: PREP A272 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P22D New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 0 1 20 A Spare 50

47 Spare 20 A 1 0 0 1 20 A Spare 48

45 Spare 20 A 1 0 0 1 20 A Spare 46

43 Spare 20 A 1 0 0 1 20 A Spare 44

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0.9 1 20 A RECEPTACLE AP A201.2 38

35 Spare 20 A 1 0 0.9 1 20 A RECEPTACLE AP 84 36

33 Spare 20 A 1 0 0.18 1 20 A POWER AP A201 34

31 Spare 20 A 1 0 0.9 1 20 A RECEPTACLE AP A201 32

29 Spare 20 A 1 0 0.18 1 20 A RECEPTACLE CLASSROOM A202 30

27 Spare 20 A 1 0 0.18 1 20 A RECEPTACLE CLASSROOM A202 28

25 Spare 20 A 1 0 1.8 1 20 A RECEPTACLE CLASSROOM A202 26

23 RECEPTACLE CLASSROOM A204 20 A 1 1.92 0.72 1 20 A RECEPTACLE CLASSROOM A202 24

21 COFFE MAKER AP A201 20 A 1 1.44 0.54 1 20 A RECEPTACLE CLASSROOM A202 22

19 RECEPTACLE SPED RESOURCE A209 20 A 1 0.18 0.18 1 20 A RECEPTACLE SPED INCLUSION A203 20

17 RECEPTACLE SPED RESOURCE A209 20 A 1 0.18 0.18 1 20 A RECEPTACLE SPED INCLUSION A203 18

15 RECEPTACLE SPED RESOURCE A209 20 A 1 1.62 1.8 1 20 A RECEPTACLE SPED INCLUSION A203 16

13 RECEPTACLE SPED RESOURCE A209 20 A 1 1.8 1.08 1 20 A RECEPTACLE SPED INCLUSION A203 14

11 RECEPTACLE SPED RESOURCE A209 20 A 1 0.54 0.54 1 20 A RECEPTACLE SPED INCLUSION A203 12

9 RECEPTACLE CLASSROOM A206 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A204 10

7 RECEPTACLE CLASSROOM A206 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A204 8

5 RECEPTACLE CLASSROOM A206 20 A 1 1.62 1.8 1 20 A RECEPTACLE CLASSROOM A204 6

3 RECEPTACLE CLASSROOM A206 20 A 1 0.72 0.72 1 20 A RECEPTACLE CLASSROOM A204 4

1 RECEPTACLE CLASSROOM A206 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A204 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP23 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A214 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P23A New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 RECEPTACLE MCAS / OFFICE A287 20 A 1 0.72 0 1 20 A Spare 32

29 RECEPTACLE MCAS / OFFICE A287 20 A 1 0.72 0 1 20 A Spare 30

27 RECEPTACLE TECHNICAL SERVICES A215 20 A 1 0.36 0 1 20 A Spare 28

25 RECEPTACLE TECHNICAL SERVICES A215 20 A 1 0.36 0 1 20 A Spare 26

23 RECEPTACLE TECHNICAL SERVICES A215 20 A 1 1.26 0.36 1 20 A RECEPTACLE S.E.L.C. A286 24

21 RECEPTACLE TECHNICAL SERVICES A215 20 A 1 1.08 0.36 1 20 A RECEPTACLE S.E.L.C. A286 22

19 RECEPTACLE PLANNING A211 20 A 1 0.72 0.36 1 20 A RECEPTACLE S.E.L.C. A286 20

17 RECEPTACLE PLANNING A211 20 A 1 0.72 0.36 1 20 A RECEPTACLE S.E.L.C. A286 18

15 RECEPTACLE PLANNING A211 20 A 1 0.54 0.36 1 20 A RECEPTACLE S.E.L.C. A286 16

13 MICROWAVE PLANNING A211 20 A 1 1.44 0.36 1 20 A RECEPTACLE S.E.L.C. A286 14

11 RECEPTACLE PLANNING A211 20 A 1 0.18 1.08 1 20 A RECEPTACLE S.E.L.C. A286 12

9 RECEPTACLE COMMON A205 20 A 1 1.26 1.08 1 20 A RECEPTACLE S.E.L.C. A286 10

7 RECEPTACLE COMMON A205 20 A 1 1.62 1.08 1 20 A RECEPTACLE S.E.L.C. A286 8

5 RECEPTACLE COMMON A205 20 A 1 0.36 1.08 1 20 A RECEPTACLE S.E.L.C. A286 6

3 RECEPTACLE COMMON A205 20 A 1 1.08 1.08 1 20 A RECEPTACLE S.E.L.C. A286 4

1 RECEPTACLE COMMON A205 20 A 1 0.54 1.08 1 20 A RECEPTACLE S.E.L.C. A286 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DP23 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A214 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P23B New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare (GFCI) 20 A 1 0 1.08 1 20 A RECEPTACLE SCIENCE LAB A207 50

47 Spare (GFCI) 20 A 1 0 0.54 1 20 A RECEPTACLE SCIENCE LAB A207 48

45 FUME HOOD PREP A208 20 A 1 1.2 1.44 1 20 A GOGGLE CABINET SCIENCE LAB A207 46

43 ICE MAKER PREP A208 20 A 1 0.84 0.18 1 20 A RECEPTACLE SCIENCE LAB A207 44

41 GLASS WASHER PREP A208 20 A 1 1.92 0.18 1 20 A RECEPTACLE SCIENCE LAB A207 42

39 RECEPTACLE PREP A208 20 A 1 0.54 0.18 1 20 A RECEPTACLE SCIENCE LAB A207 40

37 RECEPTACLE PREP A208 20 A 1 0.36 0.54 1 20 A RECEPTACLE SCIENCE LAB A207 38

35 1.2 1.2 36

33
RECEPTACLE SCIENCE LAB A207 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A207

34

31 1.2 1.2 32

29
RECEPTACLE SCIENCE LAB A207 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A207

30

27 1.2 1.2 28

25
RECEPTACLE SCIENCE LAB A207 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A207

26

23 1.2 1.2 24

21
RECEPTACLE SCIENCE LAB A207 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A207

22

19 1.2 1.2 20

17
RECEPTACLE SCIENCE LAB A207 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A207

18

15 1.2 1.2 16

13
RECEPTACLE SCIENCE LAB A207 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A207

14

11 1.2 1.2 12

9
RECEPTACLE SCIENCE LAB A207 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A207

10

7 1.2 1.2 8

5
RECEPTACLE SCIENCE LAB A207 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A207

6

3 1.2 1.2 4

1
RECEPTACLE SCIENCE LAB A207 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A207

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP23 Wires: 4

Mounting: Recessed Phases: 3

Location: PREP A208 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P23C New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 0 1 20 A Spare 50

47 Spare 20 A 1 0 0 1 20 A Spare 48

45 Spare 20 A 1 0 0 1 20 A Spare 46

43 SPEECH REINFORCEMENT SPEAKERS 20 A 1 2.7 0 1 20 A Spare 44

41 SPEECH REINFORCEMENT SPEAKERS 20 A 1 2.88 0 1 20 A Spare 42

39 RECEPTACLE CLASSROOM A249 20 A 1 0.18 0.18 1 20 A RECEPTACLE RESOURCE/ INCLUSION A241 40

37 RECEPTACLE CLASSROOM A249 20 A 1 0.18 0.18 1 20 A RECEPTACLE RESOURCE/ INCLUSION A241 38

35 RECEPTACLE CLASSROOM A249 20 A 1 1.8 1.8 1 20 A RECEPTACLE RESOURCE/ INCLUSION A241 36

33 RECEPTACLE CLASSROOM A249 20 A 1 0.72 1.8 1 20 A RECEPTACLE RESOURCE/ INCLUSION A241 34

31 RECEPTACLE CLASSROOM A249 20 A 1 0.54 0.54 1 20 A RECEPTACLE RESOURCE/ INCLUSION A241 32

29 RECEPTACLE CLASSROOM A248 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A242 30

27 RECEPTACLE CLASSROOM A248 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A242 28

25 RECEPTACLE CLASSROOM A248 20 A 1 1.8 1.8 1 20 A RECEPTACLE CLASSROOM A242 26

23 RECEPTACLE CLASSROOM A248 20 A 1 0.72 0.72 1 20 A RECEPTACLE CLASSROOM A242 24

21 RECEPTACLE CLASSROOM A248 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A242 22

19 RECEPTACLE CLASSROOM A247 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A243 20

17 RECEPTACLE CLASSROOM A247 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A243 18

15 RECEPTACLE CLASSROOM A247 20 A 1 1.8 1.8 1 20 A RECEPTACLE CLASSROOM A243 16

13 RECEPTACLE CLASSROOM A247 20 A 1 0.72 0.72 1 20 A RECEPTACLE CLASSROOM A243 14

11 RECEPTACLE CLASSROOM A247 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A243 12

9 RECEPTACLE CLASSROOM A246 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A244 10

7 RECEPTACLE CLASSROOM A246 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A244 8

5 RECEPTACLE CLASSROOM A246 20 A 1 1.62 1.8 1 20 A RECEPTACLE CLASSROOM A244 6

3 RECEPTACLE CLASSROOM A246 20 A 1 0.72 0.72 1 20 A RECEPTACLE CLASSROOM A244 4

1 RECEPTACLE CLASSROOM A246 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A244 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP21 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. A262 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P21A New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 0 1 20 A Spare 50

47 Spare 20 A 1 0 0.5 1 20 A POWER ELEC. A262 48

45 Spare 20 A 1 0 0.72 1 20 A RECEPTACLE STEP 2 A261 46

43 Spare 20 A 1 0 0.36 1 20 A RECEPTACLE STEP 2 A261 44

41 Spare 20 A 1 0 0.18 1 20 A RECEPTACLE STEP 2 A261 42

39 Spare 20 A 1 0 0.18 1 20 A RECEPTACLE STEP 2 A261 40

37 Spare 20 A 1 0 1.44 1 20 A RECEPTACLE STEP 2 A261 38

35 Spare 20 A 1 0 1.8 1 20 A RECEPTACLE STEP 2 A261 36

33 Spare 20 A 1 0 0.54 1 20 A RECEPTACLE STEP 2 A261 34

31 Spare 20 A 1 0 1.08 1 20 A RECEPTACLE COMPUTER A255 32

29 Spare (GFCI) 20 A 1 0 1.08 1 20 A RECEPTACLE COMPUTER A255 30

27 Spare (GFCI) 20 A 1 0 1.08 1 20 A RECEPTACLE COMPUTER A255 28

25 Spare 20 A 1 0 1.08 1 20 A RECEPTACLE COMPUTER A255 26

23 RECEPTACLE JAN. A264 20 A 1 0.18 0.36 1 20 A RECEPTACLE COMPUTER A255 24

21 RECEPTACLE JAN. A264 20 A 1 0.54 0.36 1 20 A RECEPTACLE COMPUTER A255 22

19 RECEPTACLE PLANNING A251 20 A 1 0.72 0.36 1 20 A RECEPTACLE COMPUTER A255 20

17 RECEPTACLE PLANNING A251 20 A 1 0.72 0.36 1 20 A RECEPTACLE COMPUTER A255 18

15 RECEPTACLE PLANNING A251 20 A 1 0.54 0.36 1 20 A RECEPTACLE COMPUTER A255 16

13 MICROWAVE PLANNING A251 20 A 1 1.44 0.36 1 20 A RECEPTACLE COMPUTER A255 14

11 RECEPTACLE PLANNING A251 20 A 1 0.18 0.36 1 20 A RECEPTACLE COMPUTER A255 12

9 RECEPTACLE COMMON A245 20 A 1 0.9 0.36 1 20 A RECEPTACLE COMPUTER A255 10

7 RECEPTACLE COMMON A245 20 A 1 1.26 0.18 1 20 A RECEPTACLE COMPUTER A255 8

5 RECEPTACLE COMMON A245 20 A 1 0.36 0.9 1 20 A RECEPTACLE COMPUTER A255 6

3 RECEPTACLE COMMON A245 20 A 1 1.08 1.08 1 20 A RECEPTACLE COMPUTER A255 4

1 RECEPTACLE COMMON A245 20 A 1 0.54 0.54 1 20 A RECEPTACLE COMPUTER A255 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP21 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. A262 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P21B New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 FUME HOOD PREP A269 20 A 1 1.2 0 1 20 A Spare 52

49 RECEPTACLE PREP A269 20 A 1 0.36 0 1 20 A Spare 50

47 1.2 0 1 20 A Spare 48

45
RECEPTACLE SCIENCE LAB A266 20 A 2

1.2 0 1 20 A Spare 46

43 1.2 1.44 1 20 A APPLIANCE SCIENCE LAB A266 44

41
RECEPTACLE SCIENCE LAB A266 20 A 2

1.2 1.08 1 20 A RECEPTACLE SCIENCE LAB A266 42

39 1.2 0.18 1 20 A RECEPTACLE SCIENCE LAB A266 40

37
RECEPTACLE SCIENCE LAB A266 20 A 2

1.2 0.18 1 20 A RECEPTACLE SCIENCE LAB A266 38

35 1.2 0.54 1 20 A RECEPTACLE SCIENCE LAB A266 36

33
RECEPTACLE SCIENCE LAB A266 20 A 2

1.2 0.54 1 20 A RECEPTACLE SCIENCE LAB A266 34

31 1.2 1.2 32

29
RECEPTACLE SCIENCE LAB A266 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A266

30

27 1.2 1.2 28

25
RECEPTACLE SCIENCE LAB A266 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A266

26

23 1.2 1.2 24

21
RECEPTACLE SCIENCE LAB A266 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A266

22

19 1.2 1.2 20

17
RECEPTACLE SCIENCE LAB A266 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A266

18

15 1.2 1.2 16

13
RECEPTACLE SCIENCE LAB A266 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A266

14

11 1.2 1.2 12

9
RECEPTACLE SCIENCE LAB A266 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A266

10

7 1.2 1.2 8

5
RECEPTACLE SCIENCE LAB A266 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A266

6

3 1.2 1.2 4

1
RECEPTACLE SCIENCE LAB A266 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A266

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP21 Wires: 4

Mounting: Recessed Phases: 3

Location: PREP A269 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P21C New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 POWER MEDIA CENTER B281 20 A 1 0.48 0 1 20 A Spare 50

47 RECEPTACLE MEDIA CENTER B281 20 A 1 0.18 0.18 1 20 A RECEPTACLE MEDIA CENTER B281 48

45 POWER MEDIA CENTER B281 20 A 1 2 46

43 RECEPTACLE COMPUTER B284 20 A 1 0.18 44

41 RECEPTACLE COMPUTER B284 20 A 1 1.08 0.18 1 20 A POWER MEDIA CENTER B281 42

39 RECEPTACLE COMPUTER B284 20 A 1 1.08 2 1 20 A POWER MEDIA CENTER B281 40

37 RECEPTACLE COMPUTER B284 20 A 1 1.08 0.72 1 20 A RECEPTACLE MEDIA CENTER B281 38

35 RECEPTACLE COMPUTER B284 20 A 1 1.08 2.16 1 20 A RECEPTACLE MEDIA CENTER B281 36

33 RECEPTACLE COMPUTER B284 20 A 1 1.08 2.16 1 20 A RECEPTACLE MEDIA CENTER B281 34

31 RECEPTACLE COMPUTER B284 20 A 1 0.36 1.08 1 20 A RECEPTACLE MEDIA CENTER B281 32

29 RECEPTACLE COMPUTER B284 20 A 1 0.36 1.08 1 20 A RECEPTACLE MEDIA CENTER B281 30

27 RECEPTACLE COMPUTER B284 20 A 1 0.36 2.16 1 20 A RECEPTACLE MEDIA CENTER B281 28

25 RECEPTACLE COMPUTER B284 20 A 1 0.36 2.16 1 20 A RECEPTACLE MEDIA CENTER B281 26

23 RECEPTACLE COMPUTER B284 20 A 1 0.36 2.16 1 20 A RECEPTACLE MEDIA CENTER B281 24

21 RECEPTACLE COMPUTER B284 20 A 1 0.36 2.16 1 20 A RECEPTACLE MEDIA CENTER B281 22

19 RECEPTACLE COMPUTER B284 20 A 1 0.36 2.16 1 20 A RECEPTACLE MEDIA CENTER B281 20

17 RECEPTACLE COMPUTER B284 20 A 1 0.36 2.16 1 20 A RECEPTACLE MEDIA CENTER B281 18

15 RECEPTACLE COMPUTER B284 20 A 1 0.72 1.08 1 20 A RECEPTACLE MEDIA CENTER B281 16

13 RECEPTACLE COMPUTER B284 20 A 1 1.08 1.8 1 20 A RECEPTACLE MEDIA CENTER B281 14

11 RECEPTACLE COMPUTER B284 20 A 1 0.54 0.54 1 20 A RECEPTACLE MEDIA CENTER B281 12

9 RECEPTACLE SMALL GROUP B283 20 A 1 1.08 1.08 1 20 A RECEPTACLE SMALL GROUP B282 10

7 RECEPTACLE SMALL GROUP B283 20 A 1 1.08 1.08 1 20 A RECEPTACLE SMALL GROUP B282 8

5 RECEPTACLE SMALL GROUP B283 20 A 1 1.44 1.44 1 20 A RECEPTACLE SMALL GROUP B282 6

3 RECEPTACLE SMALL GROUP B283 20 A 1 1.08 1.08 1 20 A RECEPTACLE SMALL GROUP B282 4

1 RECEPTACLE SMALL GROUP B283 20 A 1 0.54 0.54 1 20 A RECEPTACLE SMALL GROUP B282 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP23 Wires: 4

Mounting: Surface Phases: 3

Location: GUIDANCE STORAGE B292 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P23D New Panel
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Panel Schedules

53 APPLIANCE SCIENCE LAB A366 20 A 1 1.44 0 1 20 A Spare 54

51 FUME HOOD PREP A369 20 A 1 1.2 0 1 20 A Spare 52

49 RECEPTACLE PREP A369 20 A 1 0.36 0 1 20 A Spare 50

47 1.2 0 1 20 A Spare 48

45
RECEPTACLE SCIENCE LAB A366 20 A 2

1.2 0 1 20 A Spare 46

43 1.2 0 1 20 A Spare 44

41
RECEPTACLE SCIENCE LAB A366 20 A 2

1.2 1.08 1 20 A RECEPTACLE SCIENCE LAB A366 42

39 1.2 0.18 1 20 A RECEPTACLE SCIENCE LAB A366 40

37
RECEPTACLE SCIENCE LAB A366 20 A 2

1.2 0.18 1 20 A RECEPTACLE SCIENCE LAB A366 38

35 1.2 0.54 1 20 A RECEPTACLE SCIENCE LAB A366 36

33
RECEPTACLE SCIENCE LAB A366 20 A 2

1.2 0.54 1 20 A RECEPTACLE SCIENCE LAB A366 34

31 1.2 1.2 32

29
RECEPTACLE SCIENCE LAB A366 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A366

30

27 1.2 1.2 28

25
RECEPTACLE SCIENCE LAB A366 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A366

26

23 1.2 1.2 24

21
RECEPTACLE SCIENCE LAB A366 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A366

22

19 1.2 1.2 20

17
RECEPTACLE SCIENCE LAB A366 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A366

18

15 1.2 1.2 16

13
RECEPTACLE SCIENCE LAB A366 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A366

14

11 1.2 1.2 12

9
RECEPTACLE SCIENCE LAB A366 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A366

10

7 1.2 1.2 8

5
RECEPTACLE SCIENCE LAB A366 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A366

6

3 1.2 1.2 4

1
RECEPTACLE SCIENCE LAB A366 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A366

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP31 Wires: 4

Mounting: Recessed Phases: 3

Location: PREP A369 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P31C New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 1.44 1 20 A APPLIANCE SCIENCE LAB A370 50

47 1.2 0.36 1 20 A RECEPTACLE PREP A369 48

45
RECEPTACLE SCIENCE LAB A370 20 A 2

1.2 1.92 1 20 A GLASS WASHER PREP A369 46

43 1.2 1.2 1 20 A FUME HOOD SCIENCE LAB A370 44

41
RECEPTACLE SCIENCE LAB A370 20 A 2

1.2 1.08 1 20 A RECEPTACLE SCIENCE LAB A370 42

39 1.2 0.18 1 20 A RECEPTACLE SCIENCE LAB A370 40

37
RECEPTACLE SCIENCE LAB A370 20 A 2

1.2 0.18 1 20 A RECEPTACLE SCIENCE LAB A370 38

35 1.2 0.54 1 20 A RECEPTACLE SCIENCE LAB A370 36

33
RECEPTACLE SCIENCE LAB A370 20 A 2

1.2 0.54 1 20 A PROJECTOR SCIENCE LAB A370 34

31 1.2 1.2 32

29
RECEPTACLE SCIENCE LAB A370 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A370

30

27 1.2 1.2 28

25
RECEPTACLE SCIENCE LAB A370 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A370

26

23 1.2 1.2 24

21
RECEPTACLE SCIENCE LAB A370 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A370

22

19 1.2 1.2 20

17
RECEPTACLE SCIENCE LAB A370 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A370

18

15 1.2 1.2 16

13
RECEPTACLE SCIENCE LAB A370 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A370

14

11 1.2 1.2 12

9
RECEPTACLE SCIENCE LAB A370 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A370

10

7 1.2 1.2 8

5
RECEPTACLE SCIENCE LAB A370 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A370

6

3 1.2 1.2 4

1
RECEPTACLE SCIENCE LAB A370 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A370

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP31 Wires: 4

Mounting: Recessed Phases: 3

Location: PREP A369 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P31D New Panel

REVISIONS

No. Description Date

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 0 1 20 A Spare 50

47 Spare (GFCI) 20 A 1 0 0 1 20 A Spare 48

45 Spare (GFCI) 20 A 1 0 0 1 20 A Spare 46

43 POWER COMMON A325 20 A 1 2.4 0 1 20 A Spare 44

41 POWER CLASSROOM A326 20 A 1 2.4 0.18 1 20 A RECEPTACLE STEP 4 A322 42

39 RECEPTACLE RESOURCE/ INCLUSION A329 20 A 1 0.18 0.9 1 20 A POWER STOREROOM A321.3 40

37 RECEPTACLE RESOURCE/ INCLUSION A329 20 A 1 0.18 1.26 1 20 A POWER AP A321.2 38

35 RECEPTACLE RESOURCE/ INCLUSION A329 20 A 1 1.62 0.9 1 20 A POWER ADJ. COUNS. A321.1 36

33 RECEPTACLE RESOURCE/ INCLUSION A329 20 A 1 1.8 0.18 1 20 A POWER AP A321 34

31 RECEPTACLE RESOURCE/ INCLUSION A329 20 A 1 0.54 0.9 1 20 A RECEPTACLE AP A321 32

29 RECEPTACLE CLASSROOM A328 20 A 1 0.18 0.18 1 20 A RECEPTACLE STEP 4 A322 30

27 RECEPTACLE CLASSROOM A328 20 A 1 0.18 0.18 1 20 A RECEPTACLE STEP 4 A322 28

25 RECEPTACLE CLASSROOM A328 20 A 1 1.62 1.44 1 20 A POWER STEP 4 A322 26

23 RECEPTACLE CLASSROOM A328 20 A 1 0.72 1.8 1 20 A RECEPTACLE STEP 4 A322 24

21 RECEPTACLE CLASSROOM A328 20 A 1 0.54 0.54 1 20 A PROJECTOR HIGH STEP 4 A322 22

19 RECEPTACLE CLASSROOM A327 20 A 1 0.18 0.18 1 20 A RECEPTACLE SPED INCLUSION A323 20

17 RECEPTACLE CLASSROOM A327 20 A 1 0.18 0.18 1 20 A RECEPTACLE SPED INCLUSION A323 18

15 RECEPTACLE CLASSROOM A327 20 A 1 1.62 1.62 1 20 A POWER SPED INCLUSION A323 16

13 RECEPTACLE CLASSROOM A327 20 A 1 0.72 1.08 1 20 A RECEPTACLE SPED INCLUSION A323 14

11 RECEPTACLE CLASSROOM A327 20 A 1 0.54 0.54 1 20 A RECEPTACLE SPED INCLUSION A323 12

9 RECEPTACLE CLASSROOM A326 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A324 10

7 RECEPTACLE CLASSROOM A326 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A324 8

5 RECEPTACLE CLASSROOM A326 20 A 1 1.62 1.62 1 20 A POWER CLASSROOM A324 6

3 RECEPTACLE CLASSROOM A326 20 A 1 0.72 0.72 1 20 A RECEPTACLE CLASSROOM A324 4

1 RECEPTACLE CLASSROOM A326 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A324 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP32 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC A333 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P32A New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 FREEZER 20 A 1 1.44 0 1 20 A Spare 28

25 MICROWAVE 20 A 1 1.44 0 1 20 A Spare 26

23 RECEPTACLE PLANNING A335 20 A 1 0.36 0 1 20 A Spare 24

21 RECEPTACLE PLANNING A335 20 A 1 0.36 0 1 20 A Spare 22

19 RECEPTACLE PLANNING A331 20 A 1 0.72 0 1 20 A Spare 20

17 RECEPTACLE PLANNING A331 20 A 1 0.72 0 1 20 A Spare 18

15 RECEPTACLE PLANNING A331 20 A 1 0.54 0 1 20 A Spare 16

13 MICROWAVE PLANNING A331 20 A 1 1.44 0 1 20 A Spare 14

11 RECEPTACLE PLANNING A331 20 A 1 0.18 0 1 20 A Spare 12

9 RECEPTACLE CORRIDOR A320 20 A 1 1.44 0.36 1 20 A RECEPTACLE PLANNING A335 10

7 RECEPTACLE CORRIDOR A330 20 A 1 1.44 0.18 1 20 A RECEPTACLE PLANNING A335 8

5 RECEPTACLE COMMON A325 20 A 1 0.36 0.18 1 20 A RECEPTACLE PLANNING A335 6

3 RECEPTACLE COMMON A325 20 A 1 1.08 0.36 1 20 A RECEPTACLE PLANNING A335 4

1 RECEPTACLE COMMON A325 20 A 1 0.54 0.72 1 20 A RECEPTACLE PLANNING A335 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DP32 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC A333 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P32B New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 0 1 20 A Spare 50

47 1.2 1.44 1 20 A APPLIANCE SCIENCE LAB A371 48

45
RECEPTACLE SCIENCE LAB A371 20 A 2

1.2 0.36 1 20 A RECEPTACLE PREP A372 46

43 1.2 1.2 1 20 A FUME HOOD SCIENCE LAB A371 44

41
RECEPTACLE SCIENCE LAB A371 20 A 2

1.2 1.08 1 20 A RECEPTACLE SCIENCE LAB A371 42

39 1.2 0.18 1 20 A RECEPTACLE SCIENCE LAB A371 40

37
RECEPTACLE SCIENCE LAB A371 20 A 2

1.2 0.18 1 20 A RECEPTACLE SCIENCE LAB A371 38

35 1.2 0.54 1 20 A RECEPTACLE SCIENCE LAB A371 36

33
RECEPTACLE SCIENCE LAB A371 20 A 2

1.2 0.54 1 20 A RECEPTACLE SCIENCE LAB A371 34

31 1.2 1.2 32

29
RECEPTACLE SCIENCE LAB A371 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A371

30

27 1.2 1.2 28

25
RECEPTACLE SCIENCE LAB A371 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A371

26

23 1.2 1.2 24

21
RECEPTACLE SCIENCE LAB A371 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A371

22

19 1.2 1.2 20

17
RECEPTACLE SCIENCE LAB A371 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A371

18

15 1.2 1.2 16

13
RECEPTACLE SCIENCE LAB A371 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A371

14

11 1.2 1.2 12

9
RECEPTACLE SCIENCE LAB A371 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A371

10

7 1.2 1.2 8

5
RECEPTACLE SCIENCE LAB A371 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A371

6

3 1.2 1.2 4

1
RECEPTACLE SCIENCE LAB A371 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A371

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP32 Wires: 4

Mounting: Recessed Phases: 3

Location: PREP A372 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P32C New Panel

53 FUME HOOD SCIENCE LAB A375 20 A 1 1.2 0 1 20 A Spare 54

51 GLASS WASHER PREP A372 20 A 1 1.92 0 1 20 A Spare 52

49 RECEPTACLE PREP A372 20 A 1 0.36 0 1 20 A Spare 50

47 1.2 0 1 20 A Spare 48

45
RECEPTACLE SCIENCE LAB A375 20 A 2

1.2 0 1 20 A Spare 46

43 1.2 1.44 1 20 A APPLIANCE SCIENCE LAB A375 44

41
RECEPTACLE SCIENCE LAB A375 20 A 2

1.2 1.08 1 20 A RECEPTACLE SCIENCE LAB A375 42

39 1.2 0.18 1 20 A RECEPTACLE SCIENCE LAB A375 40

37
RECEPTACLE SCIENCE LAB A375 20 A 2

1.2 0.18 1 20 A RECEPTACLE SCIENCE LAB A375 38

35 1.2 0.54 1 20 A RECEPTACLE SCIENCE LAB A375 36

33
RECEPTACLE SCIENCE LAB A375 20 A 2

1.2 0.54 1 20 A RECEPTACLE SCIENCE LAB A375 34

31 1.2 1.2 32

29
RECEPTACLE SCIENCE LAB A375 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A375

30

27 1.2 1.2 28

25
RECEPTACLE SCIENCE LAB A375 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A375

26

23 1.2 1.2 24

21
RECEPTACLE SCIENCE LAB A375 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A375

22

19 1.2 1.2 20

17
RECEPTACLE SCIENCE LAB A375 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A375

18

15 1.2 1.2 16

13
RECEPTACLE SCIENCE LAB A375 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A375

14

11 1.2 1.2 12

9
RECEPTACLE SCIENCE LAB A375 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A375

10

7 1.2 1.2 8

5
RECEPTACLE SCIENCE LAB A375 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A375

6

3 1.2 1.2 4

1
RECEPTACLE SCIENCE LAB A375 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A375

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP32 Wires: 4

Mounting: Recessed Phases: 3

Location: PREP A372 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P32D New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 0 1 20 A Spare 50

47 Spare (GFCI) 20 A 1 0 0 1 20 A Spare 48

45 Spare (GFCI) 20 A 1 0 0 1 20 A Spare 46

43 Spare 20 A 1 0 0 1 20 A Spare 44

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0.9 1 20 A RECEPTACLE AP A301.2 38

35 Spare 20 A 1 0 0.9 1 20 A RECEPTACLE STEP CL. A301.1 36

33 APPLIANCE ROBOTICS A309 20 A 1 0 0.18 1 20 A POWER AP A301 34

31 APPLIANCE ROBOTICS A309 20 A 1 0 0.9 1 20 A RECEPTACLE AP A301 32

29 SPEECH REINFORCEMENT SPEAKERS 20 A 1 2.4 0.18 1 20 A RECEPTACLE CLASSROOM A302 30

27 SPEECH REINFORCEMENT SPEAKERS 20 A 1 2.4 0.18 1 20 A RECEPTACLE CLASSROOM A302 28

25 1.62 1 20 A RECEPTACLE CLASSROOM A302 26

23 COFFEE MAKER AP A301 20 A 1 1.44 0.72 1 20 A RECEPTACLE CLASSROOM A302 24

21 RECEPTACLE ROBOTICS A309 20 A 1 0.36 0.54 1 20 A RECEPTACLE CLASSROOM A302 22

19 RECEPTACLE ROBOTICS A309 20 A 1 0.18 0.18 1 20 A RECEPTACLE SPED INCLUSION A303 20

17 RECEPTACLE ROBOTICS A309 20 A 1 0.18 0.18 1 20 A RECEPTACLE SPED INCLUSION A303 18

15 RECEPTACLE ROBOTICS A309 20 A 1 1.44 1.62 1 20 A RECEPTACLE SPED INCLUSION A303 16

13 RECEPTACLE ROBOTICS A309 20 A 1 0.36 1.08 1 20 A RECEPTACLE SPED INCLUSION A303 14

11 RECEPTACLE ROBOTICS A309 20 A 1 0.54 0.54 1 20 A RECEPTACLE SPED INCLUSION A303 12

9 RECEPTACLE CLASSROOM A306 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A304 10

7 RECEPTACLE CLASSROOM A306 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A304 8

5 RECEPTACLE CLASSROOM A306 20 A 1 1.62 1.62 1 20 A RECEPTACLE CLASSROOM A304 6

3 RECEPTACLE CLASSROOM A306 20 A 1 0.72 0.72 1 20 A RECEPTACLE CLASSROOM A304 4

1 RECEPTACLE CLASSROOM A306 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A304 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP33 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A384 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P33A New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare (GFCI) 20 A 1 0 0 1 20 A Spare 38

35 Spare (GFCI) 20 A 1 0 0 1 20 A Spare 36

33 0.36 1 20 A RECEPTACLE ROBOTICS A309 34

31 RECEPTACLE ROBOTICS A309 20 A 1 0.36 1.08 1 20 A RECEPTACLE COMPUTER A315 32

29 POWER STEP CL. A301.1 20 A 1 0.18 1.08 1 20 A RECEPTACLE COMPUTER A315 30

27 RECEPTACLE VOC LEARNING CENTER A383 20 A 1 1.44 1.08 1 20 A RECEPTACLE COMPUTER A315 28

25 RECEPTACLE VOC LEARNING CENTER A383 20 A 1 1.44 1.08 1 20 A RECEPTACLE COMPUTER A315 26

23 RECEPTACLE VOC LEARNING CENTER A383 20 A 1 0.72 0.36 1 20 A RECEPTACLE COMPUTER A315 24

21 RECEPTACLE VOC LEARNING CENTER A383 20 A 1 0.54 0.36 1 20 A RECEPTACLE COMPUTER A315 22

19 RECEPTACLE PLANNING A311 20 A 1 0.72 0.36 1 20 A RECEPTACLE COMPUTER A315 20

17 RECEPTACLE PLANNING A311 20 A 1 0.72 0.36 1 20 A RECEPTACLE COMPUTER A315 18

15 POWER PLANNING A311 20 A 1 0.54 0.36 1 20 A RECEPTACLE COMPUTER A315 16

13 MICROWAVE PLANNING A311 20 A 1 1.44 0.36 1 20 A RECEPTACLE COMPUTER A315 14

11 RECEPTACLE PLANNING A311 20 A 1 0.18 0.36 1 20 A RECEPTACLE COMPUTER A315 12

9 RECEPTACLE CORRIDOR A300 20 A 1 1.08 0.36 1 20 A RECEPTACLE COMPUTER A315 10

7 RECEPTACLE CORRIDOR A310 20 A 1 1.44 0.18 1 20 A POWER COMPUTER A315 8

5 RECEPTACLE COMMON A305 20 A 1 0.36 0.72 1 20 A RECEPTACLE COMPUTER A315 6

3 RECEPTACLE COMMON A305 20 A 1 1.08 1.08 1 20 A RECEPTACLE COMPUTER A315 4

1 RECEPTACLE COMMON A305 20 A 1 0.54 0.54 1 20 A RECEPTACLE COMPUTER A315 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DP33 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC A384 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P33B New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 0 1 20 A Spare 50

47 Spare 20 A 1 0 0 1 20 A Spare 48

45 Spare 20 A 1 0 0 1 20 A Spare 46

43 Spare 20 A 1 0 0 1 20 A Spare 44

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0.36 1 20 A RECEPTACLE LARGE GROUP SEMINAR B286 40

37 Spare 20 A 1 0 0.18 1 20 A RECEPTACLE LARGE GROUP SEMINAR B286 38

35 Spare 20 A 1 0 0.36 1 20 A RECEPTACLE LARGE GROUP SEMINAR B286 36

33 RECEPTACLE GUIDANCE WAITING B296 20 A 1 1.08 0.36 1 20 A RECEPTACLE LARGE GROUP SEMINAR B286 34

31 RECEPTACLE LARGE GROUP SEMINAR B286 20 A 1 0.18 3.24 1 20 A RECEPTACLE LARGE GROUP SEMINAR B286 32

29 RECEPTACLE 20 A 1 0.18 3.24 1 20 A RECEPTACLE LARGE GROUP SEMINAR B286 30

27 RECEPTACLE LARGE GROUP SEMINAR B286 20 A 1 0.36 3.24 1 20 A RECEPTACLE LARGE GROUP SEMINAR B286 28

25 RECEPTACLE CORRIDOR B280 20 A 1 1.08 3.24 1 20 A RECEPTACLE LARGE GROUP SEMINAR B286 26

23 RECEPTACLE GUIDANCE OFFICE B287 20 A 1 0.9 3.24 1 20 A RECEPTACLE LARGE GROUP SEMINAR B286 24

21 RECEPTACLE GUIDANCE OFFICE B288 20 A 1 0.9 3.24 1 20 A RECEPTACLE LARGE GROUP SEMINAR B286 22

19 RECEPTACLE GUIDANCE OFFICE B289 20 A 1 0.9 3.24 1 20 A RECEPTACLE LARGE GROUP SEMINAR B286 20

17 RECEPTACLE GUIDANCE OFFICE B290 20 A 1 0.9 0.9 1 20 A RECEPTACLE LARGE GROUP SEMINAR B286 18

15 RECEPTACLE CONFERENCE B291 20 A 1 2.16 0.9 1 20 A RECEPTACLE LARGE GROUP SEMINAR B286 16

13 RECEPTACLE CONFERENCE B291 20 A 1 1.62 0.72 1 20 A RECEPTACLE LARGE GROUP SEMINAR B286 14

11 RECEPTACLE CONFERENCE B291 20 A 1 0.54 0.54 1 20 A RECEPTACLE LARGE GROUP SEMINAR B286 12

9 RECEPTACLE GUIDANCE OFFICE B293 20 A 1 0.9 0.9 1 20 A RECEPTACLE WORK/ STORAGE B285 10

7 RECEPTACLE GUIDANCE OFFICE B294 20 A 1 0.9 1.08 1 20 A RECEPTACLE CAREER CENTER B297 8

5 RECEPTACLE PSYCHOLOGIST OFFICE B295 20 A 1 0.9 1.62 1 20 A RECEPTACLE CAREER CENTER B297 6

3 RECEPTACLE GUIDANCE WAITING B296.1 20 A 1 1.44 0.72 1 20 A RECEPTACLE CAREER CENTER B297 4

1 RECEPTACLE GUIDANCE WAITING B296.1 20 A 1 1.08 0.54 1 20 A RECEPTACLE CAREER CENTER B297 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP23 Wires: 4

Mounting: Surface Phases: 3

Location: GUIDANCE STORAGE B292 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P23E New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 0 1 20 A Spare 50

47 Spare (GFCI) 20 A 1 0 0 1 20 A Spare 48

45 Spare (GFCI) 20 A 1 0 0 1 20 A Spare 46

43 SPEECH REINFORCEMENT SPEAKERS 20 A 1 1.8 0 1 20 A Spare 44

41 SPEECH REINFORCEMENT SPEAKERS 20 A 1 1.5 0 1 20 A Spare 42

39 RECEPTACLE CLASSROOM A349 20 A 1 0.18 0.18 1 20 A RECEPTACLE RESOURCE/ INCLUSION A341 40

37 RECEPTACLE CLASSROOM A349 20 A 1 0.18 0.18 1 20 A RECEPTACLE RESOURCE/ INCLUSION A341 38

35 RECEPTACLE CLASSROOM A349 20 A 1 1.62 1.62 1 20 A RECEPTACLE RESOURCE/ INCLUSION A341 36

33 RECEPTACLE CLASSROOM A349 20 A 1 0.72 1.8 1 20 A RECEPTACLE RESOURCE/ INCLUSION A341 34

31 RECEPTACLE CLASSROOM A349 20 A 1 0.54 0.54 1 20 A RECEPTACLE RESOURCE/ INCLUSION A341 32

29 RECEPTACLE CLASSROOM A348 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A342 30

27 RECEPTACLE CLASSROOM A348 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A342 28

25 RECEPTACLE CLASSROOM A348 20 A 1 1.62 1.62 1 20 A RECEPTACLE CLASSROOM A342 26

23 RECEPTACLE CLASSROOM A348 20 A 1 0.72 0.72 1 20 A RECEPTACLE CLASSROOM A342 24

21 RECEPTACLE CLASSROOM A348 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A342 22

19 RECEPTACLE CLASSROOM A347 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A343 20

17 RECEPTACLE CLASSROOM A347 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A343 18

15 RECEPTCLE CLASSROOM A347 20 A 1 1.62 1.62 1 20 A RECEPTACLE CLASSROOM A343 16

13 RECEPTACLE CLASSROOM A347 20 A 1 0.72 0.72 1 20 A RECEPTACLE CLASSROOM A343 14

11 RECEPTACLE CLASSROOM A347 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A343 12

9 RECEPTACLE CLASSROOM A346 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A344 10

7 RECEPTACLE CLASSROOM A346 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM A344 8

5 RECEPTACLE CLASSROOM A346 20 A 1 1.62 1.62 1 20 A RECEPTACLE CLASSROOM A344 6

3 RECEPTACLE CLASSROOM A346 20 A 1 0.72 0.72 1 20 A RECEPTACLE CLASSROOM A344 4

1 RECEPTACLE CLASSROOM A346 20 A 1 0.54 0.54 1 20 A RECEPTACLE CLASSROOM A344 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP31 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. A354 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P31A New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare (GFCI) 20 A 1 0 0 1 20 A Spare 24

21 Spare (GFCI) 20 A 1 0 0 1 20 A Spare 22

19 RECEPTACLE PLANNING A351 20 A 1 0.72 0.18 1 20 A RECEPTACLE JAN. A364 20

17 RECEPTACLE PLANNING A351 20 A 1 0.72 0.54 1 20 A RECEPTACLE JAN. A364 18

15 RECEPTACLE PLANNING A351 20 A 1 0.54 0.9 1 20 A RECEPTACLE STEP CL A362 16

13 MICROWAVE PLANNING A351 20 A 1 1.44 0.72 1 20 A RECEPTACLE STEP 3 A361 14

11 RECEPTACLE PLANNING A351 20 A 1 0.18 0.36 1 20 A RECEPTACLE STEP 3 A361 12

9 RECEPTACLE CORRIDOR A340 20 A 1 1.08 0.18 1 20 A RECEPTACLE STEP 3 A361 10

7 RECEPTACLE CORRIDOR A350 20 A 1 1.8 0.18 1 20 A RECEPTACLE STEP 3 A361 8

5 RECEPTACLE COMMON A345 20 A 1 0.36 1.26 1 20 A RECEPTACLE STEP 3 A361 6

3 RECEPTACLE COMMON A345 20 A 1 1.08 1.8 1 20 A RECEPTACLE STEP 3 A361 4

1 RECEPTACLE COMMON A345 20 A 1 0.54 0.54 1 20 A RECEPTACLE STEP 3 A361 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DP31 Wires: 4

Mounting: Surface Phases: 3

Location: ELEC. A354 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P31B New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 1.08 1 20 A RECEPTACLE SCIENCE LAB A307 50

47 Spare 20 A 1 0 0.54 1 20 A POWER SCIENCE LAB A307 48

45 FUME HOOD PREP A308 20 A 1 1.2 1.44 1 20 A GOGGLE CABINET SCIENCE LAB A307 46

43 ICE MAKER PREP A308 20 A 1 0.84 0.18 1 20 A RECEPTACLE SCIENCE LAB A307 44

41 GLASS WASHER PREP A308 20 A 1 1.92 0.18 1 20 A RECEPTACLE SCIENCE LAB A307 42

39 RECEPTACLE PREP A308 20 A 1 0.54 0.18 1 20 A RECEPTACLE SCIENCE LAB A307 40

37 RECEPTACLE PREP A308 20 A 1 0.36 0.54 1 20 A RECEPTACLE SCIENCE LAB A307 38

35 1.2 1.2 36

33
RECEPTACLE SCIENCE LAB A307 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A307

34

31 1.2 1.2 32

29
RECEPTACLE SCIENCE LAB A307 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A307

30

27 1.2 1.2 28

25
RECEPTACLE SCIENCE LAB A307 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A307

26

23 1.2 1.2 24

21
RECEPTACLE SCIENCE LAB A307 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A307

22

19 1.2 1.2 20

17
RECEPTACLE SCIENCE LAB A307 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A307

18

15 1.2 1.2 16

13
RECEPTACLE SCIENCE LAB A307 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A307

14

11 1.2 1.2 12

9
RECEPTACLE SCIENCE LAB A307 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A307

10

7 1.2 1.2 8

5
RECEPTACLE SCIENCE LAB A307 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A307

6

3 1.2 1.2 4

1
RECEPTACLE SCIENCE LAB A307 20 A 2

1.2 1.2
2 20 A RECEPTACLE SCIENCE LAB A307

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DP33 Wires: 4

Mounting: Recessed Phases: 3

Location: PREP A308 Volts: 120/208 3PH Mains Rating: 125 A

Panel: P33C New Panel
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Panel Schedules

53 Spare 20 A 1 0 13.57 54

51 RECEPTACLE AUTO/DIESEL SHOP B023 20 A 1 0 14.23 52

49 RECEPTACLE AUTO/DIESEL SHOP B023 20 A 1 0 10.35

3 400 A FEED-THRU LUGS - PANEL PB2B

50

47 RECEPTACLE AUTO/DIESEL SHOP B023 20 A 1 0 0 1 20 A Spare 48

45 RECEPTACLE AUTO/DIESEL SHOP B023 20 A 1 0 0 1 20 A Spare 46

43 RECEPTACLE AUTO/DIESEL SHOP B023 20 A 1 0 0.16 44

41 RECEPTACLE AUTO/DIESEL SHOP B023 20 A 1 0 0.16 42

39 RECEPTACLE AUTO/DIESEL SHOP B023 20 A 1 0 0.16

3 100 A BUSWAY -  AUTO/DIESEL SHOP B023

40

37 RECEPTACLE AUTO/DIESEL SHOP B023 20 A 1 0 0.16 38

35 A.6 - AUTO/DIESEL SHOP B023 20 A 1 0 0.16 36

33 A.6a - AUTO/DIESEL SHOP B023 20 A 1 0.96 0.16

3 100 A BUSWAY -  AUTO/DIESEL SHOP B023

34

31 A.6a - AUTO/DIESEL SHOP B023 20 A 1 0.96 2.04 32

29 A.12a STORAGE B024 20 A 1 0.96 2.04
2 20 A S.8  CLASSROOM B022

30

27 A.12a STORAGE B024 20 A 1 0.96 0.83 28

25 A.12 STORAGE B024 20 A 1 0.96 0.83
2 20 A A.7 AUTO/DIESEL SHOP B023

26

23 A.12 STORAGE B024 20 A 1 0.96 0.83 24

21 A.7 - AUTO/DIESEL SHOP B023 20 A 1 0 0.83
2 20 A A.7  AUTO/DIESEL SHOP B023

22

19 APPLIANCE AUTO/DIESEL SHOP B023 20 A 1 0.96 0 1 20 A RECEPTACLE AUTO/DIESEL SHOP B023 20

17 APPLIANCE AUTO/DIESEL SHOP B023 20 A 1 0 0 1 20 A RECEPTACLE AUTO/DIESEL SHOP B023 18

15 RECEPTACLE 20 A 1 0 0 1 20 A RECEPTACLE AUTO/DIESEL SHOP B023 16

13 S.12 - AUTO/DIESEL SHOP B023 20 A 1 0.96 0 1 20 A RECEPTACLE AUTO/DIESEL SHOP B023 14

11 APPLIANCE AUTO/DIESEL SHOP B023 20 A 1 0 0 1 20 A RECEPTACLE 12

9 A.14 - AUTO/DIESEL SHOP B023 20 A 1 0.96 0.96 1 20 A S.11 - AUTO/DIESEL SHOP B023 10

7 A.8 - AUTO/DIESEL SHOP B023 20 A 1 0.96 0.96 1 20 A A.5 - BRAKE LATHE AUTO/DIESEL SHOP B023 8

5 A.5   AUTO/DIESEL SHOP B023 20 A 1 0.96 0.96 1 20 A A.14 - AUTO/DIESEL SHOP B023 6

3 A.14 - AUTO/DIESEL SHOP B023 20 A 1 0.96 0 1 20 A A.8 - AUTO/DIESEL SHOP B023 4

1 A.13 - AUTO/DIESEL SHOP B023 20 A 1 0.96 0.18 1 20 A APPLIANCE AUTO/DIESEL SHOP B023 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DPB Wires: 4

Mounting: Surface Phases: 3

Location: AUTO/DIESEL SHOP B023 Volts: 120/208 3PH Mains Rating: 400 A

Panel: PB2A New Panel

53 Spare 20 A 1 0 0.27 54

51 Spare 20 A 1 0 0.27 52

49 Spare 20 A 1 0 0.27

3 100 A BUSWAY -  AUTO/DIESEL SHOP B023

50

47 Spare 20 A 1 0 3.12 48

45 Spare 20 A 1 0 3.12
2 50 A S.4 - AUTO/DIESEL SHOP B023

46

43 Spare 20 A 1 0 3.12 44

41 POWER FOR HAND DRYER 20 A 1 1.3 3.12
2 50 A S.4 - AUTO/DIESEL SHOP B023

42

39 POWER FOR HAND DRYER 20 A 1 1.3 3.12 40

37 3.12
2 50 A S.4 - AUTO/DIESEL SHOP B023

38

35 RECEPTACLE (GFCI) B032 20 A 1 0.18 3.12 36

33 RECEPTACLE (GFCI) B032 20 A 1 0.18 3.12
2 50 A S.4 - AUTO/DIESEL SHOP B023

34

31 1.2 1 20 A DRINKING FOUNTAIN B023 (GFCI) 32

29 RECEPTACLE AUTO/DIESEL SHOP B023 20 A 1 0 0 1 20 A APPLIANCE AUTO/DIESEL SHOP B023 30

27 RECEPTACLE STORAGE B036 20 A 1 0.18 0 1 20 A RECEPTACLE AUTO/DIESEL SHOP B023 28

25 0 1 20 A APPLIANCE AUTO/DIESEL SHOP B023 26

23 RECEPTACLE AUTO/DIESEL SHOP B023 20 A 1 0.54 0 1 20 A APPLIANCE AUTO/DIESEL SHOP B023 24

21 RECEPTACLE AUTO/DIESEL SHOP B023 20 A 1 0 0.96 1 20 A D.3 - AUTO/DIESEL SHOP B023 22

19 RECEPTACLE AUTO/DIESEL SHOP B023 20 A 1 0 0.84 1 20 A D.17 - AUTO/DIESEL SHOP B023 20

17 RECEPTACLE AUTO/DIESEL SHOP B023 20 A 1 0 0 1 20 A D.7 - AUTO/DIESEL SHOP B023 18

15 RECEPTACLE AUTO/DIESEL SHOP B023 20 A 1 0 0 1 20 A D.18 - AUTO/DIESEL SHOP B023 16

13 RECEPTACLE AUTO/DIESEL SHOP B023 20 A 1 0 0 1 20 A APPLIANCE AUTO/DIESEL SHOP B023 14

11 RECEPTACLE AUTO/DIESEL SHOP B023 20 A 1 0 0.96 1 20 A D.18 AUTO/DIESEL SHOP B023 12

9 0.96 1 20 A D.3 - AUTO/DIESEL SHOP B023 10

7 RECEPTACLE AUTO/DIESEL SHOP B023 20 A 1 0 0.96 1 20 A D.16 - AUTO/DIESEL SHOP B023 8

5 0.96 1 20 A D.10 - AUTO/DIESEL SHOP B023 6

3 RECEPTACLE Room B034, B032 20 A 1 0.18 0.84 1 20 A D.17 - AUTO/DIESEL SHOP B023 4

1 RECEPTACLE AUTO/DIESEL SHOP B023 20 A 1 0 0.84 1 20 A D.17 - AUTO/DIESEL SHOP B023 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: PB2A Wires: 4

Mounting: Surface Phases: 3

Location: AUTO/DIESEL SHOP B023 Volts: 120/208 3PH Mains Rating: 400 A

Panel: PB2B New Panel

REVISIONS

No. Description Date

53 Spare 20 A 1 0 7.92 54

51 Spare 20 A 1 0.18 7.2 52

49 Spare 20 A 1 0 7.78

3 225 A FEED-THRU LUGS - PANEL PB4B

50

47 DISHWASHER VOCATIONAL LEARN B059-1 20 A 1 0.18 3.57 48

45 RECEPTACLE VOCATIONAL LEARN B059-1 20 A 1 1.26 3.57
2 40 A STOVETOP

46

43 RECEPTACLE VOCATIONAL LEARN B059-1 20 A 1 0.18 2.5 44

41 RECEPTACLE SPED TLT. B053.2 20 A 1 0.36 2.5
2 30 A OVEN

42

39 RECEPTACLE VOCATIONAL LEARN B059-1 20 A 1 0.36 2.08 40

37 RECEPTACLE VOCATIONAL LEARN B059-1 20 A 1 0.18 2.08
2 30 A DRYER VOCATIONAL LEARN B059-1

38

35 RECEPTACLE VOCATIONAL LEARN B059-1 20 A 1 0.36 0.18 1 20 A RECEPTACLE LIFE SKILLS B051 36

33 POWER LIFE SKILLS B051 20 A 1 1.26 2.88 1 20 A SPEECH REINFORCEMENT SPEAKERS 34

31 RECEPTACLE VOCATIONAL LEARN B059-1 20 A 1 0.72 1.92 1 20 A SPEECH REINFORCEMENT SPEAKERS 32

29 RECEPTACLE VOCATIONAL LEARN B059-1 20 A 1 0.54 1.8 1 20 A WASHER VOCATIONAL LEARN B059-1 30

27 RECEPTACLE LIFE SKILLS B055 20 A 1 0.18 0.36 1 20 A RECEPTACLE VOC LEARN B059-1 28

25 RECEPTACLE LIFE SKILLS B055 20 A 1 0.18 0.54 1 20 A RECEPTACLE VOCATIONAL LEARNING... 26

23 RECEPTACLE LIFE SKILLS B055 20 A 1 0.18 0.18 1 20 A RECEPTACLE LIFE SKILLS B051 24

21 RECEPTACLE LIFE SKILLS B055 20 A 1 1.44 22

19 RECEPTACLE LIFE SKILLS B055 20 A 1 0.72 0.72 1 20 A RECEPTACLE LIFE SKILLS B051 20

17 PROJECTOR HIGH LIFE SKILLS B055 20 A 1 0.54 0.54 1 20 A PROJECTOR HIGH LIFE SKILLS B051 18

15 HOYER LIFT SPED TLT. B057.2 20 A 1 1.2 1.2 1 20 A HOYER LIFT SPED TLT. B053.2 16

13 RECEPTACLE TLT. B057.3 20 A 1 1.08 0.72 1 20 A RECEPTACLE SPED TLT. B053.2 14

11 RECEPTACLE LIFE SKILLS B058 20 A 1 0.18 0.18 1 20 A RECEPTACLE LIFE SKILLS B054 12

9 RECEPTACLE LIFE SKILLS B058 20 A 1 0.18 0.18 1 20 A RECEPTACLE LIFE SKILLS B054 10

7 RECEPTACLE LIFE SKILLS B058 20 A 1 0.18 0.18 1 20 A RECEPTACLE LIFE SKILLS B054 8

5 POWER LIFE SKILLS B058 20 A 1 1.26 1.44 1 20 A RECEPTACLE LIFE SKILLS B054 6

3 RECEPTACLE LIFE SKILLS B058 20 A 1 0.72 0.72 1 20 A RECEPTACLE LIFE SKILLS B054 4

1 PROJECTOR HIGH LIFE SKILLS B058 20 A 1 0.54 0.54 1 20 A PROJECTOR HIGH LIFE SKILLS B054 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DPB Wires: 4

Mounting: Surface Phases: 3

Location: ROTC DRILL B063 Volts: 120/208 3PH Mains Rating: 225 A

Panel: PB4A New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 0 1 20 A Spare 50

47 Spare 20 A 1 0 0 1 20 A Spare 48

45 Spare 20 A 1 0 0 1 20 A Spare 46

43 Spare 20 A 1 0 0 1 20 A Spare 44

41 Spare 20 A 1 0 0.18 1 20 A RECEPTACLE DISTRICT/ SHELTER STORAGE... 42

39 0.18 1 20 A RECEPTACLE DISTRICT/ SHELTER STORAGE... 40

37 HAND DRYER BOYS-1 B074-1 20 A 1 1.3 0.18 1 20 A RECEPTACLE DISTRICT/ SHELTER STORAGE... 38

35 HAND DRYER GIRLS B072 20 A 1 1.3 0.18 1 20 A RECEPTACLE DISTRICT/ SHELTER STORAGE... 36

33 RECEPTACLE OT/PT B076 20 A 1 0.18 0.72 1 20 A RECEPTACLE DISTRICT/ SHELTER  B070 34

31 RECEPTACLE OT/PT B076 20 A 1 0.18 1.44 1 20 A RECEPTACLE VESTIBULE B050.1 32

29 RECEPTACLE OT/PT B076 20 A 1 0.18 0.9 1 20 A RECEPTACLE UNIFORM FITTING-1 B066-1 30

27 RECEPTACLE OT/PT B076 20 A 1 1.26 0.9 1 20 A RECEPTACLE OFFICE B068 28

25 RECEPTACLE OT/PT B076 20 A 1 0.72 0.72 1 20 A RECEPTACLE OFFICE B067 26

23 RECEPTACLE OT/PT B076 20 A 1 0.54 0.5 1 20 A PROJECTOR SCREEN ROTC DRILL B063 24

21 RECEPTACLE OT/PT B071 20 A 1 0.18 0.36 1 20 A RECEPTACLE ROTC DRILL B063 22

19 RECEPTACLE OT/PT B071 20 A 1 0.18 0.36 1 20 A RECEPTACLE ROTC DRILL B063 20

17 RECEPTACLE OT/PT B071 20 A 1 0.18 0.36 1 20 A RECEPTACLE ROTC DRILL B063 18

15 RECEPTACLE OT/PT B071 20 A 1 1.08 0.36 1 20 A RECEPTACLE ROTC DRILL B063 16

13 RECEPTACLE OT/PT B071 20 A 1 0.72 0.36 1 20 A RECEPTACLE ROTC DRILL B063 14

11 RECEPTACLE OT/PT B071 20 A 1 0.54 0.36 1 20 A RECEPTACLE ROTC DRILL B063 12

9 RECEPTACLE AEROSPACE B064-1 20 A 1 0.18 0.36 1 20 A RECEPTACLE ROTC DRILL B063 10

7 RECEPTACLE AEROSPACE B064-1 20 A 1 0.18 0.36 1 20 A RECEPTACLE ROTC DRILL B063 8

5 RECEPTACLE AEROSPACE B064-1 20 A 1 1.26 1.44 1 20 A RECEPTACLE ROTC DRILL B063 6

3 RECEPTACLE AEROSPACE B064-1 20 A 1 0.72 0.72 1 20 A RECEPTACLE ROTC DRILL B063 4

1 RECEPTACLE AEROSPACE B064-1 20 A 1 0.54 0.54 1 20 A RECEPTACLE ROTC DRILL B063 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: PB4A Wires: 4

Mounting: Surface Phases: 3

Location: ROTC DRILL B063 Volts: 120/208 3PH Mains Rating: 225 A

Panel: PB4B New Panel

53 RECEPTACLE WEIGHT ROOM B135 20 A 1 0.54 0.5 1 20 A POWER MAIN LOBBY B100 54

51 RECEPTACLE WEIGHT ROOM B135 20 A 1 0.54 0.9 1 20 A CLOCKS ADMIN 52

49 RECEPTACLE WEIGHT ROOM B135 20 A 1 0.72 1.26 1 20 A RECEPTACLE EXAM B115.4 50

47 RECEPTACLE WEIGHT ROOM B135 20 A 1 0.54 0.18 1 20 A RECEPTACLE TRAINING B137 48

45 RECEPTACLE COMM. OFFICE & STORAGE... 20 A 1 0.9 0.18 1 20 A RECEPTACLE TRAINING B137 46

43 RECEPTACLE CORRIDOR B120 20 A 1 0.18 0.72 1 20 A POWER MED RM B115.1 44

41 RECEPTACLE CONF. B106 20 A 1 0.54 0.72 1 20 A RECEPTACLE EXAM B115.2 42

39 RECEPTACLE CONF. B106 20 A 1 0.18 0.18 1 20 A RECEPTACLE WAIT B115 40

37 RECEPTACLE CONF. B106 20 A 1 0.18 1.26 1 20 A RECEPTACLE TLT B119 38

35 RECEPTACLE CONF. B106 20 A 1 0.72 0.72 1 20 A RECEPTACLE EXAM B115.4 36

33 RECEPTACLE CONF. B107 20 A 1 0.72 0.72 1 20 A RECEPTACLE EXAM B120.1 34

31 RECEPTACLE CONF. B107 20 A 1 0.18 0.72 1 20 A RECEPTACLE EXAM B120.3 32

29 RECEPTACLE MAIL/COPY B109 20 A 1 0.18 0.36 1 20 A RECEPTACLE MULTI PURPOSE RM B128 30

27 RECEPTACLE MAIL/COPY B109 20 A 1 0.18 0.36 1 20 A RECEPTACLE MULTI PURPOSE RM B128 28

25 RECEPTACLE MAIL/COPY B109 20 A 1 0.18 0.18 1 20 A RECEPTACLE MULTI PURPOSE RM B128 26

23 RECEPTACLE MAIL/COPY B109 20 A 1 0.18 0.54 1 20 A RECEPTACLE MULTI PURPOSE RM B128 24

21 RECEPTACLE GEN OFFICE B101 20 A 1 0.54 1.08 1 20 A RECEPTACLE CORRIDOR B130 22

19 RECEPTACLE GEN OFFICE B101 20 A 1 0.18 1.08 1 20 A RECEPTACLE CORRIDOR B110 20

17 RECEPTACLE GEN OFFICE B101 20 A 1 0.18 1.08 1 20 A RECEPTACLE WAIT B115 18

15 RECEPTACLE WAIT B126 20 A 1 1.44 0.36 1 20 A RECEPTACLE WAIT B126 16

13 RECEPTACLE TRAINING B137 20 A 1 0.72 0.9 1 20 A RECEPTACLE CLIN B123 14

11 RECEPTACLE GEN OFFICE B101 20 A 1 0.54 0.9 1 20 A RECEPTACLE CLIN B122 12

9 RECEPTACLE CORRIDOR B113 20 A 1 1.26 0.9 1 20 A RECEPTACLE CLIN B121 10

7 RECEPTACLE IO CLERK OFFICE B111 20 A 1 0.9 0.72 1 20 A RECEPTACLE REST B118 8

5 RECEPTACLE GUIDANCE OFFICE B104 20 A 1 0.9 1.26 1 20 A RECEPTACLE NURSE B117 6

3 RECEPTACLE SRO OFFICE B103 20 A 1 0.9 0.18 1 20 A RECEPTACLE CLIN B116 4

1 RECEPTACLE PRINCIPAL B102 20 A 1 1.08 0.9 1 20 A RECEPTACLE CLIN B116 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DSP15 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC B112 Volts: 120/208 3PH Mains Rating: 125 A

Panel: PS15A New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 0 1 20 A Spare 50

47 Spare 20 A 1 0 0 1 20 A Spare 48

45 Spare 20 A 1 0 0 1 20 A Spare 46

43 Spare 20 A 1 0 0 1 20 A Spare 44

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 1.2 1 20 A RECEPTACLE GYMNASIUM-1 B139-1 38

35 0.18 1 20 A RECEPTACLE GYMNASIUM-1 B139-1 36

33 0.18 1 20 A RECEPTACLE GYMNASIUM-2 B139-2 34

31 0.36 1 20 A RECEPTACLE GYMNASIUM-1 B139-1 32

29 1.2 1 20 A RECEPTACLE GYMNASIUM-1 B139-1 30

27 0.9 1 20 A RECEPTACLE GYMNASIUM-1 B139-1 28

25 POWER FOR DOOR ACCESS CONTROL GEN... 20 A 1 0 1.2 1 20 A RECEPTACLE GYMNASIUM-1 B139-1 26

23 RECEPTACLE WEIGHT ROOM B135 20 A 1 0.18 0.54 1 20 A RECEPTACLE GYMNASIUM-1 B139-1 24

21 RECEPTACLE WEIGHT ROOM B135 20 A 1 0.18 0.18 1 20 A RECEPTACLE GYMNASIUM-1 B139-1 22

19 RECEPTACLE WEIGHT ROOM B135 20 A 1 0.18 0.5 1 20 A RECEPTACLE GYMNASIUM-2 B139-2 20

17 RECEPTACLE WEIGHT ROOM B135 20 A 1 0.18 0.5 1 20 A RECEPTACLE GYMNASIUM-2 B139-2 18

15 RECEPTACLE WEIGHT ROOM B135 20 A 1 0.18 0.5 1 20 A RECEPTACLE GYMNASIUM-2 B139-2 16

13 RECEPTACLE WEIGHT ROOM B135 20 A 1 0.18 0.5 1 20 A RECEPTACLE GYMNASIUM-2 B139-2 14

11 RECEPTACLE GEN OFFICE B101 20 A 1 0.18 0.5 1 20 A RECEPTACLE GYMNASIUM-2 B139-2 12

9 RECEPTACLE GEN OFFICE B101 20 A 1 0.18 0.5 1 20 A RECEPTACLE GYMNASIUM-2 B139-2 10

7 RECEPTACLE 20 A 1 0.18 0.5 1 20 A RECEPTACLE GYMNASIUM-2 B139-2 8

5 RECEPTACLE ART & MUSIC PLANNING B201 20 A 1 0.54 0.5 1 20 A RECEPTACLE GYMNASIUM-2 B139-2 6

3 RECEPTACLE TRAINING B137 20 A 1 1.08 0.18 1 20 A RECEPTACLE GYMNASIUM-2 B139-2 4

1 HAND DRYER FAMILY LOCKERS B144 20 A 1 0.5 0.18 1 20 A RECEPTACLE GYMNASIUM-1 B139-1 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DSP15 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC B112 Volts: 120/208 3PH Mains Rating: 125 A

Panel: PS15B New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 0 1 20 A Spare 50

47 Spare 20 A 1 0 0 1 20 A Spare 48

45 Spare 20 A 1 0 0 1 20 A Spare 46

43 POWER CLASSROOM B008 20 A 1 1.26 0 1 20 A Spare 44

41 RECEPTACLE STAIR #B3 SB3.0 20 A 1 0.36 0.18 1 20 A RECEPTACLE ELEV. 2 B.0 42

39 RECEPTACLE KITCHEN B011.1 20 A 1 0.36 0.18 1 20 A RECEPTACLE MACH B004B 40

37 SCOREBOARD 20 A 1 0 2.08 38

35 RECEPTACLE - GROUNDBOX 20 A 1 0 2.08
2 30 A DRYER B011.1

36

33 RECEPTACLE - GROUNDBOX 20 A 1 0 0.96 1 20 A WASHER B011.1 34

31 RECEPTACLE - GROUNDBOX 20 A 1 0 1.2 32

29 RECEPTACLE TLT B005 20 A 1 0.72 1.2 30

27 RECEPTACLE BUSINESS OFFICE B013 20 A 1 0.9 1.2

3 20 A OC-OHB5

28

25 RECEPTACLE STORAGE 741 20 A 1 2.7 0.36 1 20 A RECEPTACLE ANDY'S ATTIC B011 26

23 REFRIGERATOR 20 A 1 1.44 0 1 20 A DOOR CONTROL STAIR #B3 SB3.0 24

21 POWER RELATED CLASSROOM B021 20 A 1 0 0.48 1 20 A Lighting 22

19 CLOCKS - GROUND FLOOR 20 A 1 0.72 0.18 1 20 A RECEPTACLE CLASSROOM B009 20

17 POWER ANDY'S ATTIC-1 B011-1 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM B009 18

15 RECEPTACLE ANDY'S ATTIC-1 B011-1 20 A 1 0.36 1.44 1 20 A POWER CLASSROOM B009 16

13 RECEPTACLE ANDY'S ATTIC-1 B011-1 20 A 1 0.36 0.72 1 20 A RECEPTACLE CLASSROOM B009 14

11 RECEPTACLE ANDY'S ATTIC-1 B011-1 20 A 1 0.18 0.54 1 20 A PROJECTOR HIGH CLASSROOM B009 12

9 RECEPTACLE ANDY'S ATTIC-1 B011-1 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM B008 10

7 RECEPTACLE ANDY'S ATTIC-1 B011-1 20 A 1 0.18 0.18 1 20 A RECEPTACLE CLASSROOM B008 8

5 POWER ANDY'S ATTIC-1 B011-1 20 A 1 0.9 1.44 1 20 A POWER CLASSROOM B008 6

3 RECEPTACLE ANDY'S ATTIC-1 B011-1 20 A 1 0.18 0.72 1 20 A RECEPTACLE CLASSROOM B008 4

1 POWER ANDY'S ATTIC-1 B011-1 20 A 1 0.72 0.54 1 20 A RECEPTACLE CLASSROOM B008 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: SDP1 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC B006 Volts: 120/208 3PH Mains Rating: 125 A

Panel: PSB1A New Panel

53 15.13 54

51 15.41 52

49 17.04

3 225 A FEED-THRU LUGS - PANEL PB3B

50

47 RECEPTACLE EARLY CHILDHOOD ED. B044 20 A 1 1.44 0 1 20 A Spare 48

45 RECEPTACLE EARLY CHILDHOOD ED. B044 20 A 1 0.9 0 1 20 A Spare 46

43 RECEPTACLE EARLY CHILDHOOD ED. B044 20 A 1 0.18 0 1 20 A Spare 44

41 RECEPTACLE EARLY CHILDHOOD ED. B044 20 A 1 0.18 0 1 20 A Spare 42

39 RECEPTACLE EARLY CHILDHOOD ED. B044 20 A 1 0.54 0 1 20 A Spare 40

37 CLOCKS PRE-K 20 A 1 1.44 0 1 20 A Spare 38

35 CLOCKS PRE-K 20 A 1 1.44 2.4 1 30 A STACKED WASHER CL B045.2 36

33 RECEPTACLE CORRIDOR B040 20 A 1 0.72 2.08 34

31 SPEECH REINFORCEMENT SPEAKERS 20 A 1 1.44 2.08
2 30 A STACKED DRYER CL B045.2

32

29 POWER B046, B047.1 20 A 1 0.72 2.5 30

27 REFRIGERATOR LIFE SKILLS PLANNING B048 20 A 1 1.44 2.5
2 30 A OVEN

28

25 MICROWAVE LIFE SKILLS PLANNING B048 20 A 1 0.18 3.54 26

23 RECEPTACLE LIFE SKILLS PLANNING B048 20 A 1 0.72 3.54
2 40 A STOVETOP

24

21 RECEPTACLE LIFE SKILLS PLANNING B048 20 A 1 0.18 0.96 1 20 A EXHAUST HOOD 22

19 RECEPTACLE LIFE SKILLS PLANNING B048 20 A 1 1.08 0.54 1 20 A RECEPTACLE PRE-K KITCHEN B045.1 20

17 RECEPTACLE SPED CONF. B049.4 20 A 1 0.54 2.1 1 20 A RECEPTACLE PRE-K KITCHEN B045.1 18

15 RECEPTACLE SPED CONF. B049.4 20 A 1 0.18 0.18 1 20 A RECEPTACLE PRE-K KITCHEN B045.1 16

13 RECEPTACLE SPED CONF. B049.4 20 A 1 0.54 0.36 1 20 A RECEPTACLE PRE-K KITCHEN B045.1 14

11 RECEPTACLE BCBA/ SPEECH B049.3 20 A 1 1.44 0.18 1 20 A RECEPTACLE PRE-K B047 12

9 RECEPTACLE PRE-K OFFICE B049.2 20 A 1 1.26 0.18 1 20 A RECEPTACLE PRE-K B047 10

7 POWER WAITING B049 20 A 1 0.9 0.18 1 20 A RECEPTACLE PRE-K B047 8

5 COPIER WAITING B049 20 A 1 0.18 1.62 1 20 A RECEPTACLE PRE-K B047 6

3 RECEPTACLE B000.1, B000.2, B049 20 A 1 0.72 0.72 1 20 A RECEPTACLE PRE-K B047 4

1 POWER FOR HAND DRYER PRE-K TOILETS... 20 A 1 1.3 0.54 1 20 A RECEPTACLE PRE-K B047 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: SDP1 Wires: 4

Mounting: Surface Phases: 3

Location: WAITING B049 Volts: 120/208 3PH Mains Rating: 225 A

Panel: PSB3A New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A DOOR CONTROL 52

49 Spare 20 A 1 0 1.92 1 20 A APPLIANCE DAYCARE KITCHEN B042.2 50

47 Spare 20 A 1 0 0.72 1 20 A RECEPTACLE CORRIDOR B140 48

45 3.95 1.26 1 20 A RECEPTACLE PE OFFICE B148 46

43
RANGE 50 A 2

3.95 0.36 1 20 A RECEPTACLE 44

41 2.08 1.44 1 20 A MICROWAVE 42

39
DRYER 30 A 2

2.08 0.54 1 20 A DAYCARE KITCHEN B042.2 40

37 2.08 0.72 1 20 A RECEPTACLE INSTR B028 38

35
DRYER 30 A 2

2.08 0.72 1 20 A RECEPTACLE DAYCARE KITCHEN B042.2 36

33 WASHER 20 A 1 0.96 0.72 1 20 A RECEPTACLE DAYCARE KITCHEN B042.2 34

31 WASHER 20 A 1 0.96 0.18 1 20 A RECEPTACLE TLT. B042.3 32

29 EXHAUST HOOD 20 A 1 0.96 1.3 1 20 A POWER FOR HAND DRYER TLT. B042.3 30

27 POWER DAY CARE TODDLER B043 20 A 1 1.44 0.18 1 20 A RECEPTACLE TLT B043.1 28

25 RECEPTACLE TLT B148.1 20 A 1 1.44 0.54 1 20 A RECEPTACLE DAY CARE TODDLER B043 26

23 RECEPTACLE PE OFFICE B148 20 A 1 1.8 0.36 1 20 A RECEPTACLE DAY CARE INFANT B042 24

21 RECEPTACLE DAY CARE TODDLER B043 20 A 1 0.36 0.54 1 20 A RECEPTACLE DAY CARE INFANT B042 22

19 RECEPTACLE TLT. B145.1 20 A 1 1.08 0.9 1 20 A VEST. B041 20

17 RECEPTACLE DAY CARE TODDLER B043 20 A 1 0.54 0.36 1 20 A RECEPTACLE DAYCARE OFFICE B041.1 18

15 RECEPTACLE GIRLS LOCKER ROOM B142 20 A 1 1.44 0.36 1 20 A RECEPTACLE DAYCARE OFFICE B041.1 16

13 POWER DAY CARE INFANT B042 20 A 1 0.9 0.54 1 20 A POWER DAYCARE OFFICE B041.1 14

11 RECEPTACLE PRE-K B045 20 A 1 0.18 0.9 1 20 A POWER DAY CARE INFANT B042 12

9 RECEPTACLE PRE-K B045 20 A 1 0.18 0.18 1 20 A POWER TELCOM B040.1 10

7 RECEPTACLE PRE-K B045 20 A 1 0.18 0.25 8

5 RECEPTACLE PRE-K B045 20 A 1 1.44 0.25
2 30 A

RECEPTACLE L6-30R (208V-2P-30A) TELCOM
B040.2

6

3 RECEPTACLE PRE-K B045 20 A 1 0.72 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) TELCOM... 4

1 RECEPTACLE PRE-K B045 20 A 1 0.54 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) TELCOM... 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: PSB3A Wires: 4

Mounting: Surface Phases: 3

Location: WAITING B049 Volts: 120/208 3PH Mains Rating: 225 A

Panel: PSB3B New Panel

41 42

39 40

37 38

35 36

33 34

31 32

29 30

27 28

25 26

23 0 24

21 0 22

19

Spare 50 A 3

0 20

17 0 18

15 0 16

13

INV-14 20 A 3

0 14

11 0 12

9 0 10

7

INV-13 50 A 3

0 8

5 0 6

3 0 4

1

INV-12 50 A 3

0 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: PVB Wires: 4

Mounting: Recessed Phases: 3

Location: ELEC. B179.1 Volts: 480/277 3PH Mains Rating: 225 A

Panel: PV14 New Panel

53 Spare 20 A 1 0 0 1 20 A Spare 54

51 Spare 20 A 1 0 0 1 20 A Spare 52

49 Spare 20 A 1 0 0 1 20 A Spare 50

47 Spare 20 A 1 0 0 1 20 A Spare 48

45 Spare 20 A 1 0 0 1 20 A Spare 46

43 Spare 20 A 1 0 0 1 20 A Spare 44

41 RECEPTACLE STORAGE B024 20 A 1 0.18 0.18 1 20 A RECEPTACLE STORAGE B036 42

39 RECEPTACLE STORAGE B024 20 A 1 0.18 0.18 1 20 A RECEPTACLE STORAGE B036 40

37 RECEPTACLE STORAGE B024 20 A 1 0.18 0 1 20 A Spare 38

35 RECEPTACLE STORAGE B024 20 A 1 0.18 0 1 20 A Spare 36

33 RECEPTACLE STORAGE B029 20 A 1 0.18 0.18 1 20 A RECEPTACLE STORAGE B024 34

31 POLE MOUNTED SPEAKER 20 A 1 0 0.18 1 20 A RECEPTACLE STORAGE B029 32

29 RECEPTACLE STORAGE B036 20 A 1 0.18 0.18 1 20 A RECEPTACLE STORAGE B029 30

27 RECEPTACLE STORAGE B036 20 A 1 0.18 0.18 1 20 A RECEPTACLE STORAGE B029 28

25 RECEPTACLE STORAGE B036 20 A 1 0.18 0.18 1 20 A RECEPTACLE STORAGE B029 26

23 PV CANOPY MOUNTED CAMERA 20 A 1 0 0.9 1 20 A RECEPTACLE WELLNESS B037 24

21 RECEPTACLE CLIENT B027 20 A 1 0.72 0 1 20 A Spare 22

19 RECEPTACLE CLIENT B027 20 A 1 0.18 0.18 1 20 A RECEPTACLE RELATED ROOM B022 (GFCI) 20

17 RECEPTACLE CLIENT B027 20 A 1 0.9 0.18 1 20 A RECEPTACLE RELATED ROOM B022 (GFCI) 18

15 POWER INSTR B025 20 A 1 0.9 1.26 1 20 A RECEPTACLE RELATED ROOM B022 (GFCI) 16

13 RECEPTACLE 20 A 1 0.9 0.72 1 20 A RECEPTACLE RELATED ROOM B022 (GFCI) 14

11 RECEPTACLE B034 20 A 1 0.54 0.54 1 20 A RECEPTACLE RELATED ROOM B022 (GFCI) 12

9 RECEPTACLE INSTR B035 20 A 1 0.9 0.18 1 20 A RECEPTACLE RELATED ROOM B021 (GFCI) 10

7 RECEPTACLE STORAGE B037.3 20 A 1 0.36 0.18 1 20 A RECEPTACLE RELATED ROOM B021 (GFCI) 8

5 RECEPTACLE WELLNESS B037 20 A 1 0.9 1.26 1 20 A RECEPTACLE RELATED ROOM B021 (GFCI) 6

3 RECEPTACLE WELLNESS B037 20 A 1 0.9 0.72 1 20 A RECEPTACLE RELATED ROOM B021 (GFCI) 4

1 0.54 1 20 A RECEPTACLE RELATED ROOM B021 (GFCI) 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DPB Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC B006 Volts: 120/208 3PH Mains Rating: 125 A

Panel: PB1 New Panel

53 Lighting 20 A 1 1.26 0 1 20 A Spare 54

51 Lighting Space B019 20 A 1 1.01 0 1 20 A Spare 52

49 KV-1 KILN B 20 A 1 0.72 0 1 20 A Spare 50

47 RECEPTACLE ART B202 20 A 1 1.44 0 1 20 A Spare 48

45 RECEPTACLE ART B202 20 A 1 0.18 0 1 20 A Spare 46

43 RECEPTACLE ART B202 20 A 1 0.18 0 1 20 A Spare 44

41 RECEPTACLE ART B202 20 A 1 0.54 0 1 20 A Spare 42

39 RECEPTACLE ART B202 20 A 1 0.18 0 1 20 A Spare 40

37 RECEPTACLE ART B202 20 A 1 0.18 0 1 20 A Spare 38

35 RECEPTACLE  ART B202 20 A 1 0.72 0 1 20 A Spare 36

33 RECEPTACLE ART B202 20 A 1 0.36 0 1 20 A Spare 34

31 RECEPTACLE ART B202 20 A 1 0.54 0.18 1 20 A RECEPTACLE ART B206 32

29 RECEPTACLE ART & MUSIC PLANNING B201 20 A 1 0.72 0.18 1 20 A RECEPTACLE ART B206 30

27 RECEPTACLE ART & MUSIC PLANNING B201 20 A 1 0.72 0.18 1 20 A RECEPTACLE ART B206 28

25 RECEPTACLE ART & MUSIC PLANNING B201 20 A 1 0.18 0.18 1 20 A RECEPTACLE ART B206 26

23 MICROWAVE B201 20 A 1 1.44 0.9 1 20 A RECEPTACLE ART B206 24

21 RECEPTACLE ART & MUSIC PLANNING B201 20 A 1 0.18 0.54 1 20 A RECEPTACLE ART B206 22

19 POWER ART & MUSIC PLANNING B201 20 A 1 0.9 0.36 1 20 A RECEPTACLE ART B206 20

17 RECEPTACLE CORRIDOR B210 20 A 1 1.26 0.54 1 20 A RECEPTACLE ART B206 18

15 POWER MAIN LOBBY B100 20 A 1 0.5 0.18 1 20 A RECEPTACLE ART B204 16

13 POWER MAIN LOBBY B100 20 A 1 0.5 0.18 1 20 A RECEPTACLE ART B204 14

11 POWER MAIN LOBBY B100 20 A 1 0.5 0.18 1 20 A RECEPTACLE ART B204 12

9 POWER MAIN LOBBY B100 20 A 1 0.5 0.18 1 20 A RECEPTACLE ART B204 10

7 RECEPTACLE 20 A 1 0.36 0.9 1 20 A RECEPTACLE ART B204 8

5 RECEPTACLE ART & MUSIC PLANNING B201 20 A 1 0.9 0.72 1 20 A RECEPTACLE ART B204 6

3 REFRIGERATOR ART & MUSIC PLANNING B201 20 A 1 1.44 0.36 1 20 A RECEPTACLE ART B204 4

1 RECEPTACLE GYMNASIUM-1 B139-1 20 A 1 0.36 0.54 1 20 A RECEPTACLE ART B204 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: DSP15 Wires: 4

Mounting: Surface Phases: 3

Location: ART STOR B204B Volts: 120/208 3PH Mains Rating: 125 A

Panel: PS25 New Panel
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CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: MDP1 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC B006 Volts: 480/277 3PH Mains Rating: 1200 A

Panel: PVB New Panel

29 0 0 30

27 0 0 28

25

Spare 20 A 3

0 0

3 20 A Space

26

23 0 0 24

21 0 0 22

19

Spare 20 A 3

0 0

3 20 A Space

20

17 9.4 0 18

15 6.96 0 16

13

PSB1A 125 A 3

11.02 0

3 125 A Spare

14

11 1 33.94 12

9 0.93 27.97 10

7

TS15 125 A 3

3.59 31.34

3 200 A PSB3A/PSB3B

8

5 2.04 2.55 6

3 2.47 4.1 4

1

TSB1 125 A 3

4.23 3.77

3 125 A TS14

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: T-SDP1 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC B006 Volts: 120/208 3PH Mains Rating: 600 A

Panel: SDP1 New Panel

29 0 0 30

27 0 0 28

25

Spare 0 A 3

0 0

3 0 A Spare

26

23 0 0 24

21 0 0 22

19

Spare 0 A 3

0 0

3 0 A Spare

20

17 0 0 18

15 0 0 16

13

Spare 125 A 3

0 0

3 0 A Spare

14

11 2.54 1.17 12

9 0 2.56 10

7

HSP14 125 A 3

3.98 3.98

3 125 A HSPB1

8

5 14.13 6.14 6

3 14.09 8.36 4

1

HSPM 200 A 3

12.97 7.94

3 200 A HSPB3

2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: T-SDP2 Wires: 4

Mounting: Surface Phases: 3

Location: ELECTRIC B006 Volts: 120/208 3PH Mains Rating: 600 A

Panel: SDP2 New Panel

REVISIONS

No. Description Date

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0 1 20 A Spare 20

17 LIGHTING 20 A 1 0 0 1 20 A Spare 18

15 LIGHTING 20 A 1 0 0 1 20 A Spare 16

13 LIGHTING 20 A 1 0 0 1 20 A Spare 14

11 LIGHTING 20 A 1 0 0 1 20 A Spare 12

9 LIGHTING 20 A 1 0 0 1 20 A Spare 10

7 LIGHTING 20 A 1 0 0 1 20 A Spare 8

5 LIGHTING 20 A 1 0 3.4 6

3 LIGHTING 20 A 1 0 4.36 4

1 LIGHTING 20 A 1 0 1.38

3 175 A T-SPP

2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: SDL1 Wires: 4

Mounting: Recessed Phases: 3

Location: Volts: 480/277 3PH Mains Rating: 225 A

Panel: SLP New Panel

65 Spare 20 A 1 0 0 1 20 A Spare 66

63 Spare 20 A 1 0 0 1 20 A Spare 64

61 Spare 20 A 1 0 0 1 20 A Spare 62

59 Spare 20 A 1 0 0 1 20 A Spare 60

57 ILF-8 20 A 1 0.96 0 1 20 A ILF-8 58

55 ILF-7 20 A 1 0.48 0 1 20 A ILF-7 56

53 RECEPTACLE L5-30R (120V-1P-30A) SERVER... 30 A 1 0 0.4 54

51 RECEPTACLE L5-30R (120V-1P-30A) SERVER... 30 A 1 0 0.4 52

49 0 0.9

3 60 A SP2

50

47 RECEPTACLE L6-30R (208V-2P-30A) SERVER
ROOM A213

30 A 2
0 0 1 20 A POLE MOUNTED CAMERA  AND SPEAKER 48

45 POWER SERVER ROOM A213 20 A 1 0 0 1 20 A POLE MOUNTED CAMERAS AND SPEAKER 46

43 MOTORIZED DAMPER 20 A 1 0 0 1 20 A POLE MOUNTED CAMERA AND SPEAKER 44

41 MOTORIZED DAMPER 20 A 1 0 0 1 20 A POLE MOUNTED CAMERA AND SPEAKER 42

39 Spare 20 A 1 0 0 1 20 A POLE MOUNTED CAMERAS AND SPEAKER 40

37 HAND DRYER 20 A 1 0 0 1 20 A POLE MOUNTED CAMERAS AND SPEAKER 38

35 HAND DRYER 20 A 1 0 0 1 20 A BUILDING MOUNTED CAMERA 36

33 HAND DRYER 20 A 1 0 0 1 20 A BUILDING MOUNTED CAMERA 34

31 HAND DRYER 20 A 1 0 0 1 20 A AV RACK 32

29 RECEPTACLE 20 A 1 0 0 1 20 A AV RACK 30

27 RECEPTACLE 20 A 1 0 0 1 20 A AV RACK 28

25 RECEPTACLE 20 A 1 0 0 1 20 A AV RACK 26

23 RECEPTACLE 20 A 1 0 3 24

21 RECEPTACLE 20 A 1 0 3
2 40 A OSEWH-1

22

19 RECEPTACLE 20 A 1 0 0 1 20 A RECEPTACLE - GROUNDBOX 20

17 RECEPTACLE 20 A 1 0 0 1 20 A RECEPTACLE - GROUNDBOX 18

15 RECEPTACLE 20 A 1 0 0 1 20 A RECEPTACLE - GROUNDBOX 16

13 RECEPTACLE 20 A 1 0 0 1 20 A RECEPTACLE - GROUNDBOX 14

11 RECEPTACLE 20 A 1 0 0 1 20 A RECEPTACLE - GROUNDBOX 12

9 RECEPTACLE 20 A 1 0 0 1 20 A RECEPTACLE - GROUNDBOX 10

7 DOOR CONTROL 20 A 1 0 0 1 20 A RECEPTACLE - PRESS BOX 8

5 DOOR CONTROL 20 A 1 0 0 1 20 A RECEPTACLE - PRESS BOX 6

3 DOOR CONTROL 20 A 1 0 0 1 20 A RECEPTACLE - PRESS BOX 4

1 DOOR CONTROL 20 A 1 0 0 1 20 A RECEPTACLE - PRESS BOX 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: T-SP1 Wires: 4

Mounting: Surface Phases: 3

Location: Volts: 120/208 3PH Mains Rating: 150 A

Panel: SP1 New Panel

11 Spare 20 A 1 0 0 1 20 A Spare 12

9 Spare 20 A 1 0 0 1 20 A Spare 10

7 RECEPTACLE POWER 20 A 1 0.5 0 1 20 A Spare 8

5 RECEPTACLE POWER 20 A 1 0.4 0 1 20 A Spare 6

3 RECEPTACLE POWER 20 A 1 0.4 0 1 20 A Spare 4

1 RECEPTACLE POWER 20 A 1 0.4 0 1 20 A Spare 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: SP1 Wires: 4

Mounting: Surface Phases: 3

Location: Volts: 120/208 3PH Mains Rating: 60 A

Panel: SP2 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 POWER CORR. B160 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 DOOR CONTROL STAFF DINING B193 20 A 1 0 0 1 20 A Spare 34

31 DOOR CONTROL VESTIBULE B050.1 20 A 1 0 0 1 20 A Spare 32

29 DOOR CONTROL CORRIDOR B175.2 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0.11 24

21 POWER LIFE SKILLS B058 20 A 1 1.08 0.11
2 20 A FC-1B1 TELECOM B177

22

19 RECEPTACLE CUSTODIAN A185 20 A 1 0.18 0.18 1 20 A POWER TELCOM B177 20

17 CLOCKS - GROUND FLOOR 20 A 1 0.9 0.25 18

15 POWER AEROSPACE CLASSROOM-1 B064-1 20 A 1 0.72 0.25
2 30 A

RECEPTACLE L6-30R (208V-2P-30A) TELCOM
B177

16

13 RECEPTACLE THEATER CLASSROOM B168 20 A 1 0.18 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) TELCOM... 14

11 RECEPTACLE CHORUS-1 B153-1 20 A 1 0.18 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) TELCOM... 12

9 RECEPTACLE BAND B154 20 A 1 0.18 0.18 1 20 A POWER TELCOM B177 10

7 RECEPTACLE PIANO LAB B156 20 A 1 0.18 0.25 8

5 RECEPTACLE ENSEMBLE B158 20 A 1 0.36 0.25
2 30 A

RECEPTACLE L6-30R (208V-2P-30A) TELCOM
B177

6

3 RECEPTACLE PRACTICE B159 20 A 1 1.08 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) TELCOM... 4

1 RECEPTACLE TELCOM B177 20 A 1 1.8 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) TELCOM... 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: SDP1 Wires: 4

Mounting: Surface Phases: 3

Location: TELCOM B177 Volts: 120/208 3PH Mains Rating: 125 A

Panel: TS14 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 Spare 20 A 1 0 0 1 20 A Spare 30

27 Spare 20 A 1 0 0 1 20 A Spare 28

25 Spare 20 A 1 0 0 1 20 A Spare 26

23 Spare 20 A 1 0 0 1 20 A Spare 24

21 Spare 20 A 1 0 0 1 20 A Spare 22

19 Spare 20 A 1 0 0.18 1 20 A POWER TELCOM B112 20

17 Spare 20 A 1 0 0.25 18

15 Spare 20 A 1 0 0.25
2 30 A

RECEPTACLE L6-30R (208V-2P-30A) TELCOM
B133

16

13 Spare 20 A 1 0 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) TELCOM... 14

11 Spare 20 A 1 0 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) TELCOM... 12

9 DOOR CONTROL VESTIBULE B130.1 20 A 1 0 0.18 1 20 A POWER TELCOM B112 10

7 DOOR CONTROL VESTIBULE B100.1 20 A 1 0 0.25 8

5 POWER CORRIDOR B130 20 A 1 0 0.25
2 30 A

RECEPTACLE L6-30R (208V-2P-30A) TELCOM
B133

6

3 DOOR CONTROL VESTIBULE B100.1 20 A 1 0 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) TELCOM... 4

1 RECEPTACLE TELCOM B133 20 A 1 2.16 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) TELCOM... 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: SDP1 Wires: 4

Mounting: Recessed Phases: 3

Location: TELCOM B133 Volts: 120/208 3PH Mains Rating: 125 A

Panel: TS15 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 1.44 1 20 A RECEPTACLE DATA A262.1 32

29 Spare 20 A 1 0 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) DATA... 30

27 Spare 20 A 1 0 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) DATA... 28

25 Spare 20 A 1 0 0.25 26

23 Spare 20 A 1 0 0.25
2 30 A

RECEPTACLE L6-30R (208V-2P-30A) DATA
A262.1

24

21 Spare 20 A 1 0 0.18 1 20 A RECEPTACLE DATA A262.1 22

19 POWER CORRIDOR A260 20 A 1 1.2 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) DATA... 20

17 0.11 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) DATA... 18

15
FC-8A DATA  A262.1 20 A 2

0.11 0.25 16

13 CLOCKS - THIRD FLOOR 31 20 A 1 1.44 0.25
2 30 A

RECEPTACLE L6-30R (208V-2P-30A) DATA
A262.1

14

11 CLOCKS - THIRD FLOOR 31 20 A 1 1.08 0.18 1 20 A RECEPTACLE DATA A262.1 12

9 CLOCKS - SECOND FLOOR 21 20 A 1 1.08 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) DATA... 10

7 CLOCKS - SECOND FLOOR 21 20 A 1 1.26 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A)  DATA... 8

5 CLOCKS - FIRST FLOOR 11 20 A 1 0.72 0.25 6

3 CLOCKS - FIRST FLOOR 11 20 A 1 0.9 0.25
2 30 A

RECEPTACLE L6-30R (208V-2P-30A) DATA
A262.1

4

1 CLOCKS - FIRST FLOOR 11 20 A 1 0.9 0.18 1 20 A RECEPTACLE DATA A262.1 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DSTP Wires: 4

Mounting: Surface Phases: 3

Location: DATA A262.1 Volts: 120/208 3PH Mains Rating: 150 A

Panel: TS21 New Panel

41 Spare 20 A 1 0 0 1 20 A Spare 42

39 Spare 20 A 1 0 0 1 20 A Spare 40

37 Spare 20 A 1 0 0 1 20 A Spare 38

35 Spare 20 A 1 0 0 1 20 A Spare 36

33 Spare 20 A 1 0 0 1 20 A Spare 34

31 Spare 20 A 1 0 0 1 20 A Spare 32

29 Spare 20 A 1 0 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) DATA A234 30

27 DOOR CONTROL CORRIDOR A220 20 A 1 0 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) DATA A234 28

25 0.05 0.25 26

23
FC-12A 20 A 2

0.05 0.25
2 30 A RECEPTACLE L6-30R (208V-2P-30A) DATA A234

24

21 RECEPTACLE DATA A234 20 A 1 1.44 0.18 1 20 A POWER DATA A234 22

19 RECEPTACLE COMMON A225 20 A 1 0.18 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) DATA A234 20

17 POWER LANGUAGE LAB A135 20 A 1 0.18 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) DATA A234 18

15 POWER STEP 4-1 A322-1 20 A 1 1.62 0.25 16

13 RECEPTACLE PLANNING A231 20 A 1 0.18 0.25
2 30 A RECEPTACLE L6-30R (208V-2P-30A) DATA A234

14

11 POWER CLASSROOM A326 20 A 1 1.26 0.18 1 20 A POWER DATA A234 12

9 RECEPTACLE SCIENCE LAB A271 20 A 1 0.18 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) DATA A234 10

7 POWER CLASSROOM A222 20 A 1 1.44 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) DATA A234 8

5 CLOCKS - FIRST FLOOR 11 20 A 1 0.9 0.25 6

3 CLOCKS - FIRST FLOOR 11 20 A 1 0.9 0.25
2 30 A RECEPTACLE L6-30R (208V-2P-30A) DATA A234

4

1 CLOCKS - FIRST FLOOR 11 20 A 1 1.08 0.18 1 20 A POWER DATA A234 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DSTP Wires: 4

Mounting: Surface Phases: 3

Location: DATA A234 Volts: 120/208 3PH Mains Rating: 150 A

Panel: TS22 New Panel

41 0.05 0 1 20 A Spare 42

39
FC-11AB 20 A 2

0.05 0 1 20 A Spare 40

37 RECEPTACLE CONTROL BOOTH B272 20 A 1 0.18 0 1 20 A Spare 38

35 RECEPTACLE SERVER ROOM A213 20 A 1 0.18 0 1 20 A Spare 36

33 RECEPTACLE SERVER ROOM A213 20 A 1 0.36 0 1 20 A Spare 34

31 RECEPTACLE SERVER ROOM A213 20 A 1 0.36 0 1 20 A Spare 32

29 RECEPTACLE SERVER ROOM A213 20 A 1 0.36 0 1 20 A Spare 30

27 RECEPTACLE SERVER ROOM A213 20 A 1 0.36 0 1 20 A Spare 28

25 RECEPTACLE SERVER ROOM A213 20 A 1 1.44 0 1 20 A Spare 26

23 REFRIGERATOR PREP A308 20 A 1 1.44 0 1 20 A Spare 24

21 RECEPTACLE RELATED CLASSROOM B191 20 A 1 1.44 0.18 1 20 A RECEPTACLE 22

19 RECEPTACLE SERVER ROOM A213 20 A 1 0.36 0.18 1 20 A RECEPTACLE TABLE STORAGE B183 20

17 CLOCKS - THIRD FLOOR 33 20 A 1 1.44 0.18 1 20 A RECEPTACLE TABLE STORAGE B183 18

15 CLOCKS - THIRD FLOOR 33 20 A 1 1.08 0.54 1 20 A RECEPTACLE CAFETERIA-1 B181-1 16

13 CLOCKS - SECOND FLOOR MEDIA CENTER 20 A 1 0.72 0.18 1 20 A RECEPTACLE 14

11 CLOCKS - SECOND FLOOR OFFICES 20 A 1 1.62 0.9 1 20 A RECEPTACLE CAFETERIA-1 B181-1 12

9 CLOCKS - SECOND FLOOR... 20 A 1 1.08 0.18 1 20 A RECEPTACLE 10

7 CLOCKS - SECOND FLOOR 23 20 A 1 1.62 0 1 20 A POWER SERVER ROOM A213 8

5 CLOCKS - SECOND FLOOR 23 20 A 1 0.9 0 1 20 A DOOR CONTROL CORRIDOR-1 B170-1 6

3 CLOCKS - FIRST FLOOR 13 20 A 1 1.26 0.5 1 20 A POWER SERVER ROOM A213 4

1 CLOCKS - FIRST FLOOR 13 20 A 1 1.08 0.5 1 20 A POWER SERVER ROOM A213 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: TS23A Wires: 4

Mounting: Surface Phases: 3

Location: SERVER ROOM A213 Volts: 120/208 3PH Mains Rating: 200 A

Panel: TS23B New Panel

41 DOOR CONTROL VESTIBULE B001.1 20 A 1 0 0 1 20 A Spare 42

39 POWER TELCOM B003 20 A 1 0.18 0 1 20 A Spare 40

37 0.25 0 1 20 A Spare 38

35 RECEPTACLE L6-30R (208V-2P-30A) TELCOM
B003

30 A 2
0.25 0 1 20 A Spare 36

33 RECEPTACLE L5-30R (120V-1P-30A) TELCOM... 30 A 1 0.5 0 1 20 A Spare 34

31 RECEPTACLE L5-30R (120V-1P-30A) TELCOM... 30 A 1 0.5 0 1 20 A Spare 32

29 POWER TELCOM B003 20 A 1 0.18 0 1 20 A Spare 30

27 0.25 0 1 20 A Spare 28

25 RECEPTACLE L6-30R (208V-2P-30A) TELCOM
B003

30 A 2
0.25 0 1 20 A Spare 26

23 RECEPTACLE L5-30R (120V-1P-30A) TELCOM... 30 A 1 0.5 0 1 20 A Spare 24

21 RECEPTACLE L5-30R (120V-1P-30A) TELCOM... 30 A 1 0.5 0 1 20 A Spare 22

19 POWER TELCOM B003 20 A 1 0.18 0 1 20 A Spare 20

17 0.25 0 1 20 A Spare 18

15 RECEPTACLE L6-30R (208V-2P-30A)TELCOM
B003

30 A 2
0.25 0 1 20 A Spare 16

13 RECEPTACLE L5-30R (120V-1P-30A) TELCOM... 30 A 1 0.5 0 1 20 A DOOR CONTROL EXTERIOR B179 14

11 RECEPTACLE L5-30R (120V-1P-30A) TELCOM... 30 A 1 0.5 0 1 20 A DOOR CONTROL LOWER LOBBY B000 12

9 POWER TELCOM B003 20 A 1 0.18 0 1 20 A DOOR CONTROL CORRIDOR B040 10

7 0.25 0 1 20 A DOOR CONTROL VESTIBULE B001.1 8

5 RECEPTACLE L6-30R (208V-2P-30A) TELCOM
B003

30 A 2
0.25 0.11 6

3 RECEPTACLE L5-30R (120V-1P-30A) TELCOM... 30 A 1 0.5 0.11
2 20 A FC-1B2

4

1 RECEPTACLE L5-30R (120V-1P-30A) TELCOM... 30 A 1 0.5 1.8 1 20 A RECEPTACLE TELCOM B003 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: SDP1 Wires: 4

Mounting: Surface Phases: 3

Location: TELCOM B003 Volts: 120/208 3PH Mains Rating: 125 A

Panel: TSB1 New Panel

41 0 0 -- -- Space 42

39 0 0 -- -- Space 40

37

INV-7 50 A 3

0 0 -- -- Space 38

35 0 0 -- -- Space 36

33 0 0 -- -- Space 34

31

INV-6 50 A 3

0 0 -- -- Space 32

29 0 0 30

27 0 0 28

25

INV-5 50 A 3

0 0

3 50 A Spare

26

23 0 0 24

21 0 0 22

19

INV-4 50 A 3

0 0

3 30 A INV-11

20

17 0 0 18

15 0 0 16

13

INV-3 50 A 3

0 0

3 50 A INV-10

14

11 0 0 12

9 0 0 10

7

INV-2 50 A 3

0 0

3 50 A INV-9

8

5 0 0 6

3 0 0 4

1

INV-1 50 A 3

0 0

3 50 A INV-8

2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: PVB Wires: Not Computed

Mounting: Surface Phases: Not Computed

Location: ELEC A333 Volts: Mains Rating: 600 A

Panel: PV32 New Panel

OUTDOOR TOILET/STORAGE BUILDING - ROAD LEVEL

OUTDOOR STORAGE/TOILET BUILDING

41 42

39 40

37 38

35 36

33 34

31 32

29 30

27 28

25 26

23 0 24

21 0 22

19

Spare 50 A 3

0 20

17 0 0 18

15 0 0 16

13

INV-17 50 A 3

0 0

3 20 A INV-20

14

11 0 0 12

9 0 0 10

7

INV-16 50 A 3

0 0

3 50 A INV-19

8

5 0 0 6

3 0 0 4

1

INV-15 50 A 3

0 0

3 50 A INV-18

2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: PVB Wires: 4

Mounting: Recessed Phases: 3

Location: ELECTRIC B112 Volts: 480/277 3PH Mains Rating: 300 A

Panel: PV15 New Panel

41 Spare 20 A 1 0 7.07 42

39 RECEPTACLE L5-30R (120V-1P-30A) SERVER... 30 A 1 0.5 7.03 40

37 RECEPTACLE L5-30R (120V-1P-30A) SERVER... 30 A 1 0.5 6.62

3 200 A FEED THRU LUGS (TS23B)

38

35 0.25 0 1 20 A Spare 36

33 RECEPTACLE SERVER L6-30R (208V-2P-30A)
ROOM A213

30 A 2
0.25 0 1 20 A Spare 34

31 POWER SERVER ROOM A213 20 A 1 0.18 0 1 20 A Spare 32

29 RECEPTACLE L5-30R (120V-1P-30A) SERVER... 30 A 1 0.5 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) SERVER... 30

27 RECEPTACLE L5-30R (120V-1P-30A) SERVER... 30 A 1 0.5 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) SERVER... 28

25 0.25 0.25 26

23 RECEPTACLE L6-30R (208V-2P-30A) SERVER
ROOM A213

30 A 2
0.25 0.25

2 30 A
RECEPTACLE L6-30R (208V-2P-30A) SERVER
ROOM A213

24

21 POWER SERVER ROOM A213 20 A 1 0.18 0.18 1 20 A POWER SERVER ROOM A213 22

19 RECEPTACLE L5-30R (120V-1P-30A) SERVER... 30 A 1 0.5 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) SERVER... 20

17 RECEPTACLE L5-30R (120V-1P-30A) SERVER... 30 A 1 0.5 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) SERVER... 18

15 0.25 0.25 16

13 RECEPTACLE L6-30R (208V-2P-30A) SERVER
ROOM A213

30 A 2
0.25 0.25

2 30 A
RECEPTACLE L6-30R (208V-2P-30A) SERVER
ROOM A213

14

11 POWER SERVER ROOM A213 20 A 1 0.18 0.18 1 20 A POWER SERVER ROOM A213 12

9 RECEPTACLE L5-30R (120V-1P-30A) SERVER... 30 A 1 0.5 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) SERVER... 10

7 RECEPTACLE L5-30R (120V-1P-30A) SERVER... 30 A 1 0.5 0.5 1 30 A RECEPTACLE L5-30R (120V-1P-30A) SERVER... 8

5 0.25 0.25 6

3 RECEPTACLE L6-30R (208V-2P-30A) SERVER
ROOM A213

30 A 2
0.25 0.25

2 30 A
RECEPTACLE L6-30R (208V-2P-30A) SERVER
ROOM A213

4

1 POWER SERVER ROOM A213 20 A 1 0.18 0.18 1 20 A POWER SERVER ROOM A213 2

CKT Circuit Description Trip Poles A B C Poles Trip Circuit Description CKT

Notes:

Fed From: DSTP Wires: 4

Mounting: Surface Phases: 3

Location: SERVER ROOM A213 Volts: 120/208 3PH Mains Rating: 200 A

Panel: TS23A New Panel
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